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1. විධායක සාරාාංශය 

වයඹ පළාතේ කල්පිටිය  - ත ාත ාචතචෝතල්ප ප්රතේශතේ ිහිටුවා ඇති තෙගාතවාට් 900 ක ධාරිතාවයකින් 

යුේ ලංකා විදුලි බල ෙණ්ඩලයට අයේ ශ්රී ලංකාතේ ප්රථෙ සහ එකෙ ගල්ප අඟුරු තාප බලාගා ය ලක්වවිජය   

ගල්ප අඟුරු තාප බලාගා ය තේ. 2006 වර්ෂතේදී තෙගාතවාට් 300 කින් යුතු ප්රථෙ අදිය ද, 2010 වර්ෂතේදී 

තෙගාතවාට් 600 කින් යුේ තදව  අදිය ද ආ ම්භ ක   ලද අත  2011 හා 2014 වර්ෂයන්හි දී ිළිතවලින් 

ප්රථෙ හා තදව  අදිය  වලින් තෙගාතවාට් 900 ක්ව ජාතික විදුලි බල පේධතියට එකතු වී ඇත. ශ්රී ලංකාතේ 

වර්තො  විදුලි බල උේපාද ය සඳහා ශ්රී ලංකා විදුලි බල ෙණ්ඩලය යටතේ ප්රධා  බලාගා  26 ක (පුේගලික 

බලාගා  හැ ) දායකේවයක්ව හා මුළු උපතපාලවල්ප 247 ක්ව යටතේ 2017 වර්ෂතේදී නිෂ්පාද ය ක   ලද මුළු 

නිෂ්පාද ය ගිගාතවාට් පැය 14,671.2 ක්ව වූ අත  තෙෙ නිෂ්පාද ය සඳහා ලක්වවිජය බලාගා තේ දායකේවය 

සියයට 34.78 ක්ව විය. විදුලි බල නිෂ්පාද ය සඳහා තයාදා ගනු ලබ  ප්රධා  මූලාශ්ර ව  ජලය , ඉන්ධ  හා 

ගල්ප අඟුරු අතුරින්  ගල්ප අඟුරු ෙඟින් විදුලිය නිපදවීෙ තදව  අවෙ සාො ය ඒකක ිරිවැය සහිත මූලාශ්රය 

බව නිරීක්වෂණය විය.  

 

තෙෙ බලාගා තේ තෙතහයුම් කටයුතු හා එහි පාරිසරික බලපෑෙ හඳු ාගැනීෙ අ මුණු ක තග  තෙෙ 

වාර්තාව ිළිතයල ක   ලදී. 2015 වර්ෂතේදී  වයඹ පළාේ පරිස  අධිකාරිය විසින් ලක්වවිජය තාප බලාගා ය 

සඳහා ප්රථෙ පරිස  ආ ක්වෂණ බලපත්රය නිකුේ ක  තිබුණු අත  තම් සඳහා ෙධයෙ පරිස  අධිකාරිතේ ෙැදිහේ 

වීෙක්ව සිදු ක  ත ාතිබුණි. 2017/2018 වර්ෂය සඳහා බලපත්රය අළුේ කිරීෙ සඳහා බලාගා ය විසින් 2017 ජූනි 

14 දි  පළාේ පරිස  අධිකාරිය තවත අයදුම්පත ඉදිරිපේ ක  තිබුණද 2018 ෙැයි 10 දි  ව  විටේ පරිස  

ආ ක්වෂණ බලපත්රය නිකුේ ක  ත ාතිබුණි. පරිස  ආ ක්වෂණ බලපත්රය නිකුේ කිරීතම් අ මුණ සාක්වෂාේ 

ක  ගැනීෙ සඳහා බලාගා තේ තෙතහයුම් ක්රියාවලිය ි ළිබඳව පළාේ පරිස  අධිකාරිතේ අවධා ය ප්රොණවේ 

පරිදි තයාමු වී ත ාතිබීෙේ ඒ සඳහා වගකිව යුතු  අත කුේ ආයත  වල අකාර්යක්වෂෙතාවයේ තහ්තුතවන් 

අහිතක  පාරිසරික බලපෑම් ඇති වී තිබුණු බව නිරීක්වෂණය විය.  

 

ලක්වවිජය බලාගා ය ෙඟින් විදුලිය නිෂ්පාද  කාර්යයතේදී තයාදාගනු ලබ  ප්රධා  අමුද්රවය වූ ගල්ප අඟුරු වල 

පැවතිය යුතු ගුණේවය ත කත හි විතශ්ෂ අවධා යක්ව තයාමුක  ත ාතිබීෙ ද ඇති වී තිබූ පාරිසරික ගැටළු වලට 

ප්රධා  තහ්තුවක්ව වී තිබුණි. එතස්ෙ ගල්ප අඟුරු දහ තේදී  නිෂ්පාද ය ව  ියාස  අළු හා යටි අළු වශතයන් 

වූ අතුරු ඵල බැහැ  කිරීතම් ක්රෙතේදය වයාපෘති සැලැසුම් අදියතර්දී හඳු ාතග  තිබුණද එෙ ක්රියාවලිය 

ප්රොණවේ අයුරින් ක්රියාේෙක ත ාකිරීෙ තහ්තුතවන් පාරිසරික ගැටළු ඇති වීෙේ එෙ ගැටළු පාල ය සඳහා 

ක්රියාොර්ග ගැනීතම්දී බලාගා ය විසින් දැරිය යුතු ිරිවැය ඉහලයාෙක්ව සිදුව  බවේ නිරීක්වෂණය විය. 

පාරිසරික වශතයන් ගැටළුවක්ව වූ ියාස  අළු, අංග තේ තැන්පේ කිරීෙ තවනුවට කඩි ම් ක්රියාොර්ගයකින් 

අංග තයන් ඉවේ ක  හඳු ාගේ තව ේ නිෂ්පාද  සඳහා අමුද්රවයයක්ව වශතයන් තයදවීතම් අවශයතාවය 

නිරීක්වෂණය විය.  පළාේ පරිස  අධිකාරිය විසින් ප්රසිේධ ක   ලද සංස ණ වායු තේේව ිළිබඳ ප්රමිත වලට 

අනුකූලව බලාගා තේ තෙතහයුම් කටයුතු සිදුවන්තන්ද යන්  පළාේ පරිස  අධිකාරිය විසින් අඛණ්ඩව 

අධීක්වෂණය ක  ත ාතිබුණු බවද නිරීක්වෂණය විය.   
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ගල්ප අඟුරු දහ තේදී විතෙෝච ය ව  පරිස  තේවයන්ට හානික  වායූන් හා බැ  තලෝහ බැහැ  කිරීතම් 

ක්රියාවලිය, බලාගා තේ තෙතහයුම් ක්රියාකාරීේවය සඳහා උපතයෝගී ක ගන් ා මුහුදු ජලය ිරිපහදුතවන් පසු 

 ැවත මුහුදට බැහැ  කිරීතම් ක්රියාවලිය හා භූගත ජලය අඛණ්ඩව අධීක්වෂණය කිරීතම් අවශයතාවය 

විගණ තේදී නිරීක්වෂණය විය. තවද විතෙෝචක වායු සම්බන්ධතයන් විතෙෝචක වායු තගන්දගම් 

වියුක්වතකතේේ ියාස  අළු සම්බන්ධතයන් ස්ිති විදුේ අවක්වතෂ්පකතේේ කාර්යක්වෂෙතාවය අඛණ්ඩව 

අධීක්වෂණය කල යුතු බව නිරීක්වෂණය විය. බලාගා තේ  ඩේතු කටයුතු සැලැස්ෙකට අනුව සිදු කිරීෙ හා 

ගල්පඅඟුරු අංග තේ ඇති දූවිලි අංශු සුළඟ සෙඟ වයාප්ත වීෙ වැළැක්වවීෙ සඳහා ගල්ප අඟුරු අංග ය වටා දැ ට 

පවති  සුළං බාධකය පුළුල්ප කිරීෙේ, දැ ට අංග තේ තගාඩ ගසා ඇති අළු ගම්ො ය තදසට වයාප්ත වීෙ 

වැළැක්වවීෙ සඳහා අවශය ක්රියාොර්ග ගැනීෙේ සිදුකළ යුතුය. 

 

බලාගා තේ ක්රියාකා කම් තුළින් ධීව  ජ තාවට ව  බලපෑෙ අවෙ කිරීෙේ, මුහුදු පතුල සමීක්වෂණ කටයුතු 

සිදුකිරීෙ ෙඟින් ගල්ප අඟුරු තැන්පේ වී ඇති ප්රොණයේ, එෙ තැන්පේවීම් අවෙ කිරීෙ සඳහා අවශය ක්රියාොර්ග 

සැලැසුම් කිරීෙේ කළ යුතු තේ. තව ළ ඛාද ය අවෙ කිරීෙ හා තව ළ තී තේ ආ ක්වෂාවට අවශය ක්රියාොර්ග 

සිදු කළයුතු බව නිරීක්වෂණය තකත   අත  ඉහත සඳහන් සියළු ක්රියාොර්ග ගැනීතෙන් පාරිසරික හානිය අවෙ 

ක ගනිමින් පරිස  හිතකාමි කර්ොන්තයක්ව තලස හා ජාතික ආර්ිකයට එකතු කළ වටි ාකෙක්ව සහිත 

විදුලිබල නිෂ්පාද  කර්ොන්තයක්ව වශතයන් දායකේවයක්ව ලබාදීතම් හැකියාව ඇති බව නිරීක්වෂණය තකතර්.  
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2.  වාර්තාවේ පසුබිම හා ස්වභාවය  
 
වයඹ පළාතේ කල්පිටිය  - ත ාත ාචතචෝතල්ප ප්රතේශතේ ිහිටුවා ඇති තෙගාතවාට් 900 ක ධාරිතාවයකින් 

යුේ ලංකා විදුලි බල ෙණ්ඩලයට අයේ ශ්රී ලංකාතේ ප්රථෙ සහ එකෙ ගල්ප අඟුරු තාප බලාගා ය ලක්වවිජය   

ගල්ප අඟුරු තාප බලාගා ය තේ. 2006 වර්ෂතේදී තෙගාතවාට් 300 කින් යුතු ප්රථෙ අදිය ද, 2010 වර්ෂතේදී 

තෙගාතවාට් 600 කින් යුේ තදව  අදිය ද ආ ම්භ ක   ලද අත  2011 හා 2014 වර්ෂයන්හි දී ිළිතවලින් 

ප්රථෙ හා තදව  අදිය  වලින් තෙගාතවාට් 900 ක්ව ජාතික විදුලි බල පේධතියට එකතු වී ඇත. ශ්රී ලංකාතේ 

ප්රථෙ සහ එකෙ තාප බලාගා ය ව  ලක්වවිජය ගල්ප අඟුරු බලාගා ය ෙඟින් මුළු විදුලිබල උේපාද තයන් 

1/3 කට ආසන්  දායකේවයක්ව ලබා තදනු ලැබීෙේ එෙඟින් ඇතිව  ආර්ිකෙය, සාොජීය වටි ාකෙේ 

හඳු ාගැනීෙ වැදගේතේ. එෙ බලාගා ය ක්රියාේෙක කිරීතම්දී ඇතිව  පාරිසරික ගැටළු හා ඒවා වැලැක්වවීෙ 

සඳහා තග  ඇති ක්රියාොර්ග ද අ ාගතතේදී ක්රියාේෙක කිරීෙට අතප්ක්විත තයෝජ ා හා එහි ක්රියාකාරීේවය 

ිළිබඳ පාරිසරික විගණ  වාර්තාවක්ව ිළිතයල කිරීතම් අවශයතාවය ෙත තෙෙ වාර්තාව ිළිතයල ක   

ලදී.  

 

3. විෂය පථය 

ලක්වවිජය බලාගා තේ 2016, 2017 වර්ෂ වල හා 2018 ෙැයි 10 දි  දක්වවා තෙතහයුම් ක්රියාකාරීේවය, 

බලාගා තේ  ඩේතු කටයුතු හා වර්තො තේ මුහුණ දී ඇති පාරිසරික තේේවයන් ද තම් සම්බන්ධතයන් 

උ න්දුවක්ව දක්වව  පාර්ශවයන් විසින් නිකුේ ක   ලද පරීක්වෂණ හා සමීක්වෂණ වාර්තා පරීක්ෂා ක   ලදි. 
 

4. විෂය පථය සීමා කිරීම් 

තෙෙ වාර්තාතවන් තපන්නුම් ක  ඇති නිරීක්වෂණයන් ෙඟින් නිගෙ යන්ට එළඹීතම්දී ොතේ විෂය පථය 

ෙතු   දැක්වතව  සීො වලට යටේව තිබූ බව අවධා ණය ක නු ලැතේ. 

 

4.1. බලාගා ය විසින් මිලදී තග  ඇති ගල්ප අඟුරු තතාග හා අංග තේ අතු ා ඇති ියාස  අළු   හා යටි අළු  

සතයාප ය ත ාකිරීෙ තහ්තුතවන් ගල්ප අඟුරු අංග ය හා අළු අංග තේ ධාරිතාවයන් ි ළිබඳ නිශ්ිතව 

ප්රකාශ කල ත ාහැකි වීෙ.  

4.2. වර්තො තේදී බලාගා  පරිශ්රතේ පවති  පතසහි ගුණේවය සඳහා බලාගා ය ආ ම්භතේ සිට සිදු වූ 

තෙතහයුම් කටයුතු වල බලපෑෙ තක්වතස්රු කිරීෙ සිදුකල ත ාහැකි වීෙේ ශේද හා කම්ප  තුලින් 

අ ාගතතේ ඇතිවිය හැකි බලපෑෙ පුත ෝකථ ය කල ත ාහැකිවීෙ. 

4.3. ගල්ප අඟුරු බලාගා තේ ඉදිකිරීම්වලට අදාළ නිර්ොණ සැලැසුම් පරීක්වෂා ත ාකිරීෙ තහ්තුතවන් 

පාරිසරික ගැටළු වලට තහ්තු වූ සැලැසුම් දුර්වලතා හඳු ාගත ත ාහැකි වීෙ. 

4.4. ලංකා විදුලිබල ෙණ්ඩලය විසින් විදුලි උේපාද ය සඳහා තයාදා ගන් ා ජල විදුලි, ඉන්ධ , සුළං හා 

තපෞේගලික අංශයන්තගන් ලබා ගන් ා විදුලියට අදාල සියළු මූලාශ්ර වල කාර්යයසාධ ය  පරීක්වෂා  

ත ාකිරීෙ.  

4.5. විගණ  නිර්තේශ හා නිගෙ යන්ට එළඹීතම්දී වාර්තාතේ සඳහන් තව ේ පාර්ශවයන්තගන් ලබාගේ 

දේත හා තතා තුරුද පාදක ක  ගැනීෙ. 
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5. වාර්තාව පිළිවයල කිරීවම් ක්රමවේදය 

තෙෙ වාර්තාව ිළිතයල කිරීතම්දී පහත දැක්වතව  ක්රෙතේදයන් අනුගෙ ය ක   ලදි. 
5.1. වේඛන පරීක්ෂාව 

5.1.1. 1980 අංක 47 ද ණ ජාතික පාරිසරික ප ත.  

5.1.2. 1990 අංක 12 ද ණ වයඹ පළාේ පාරිසරික ප්රඥාප්තිය.  

5.1.3. ලංකා විදුලිබල ෙණ්ඩලය හා ලංකා ගල්ප අඟුරු සොගෙ අත  ඇති වූ 2017 සැප්තැම්බර් සිට    

2019 අතේල්ප දක්වවා ගල්ප අඟුරු සැපයීෙ සඳහා වූ ලංසු තල්පඛ .    

5.1.4. 2018 ජ වාරි 8 දි  ශ්රී ලංකා ෙහජ  උපතයෝගීතා තකාමිෂන් සභාව විසින් ඉදිරිපේ ක  තිබූ 

ලක්වවිජය ගල්ප අඟුරු බලාගා ය ෙඟින් සිදුව  පාරිසරික බලපෑම් හැකිතාක්ව අවෙ කිරීෙ සඳහා වූ 

ක්රියාේෙක සැලැසේ හා නිර්තේශ.  

5.1.5. ජාතික ජල සම්පේ පර්තේෂණ සහ සංවර්ධ  නිතයෝජිත ආයත ය විසින් ලබා දී තිබූ නිර්තේශ.       

5.1.6. ශ්රී ලංකා ප්රජාතාන්ික සොජවාදී ජ  ජතේ අතිවිතශ්ෂ ගැසට් පත්රය 2006 (තව ළ සං ක්වෂණ 

තදපාර්තතම්න්තුව).  

5.1.7. 2017 ොර්තු 16 දි ැති අංක 2010/23 ද ණ ජල සම්පේ ෙණ්ඩල නිතයෝග අති විතශ්ෂ ගැසට් 

පත්රය.  

5.1.8. වයඹ පළාේ පරිස  අධිකාරිය විසින් පවේවාතග  යනු ලබ  තල්පඛ . 
5.1.9. ලක්වවිජය ගල්ප අඟුරු බලාගා තේ විදුලිබල උේපාද  හා පර්තේෂණ දේත 2016, 2017 හා 

2018 ෙැයි 10 දි  දක්වවා. 
5.1.10. ලක්වවිජය ගල්ප අඟුරු බලාගා තේ කාර්යසාධ  වාර්තා. 
5.1.11. ලංකා විදුලිබල ෙණ්ඩලතේ කාර්යයසාධ  වාර්තා. 

5.1.12. ෙහජ  උපතයෝගීතා තකාමිෂන් සභාතේ නිර්තේශ. 

5.1.13. පාරිසරික ගැටළුවලට අදාළව නිකුේ ක  ඇති පුවේපේ වාර්තා හා තව ේ ආයත  වලින් 

නිකුේ ක   ලද වාර්තා. 
 

5.2  වවනත් පරීක්ෂාවන් 

5.2.1 ස්ථානීය පරීක්ෂාවන් - ලක්වවිජය බලාගා  පරිශ්රය. 
5.2.2  ා ක්වකල්පලිය, පනිඅඩිය ගම්ො  වැසියන් කිහිපතදත කු සෙඟ සිදු ක   ලද සම්මුඛ 

සාකචඡා. 
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6. ක්රියාවලිය හැඳින්ීම 

6.1.  වර්තො  ශ්රී ලංකාතේ විදුලිබල ඉල්පුෙ හා විදුලි උේපාද ය, ලක්වවිජය බලාගා ය ිළිබඳ හැඳින්වීෙ හා 

එහි පාරිසරික බලපෑෙ හඳු ා ගැනීෙ. 

6.2. ගල්ප අඟුරු වල පැවතිය යුතු ගුණාේෙකභාවයේ ගල්ප අඟුරු දහ තේ අතුරු ඵල හා සංස ණ වායු තේේව 

ප්රමිති පවේවාතග  යාෙ. 

6.3. බලාගා තේ සිසිල  පේධතිය සඳහා අවශය ජලය ලබාගැනීෙ, ිරිපහදුතවන් පසු ජලය මුහුදට බැහැ  

කිරීතම් ක්රියාවලිය හා භූගත ජලතේ වර්තො  තේේවය හඳු ාගැනීෙ. 

6.4. බලාගා තේ කාර්යයසාධ ය, තෙතහයුම් කාර්යයන් සඳහා බලාගා ය තාවකාලිකව  වතා දැමීෙට 

අදාල දේත විශ්තල්පෂණය. 

6.5. පාරිසරික ගැටළු වලක්වවා ගැනීෙට ක්රියාේෙක වැඩසටහන් වල වර්තො  තේේවයන්, පාරිසරික ගැටළු 

සම්බන්ධතයන් තතව  පාර්ශවීය අදහස ් දැක්වවීෙ හා ඒ සම්බන්ධව පුවේපේ වාර්තා වල තේේවය 

පැහැදිලි කිරීෙ.   

 

7. ක්රියාවලිය 

7.1. වර්තමානවේ ශ්රී ලාංකාවේ විදුලිබල ඉේුම හා විදුලිබල උත්පාදනය 

7.1.1. ශ්රී ලාංකාවේ විදුලි ඉේුම 

2002 වර්ෂතේ සිට 2016 වර්ෂය දක්වවා පසුගිය වර්ෂ 15 ක විදුලි ඉල්පුෙ සලකා බැලීතම්දී සාො ය 

වාර්ික වර්ධ ය සියයට 6 ක්ව බව නිරීක්වෂණය විය. 2015 වර්ෂතේදී ගිගා තවාට් පැය 11,786 ක්ව වූ 

විදුලි ඉල්පුෙ 2016 වර්ෂතේදී ගිගා තවාට් පැය  12,785 ක්ව විය. තවද 2018 වර්ෂතේ සිට 2022 වර්ෂය  

දක්වවා වූ ඉදිරි වර්ෂ 5 සඳහා පුත ෝකථ ය ක   ලද සාො ය ඉල්පුෙ සියයට 5.9 ක්ව වූ අත  2018 

වර්ෂතේ සිට 2042 වර්ෂය දක්වවා වූ ඉදිරි වර්ෂ 25 සඳහා සියයට 4.8 ක සාො ය වර්ධ  තේගයකින් 

යුතු ඉල්පුෙක්ව ඇති තේයැයි අතප්ක්වෂා තකතර්.                                                                                                                           

මූලාශ්රය -    [Generation Expansion plan -2017] ඇමුණුෙ - 01 

 

 

7.1.2. ශ්රී ලාංකාවේ වර්තමාන  විදුලි බල උත්පාදන මූලාශ්ර 

ශ්රී ලංකාතේ ප්රධා  විදුලි බල සැපයුම්කරු ලංකා විදුලි බල ෙණ්ඩලය තේ. 2017 වර්ෂය අවසා  

ව  විට මුළු උේපාද  ධාරිතාවය තෙගාතවාට් 4,087 ක්ව වූ අත  උප තපාළවල්ප 247 ක්ව ෙඟින් විදුලි 

බලය තබදාහැරීෙ සිදුක  තිබුණි. තවද තෙෙ උප තපාලවල්ප අතරින් බලාගා  26 ක අයිතිය හා 

ක්රියාකාරීේවය ලංකා විදුලිබල ෙණ්ඩලය යටතේ වූ අත  2017 වර්ෂතේ විදුලි බල උේපාද  දේත 

අනුව ශ්රී ලංකාව සතු බලාගා  සංඛයාව පහත පරිදි තේ.          (ඇමුණුෙ - 02)  
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වගු අාංක 01 - ශ්රී ලාංකාවේ විදුලිබල උත්පාදන බලාගාර - 2017  

 

විදුලි බලාගාර වර්ගය    විදුලි බලාගාර සාංඛයාව 

ජල විදුලි බලාගා  ( Hydro Power)    17 

තාප විදුලි බලාගා  ( Thermal )                                             8 

සුළං බලාගා                               1 

පුේගලික අයිතිය යටතේ 

තාප විදුලි බලාගා                                                  6 

සුළු පරිොණ අයිතිය 

අත කුේ                                                       215      

                            මූලාශ්රය - [CEB Statistical Digest 2017]      ඇමුණුෙ-02 

 

7.1.3. විදුලි බල උත්පාදනය සඳහා මූලාශ්ර දායකත්වය 

“අපතේ සා ධර්ෙයන්ට අනුගත තවමින් සෙසථ් ශ්රී ලංකාවට කාර්යක්වෂෙ සොතයෝජිත සහ 

සකසුරුවම් විදුලිය සැපයුෙක්ව සංවර්ධ ය ක  පවේවාතග  යාෙ” ය  මූලික තෙතහව  (ඇමුණුෙ 

- 03) යටතේ ආ ම්භ ක   ලද ලංකා විදුලි බල ෙණ්ඩලතේ සමුචිත විදුලි නිෂ්පාද ය සඳහා 

පසුගිය වර්ෂ 4 ක බලාගා  වල දායකේවය පහත පරිදි තේ.  

වගු අාංක 02- විදුලිබල උත්පාදනය සඳහා මූලාශ්ර දායකත්වය 2014-2017 

  විදුලි නිෂප්ාද ය (ගිගා තවාට් පැය) 
මුළු 

නිෂප්ාද ය 

විදුලි 

නිෂප්ාදනය  

සඳහා 

ලක්වවිජය 

බලාගාරවේ 

දායකත්වය 

%  

වර්ෂය 
ජල 

විදුලි 

(Hydro) 

ඉන්ධ  
ගල්ප 

අඟුරු(coal) 

ශුේධ 

පුේගලික 

දායකේවය 

(IPP 

thermal) 

සුළං 
සූර්ය 

බල 

(Solar) 

(ගිගා 

තවාට් 

පැය) 

   (oil) (wind)   

2014 3,632.0 1,696.0 3,202.0 3,825.0 2.1 - 12,357.1 25.91% 

2015 4,904.0 1,050.0 4,443.0 2,691.0 1.1 - 13,089.1 33.94% 

2016 3,481.0 2,297.0 5,047.0 3,322.0 2.1 - 14,149.1 35.67% 

2017 3,059.0 2,529.0 5,103.0 3,978.0 2.2 - 14,671.2 34.78% 

                           මූලාශ්රය - [CEB Statistical Digest 2014,2015,2016,2017] ඇමුණුෙ-04 
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රූප සටහන් අාංක 01- විවිධ මූලාශ්ර යටවත් විදුලිබල නිෂ්පාදනය 

 

 

7.1.4. විදුලි බල උත්පාදනවේ කාර්යක්වෂමතා මිණුම්  

විදුලි බල උේපාද තේ කාර්යක්වෂෙතාවය ෙැනීතම්දී තයාදා ගන් ා කාර්ය සාධ  දර්ශක කිහිපයක්ව 

පහත පරිදි තේ. 

i. බලාගා  සාධකය ( Plant Factor) 

ii. ක්රියාේෙක ව  බලාගා  සාධකය (Running Plant Factor) 

iii. ජ   ිරිවැය (Generation Cost) 

iv. සාො ය ඒකක ිරිවැය (Average Unit Cost) 

v. පවති  සාධකය (Availability Factor) 

 මූලාශ්රය - [Generation Performance in Sri Lanka – 2016 – PUCSL] ඇමුණුෙ - 05 

2016 වර්ෂය තුලදී තෙෙ කාර්යය සාධ  දර්ශක වලට අදාලව ප්රධා  බලාගා  කිහිපයක ප්රගතිය පහත පරිදි 

තේ. 
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විදුලි නිෂ්පාද ය (ගිගා තවාට් පැය)

ජල විදුලි (Hydro) ඉන්ධ   (oil)

ගල්ප අඟුරු(coal) ශුේධ පුේගලික දායකේවය (IPP thermal)

සුළං (wind) සූර්ය බල (Solar)
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වගු අාංක 03- විදුලිබල උත්පාදනවේ කාර්යසාධන දර්ශක වලට අදාල ප්රධාන බලාගාර කිහිපයක ප්රගතිය 

බලාගා  වර්ගය 

කාර්යය සාධ  දර්ශකය 

වාර්ික 

උේපාද ය  

 

 

 

 

(ගිගා 

තවාට් 

පැය) 

බලාගා  

සාධකය 

(Plant 

Factor) 

ප්රතිශතය  

 

 

% 

ක්රියාේෙක 

ව  

බලාගා  

සාධකය 

(Running 

Plant 

Factor) 

ප්රතිශතය 

% 

ජ   ිරිවැය 

(Generation 

Cost) 

 

 

 

(රුියල්ප 

මිලිය ) 

සාො ය 

ඒකක ිරිවැය 

(Average 

Unit Cost) 

(මුළු ිරිවැය 

ලං.වි. ෙ ) 

(රුියල්ප/ 

කිතලෝතවාට් 

පැය) 

පවති  

සාධකය 

(Availability 

Factor) 

ප්රතිශතය  

 

 

 

% 

ජල විදුලිය 

වික්වතටෝරියා 588.93 31.9 
64 2,345 

3.98 
83 

64 88 

ලක්වෂපා ( ව) 432.18 42.4 

50 1,630 

(ලක්වෂපා  

 ව/ පැ ණි) 

2.44 

87 

48 91 

තපාල්පිටිය 325.04 49.3 
54 2,201 

5.09 
85 

62 89 

 න්තදනිගල 323.44 30.2 

85 2,021 

( න්තදනිගල/ 

 න්ටැතේ) 

4.34 

88 

92 89 

සෙ ල වැව 260.54 24.7 
56 1,868 

7.17 
90 

59 89 

ගේ අඟුරු - ලක්වවිජය 

ලක්වවිජය - Unit  

1 

 

826.96 31.38 38.93 

 

 

 

 

33,349 

6.61 48.23 

ලක්වවිජය - Unit  

2 

 

2,383.01 90.43 95.2 6.61 93.63 

 

 

ලක්වවිජය - Unit  

3 

 

2,365.48 89.76 94.11 6.61 92.7 
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ඉන්ධන 

කැලණි තිස්ස 

විදුලි බලාගා ය 

(KCCP) 

780.71 55.2 

GT – 89 
19,845 

(CCY) 

38.71 

 (PS GTS) 

70  

(GT) 

ST - 94 
25.42  

 (CCY) 

64  

(ST) 

සපුගස්කන්ද B 474.70 77.6 84 10,969 23.11 85 

යාත්රාවක  ැංවූ 

බලාගා ය 

(Barge CEB) 

356.11 67.6 100 

 

7,783 21.86 98 

  

                    මූලාශ්රය - [Generation Performance in Sri Lanka – 2016 – PUCSL හා ලං.වි.ෙ] අමුණුෙ - 05               

7.1.5   විදුලිබල ජනන පිරිවැය - 2015/2016 

විදුලි බල උේපාද තේදී විදුලි බල ඒකකයක්ව ජ  ය කිරීෙ සඳහා එක්ව එක්ව තාක්වෂණයන් ෙඟින් වූ 

දායකේවය පසුගිය වර්ෂ 2 ක්ව  සඳහා පහත දක්වවා ඇත.  

වගු අාංක 04 - විදුලිබල ජනන පිරිවැය 2015/ 2016 

 

 

තාක්වෂණය 

ඉන්ධ  ිරිවැය  

 

 

 

රු.මිලිය  

අෙත  

තකාටස් සහ 

තව ේ 

 ඩේතු ද්රවය 

ිරිවැය  

රු. මිලිය  

තව ේ 

තෙතහයුම් සහ 

 ඩේතු වියදම්  

 

රු. මිලිය  

සම්ූර්ණ ජ   

ිරිවැය 

 

 

රු. මිලිය  

එ්කක  

 

 

 

ගිගාතවාට් පැය 

ඒකකයක්ව 

ජ  ය සඳහා 

සාො ය 

ිරිවැය  

 

රු./කිතලෝ 

තවාට් පැය 

2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 

තාප-

තතල්ප 
22,802 49,516 1,087 1,677 6,322 6,412 30,211 57,605 1,085 2,362 27.84 24.38 

තාප-ගල්ප 

අඟුරු 
21,304 20,762 748 762 10,631 11,978 32,682 33,502 4,457 5,066 7.33 6.61 

ජල විදුලි - - 532 364 7,608 7,980 8,140 8,344 4,925 3,501 1.65 2.38 

මුළු 

ගණ  
44,106 70,278 2,367 2,803 24,561 26,370 71,033 99,451 10,467 10,930 6.79 9.10 

                                                                    මූලාශ්රය - [Annual Report – 2015/2016 – CEB] ඇමුණුෙ - 06 

 

 

 9



7.1.6  විදුලි උත්පාදන මූලාශ්ර විචලන   

පසුගිය වර්ෂ 03 ක විදුලිබල උේපාද ය සඳහා භාවිතා ක නු ලැබූ ජල විදුලි(Hydro) මූලාශ්රතේ 

විචල යන්ට සාතප්ක්වෂව අත කුේ විදුලි උේපාද  මූලාශ්ර භාවිතා කිරීෙ සම්බන්ධතයන් වූ 

තතා තුරු පහත දැක්වතේ. 

වගු අාංක 05 - විදුලි උත්පාදන මූලාශ්ර විචලන 

වර්ෂ

ය 

ජල 

විදුලිය 

ගිගා

වවාට් 

පැය 

විචලන

වේ 

ප්රතිශත

ය    % 

ඉන්ධ

න 

ගිගා

වවාට් 

පැය 

විචලන

වේ 

ප්රතිශත

ය    % 

ගේ 

අඟුරු 

ගිගා

වවාට් 

පැය 

විචලන

වේ 

ප්රතිශත

ය    % 

පුද්ග

ලික 

දායක

ත්වය 

ගිගා

වවාට් 

පැය 

විචලන

වේ 

ප්රතිශත

ය    % 

වවන

ත් ( 

සුළාං 

සහ 

සූර්ය

බල) 

විචල

නවේ 

ප්රතිශ

තය    

% 

මුළු 

නිෂ්පාද

නය 

ගිගා

වවාට් 

පැය 

2015 4,904  1,050  4,443  2,691  1.1  13,089 

2016 3,481 (37.62) 2,297 140.85 5,047   14.85 3,322   47.82 2.1  100 14,149 

2017 3,059  2,529  5,103  3,978  2.2  14,671 

                                                   මූලාශ්රය - [CEB Statistical Digest 2014,2015,2016,2017] ඇමුණුෙ -04 

 

2015 වර්ෂතේ සිට 2017 වර්ෂය දක්වවා විදුලි උේපාද  කාර්යයතේදී  ජල විදුලි මූලාශ්රය(Hydro)  ෙඟින් 

විදුලිය නිපදවීෙ මුළු උේපාද තයන් සියයට 37.46(4,904/13,089*100) සිට 20.85(3,059/14,671*100) 

දක්වවා අඩුවීෙක්ව වාර්තා වී තිබුණු අත  ජල මූලාශ්රය(Hydro)   පෙණක්ව සලකා බැලීතම්දී විදුලි උේපාද ය 

සියයට 37.62 කින් අඩු වී තිබුණි. තෙෙ කාලය තුල වූ විදුලි ඉල්පුෙ සපු ාලීෙ සඳහා ඉන්ධ  ප්රභවය (Oil) 

භාවිතා ක මින් විදුලි උේපාද ය සියයට 140.85 කින් ද, පුේගලික අංශතයන්(IPP) විදුලිය මිලදී ගැනීෙ 

සියයට 47.82 කින්ද ඉහල තගාස් ඇති බව නිරීක්වෂණය විය. ලංකා විදුලිබල ෙණ්ඩලතේ විදුලිබල 

උේපාද  මූලාශ්ර අතුරින් අවෙ තදව  ඒකක ි රිවැය සහිත මූලාශ්රය වූ ගල්ප අඟුරු භාවිතා ක  තෙෙ කාලය 

තුලදී උේපාද ය ක   ලද විදුලි ඒකක සංඛයාතේ වර්ධ ය සියයට 14.85 ක්ව පෙණක්ව විය.  
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7.2 ලක්වවිජය බලාගාරය පිළිබඳ හැඳින්ීම 
 

7.2.1 පිහිටීම හා නිෂ්පාදන ධාරිතාවය 
 

වයඹ පළාතේ කල්පිටිය  - ත ාත ාචතචෝතල්ප ප්රතේශතේ ිහිටුවා ඇති ලංකා විදුලි බල ෙණ්ඩලයට අයේ ශ්රී 

ලංකාතේ ප්රථෙ සහ එකෙ ගල්ප අඟුරු තාප බලාගා ය ලක්වවිජය ගල්ප අඟුරු තාප බලාගා ය ව  අත  එෙ 

බලාගා තේ ධාරිතාවය තෙගාතවාට් 900 කින් යුක්වත තේ. පුේතලෙ මුහුදු තී තේ සිිිට මීටර් 100 කට ආසන්  

ප්රොණයකින් තගාඩබිෙ තදසට හා පනිඅඩිය හා  ා ක්වකල්පලිය ගම්ො වලට යාබදව පුේතලෙ  ග තේ 

සිට ප්රධා  ොර්ගය ඔස්තස ්කිතලෝමීටර් 12  ක පෙණ දුරින්  ග යට බටහි  දිශාතවන් තෙෙ බලාගා ය 

ිහිටුවා ඇත. 2011 ොර්තු ොසතේ දී පළමු අදියතර් ද, 2014 ෙැයි සහ සැප්තැම්බර් ය  ොස වලදි තදව  

අදියතර් ද වැඩ අවසන් ක  තිබූ අත  බලාගා ය තෙගාතවාට් 300 ක ධාරිතාවතයන් යුේ ඒකක 03 ක්ව 

යටතේ ක්රියාේෙක තේ.  

 

7.2.2 බලාගාර පරිශ්රවේ සැකැස්ම 

 

බලාගා ය ිහිටුවා ඇති භූමි ප්රොණය දළ වශතයන් මීටර් 470 ක පළලින් හා මීටර් 2000 ක දිගකින් යුක්වත 

විය. තෙෙ බලාගා තේ ඉදි කිරීම් අදිය  02 ක්ව යටතේ සම්පුර්ණ ක නු ලැබු අත  පළමු අදිය  තෙගාතවාට් 

300 ක ධාරිතාවයකින් ද, තදව  අදිය  තෙගාතවාට් 600 ක ධාරිතාවයකින්ද යුක්වත විය. තෙගාතවාට් 300 

ක ධාරිතාවතයන් යුේ එක්ව ඒකකයක්ව සඳහා තබායිතල්පරු 01  ක්ව , හුොල තල බෙ  01 ක්ව, ස්ිති විදුේ 

අවක්වතෂ්පකයක්ව , විතෙෝචක වායු තගන්දගම් වියුක්වතකයක්ව සහ මීටර් 150 ක උසකින් යුේ ිමිනියක්ව ද  

ඇතුළේ තේ. ගල්ප අඟුරු දහ තේදී  යිට්රජන් ඔක්වසයිඩ ිටවීෙ අවෙ ව  තලස උෂ්ණේවය යාෙ ය 

තකත   විතශ්ෂ සැකැස්ෙක්ව (Low NOx Burners) සහිතව බලාගා ය නිර්ොණය ක  ඇත. එයට අෙත ව 

එෙ භූමිය තුළ අක්වක  46 කින්  යුේ ගල්ප අඟුරු අංග යක්වද, අක්වක  25 කින් යුේ යටි අළු තැන්පේ කිරීතම් 

අංග යක්වද  විය. තෙෙ විදුලි බලාගා තේ විදුලි ජ  ය ෙඟින් කිතලෝ තවෝල්පට් 20(KV) ක ප්රොණයක  

විදුලිය නිපදව  අත  පරි ාෙකය ෙඟින් එය කිතලෝ තවෝල්පට් 220(KV) කට ඉහල  ංවා කිතලෝමීටර් 117 

ක හා 100 ක දිගින් යුතු පරිපථ තදකකින් සෙන්විත සම්තේෂණ ොර්ග තදකක්ව ඔස්තස් ජාතික විදුලිබල 

පේධතියට ිළිතවලින් තේයන්තගාඩ හා අනු ාධපු  විදුලි උප තපාලවල්ප හ හා සම්බන්ධ තකතර්.  
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7.2.3 බලාගාරවේ පාලන බලතල 
 
ලක්වවිජය බලාගා ය ප්රධා  ඉංජිතන්රුව තයකු යටතේ ක්රියාේෙක ව  අත  එහි සංවිධා  ධූ ාවලිය 

පහත පරිදි තේ.  

 රූප සටහන 02 - ලක්වවිජය බලාගාරවේ සාංවිධාන ධූරාවලිය 

 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

7.2.4 විදුලිබල ඒකකයක පිරිවැය හා ජාතික පද්ධතියට වන දායකත්වය 
 

ලංකා විදුලිබල ෙණ්ඩලය විසින් විදුලි නිෂ්පාද තේදී තයාදාගනු ලබ  මූලාශ්ර ප්රභවයන් ප්රධා  වශතයන් 

ජල විදුලිය, ගල්ප අඟුරු හා ඉන්ධ  වශතයන් වර්ග තකත   අත  එෙ මූලාශ්රයන් තයාදාතග  2017 වර්ෂය 

තුළදී සිදු ක   ලද දායකේවය හා ඒකකයක ජ   ිරිවැය පහත පරිදි තේ. 

 

       වගු අාංක 06- විදුලිබල ඒකකයක උත්පාදන පිරිවැය හා විදුලි උත්පාදන දායකත්ව - 2016 

 

මූලාශ්රය සාො ය ඒකක ිරිවැය  

(කිතලෝතවාට් පැය 1 ක්ව සඳහා රු.)  

විදුලිබල උේපාද ය  

ජල විදුලිය 4.60 24.6% 

ගල්ප අඟුරු  6.61 35.7% 

ඉන්ධ  23.46 16.2% 
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රූප සටහන් 03- සාමානය ඒකක පිරිවැය 

             

 

මූලාශ්රය - [Generation Performance in Sri Lanka – 2016 – PUCSL, CEB Statistical Digest 2016 හා 

ලං.වි.ෙ ] ඇමුණුෙ -07 

 

7.2.5 ලක්වවිජය තාප බලාගාරවේ විදුලි ජනන පිරිවැය සාංසන්දනය. 

  ලක්වවිජය තාප බලාගා ය ෙඟින් 2017 වර්ෂය දක්වවා ජ  ය ක   ලද ගිගා තවාට් පැය (Gwh) 

ගණ  එෙ බලාගා තේ නිෂ්පාද ය කිරීෙට හා එෙ ගිගා තවාට් පැය (Gwh) ප්රොණය ඉන්ධ  භාවිතා 

ක මින් සංයුක්වත වක්ර (Combine Cycle) ෙඟින් විදුලිය ජ  ය ක නු ලබ  කැළණිතිසස් 

බලාගා තේ නිෂ්පාද ය කිරීෙට වැය ව  ිරිවැය සංසන්ද ය ිළිබඳ තතා තුරු පහත දැක්වතේ. 
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සාො ය ඒකක ිරිවැය  ( රු.කිතලෝතවාට් පැය- 2016) 
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වගු අාංක 07- ලක්වවිජය බලාගාරවේ විදුලි ජනන පිරිවැය කැළණිතිස්ස බලාගාරවේ පිරිවැය සමඟ සාංසන්දනය 

  

විස්තරය ඒකකය පළමු අදියර 
වදවන 
අදියර මුළු එකතුව 

ලක්වවිජය  තාප විදුලි බලාගාරය 
I 

ශුේධ විදුලි ජ  ය  
ගිගා තවාට් 
පැය 

            
8,787.87  

    
13,681.28  

    
22,469.15  

II විදුලි ඒකකයක්ව සඳහා තෙතහයුම් හා 
 ඩේතු ිරිවැය  රු.  

                    
8.39  

              
8.39  

              
8.39  

III 
ආසන්  විදුලි ජ   ිරිවැය  රු.මිලිය  

          
73,730.00  

 
114,785.94  

 
188,515.94  

IV 
ගිවිසුම් ගත මිල   රු.මිලිය  

          
70,525.00  

 
126,945.00  

 
197,470.00  

 කැළණි තිස්ස බලාගාරවේ සාංයුක්වත වක්ර 
(Combine Cycle) මඟින් විදුලි ජනනය 

V ලක්වවිජය බලාගා ය ෙඟින් සිදු ක   ලද 
ශුේධ විදුලි ජ  ය  

ගිගා තවාට් 
පැය 

            
8,787.87  

    
13,681.28  

    
22,469.15  

VI ඒකකයක්ව සඳහා තෙතහයුම් හා  ඩේතු 
ිරිවැය රු.  

                  
24.00  

            
24.00  

            
24.00  

VII 8787.87 GWh කැළණිතිසස් බලාගා තේ 

සංයුක්වත වක්ර (Combine Cycle) ෙඟින් 
විදුලිය නිපදවූතේ  ම් ජ   ිරිවැය රු.මිලිය  

       
210,908.94  

 
328,350.72  

 
539,259.66  

VIII තම් අනුව , ලක්වවිජය බලාගා ය ෙඟින් 
විදුලිය ජ  ය කිරීෙ නිසා හිමි වූ මුළු 
ඉතිරිය (VII-III) රු.මිලිය  

       
137,178.69  

 
213,564.78  

 
350,743.47  

  ශුේධ ඉතිරිය (VIII-IV) රු.මිලිය  

          
66,653.69  

    
86,619.78  

 
153,273.00  

ඇමුණුෙ -  08 

ඉහත තතා තුරු අනුව 2017 වර්ෂය ව  විට ලක්වවිජය තාප බලාගා  ෙඟින් නිපදවූ ගිගා තවාට් පැය 22,469 

(Gwh)  නිපදවීෙ සඳහා එෙ බලාගා යට රු.මිලිය  188,516 ක නිෂ්පාද  වියදෙක්ව වැය වී තිබුණි. එතස්ෙ එෙ 

ගිගා තවාට් පැය (Gwh) ප්රොණය කැළණිතිසස් බලාගා තේ සංයුක්වත වක්ර (Combine Cycle) ෙඟින් නිෂ්පාද ය 

ක නු ලැබුතේ  ම් රු.මිලිය  539,260 ක්ව වැය ව  බවට උක්වත ගණ ය කිරීම් ෙඟින් පැහැදිලි තේ. 

 

 

7.3 ලක්වවිජය බලාගාරය හා එහි පාරිසරික බලපෑම 

 

7.3.1 1980 අාංක 47 දරණ ජාතික පාරිසරික පනත හා 1990 අාංක 12 දරණ වයඹ පළාත් පාරිසරික 

ප්රඥප්තතිවේ  බලාත්මකභාවය 

7.3.1.1 1980 අංක 47 ද ණ ජාතික පාරිසරික ප ත (ඇමුණුෙ - 09) යටතේ 1981 වර්ෂතේදී ෙධයෙ පරිස  

අධිකාරිය ස්ථාප ය  ක   ලද අත  ශ්රී ලංකාතේ සංවර්ධ  ක්රියාදාෙය සහ පාරිසරික කටයුතු 

ඒකාබේධ කිරීතම් අ මුණු තප දැරිව වර්ෂ 2001 දී ිහිටුව  ලද පරිස  සහ සව්භාවික සම්පේ 

අොතයංශය(වර්තො තේ , ෙහවැලි සංවර්ධ  හා පරිස  අොතයංශය) විසින් ෙධයෙ පරිස  

අධිකාරිය හා සම්බන්ධ සියළු වගකීම් ද ණු ලැතේ. ෙධයෙ පරිස  අධිකාරිය සතු න තික බලතල 

1988 අංක 56 සහ 2000 අංක 53 ද ණ ජාතික පරිස  (සංතශෝධ ) ප ේ යටතේ (ඇමුණුෙ - 09) 14



පුළුල්ප ක  ඇත. ජාතික පරිස  ප තට අනුකූලව ප්රධා  පළාේ 09 ආව ණය ව  පරිදි උප 

කාර්යාල 25 ක්ව ිහිටුවා තිබුණි. තවද තම් යටතේ වයඹ පළාත ආව ණය ව  තලස කුරුණෑගල 

සහ පුේතලම් දිස්ික්වක සඳහා උප කාර්යාල 02 ක්ව ිහිටුවා තිබුණි. තෙෙ කාර්යාල 02 ෙඟින් ද 

ඉදිකිරීෙට තයෝජිත කර්ොන්ත සඳහා පාරිසරික නිර්තේශ ලබා දීෙ, පාරිසරික ආ ක්වෂණ බලපත්ර 

නිකුේ කිරීෙ හා පාරිසරික කළෙ ාක ණ ක්රියාකා කම් ඉටුක  තිබුණි. (ඇමුණුෙ -10) 

 

7.3.1.2 එතෙන්ෙ 1987 වර්ෂතේ 13 ව  ආණ්ඩුක්රෙ වයවස්ථාව යටතේ වූ පළාේ සභා බලතල ෙත 1990 

අංක 12 ද ණ වයඹ පළාේ පාරිසරික ප්රඥාප්තිතේ (ඇමුණුෙ - 11)  I ව  තකාටතස් 2(1) උප 
වගන්තිය යටතේ වයඹ පළාේ පාරිසරික අධිකාරිය ිහිටුවා ඇත. ප්රඥාප්තිතේ 07(1) උප වගන්තිය 

ප්රකා ව පළාේ පාරිසරික උපතේශක සභාවක්ව ිහිටවිය යුතු අත  එහි සාොජිකයන් විෂය භා  

අොතයව යා විසින් පේ ක   ලද තහෝ ඒ අය අතුරින් පේ ක නු ලබ  යම් සාොජික සංඛයාවකින් 

යුක්වත විය යුතුය. ප්රඥාප්තිතේ 7(1)(ක) වගන්තිය ප්රකා ව එක්ව සාොජිකයකු ෙධයෙ පරිස  

අධිකාරිය නිතයෝජ ය කළ යුතු විය. (ඇමුණුෙ - 11)  

 

7.3.1.3 තවද වයඹ පළාතේ කර්ොන්ත ක්රියාකා කම් තුලින් ඇතිව  පාරිසරික තේේවයන් සඳහා   පළාේ 

සභාව සෘජුවෙ වගකිව යුතු  බවට 2006 වර්ෂතේදී තශ්ර්ෂ්ඨාධික ණතේ මූලික අයිතිවාසිකම්  ඩු 

අංක 226/2006 (ඇමුණුෙ - 12) ෙඟින්  දක්වවා ඇති අත  තෙෙඟින්  1980 අංක 47 ද   ජාතික 

පාරිසරික ප ත වයඹ පළාත තුළ ක්රියාේෙක වීතම් වලංගුභාවය අේහිටුවා ඇත.  

 

7.3.2 පරිසර ආරක්වෂණ බලපත්රය නිකුත් කිරීම 

 

7.3.2.1 යම් නිශ්ිත කර්ොන්ත / ක්රියාකා කම් සම්බන්ධතයන් එකී ආයත  විසින් ලබා ගත යුතු බලපත්රය 

ිළිබඳ ජාතික පාරිසරික ප තේ 23 (ආ)(1) වගන්තිය (ඇමුණුෙ -09) යටතේ ද වයඹ පළාේ 

පාරිසරික ප්රඥාප්තිතේ V තකාටතස් 21(1) වගන්තිය (ඇමුණුෙ -13) ෙඟින් ද  ප්රකාශයට පේක  

ඇති අත , එෙ බලපත්රය ෙධයෙ පරිස  අධිකාරිය / පළාේ පරිස  අධිකාරිය ෙඟින් ලබාගත යුතුය. 

තෙෙ බලපත්රය පරිස  ආ ක්වෂණ බලපත්රය  මින් ව  අත  කර්ොන්තතේ ස්වභාවය අනුව එෙ 

බලපත්රය නිකුේ ක නු ලබ  ආයත යේ, බලපත්රතේ වලංගු කාලයේ තී ණය තේ. ෙධයෙ පරිස  

අධිකාරිය/ පළාේ පරිස  අධිකාරිය විසින් නිශ්චය ක  ඇති ප්රමිත හා උපො  වලට අනුකූලව මිස 

පරිස යට අපද්රවය බැහැ  කිරීෙ, එහි තැන්පේ කිරීෙ තහෝ පරිස යට තෙෝච ය කිරීෙ තහෝ පරිස  

දූෂණය තහෝ ශේද දූෂණය හා කම්ප ය සිදු ක   තහෝ සිදු කිරීෙට ඉඩ ඇති අවසථ්ානුගත කරුණු 

වලදී කටයුතු ත ාකළ යුතු වීෙ තෙෙ බලපත්රය නිකුේ කිරීතම් මූලික අභිප්රාය වී තිබුණි.    

 

7.3.2.2 2015 වර්ෂතේ ජූනි 30 දි  3536/2015 (ඇමුණුෙ - 14) ද ණ අංකය යටතේ 2015 ජූනි 30 සිට 

2016 ජූනි 29 දක්වවා බලාගා ය සඳහා ප්රථෙ පරිස  ආ ක්වෂණ බලපත්රය වයඹ පළාේ පරිස  

අධිකාරිය විසින් නිකුේ ක  තිබුණි.  

 

15



7.3.2.3 2016 ජූනි 29 දිත න් පසු ප්රථෙ අළුේ කිරීෙ සඳහා  බලාගා ය විසින් ඉල්පුම් ක  තිබූ අත  

අධිකාරිය විසින් 2016 ජූනි 30 දි  අනුෙැතිය ලබා දී තිබුණි.(ඇමුණුෙ - 15)  

 

7.3.2.4 2017/2018 වර්ෂය සඳහා පාරිසරික ආ ක්වෂණ බලපත්රය අළුේ කිරීතම් ඉල්පුම් පත්රය  බලාගා ය 

විසින් 2017 ජූනි 14 ව  දි  (ඇමුණුෙ -16) ඉදිරිපේ ක  තිබුණද විගණිත දි ය වූ 2018 ෙැයි 10 

දි  දක්වවා පළාේ පරිස  අධිකාරිය විසින් ඒ සඳහා අනුෙැතිය ලබා දී ත ාතිබුණි.  

 
7.3.2.5 2016 ජූනි 30 දි  සිට 2017 ජූනි 29 දක්වවා කාලපරිචතේදයට අදාලව නිකුේ ක   ලද අංක 

3536/2016 R1 ද ණ බල පත්රතේ තකාන්තේසි අංක 06 අනුව,(ඇමුණුෙ -17 ) “බලාගා තේ 

තෙතහයුම් තහෝ තව ේ ක්රියාකා කම් සඳහා ජල සම්පේ ෙණ්ලතේ ූර්ව අවස ය ත ාෙැතිව  

භූගත ජලය තයාදා ත ාගත යුතු බව” දක්වවා තිබුණි.  

 

7.3.2.6 1990 අංක 12 ද   වයඹ පළාේ පාරිසරික ප්රඥාප්තිතේ 20,21 වගන්ති සෙඟ කියවිය යුතු එකී 

ප්රඥාප්තිතේ 61 ව  වගන්තිය යටතේ අොතයව යා විසින් සාද  ලද නිතයෝග 2010 තදසැම්බර් 

21 දි ැති අංක 1685/11 ද   ගැසට් පත්රය (ඇමුණුෙ - 18) ෙඟින් ප්රසිේධ ක  ඇත. තෙෙ ගැසට් 

පත්රතේ සඳහන් ක  තිබූ සංස ණ වායු තේේව නිතයෝගයන් බලාගා ය විසින් දැඩිව අනුගෙ ය 

කලයුතු බවට බලපත්රතේ තකාන්තේසි අංක 07 (ඇමුණුෙ -17)  ෙඟින් අවධා ණය ක  තිබුණි.  

 
7.3.2.7 බලපත්රතේ තකාන්තේසි අංක 8 අනුව,(ඇමුණුෙ -17)  බලාගා තේ තෙතහයුම් කටයුතු සඳහා 

භාවිතා ක නු ලබ  ඉන්ධ  වල පැවතිය යුතු ගුණාේෙක තේේවයන් පහත පරිදි දක්වවා තිබුණි. 

good quality, low ash coal with sulfur content of 1% or less by weight shall be used    for 

the operation of the plant. 

 

7.3.2.8 පරිස  ආ ක්වෂණ බලපත්රතේ 13.5 ව  තකාන්තේසියට අදාලව වයාපෘතිතේ තෙතහයුම් කටයුතු 

වලදී උේපාද ය ව  අන්ත ාදායී අපද්රවය ප්රොණය හා එහි ගුණේවය සම්බන්ධතයන් වාර්තා 

පවේවාතග  එෙ වාර්තා පළාේ පරිස  අධිකාරිය තවත වාර්ිකව තයාමු කල යුතුය.  

 

 

7.3.3 ජාතික පාරිසරික පනත අනුව නිකුත් කර තිබූ ප්රමිත හා උපමාන 

 

ජාතික පාරිසරික ප තට අනුව නිකුේ ක  තිබූ සංස ණ වායු තේේව නිතයෝග පාදක ක  ගනිමින් 

වයඹ පළාේ සභාතේ පාරිසරික ප්රමිති හා උපො  තී ණය ක  තිබුණි.  

 

7.3.4 වාර්ික ගේ අඟුරු අවශයතාවය, වගාඩබෑම සහ අාංගනයට ප්රවාහනය තුළින් ඇතිවිය හැකි පාරිසරික 

බලපෑම් විග්රහය 
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7.3.4.1 තෙගාතවාට් 300 ක විදුලි ධාරිතාවයක්ව නිපදවීෙ සඳහා දළ වශතයන් පැයකට ගල්ප අඟුරු 

තෙට්රික්වතටාන් 110 - 114 ේ අත  ප්රොණයක්ව අවශය ව  අත , තෙගා තවාට් 900 ක විදුලි 

ධාරිතාවයක්ව නිපදවීෙ සඳහා දළ වශතයන් වාර්ිකව ගල්ප අඟුරු තෙට්රික්වතටාන් 2,250,000 ක්ව 

අවශය ව  බවට ඇස්තතම්න්තු ක  ඇත. බලාගා ය තවත ගල්ප අඟුරු සැපයීෙ සෑෙ වර්ෂයකෙ 

ජ වාරි සිට අතේල්ප ොසය දක්වවාේ සැප්තැම්බර් සිට  තදසැම්බර් ොසය දක්වවාේ ව  අත  තෙෙ 

ගල්ප අඟුරු ප්රවාහ   ැවක ධාරිතාවය දළ වශතයන් තෙට්රික්වතටාන් 65,000 කි. තම් අනුව දළ 

වශතයන් වර්ෂයකට අතප්ක්ෂිත  ැේ ගෙන් වා  සංඛයාව 35කි. 

 

7.3.4.2 1998 ොර්තු ෙස සකස් ක  තිබූ පාරිසරික බලපෑම් ඇගයීම් අධයය  වාර්තාතේ 2.2.3 තේදය අනුව 

ආ ය ය ක   ලද ගල්ප අඟුරු අංග ය තවත තගාඩබෑතම් පහසුව සඳහා ජැටියක්ව නිර්ොණය 

කිරීෙ සඳහා විකල්පප 02 ක්ව තයෝජ ා ක  තිබුණි. එක්ව විකල්පපයක්ව තලස දිග කිතලෝමීටර් 4.2 ක 

ජැටියක්වද,  තදව  විකල්පපය තලස දිග මීටර් 500 ක්ව වූ ජැටියක්ව ද ඉදිකිරීෙ වශතයනි. බලාගා ය 

විසින් මීටර් 500 ක්ව දිග ජැටියක්ව ඉදි කිරීතම් විකල්පපය තතෝ ාතග  තිබුණි. 

 

7.3.4.3 ආ ය ය ක   ලද ගල්ප අඟුරු  බේතල්ප ෙඟින් (බේතල්ප වල ධාරිතාවය දළ වශතයන් 

තෙට්රික්වතටාන් 1500 - 2000 ප්රොණයක්ව තේ.) ජැටිය දක්වවා ප්රවාහ ය ක   අත  බේතල්ප වල 

ඇති ගල්ප අඟුරු  තක්්රන් (ධාරිතාවය පැයකට තෙට්රික්වතටාන් 500 බැගින් වූ ) ෙඟින් ගල්ප අඟුරු 

Conveyor Belt එකට යවනු ලැතේ. සාො යතයන් දි කට බේතල්ප 9 ේ 10 ේ අත  සංඛයාවක්ව 

ෙඟින් දි කට ගල්ප අඟුරු තෙට්රික්වතටාන් 15,000 – 20,000 ක්ව පෙණ ප්රවාහ ය ක නු ලැතේ. තෙෙ 

ගල්ප අඟුරු අක්වක  41 ක භූමි ප්රොණයක තැන්පේ ක   අත , තෙෙ අංග ය ආව ණය ක   

ලද හා විවෘත වශතයන් ආකා  තදකකින් පවතී. තෙතහයුම් ක්රියාවලියට අවශය ගල්ප අඟුරු තෙෙ 

අංග  ෙඟින් ලබාතග  ගල්ප අඟුරු Bunkers වල තැන්පේ ක  ගනී. තෙගාතවාට් 300 ක විදුලිබල 

උේපාද ය සඳහා තෙවැනි Bunkers 5 ක ගල්ප අඟුරු ගබඩා ක  තබාගන් ා අත  තෙෙ එක්ව 

බන්ක යක ධාරිතාවය දළ වශතයන් තෙට්රික්වතටාන්  350 ක්ව තේ. එක ඒකකයක ගබඩාක  ඇති 

ගල්පඅඟුරු පැය 10 ක කාලයක්ව සඳහා තයාදා ගත හැකි අත  තෙගාතවාට් 300 ක්ව නිපදවීෙ සඳහා 

අවශය වන්තන් බන්ක  05 න් බන්ක  4 ක්ව පෙණි.  

 

පසුගිය වර්ෂ 5ක ආ ය ය ක   ලද ගල්ප අඟුරු  ැේ ප්රොණයන් හා ආ යනික  ටවල්ප ි ළිබඳ විස්ත  

පහත දැක්වතේ.  

 

වගු අාංක 08 - 2013 වර්ෂවේ සිට 2017 වර්ෂය දක්වවා ගේ අඟුරු ආනයනික රට සහ නැේ වාර සාංඛයාව 

ආනයනික රට නැේ වාර සාංඛයාව 

2013 2014 2015 2016 2017 

ඉන්දුනීසියාව 7 18 11 - - 

රුසියාව - - 21 4 - 

දකුණු අප්රිකාව 2 - - 25 37 

එකතුව 9 18 32 29 37 
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රූප සටහන් 04- ගේ අඟුරු අාංගනය සහ ගේ අඟුරු ප්රවාහනය කරන Conveyor Belt 

 

   

 

 

 

 

 

 

                  

                                          -ගල්ප අඟුරු ගබඩා ක  ගැනීෙ   -  

 

7.3.4.4 ිකුණාෙලතේ සිට බලාගා ය තවත දුම්රිය ෙඟින් ගල්ප අඟුරු ප්රවාහ ය කිරීෙට ඇති 
හැකියාව සම්බන්ධතයන් 2015 හා 2016 වර්ෂවල ප්රවාහ  හා සිවිල්ප ගුවන් තස්වා 
අොතයතුො, විදුලිබල හා පු ර්ජ නීය බලශක්වති අොතයාංශය, ලංකා ගල්ප අඟුරු සොගෙ, 

ශ්රී ලංකා දුම්රිය තදපාර්තතම්න්තුව සහ තහාල්පසිම් ලංකා පුේගලික සොගෙ ය  ආයත වල 
නිලධාරීන් සෙඟ සාකචඡා පවේවා තිබුණි.  

 

 

7.4 ගේ අඟුරු වල පැවතිය යුතු ගුණාත්මකභාවය 

 

7.4.1 2017 සැප්තැම්බර් ෙස සිට  2019 අතේල්ප  ෙස දක්වවා ලක්වවිජය බලාගා තේ තෙතහයුම් ක්රියාවලිය 

තවනුතවන් අවශය ගල්ප අඟුරු ප්රොණය සැපයිෙ සඳහා වූ ප්රසම්පාද  කාර්යය තවනුතවන් ලංකා විදුලි 

බල ෙණ්ඩලය හා ලංකා ගල්ප අඟුරු සොගෙ එකඟ වූ ලංසු තල්පඛ  අංක LCC/16/T/1 හි ඇතුළේ 

උප තල්පඛ  2 B තකාටස යටතේ හා ලක්වවිජය බලාගා ය විසින් විගණ ය සඳහා ඉදිරිපේ ක   

ලද තතා තුරු  (ඇමුණුෙ - 19 ) ප්රකා ව 2013 වර්ෂතේ සිට 2017 වර්ෂය දක්වවා ගල්ප අඟුරුවල 

පැවතිය යුතු ගුණාේෙක අවශයතා පහත පරිදි දක්වවා තිබුණි.  

 

 වගු අාංක 09 - ගේ අඟුරු වල අවප්තක්විත ගුණාත්මක අවශයතා  

පරාමිතිය ඒකකය 2013/2014 2014/2015 2015/2016 2016/2017 2017/2018 

දහ ය ෙඟින් 

ලැතබ  තාප 

ශක්වතිය (GCV 

value) 

Kcal/kg 6300  

(ප්රතික්වතෂ්ි

ත අගය 

5800 ට අඩු) 

6300 

(ප්රතික්වතෂ්ි

ත අගය 

5900 ට අඩු) 

6300 

(ප්රතික්වතෂ්ි

ත අගය 

5900 ට අඩු) 

6300 

(ප්රතික්වතෂ්ි

ත අගය 

5900 ට අඩු) 

6,150 

(ප්රතික්වතෂ්ි

ත අගය 

5900 ට අඩු) 
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තතතෙ ය (Total 

moistures) 

% wt 12 

(ප්රතික්වතෂ්ි

ත අගය 16% 

ට වැඩි) 

12 

(ප්රතික්වතෂ්ි

ත අගය 16% 

ට වැඩි) 

12 

(ප්රතික්වතෂ්ි

ත අගය 16% 

ට වැඩි) 

12 

(ප්රතික්වතෂ්ි

ත අගය 16% 

ට වැඩි) 

12 තහෝ ඊට 

පහළ 

(ප්රතික්වතෂ්ි

ත අගය 16% 

ට වැඩි) 

අන්තර්ගත අළු 

ප්රොණය(Ash 

content)  

% wt 11 

(ප්රතික්වතෂ්ි

ත අගය 16 ට 

වැඩි) 

11 

(ප්රතික්වතෂ්ි

ත අගය 16 ට 

වැඩි) 

11 

(ප්රතික්වතෂ්ි

ත අගය 16 ට 

වැඩි) 

11 

(ප්රතික්වතෂ්ි

ත අගය 16 ට 

වැඩි) 

11 තහෝ ඊට 

පහළ  

(ප්රතික්වතෂ්ි

ත අගය 16 ට 

වැඩි) 

ති  කාබන්  

(Fixed Carbon) 

% wt  39 39 49.5 49.5 49.5 

වාෂ්පශීලි බව 

(Volatile  

matter) 

% wt 42 

(ප්රතික්වතෂ්ි

ත අගය 22 ට 

අඩු) 

42 

(ප්රතික්වතෂ්ි

ත අගය 22 ට 

අඩු, 39.9 ට 

වැඩි) 

27 

(ප්රතික්වතෂ්ි

ත අගය 22 ට 

අඩු, 39.9 ට 

වැඩි) 

27 

(ප්රතික්වතෂ්ි

ත අගය 22 ට 

අඩු, 39.9 ට 

වැඩි) 

31 

(ප්රතික්වතෂ්ි

ත අගය 22 ට 

අඩු, 39.9 ට 

වැඩි) 

තගන්දගම් 

සංයුතිය (Sulphur 

content) 

% wt 0.9 

(ප්රතික්වතෂ්ි

ත අගය 1.2ට 

වැඩි) 

0.9 

(ප්රතික්වතෂ්ි

ත අගය 1 ට 

වැඩි) 

0.5 

(ප්රතික්වතෂ්ි

ත අගය 1 ට 

වැඩි) 

0.5 

(ප්රතික්වතෂ්ි

ත අගය 1 ට 

වැඩි) 

0.5 තහෝ ඊට 

පහළ 

(ප්රතික්වතෂ්ි

ත අගය 1 ට 

වැඩි) 

ප්රොණය (size 

consist  ) 

m

m 

50 

ට 

වැ

ඩි 

3 % ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 5% 

ට වැඩි) 

3 % ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 5% 

ට වැඩි) 

5 % ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 5% 

ට වැඩි) 

5 % ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 5% 

ට වැඩි) 

3% තහෝ ඊට 

පහළ 

(ප්රතික්වතෂ්ි

ත අගය 5% 

ට වැඩි) 

2 ට 

අඩු 

25% ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 30% 

ට වැඩි) 

25% ට අඩු 

25% ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 30% 

ට වැඩි) 

30% ට අඩු 

25% ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 30% 

ට වැඩි) 

30% ට අඩු 

25% ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 30% 

ට වැඩි) 

 15% තහෝ 

ඊට පහළ 

25% ට අඩු 

(ප්රතික්වතෂ්ි

ත අගය 30% 

ට වැඩි) 

ඇඹරීෙට ඇති 

හැකියාව (hard 

grove grind 

ability med ) 

°H 45  

(ප්රතික්වතෂ්ි

ත අගය 40 ට 

අඩු) 

45 

(ප්රතික්වතෂ්ි

ත අගය 40 ට 

අඩු, 59 ට 

වැඩි) 

50 

(ප්රතික්වතෂ්ි

ත අගය 40 ට 

අඩු, 59 ට 

වැඩි) 

51 

(ප්රතික්වතෂ්ි

ත අගය 40 ට 

අඩු, 59 ට 

වැඩි) 

50 

(ප්රතික්වතෂ්ි

ත අගය 40 ට 

අඩු, 59 ට 

වැඩි) 
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අඩුවන පදනම (Reducing) 

අළු වියළ  

උෂණ්ේවය (Ash 

fusion tempest)- 

IDT 

 

°C 

  1,250 

(ප්රතික්වතෂ්ි

ත අගය 

1150 ට අඩු, 

1300 ට වැඩි) 

1,250 

(ප්රතික්වතෂ්ි

ත අගය 

1150 ට අඩු, 

1300 ට වැඩි) 

1,250 

(ප්රතික්වතෂ්ි

ත අගය 

1150 ට අඩු, 

1300 ට වැඩි) 

අළු වියළ  

උෂණ්ේවය (Ash 

fusion tempest)- 

Fluid 

  1325 

(ප්රතික්වතෂ්ි

ත අගය 

1250 ට අඩු, 

1500 ට වැඩි) 

1325 

(ප්රතික්වතෂ්ි

ත අගය 

1250 ට අඩු, 

1500 ට වැඩි) 

1,325 

(ප්රතික්වතෂ්ි

ත අගය 

1250 ට අඩු, 

1500 ට වැඩි) 

 

 තම් අනුව 2013 වර්ෂතේ සිට 2017 වර්ෂය දක්වවා ආ ය ය ක   ලද ගල්ප අඟුරු වල අතප්ක්විත 

ගුණාේෙක අවශයතා හා පැවති තේේවයන් පරීක්වෂාතේදී නිරීක්වෂණය වූ කරුණු පහත දැක්වතේ.  

• 2013, 2014 සහ 2015 වර්ෂ වලට අදාලව ආ ය ය ක   ලද ගල්ප අඟුරුවල පැවති ගුණාේෙක 

තේේවයන් පහත පරිදි නිරීක්ෂණය විය.  

වගු අාංක 10 –  2013-2017 දක්වවා අවප්තක්විත ගුණාත්මක අවශයතා වලින් අපගමනය වූ  ගේ  අඟුරු ප්රමාණයන් 

 

පරාමිතිය 

ගුණාත්මක අවශයතාවලින් බැහැර වූ ගේ අඟුරු ප්රමාණය 

(වමට්රික්ව වටාන්) 

 

2013 2014 2015 2016 2017  

දහ ය ෙඟින් ලැතබ  තාප ශක්වතිය 

{GCV(below 5900)} 

- 460,900 - - -  

තතතෙ ය (Moisture ) - 55,270 - - -  

වාෂ්පශීලි බව (Volatile matter ) - 57,530 - - -  

සල්පෆර්  (Sulpher ) - 114,269 - - -  

ප්රතික්වතෂ්ිත ෙට්ටතම් පැවති මුළු 

ප්රොණය 

- 575,169 - - -  

මුළු ගල්ප අඟුරු මිලදී ගැනීෙ  1,003,545 1,849,726 2,191,529 2,209,983 2,117,165  

ප්රතික්වතෂ්ිත ෙට්ටතම් පැවති ප්රොණය, 

මුළු ගල්ප අඟුරු මිලදී ගැනීතම් 

ප්රතිශතයක්ව තලස 

 

0% 

 

31.09% 

 

0% 

 

0% 

 

0% 

 

  

                                  

20



7.4.2 2017 වර්ෂතේ සිට 2019 වර්ෂය කාලපරිචතේදය දක්වවා වූ ලංසු තල්පඛ  3.4.3(අ) ට අනුව ආ යනික 

ගල්ප අඟුරු තතාග අතප්ක්ෂිත ි රිවිත යන්ට ත ාෙැති වුවතහාේ මිල ගණන් ගැලපීෙ ෙඟින් එෙ තතාග 

භා ගැනීෙ සඳහා ප්රතිපාද  සලසා ඇති අත , සැපයුම්කරුවන් එකඟ වූ මිල ක්රෙය වූ  ැව තතක්ව 

ත ාමිතල්ප (FOB) ය  මිල ක්රෙය යටතේ සැපයුම්කරුවන්තේ වගකීෙ පැටවුම් ව ාතයන් පසු 

අවසන් තේ. (ඇමුණුෙ -20)   

 

7.4.3 ලංසු තල්පඛ  3.5.2 ට අනුව ආනයනික ගල් අඟුරු ත ොග වල ගුණත්වය පරීක්ෂොව සඳහො ස්වොධීන 

පරීක්ෂකවරු පැටවුම් වරොතේදී හො තගොඩබොන වරොතේදී පත්කර තිබුණි. පැටවුම් වරොතේදී එම 

පරීක්ෂකවරු විසින් ගල්ප අඟුරු  ැවට පැටවීතෙන් පසු ලබා ගන් ා නියඳිය පරීක්වෂා ක  වාර්තාව 

නිකුේ ක නු ලැතේ. තෙෙ වාර්තාව ගල්ප අඟුරු  ැවට පැටවීෙ සම්ූර්ණ වී දි  03 ක්ව ඇතුළත විදුේ 

හුවොරුවක්ව ෙඟින් ගැනුම්කරු තවත ලබා දිය යුතුය. (ඇමුණුෙ -21) 

 

 

7.4.4 ගල්ප අඟුරු මිලදී ගැනීෙ සඳහා පේ ක  ඇති විතශ්ෂ ස්ථාව  අොතය ෙණ්ඩල ප්රසම්පාද  කමිටුවට 

(SSCAPC) සහාය වීෙ සඳහා සාොජිකයින් 07 තදත කුතගන් යුේ ස්ථාව  තාක්වෂණික ඇගයීම් 

ෙණ්ඩලයක්ව පේ ක  තිබුණි. (ඇමුණුෙ - 22) 

7.4.5 ගල්ප අඟුරු මිලදී ගැනීතම්දී අවෙ මිල ගණන් ඇගයීෙට ලක්වක  ආර්ික වාසි වැඩි වශතයන් ලැතබ  

සොගෙක්ව තතෝ ා ගත යුතු තෙන්ෙ ගල්ප අඟුරු දහ තේදී පරිස යට ඇතිව  බලපෑෙද ඇගයීෙට ලක්ව 

කිරීෙ තුළ ඇතිවිය හැකි පාරිසරික ගැටළු අවෙ ක ගත හැකිය.  

 

7.4.6 ගල්ප අඟුරු රැතග  එ   ැේ වලින් බේතල්ප වලට ගල්ප අඟුරු පැටවීතම්දී ඒ අවට මුහුදු පතුල හා 

ජැටිය අසල ගල්ප අඟුරු වැටී තැන්පේ වීෙ සිදුතේ. 

 

7.5 ගේ අඟුරු දහනවේ අතුරු ඵල  ( පියාසර අළු සහ යටි අළු)     

 

7.5.1 විදුලි බල නිෂ්පාද  ක්රියාවලිය සඳහා ගල්ප අඟුරු දහ තේදී ප්රධා  වශතයන් අතුරුඵල තදකක්ව 

උේපාද ය ව  අත  එය ියාස  අළු (Fly Ash) සහ යටි අළු (Bottom Ash) වශතයන් හැඳින්තේ. 

තෙතස් ජනිත වන් ා වූ අළු අතරින් ි යාස  අළු පරිස යට මුදා හැරීෙ වැළැක්වවීෙ සඳහා ස්ි ති විදුේ 

අවක්වතශ්පණය තයාදා ගනී. ස්ීති විදුේ අවක්වතශ්පණය( Electro Static Precipitator - ESP) යනු 

ප්රතිවිරුේධ ආත ෝපණ රැගේ තහඩු තප ණයක්ව වූ අත  තෙෙඟින් ියාස  අළු අංශූවලින් සියයට 

99.3 ක්ව තපරීෙ සිදු ක යි. තප  ය ක   ලද ියාස  අළු අවක්වතෂ්පකතේ තහඩු ෙත තැන්පේ ව  

අත  සවික  ඇති කම්පක (Vibrators) ෙඟින් ි යාස  අළු තවන් තකාටතග  විශාල බඳුන් (Bin) තුළ 

තැන්පේ ක යි. තෙගාතවාට් 900 ක විදුලි බලයක්ව නිපදවීතම් දී නදනිකව උපරිෙ වශතයන් 

තෙට්රික්වතටාන් 900 ක පෙණ ියාස  අළුද (Fly Ash), තෙට්රික්වතටාන් 180 ක්ව පෙණ  යටි අළු 
(Bottom Ash) ද, අතුරු ඵලයක්ව තලස නිපදතේ. තෙෙ වයාපෘතිය සැලසුම් අදියතර්දී අළු බැහැ  

කිරීතම් ක්රෙතේදය තුල ියාස   අළු සිතෙන්ති නිෂ්පාදකයන් විසින් රැතග  යාෙේ යටි අළු 

බලාගා තේ අළු අංග තේ  අවුරුදු 30 ක කාලයක්ව දක්වවා ගබඩා ක  තැබීෙට කටයුතු ක   බවේ 
21



දක්වවා තිබුණි. තෙෙ අළු අංග ය දළ වශතයන් අක්වක  25 ක පෙණ භූමි ප්රොණයකින් යුක්වතතේ. 

බලාගා තේ ක්රියාේෙක ව  එක්ව ඒකකයක අතප්ක්විත ජීව කාලය වස  35 ක්ව තලස සැලැසුම් 

අදියතර්දී හඳු ාතග  තිබූ අත  තම් අනුව 2018 වර්ෂතේ සිට ඉදිරියට එෙ එ්කක 03 සියයට 65 ක 

( තේද අංක 7.9.3)  කාර්යක්වෂෙතාවයකින් ක්රියාේෙක වන්තන් යැයි උපකල්පප ය ෙත  උේපාද ය 

විය හැකි ියාස  අළු හා යටි අළු ප්රොණය පහත පරිදි ගණ ය ක   ලදී. 

        වගු අාංක 11 – 2018 වර්ෂවේ සිට ඉදිරියට ජනිත විය හැකි පියාසර අළු ප්රමාණය 

 

       වගු අාංක 12 – 2018 වර්ෂවේ සිට ඉදිරියට ජනිත විය හැකි යටි අළු ප්රමාණය 

 

   ඉහත සඳහන් වූ තෙෙ අතුරු ඵලයන් බැහැ  කිරීතම් ක්රෙතේදයට අදාලව සිදු ක   ලද විගණ  පරීක්වෂාතේදී   

නිරීක්වෂණය වූ කරුණු පහත දැක්වතේ.  

  
ආ ම්භක 
වර්ෂය 

වස  35 ක 
ජීව කාලය 
සම්ූර්ණ ව  
වර්ෂය 

2018 
වර්ෂතේ සිට 
ඉදිරියට ඇති 
වර්ෂ ගණ  

(65 % ක 
කාර්යක්වෂෙතා
වය)දි කට 
ජනිත ව  
ියාස  අළු 
(තෙට්රික්වතටාන්) 

වර්ෂයකට 
ජනිත විය හැකි 
ියාස  අළු 
(තෙට්රික්වතටාන්) 

2018 වර්ෂතේ  
සිට ඉදිරියට  
ජනිත විය හැකි  
ියාස  අළු  
(තෙට්රික්වතටාන්) 

ඒකක 1 2011 2046 28 195 71,175         1,992,900  

ඒකක 2  2014 2049 31 195 71,175         2,206,425  

ඒකක 3 2014 2049 31 195 71,175         2,206,425  

මුළු එකතුව         6,405,750  

 ආ ම්භක 
වර්ෂය 

වස  35 ක 
ජීව කාලය 
සම්ූර්ණ ව  
වර්ෂය 

2018 
වර්ෂතේ සිට 
ඉදිරියට ඇති 
වර්ෂ ගණ  

(65 % ක 
කාර්යක්වෂෙතා
වය )දි කට 
ජනිත ව  යටි 
අළු 
(තෙට්රික්වතටාන්) 

වර්ෂයකට 
ජනිත විය හැකි 
යටි අළු  
(තෙට්රික්වතටාන්) 

2018 වර්ෂතේ 
සිට ඉදිරියට 
ජනිත විය හැකි 
යටි අළු 
(තෙට්රික්වතටාන්) 

ඒකක 1 2011 2046 28 39 14,235 398,580  

ඒකක 2  2014 2049 31 39 14,235 441,285  

ඒකක 3 2014 2049 31 39 14,235 441,285  

 
මුළු එකතුව 

     
1,281,150  
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                     රූප සටහන් අාංක 05 - අළු අාංගනය 

 

 

 

 

 

 

 

 

 

 

 

 

 

7.5.2 2015 වර්ෂතේ සිට 2018 ෙැයි ෙස 10 ව  දි  දක්වවා ියාස  අළු (Fly Ash) තෙට්රික්වතටාන් 
425,008 ක්ව  පෙණ අතලවි ක  ඇති අත  තෙෙ කාලපරිචතේදය තුළ ඉතිරි වූ ියාස  අළු (Fly Ash) 

තෙට්රික්වතටාන් 443,909 ක්ව පෙණ අළු අංග තේ තැන්පේ ක  තිබුණි. (ඇමුණුෙ - 23) 

 

7.5.3 ියාස  අළු (Fly Ash) සිතෙන්ති කර්ොන්තයට සහ අත කුේ ඉදිකිරීම් කටයුතු සඳහා තයාදා 
ගැනීෙට සුදුසු බවට ශ්රී ලංකා ජාතික ඉංජිතන්රු පර්තේෂණ සහ සංවර්ධ  ෙධයස්ථා ය 
(NERDC) නිර්තේශ ක  තිබුණි. තවද ියාස  අළු සහ යටි අළු භාවිතා ක  සිදු ක නු ලබ  

නිෂ්පාද යන් අතලවි කිරීෙට හා ප්රවර්ධ ය කිරීෙටේ ඒ සඳහා අවශය වන් ා වූ තාක්වෂණික දැනුෙ 

සුළු හා ෙධය පරිොණ කර්ොන්තකරුවන්ට ලබාදීෙ සඳහාේ එෙ ආයත ය හා ලංකා විදුලිබල 
ෙණ්ඩලය සෙඟ 2017 අතගෝස්තු 08 ව  දි  අවතබෝධතා ගිවිසුෙකට එළඹී තිබුණි.(ඇමුණුෙ 

- 24) 

 

7.5.4 2017 අතේල්ප 20 දි ැති පුවේපේ දැන්වීෙ (ඇමුණුෙ - 25) ෙඟින් නදනිකව තෙගාතවාට් 900 
ක විදුලි බලයක්ව නිපදවීතම්දී අතුරු ඵලයක්ව තලස ඉතිරිව  ියාස  අළු බැහැ  කිරීෙ සඳහා 
ලංසු කැඳවා තිබුණ අත  ආයත  08 ක්ව තේේව අංක 01 හා තේේව අංක 02 යටතේ ියාස  
අළු මිලදී ගැනීෙ සඳහා 2018 සිට 2022 දක්වවා වස  05 ක කාලයක්ව සඳහා ගිවිසුම් වලට එළඹී තිබුණි. 

(ඇමුණුෙ -26) 
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7.5.5 2017 ත ාවැම්බර් 22 දි  පැවැේවූ අොතය ෙණ්ඩල රැස්වීතම්දී තටන්ඩර් අංක 
LV/CEPD/FLY/Ash/02 යටතේ මුදල්ප හා ජ  ොධය ඇෙතිතුොතේ නිරීක්ෂණවල නියෙ ක  
දක්වවා ඇති තකාන්තේසිවලට යටේව, අොතය ෙණ්ඩල සංතේශතේ 7 ව  තේදතේ 7.1 සිට 
7.9 දක්වවා ව  තයෝජ ා වලට අනුව වස  05 ක කාලයක්ව අළු අතලවි කිරීෙ සඳහා අනුෙැතිය 
ලබාදීෙට තී ණය ක  තිබුණි. (ඇමුණුෙ - 27) 

 

7.5.6 ඉහත සඳහන් තයෝජ ා වලට අදාලව ගිවිසුම් ක්රියාේෙක වීෙ සිදු වුවතහාේ වාර්ිකව ඉවේ ව  අළු 

ප්රොණය තෙට්රික්වතටාන් 480,000 ක්ව හා එෙඟින් රු. මිලිය  874.95 ක ආදායෙක්ව ඉපයීෙට 

ඇස්තතම්න්තු ක  තිබුණි. (ඇමුණුෙ - 28)  

 
7.5.7 ඒ අනුව 2015 වර්ෂතේ සිට 2018 වර්ෂය දක්වවා යටි අළු (Bottom Ash) කියුේ 30ක්ව හා තලෝඩ් 

858 ක්ව අතලවි කිරීෙ ෙඟින් රු. 438,335 ක ආදායෙක්ව බලාගා ය විසින් උපයා තිබුණි. (ඇමුණුෙ 

29) 

 

 

 

7.5.8 බලාගා තේ ඉතිරි ව  ියාස  අළු (Fly Ash) සහ යටි අළු (Bottom Ash) බලාගා ය 
අසල අක්වක  25 ක පෙණ භූමි ප්රොණයක්ව තුළ තැන්පේ ක නු ලැතේ. සුළං අධික කාල 
වල(වා කන් ෙැයි, ජුනි, ජුලි, අතගෝස්තු හා සැප්තැම්බර් ොස) තෙෙ ියාස  අළු පරිස යට 
එකතු තේ.   

 

7.5.9 අළු තැන්පේ ක  ඇති භූමිය තභෞතික පරීක්ෂාතේදී තෙෙ අළු වර්ග තදක තව  තව ෙ තැන්පේ 

ක  තිබුණු බව නිරීක්වෂණය විය.  

 

7.5.10 ියාස  අළු (Fly Ash) අංග තේ තැන්පේ කිරීතම්දී වතු  සෙඟ මිශ්ර තකාට ටිපර්  ථ ෙඟින් 

ප්රවාහ ය ක  තැන්පේ ක නු ලබ  අත  එෙ අළු ඝණ වු ද්රවයයක්ව (Slury)  වශතයන් දැ ට 

අක්වක  7 කට ආසන්  ප්රොණයක්ව ආව ණය ක  ඇත. 2018 ෙැයි 10 දි  ව  විට තැන්පේ ක  

ඇති අළු අංග තේ උස මීටර් 10 කට ආසන්  බව ද තැන්පේ කළ හැකි ධාරිතාවතේ උස දළ 

වශතයන් මීටර් 25 ක්ව පෙණ ව  බවද  බලාගා තේ පාරිසරික ඉංජිතන්රු නිලධාරී විසින් ප්රකාශ 
ක   ලදී.  

 

7.5.11 ජලය සෙඟ මිශ්ර වූ ියාස  අළු (Fly Ash) ඝණ වු පසු සුළඟ සෙඟ එකතු ත ාවීෙ තහ්තුතවන්  

දුවිලි තලස වාතයට එකතු වීෙක්ව සිදුත ාතේ.  මුේ ජලය සෙඟ මිශ්ර ත ාවූ ි යාස  අළු දූවිලි තලස 

වාතයට එකතුවිය හැක.  
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7.5.12 යටි අළු (Bottom Ash) විදුලි බලය නිපදවීතම් ක්රියාවලිතේදී ජලය සෙඟ මුසු වීෙ තහ්තුතවන් 
තතේගතියක්ව පවතී.  

රූප සටහන අාංක 06- යටි අළු අාංගනවේ තැන්පත් කිරීම   

  

 

 

 

 

 

 

 

 

 

 

 

 

 

7.6 සාංසරණ වායු තත්ත්ව ප්රමිති පවත්වාවගන යාම  

 

7.6.1 ගල්ප අඟුරු දහ  ක්රියාවලිතේදී උේපාද ය ව  සියුම් අළු අංශු  ේ වූ වායූන් සෙඟ ියාස  අළු තලස 

පැයකට තටාන් 12 ේ 14 ේ අත  ිට තකතර්. තෙෙ විතෙෝචක වායු, ස්ිති විදුේ අවක්වතෂ්පකතයන් 

(ESP) තපරීතමන් පසු විතෙෝචක වායු තගන්දගම් වියුක්වතකයට ( FGD – Flue Gas 

Desulpherization)  ඇතුල්ප ව  අත  තෙෙ වායුව මුහුදු ජලය සෙඟ මිශ්ර කිරීතෙන් තගන්දගම් 

දහ තයන් සෑතද  වායුව ඉවේ ක  අ තුරුව මීටර් 150 ක්ව උස ිමිනියක්ව ෙඟින් ඉහල අහසට මුදා 

හැතර්.  

     රූප සටහන අාංක 07 - විවමෝචක වායු වගන්දගම් වියුක්වතකය සහ ඒකක තුනට අදාල චිමිනි 
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7.6.2 1990 අංක 12 ද ණ වයඹ පළාේ පාරිසරික ප්රඥාප්තියට අනුව 2010 තදසැම්බර් 21 දි ැති අංක 

1685/11 (ඇමුණුෙ - 18)  ද ණ අති විතශ්ෂ ගැසට් පත්රය ෙඟින් සංස ණ වායු තේේව නිතයෝග 

ප්රසිේධ ක  ඇත. තම් යටතේ පළාේ පරිස  අධිකාරිය විසින්  අනුෙත ක   ලද උපක ණ භාවිතා 

ක මින් නියමිත වායු තේේව ප්රමිති පවේවාතග  යනු ලැතේද යන්  පරීක්ෂා කිරීෙ කළ යුතු තේ. 

තෙෙ නිතයෝග ෙඟින් ප්රධා  අපවිත්රකා ක 06 ක්ව හඳු ාතග  ඇත.  එ ම්: 

 

01. අංශුෙය ද්රවය    - PM10 (වායුගතික විශ්කම්භය ෙයිතක්රා මීටර් 10 ට අඩු) 

02. අංශුෙය ද්රවය    - PM2.5 (වායුගතික විශ්කම්භය ෙයිතක්රා මීටර් 2.5 ට අඩු) 

03.  යිට්රජන් ඩතයාක්වසයිඩ් - NO2 

04. සල්පෆර් ඩතයාක්වසයිඩ්  - SO2 

05. ඕතසෝන්    - O3 

06. කාබන් තොත ාක්වසයිඩ් -CO 

 

ගල්ප අඟුරු දහ තේදී වායුතගෝලයට  මුදාහරි  අපවිත්රකා ක කිහිපයක්ව පහත පරිදි හඳු ාතග  ඇත. 

                 (ඇමුණුෙ - 30) 

01. අංශුෙය ද්රවය    - PM10 

02. අංශුෙය ද්රවය    - PM2.5 

03.  යිට්රජන් ඔක්වසයිඩ්   - NOx 

04. සල්පෆර් ඩතයාක්වසයිඩ්  - SO2 

05. කාබන් ඩතයාක්වසයිඩ්  - CO2 

06. මීතේන්    - CH4 

07.  සදිය ඇතුළු බැ  තලෝහයන්  

  

7.6.3 2018 මැයි 21 දින සිට 2018 ජූනි 02 දක්වො සංස ණ වායු සම්බන්ධතයන් ලක්වවිජය බලාගා ය විසින් 

විගණනය සදහො ඉදිරිපත් කරන ලද දත්  පරීක්ෂොතේදී වූ නිරීක්ෂණ පහ  පරිදි තේ. 

           වගු අාංක 13 - සාංසරණ වායු නිරීක්වෂණ දත්ත 

දිනය ඒකක 1 (Unit 1) ඒකක 2 (Unit 2) ඒකක 3 (Unit 3) 

සංස ණ වායු  - NOx ,SO2 ,CO, CO2 ,O2  

2018/05/21 ඒකකය වසො තිබුණි. පරීක්ෂො කර ඇ . පරීක්ෂො කර ඇ . 

2018/05/23 පරීක්ෂොකර නැ . පරීක්ෂො කර ඇ . පරීක්ෂො කර ඇ . 

2018/05/25 පරීක්ෂො කර ඇ . පරීක්ෂො කර ඇ . පරීක්ෂො කර ඇ . 

2018/05/27 පරීක්ෂො කර ඇ . ඒකකය වසො තිබුණි. ඒකකය වසො තිබුණි. 

2018/05/31 පරීක්ෂො කර ඇ . ඒකකය වසො තිබුණි. ඒකකය වසො තිබුණි. 

2018/06/02 පරීක්ෂො කර ඇ . පරීක්ෂො කර ඇ . ඒකකය වසො තිබුණි. 

                            (ඇමුණුම -31) 
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7.6.4 තවද ොතල්ප සම්මුතිය යටතේ අන්තර් තේශ සීො වායු දූෂණය තහ්තුතවන් අම්ල වැසි ඇති වීතම් 

හැකියාව හඳු ාගැනීෙ සහ අම්ල වැසි පාල  වයාපෘති ක්රියාේෙක කිරීෙ සඳහා වැසි ජලය සමූහ 

වශතයන් එකතුක  ආම්ලිකතාවය සෘණාය  චාලක ස්වභාවය පරීක්වෂා කිරීෙ සිදු කල යුතුය. 

(ඇමුණුෙ -32)  

 

7.6.5 දුම් කුළුණු හරහො බැහැර වන දහන වොයූන්තේ ගුණොත්මකභොවය අධ්යයනය කිරීම හා වොයුතේ 

අන් ර්ග  සියුම් අංශු ඉවත්කරනු ලබන ස්ිතික විදුත් අවක්තෂ්පකතේ සහ විතෙෝචක වායු 

තගන්දගම් වියුක්වතකතේ කාර්යක්වෂෙතාවය ෙැනීතම් කටයුතු ද ශේද හා කම්ප  (Noise and 

vibration) සහ ජලතේ ගුණේවය පරීක්ෂාව සඳහා 2018 අතේල්ප 25 දි  කාර්මික තාක්ෂණ ආයත ය 

තවත LV/T/2018/127 ද ණ ලිිය ෙඟින් රු. මිලිය  3.95 ක වටි ාකෙක්ව සහිත තකාන්ත්රාේතුව 

ප්රදා ය ක  තිබුණි.  

 

 

7.7 බලාගාරවේ සිසිලන පද්ධතිය සඳහා අවශය ජලය ලබා ගැනීම සහ පිරිපහදුවවන් පසු ජලය මුහුදට 

බැහැර කිරීවම් ක්රියාවලිය  

 

7.7.1 බලාගා තේ තෙතහයුම් කටයුතු සඳහා භාවිතා ක   සිසිල  පේධතිය සඳහා (Cooling water 

system) මුහුදු ජලය උපතයෝගී ක ගනු ලබ  අත  එක්ව ඒකකයක්ව (per 1 Unit) සඳහා පැයකට 

කියුබික්ව මීටර් 58,000 ක ප්රොණයක ජලය ලබාගන් ා අත  එය දළ වශතයන් තේප යකට කියුබික්ව 

මීටර් 1,000 කට ආසන්  ප්රොණයකි. 

 

       රූප සටහන අාංක 08- සිසිලන පද්ධතිය සඳහා අවශය ජලය ලබා ගැනීම 

 

 

 

 

 

 

7.7.2 මුහුදු ජලතේ පවති  ගුණේවය (Raw water quality) පරීක්ෂා කිරීෙ සඳහා ප ාමිතින් 02 ක්ව භාවිතා 

ක   අත  එ්වා  ම් ජලතේ ක්වෂාරීය අගය (PH) හා උෂ්ණේවය ( Temperature ) වශතයනි. ඉහත 

ප ාමිතීන්  පරීක්ෂා කිරීෙ ෙඟින්  ැවත එෙ ජලය මුහුදට බැහැ ව  ස්ථා තේදී (Discharge point) 

පවේවා ගත යුතු ගුණේවයන් පාල ය සඳහා අවශය වන් ා වූ ක්රියාොර්ග ගැනීෙ සිදු කල හැකි තේ.  

 

 

 

 27



7.8  භූගත ජලය 

 

7.8.1 2017 මොර්ු 16 දිනැති අංක 2010/23 දරණ ජල සම්පත් මණ්ඩලතේ අති විත ්ෂ ගැසට් පත්රය ප්රකොරව 

(ඇමුණුම -33) රොජය ආය න සිය වයොපෘතීන් සඳහො ස්වභොවික ජල උල්ප ක් තහෝ ගැඹුරු තහෝ 

තනොගැඹුරු භූග  ජලය භොවි යට ගනු ලබන්තන් නම් ජල සම්පත් මණ්ඩලය විසින් තදනු ලබන 

නියමයන්ට අනුකූලව එම වයාපෘති ක්රියොත්මක කල යුුය. බලාගා ය විසින් 2017 තදසැම්බර් ව  

විට ත ාගැඹුරු ළිං 74  ක්ව භාවිතයට ගැනීෙ සඳහා ඉල්පුම් ක  තිබුණි.  

 

7.8.2 2018 අතේල්ප 23 දි  අංක LV/T/2018/0126 ද ණ ලිිය ෙඟින් බලාගා  පරිශ්රතේ හා අවට භූගත 

ජලතේ පවති  ගුණාේෙකභාවය ිළිබඳව අඛණ්ඩව පරීක්ෂාව සඳහා වූ තකාන්ත්රාේතුව  ජල සම්පේ 

ෙණ්ඩලය තවත ිරි ො තිබු අත , එහි ඇස්තතම්න්තු වටි ාකෙ රු.මිලිය  3.95ක්ව විය. (ඇමුණුෙ 

-34) 

 

 

7.9  බලාගාරවේ කාර්ය සාධනය හා වමවහයුම් කාර්යයන් තාවකාලිකව නවතා දැමීම  

 

7.9.1 බලාගා  සාධකය (Plant factor), ක්රියාේෙක ව  බලාගා  සාධකය (Running Plant Factor) හා 

පවති  සාධකය (Available Factor) යනු විදුලි බල උේපාද  කාර්යතේදී කාර්යය සාධ ය ෙැනීතම් 

දර්ශක තු කි. තෙෙ දර්ශක පහත පරිදි ගණ ය තකතර්. 

• බලාගා  සාධකය =       සතය බලශක්වති උේපාද ය(  ාමික කාලය තුළදී)               

             සලකා බල  කාලය තුළදී විය හැකි බලශක්වති උේපාද ය 

 

• ක්රියාේෙක ව  බලාගා  සාධකය  

කාලපරිචතේදය තුළ භාවිතයට ගත හැකි මුළු ධාරිතාවය උපතයෝජ ය කතල්ප  ම් 

උේපාද ය කල හැකි නිෂ්පාද යට සතය නිෂ්පාද තේ දායකේවය සලකා බැතල්ප.  

• පවති  සාධකය 

සැලැසුම් ගත ත ාවූ ක්රියාකාරීේවතේ ඇණහිටීම් තහෝ බලශක්වති  ාස්ති වීම් අවෙ කිරීෙ 

සඳහා සැලැසුම් ිළිතයල කිරීෙ සිදු කල හැකි අත  තෙෙඟින් තෙතහයුම් ක්රියාවලිතේ 

කාර්යක්වෂෙතාවය ඉහළ  ංවා ගත හැක.   

 

7.9.2 2016 වර්ෂතේ ලක්ව විජය බලාගා තේ පළමු එ්කකතයහි (Unit 1) බලාගා  සාධකය, ක්රියාේෙක ව  

බලාගා  සාධකය හා පවති  සාධකය ිළිතවලින් සියයට 31.38 ක්ව, 38.93 ක්ව හා 48.23 ක්ව තලස 

වාර්තා වී තිබුණි. තෙය ඒකක තදක හා ඒකක තු ට(Unit 2 and Unit 3) සාතප්ක්වෂව පහළ අගයක්ව 

විය. (ඇමුණුෙ -05) 

7.9.3 පසුගිය වර්ෂ 03 කට අදාළව බලාගා තේ නිෂ්පාද ය කළ හැකි ධාරිතාවය හා කාර්යය සාධ ය 

පහත පරිදි තේ.      
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     වගු අාංක 14 - බලාගාරවේ නිෂ්පාදන ධාරිතාවය හා කාර්යය සාධනය 

වර්ෂය නිෂ්පාද ය 

කළ හැකි 

ධාරිතාවය 

තෙගාතවාට් 

නිෂ්පාද ය කළ හැකි 

ධාරිතාවය  

 

ගිගාතවාට් පැය 

සතය 

නිෂ්පාද ය 

ගිගාතවාට් 

පැය 

සතය නිෂ්පාද ය, 

නිෂ්පාද ය කළ 

හැකි ධාරිතාවතේ 

ප්රතිශතයක්ව තලස 

2015 900 900*8,760/1,000= 7,884 4,443 56.35 

2016 900 900*8,760/1,000= 7,884 5,047 64.01 

2017 900 900*8,760/1,000= 7,884 5,103 64.72 

               

7.9.4 2016 වර්ෂතේ  ජ වාරි ෙස සිට 2018 අතේල්ප 30 දක්වවා  ලක්වවිජය බලාගා තේ  තෙතහයුම් කටයුතු 

තාවකාලිකව  වතා දැමු  අවස්ථා පහත පරිදි නිරීක්ෂණය විය. (ඇමුණුෙ - 35) 

 

      වගු අාංක 15 -   බලාගාරවේ  වමවහයුම් කටයුතු තාවකාලිකව නවතා දැමු  අවස්ථා       

වර්ෂය පළමු ඒකකය වසා තැබූ 

දින ගණන 

වදවන ඒකකය වසා 

තැබූ දින ගණන 

තුන්වන ඒකකය වසා 

තැබූ දින ගණන 

2016 223.52 17.58 21.54 

2017 55.31 53.43               82.0 

2018/04/30 13.02 23.52 - 

එකතුව 291.85 94.53 103.54 

 

 

තෙෙ තාවකාලික  වතා තැබීම් සඳහා ප්රධා  තහ්තු 5ක්ව හඳු ාතග  තිබු අත  ඒවා පහත පරිදි තේ. 

 

1. ප්රධා   ඩේතු කටයුේතක්ව අවසන් ක  පසු ඒකකතේ නිවැ දි ක්රියාකාරීේවය ස ාථ ක  

ගැනීෙට පරීක්වෂණ සිදු ක   කාලපරිචතේදය (Commissioning) 

2. අභයන්ත  තදෝෂ (Internal fault)  

3. බාහි  තදෝෂ (External fault) 

4.  ඩේතු කටයුතු (Maintenance) 

5. පේධති පාල  ඉල්පලීම් (SCC request) 
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  වගු අාංක 16 - වමවහයුම් කටයුතු තාවකාලිකව නවතා දැමීමට වහ්තු සහ අවසථ්ා (ඇමුණුෙ - 36) 

ඒකකය සහ වර්ෂය 

Commiss 
-onning අභයන්ත  තදෝෂ බාහි  තදෝෂ  ඩේතු කටයුතු 

පේධති පාල  
ඉල්පලීම් 

නවතා දැමූ 
කාලය 

දින 
නවතා දැමූ කාලය 

දින 

නවතා දැමූ 
කාලය 

දින 

නවතා දැමූ 
කාලය  

දින 
නවතා දැමූ කාලය  

දින 

ඒකක 1 

2016 
                           

9.68  137.49 
                 

29.38  40.89                       6.07  

2017  -  
 

55.31   -  -  -  

2018 ෙැයි 10 
දක්වවා  -   -   -  

                     
13.02   -  

එකතුව 
                             

9.68                       192.80  
                    

29.38  53.91                       6.07  

ඒකක 2 

2016  -  
                          

5.63  
                    

11.95   -   -  

2017  -  53.21 
                       

0.22   -   -  

2018 ෙැයි 10 
දක්වවා  -  

 
23.52  -   -   -  

එකතුව 
                                

-                         82.36  
                  

12.17                            -                               -    

ඒකක 3 

2016  -  
                          

6.14  
                    

15.40   -   -  

2017  -                         71.14   -  
                     

10.86   -  

2018 ෙැයි 10 
දක්වවා  -   -   -   -   -  

එකතුව 
                                  

-                           77.28  
                    

15.40  
                     

10.86                             -    

මුළු එකතුව 
                             

9.68                       352.44  
                    

56.95  
                     

64.77                        6.07  

 

 

7.9.5 2018 වර්ෂතේ සිට 2021 වර්ෂය දක්වවා බලාගා ය විසින් සිදුකල යුතු ඉදිරි  ඩේතු සැලැසුම් 

ිළිතයල ක  තිබුණි. ඒ අනුව 2019 වර්ෂතේදී  ඒකක තදකක ප්රධා  කාණ්ඩතේ  ඩේතු කටයුතුද 

එක්ව ඒකකයක තදව  කාණ්ඩතේ  ඩේතු කටයුතුද සැලැසුම් ක  ඇති අත  තෙවැනි අවස්ථාවකදී 

 ඩේතුව අවශය ව  සම්ූර්ණ ඒකකයෙ දළ වශතයන් දි  100 ක කාලයක්ව හා දි  45 ක කාලයක්ව 

සඳහා  ත  කිරීෙ සිදු කළ යුතුය. ජාතික විදුලිබල උේපාද  ක්රියාවලිය සඳහා බලාගා තේ 

දායකේවය සියයට 35 කට ආසන්  ප්රොණයක්ව 2017 වර්ෂතේදී ලබා දී ඇති අත  තෙවැනි  ඩේතු 

කටයුේතකදී තෙෙ දායකේවතේ ප්රොණය අඩු විය හැක.   (ඇමුණුෙ - 37) 
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7.10  කාලගුණික දත්ත 

සුළතේ තේගය සහ සුළං දිශාව ෙැනීෙ සඳහා බලොගොරතේ ක්රියොත්මක වූ කොලගුණික දත්  රැස ්කිරීතම් 

ඒ්කක ස්ථා  තදකක සවික  තිබූ අත  තෙෙඟින් ලබා ගන් ා දේත තදසතියකට ව ක්ව Pen Drive 

එකක්ව ෙඟින් ලබාතග  නිරීක්වෂණය තකතර්. (ඇමුණුම -38) 

 

7.11  පරිසර ගැටළු වළක්වවා ගැනීමට ක්රියාත්මක වැඩසටහන් වල ප්රගතිය 

 

පාරිසරික ගැටළු වලක්වවා ගැනීෙ සඳහා බලාගා ය විසින් ක්රියාේෙක කිරීෙට අතප්ක්විත 2017 

ත ාවැම්බර් ෙස 02 දි ැති අංක පීපීඑම්/එල්පවීසී/සිවිල්ප/37-88 ද ණ පුේතලෙ දිස්ි ක්ව තල්පකම් අෙත  

ලද බලසථ්ා  කළෙ ාකරුතේ ලිිතේ අඩංගු පහත සඳහන් කරුණු සම්බන්ධතයන් 2018 ෙැයි 10 

ව  දි  තභෞතික විගණ  පරීක්වෂාතේ දී හා 2018 ජූනි 05 දි ැති අංක එල්පවීපීපී/පීපීඑම්/තපාදු/6-148 

ද ණ (ඇමුණුෙ - 39)  විගණකාධිපති තවත තයාමු ක   ලද ලිිතේ සඳහන් කරුණු පහත දැක්වතේ.  

7.11.1       ගැටළු 01- ගල්ප අඟුරු අංග තේ ඇති දුවිලි අංශු, සුළඟ සෙඟ වයාප්ත වීෙ වැළැක්වවීෙ. 
7.11.1.1 ක්රියාමාර්ගය 01 - ගල්ප අඟුරු අංග ය වටා සුළං බාධක ඉදිකිරීෙ.  

7.11.1.1.1 නිරීක්වෂණය  01 - ගල්ප අඟුරු අංග ය වටා දැ ට පවති  සුළං බාධකය උස මීටර් 15ක්ව  හා 460 

දිගින් (ඇමුණුෙ - 40) යුක්වතතේ.   

 

 රූප සටහන අාංක 09 - ගේ අඟුරු අාංගනය වටා ඇති සුළාං බාධකය 
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7.11.1.1.2 නිරීක්වෂණය 02 - ලංකා විදුලි බල ෙණ්ඩලය විසින් 2016 සැප්තැම්බර් 29 ව  දි  ිළිතයල ක   

ලද ඉදිකිරීෙට තයෝජිත දිගින් මීටර් 1183.5ක්ව වූ (ඇමුණුෙ - 41)  සුළං බාධකය සඳහා 

ඇස්තතම්න්තුගත ිරිවැය රු. මිලිය  600 ක්ව පෙණ විය.  2017 ඔක්වතතෝබර් 05 ව  දි  සිට තෙෙ 

කාර්යය සඳහා ප්රසම්පාද  කටයුතු ආ ම්භ ක   තිබූ අත  2018 තපබ වාරි 05 දි  
රු.483,794,564 ක (ඇමුණුෙ - 42 ) වටි ාකෙකට තකාන්ත්රාේතුව ිරි ො තිබුණි.   

 

7.11.1.2 ක්රියාමාර්ග 02 - ගල්ප අඟුරු අංග තේ ජංගෙ ජල ඉසි  යන්ත්ර හා ජල විසිරුම් පේධතිය 
ක්රියාේෙක           කිරීෙ. 

 

7.11.1.2.1 නිරීක්වෂණය - ගල්ප අඟුරු තගාඩ ගසා තිබියදී හා තෙතහයුම් කටයුතු සඳහා අවශය ගල්ප අඟුරු 

අංග තයන් ඉවේ කිරීතම්දී එෙඟින් ඇතිව  දූවිලි අංශු වයාප්ත වීෙ අවෙ කිරීෙට ගල්ප අඟුරු 

අංග ය තුළ ජල විසිරුම් ක්රෙයන් ද දූවිලි අංශු ගම්ො ය තදසට වයාප්තවීෙ අවෙ කිරීෙ සඳහා 

ජංගෙ ජල ඉසි  යන්ත්ර 02 ක්ව ද ක්රියාේෙක කිරීෙට කටයුතු තයාදා තිබුණි.  

7.11.1.3 ක්රියාමාර්ග 03 -  ගල්ප අඟුරු අංග ය හා ගෙ අත  ආ ක්ෂක කලාපයක්ව ඉදිකිරීෙ. 
 

7.11.1.3.1 නිරීක්වෂණය 01 - ගල්ප අඟුරු අංග ය පුළුල්ප කිරීෙ නිසා දැ ට පවති  ස්වා ක්ෂක කලාපය 
(Buffer Zone) පටු වු අත  එෙ නිසා ගල්ප අඟුරු කුඩු  සුළඟ ෙඟින් ඉතා ඉක්වෙනින් 
වයාප්තවිතම් අවස්ථාව වැඩි බව නිරීක්ෂණය විය. තෙෙ ස්වා ක්ෂක කලාපය (Buffer Zone) 
පුළුල්ප කිරීෙ සඳහා මීටර් 100 ක ඉඩම් තීරුවක්ව (අක්වක  25ක්ව) අළුතින් මිලදී ගැනීෙ 

තවනුතවන් 2017 වර්ෂතේ දී ක්රියාොර්ග ආ ම්භ ක  තිබුණි.   

 

7.11.1.3.2 නිරීක්වෂණය 02- ගල්ප අඟුරු දුවිලි අංශු අවට පරිස ය තවත වයාප්ත විෙ අවෙ කිරීෙ සඳහා 
තෙෙ කලාපය තුළ, හරිත ආව ණයක්ව නිර්ොණය කිරීෙ සඳහා විවිධ වෘක්වෂ ත ෝපණය ක  

තිබුණි. 

 

7.11.1.4 ක්රියාමාර්ග 04 - භාවිතයට ත ාගන් ා ගල්ප අඟුරු තතාගය  සායනික ද්රාවණයක්ව ෙඟින් 
ආව ණය කිරීෙ. 
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    රූප සටහන අාංක 10- ගේ අඟුරු අාංගනය 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

7.11.1.4.1 නිරීක්වෂණය - භූමි ප්රොණය අක්වක  46 (360m X 510 m) ක්ව ව  හා ගල්ප අඟුරු අතු ා තැබිය හැකි 

ධාරිතාවය තෙට්රික්වතටාන් මිලිය  1.21 ව  ගල්ප අඟුරු අංග තේ ගබඩා ක  ඇති ගල්ප අඟුරු ෙඟින් 

ජනිත ව  දූවිලි අංශු අසල ගම්ො ය තවත වයාප්තවීෙ වැලැක්වවීෙටේ, ගල්ප අඟුරු තතාග ගිනි 
ගැනීෙට ඇති අවදා ෙ අවෙ කිරීෙ සඳහාේ තෙෙ  සායනික ද්රාවණය තයදිය හැකි බව 

ලක්වවිජය බලාගා තේ ඉංජිතන්රුව යන් විසින් ප්රකාශ ක   ලද අත  ඒ සඳහා වර්ෂයකට වැයතේ 

යැයි අතප්ක්විත ිරිවැය රු.මිලිය  35 කි.   

 

7.11.2 ගැටළු 02- ියාස  අළු (Fly Ash) වයාප්ත වීෙ අවෙ කිරීෙ. 
 

7.11.2.1 ක්රියාමාර්ගය 01 -අළු අංග ය තවත ප්රවාහ තේදී හා  ැවත ගැනීතෙදී අළු තතත තේේවතයන් 
තබාගැනීෙ.  

 

7.11.2.1.1 නිරීක්වෂණය 01 - අංග තේ තගාඩගැතස  අළු, ෙට්ටම් කිරීෙ සඳහා යන්ත්ර සහ මිනිස් ශ්රෙය 
තයාදාගැනීෙේ  ජලය හා අළු මිශ්රිත දිය යක්ව (Slurry)  භාවිතා කිරීතෙන් අළු අංග ය ෙතුිට 
ආව ණය කිරීෙේ (අංග තේ තකාටසක්ව සඳහා,  ආසන්  වශතයන් අක්වක  07 ) ය  

තදයාකා යට වර්ෂයකට වැයතේ යැයි අතප්ක්විත ිරිවැය රු.  මිලිය  55 කි.  
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රූප සටහන අාංක 11- අළු අංග ය 

 

 

 

 

 

 

 

 

 

 

 

7.11.2.2 ක්රියාමාර්ගය 02 -අළු අංග තේ බටහි  සුළං දිශාවට (මුහුද ි හිටා ඇති දිශාවට) සුළං බාධකයක්ව 
ඉදි කිරීෙ. 

 

7.11.2.2.1 නිරීක්වෂණය 01 - තෙෝසම් කාලය තුළදී  තෙෝසම් සුළං ෙඟින් අළු ගම්ො ය තදසට වයාප්ත 
වීෙට අවස්ථාව පවති  අත  තම් සඳහා ියව ක්ව වශතයන් අළු අංග තේ බටහි  දිශාතේ සුළං 
බාධකයක්ව ඉදිකිරීෙට බලාගා ය විසින් සැලැසුම් ක  තිබුණි. තෙෙ කාර්යය සඳහා 

ඇස්තතම්න්තුගත ිරිවැය රු. මිලිය  300 ක්ව පෙණ තේ. ගල්ප අඟුරු අංග තේ සුළං බාධකය 

ඉදිකිරීතම් ප්රගතිය ෙත තෙෙ ඉදිකිරීෙ ආ ම්භ කිරීෙට සැලැසුම් ක  තිබුණි.  

7.11.3 ගැටළු 03 - බලාගා තේ සිසිල  පේධතිතේ ජලය මුහුදට මුදා හැරීෙ  නිසා සාග  සම්පතට හා 

කල්පිටිය  ප්රතේශතේ ධීව  ජ තාවට ඇතිව  බලපෑෙ. 

 

7.11.3.1 ක්රියාමාර්ග 01-  සාග  ජලතේ උෂ්ණේවය, පී.එච.අගය, ද්රාවය ඔක්වසිජන්, ජල ප්ලවාංග ඇතුළු 

අත කුේ ජීවීන්තේ හැසිරීෙ හා ධීව  සම්පේ ය  කටයුතු ිළිබඳව ජාතික ජල සම්පේ පර්තේෂණ 

සහ සංවර්ධ  නිතයෝජිත ආයත ය (NARA) සෙඟ අඛණ්ඩව පර්තේෂණ පැවැේවීෙ . 

 

7.11.3.2 ක්රියාමාර්ග 02-  මුහුදු පතුළ සමීක්වෂණ කටයුතු සිදු කිරීෙ 

 

7.11.3.2.1 නිරීක්වෂණය 01 - මුහුදු පතුතළ් සිදු ක   සමීක්වෂණ කටයුතු ෙඟින් ගල්ප අඟුරු තැන්පේ වී ඇති 

ආකා ය හඳු ාගැනීෙ සඳහා තො ටුව විශ්ව විදයාලය ෙඟින් පරීක්වෂණ කටයුතු සිදු ක  ගැනීෙට 

ඉල්පලීම් ක  තිබුණි.  
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7.11.4 ගැටළු 04 - ඉලන්තඩිය තව ළ තී ය ඛාද ය වීෙ. 

 

7.11.4.1 ක්රියාමාර්ගය 01- නිශ්ිත ප ත යක්ව සහිතව දිය කඩ  ඉදි කිරීෙ. 

 

7.11.4.1.1 නිරීක්වෂණය 01 - තව ළ ඛාද ය වැලැක්වවීෙ සඳහා තව ළ සං ක්වෂණ තදපාර්තතම්න්තුව සෙඟ 

සාකචඡා පවේවා තිබුණි.  

 

7.12   වතවන පාර්ශීය අදහස් දැක්වීම් 

 2018 ෙැයි ෙස 11 ව  දි  බලාගා ය අසල තබෝග වගා කටයුතුවල නි තව සිටි තගාවීන් 
කිහිපතදත කු සහ ධීව  ගම්ො තේ ගම්වැසියන් සෙඟ පවේව  ලද සම්මුඛ සාකචඡාවලදී 
අ ාව ණය වූ කරුණු පහත පරිදි තේ. 

රූප සටහන අාංක 12 - අවට ගම් වැසියන් කිහිපවදවනකු සමඟ පවත්වන ලද සම්මුඛ සාකච්ඡාව හා 

බලාගාරය අවට වබෝග වගාව 

 

 

 

 

 

 

 

 

7.12.1 අධික සුළං හෙ  කාලය ව  ෙැයි ෙස අග සිට ඔක්වතතෝම්බර් දක්වවා ොස 06ක කාල සීොතේදී 

(වා කන්) අළු අංග තේ සහ ගල්ප අඟුරු අංග තේ ඇති අළු සුළං සෙඟ ගම්ො ය තදසට ගසාතග  

එ  බැවින් නිවාස වලට, තසෞඛයයට හා කෘි තබෝගවලට සිදුව  හානිය වළක්වවා ගැනීෙට කටයුතු 

ක න්තන්  ම්, තාප විදුලි බලාගා තේ ිහිටිෙ ඔවු ට ගැටළුවක්ව ත ාව  බව බලාගා ය අසල තබෝග 

වගා කටයුතු වල නියතු තගාවීන්තේ අදහස විය.  

 

7.12.2 පුේතලෙ දිස්ි ක්වකතේ සුළං විදුලි බලාගා යක්ව හා ලක්වවිජය බලාගා ය ක්රියාේෙකව තිබුණද ගම්ො  

වලට දවතස් පැය 24 පු ා ත ාකඩවා විදුලි බලය ත ාලැබීෙ ගම්වැසියන් මුහුණතද  අත ක්ව 
ප්රධා  ගැටළුවයි. එබැවින් කෘිකාර්මික කටයුතුවල තයදීතම්දී සහ නදනික ජීවිතයට තෙෙ 
තේේවය බාධාවක්ව බව ගම් වැසියන් කිහිපතදත කු පවස  ලදී. 
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7.12.3 ධීව  කටයුතු ක තග  යාෙට ඔවු ට හිමිව තිබු මුහුදු ප්රතේශය කුඩා වී ඇති බවේ ගල්ප 
අඟුරු  ැේ සහ බේතල්ප නිත  යාත්රා කිරීෙ නිසා ධීව  කටයුතු වලට බාධාවන් ඇති වී තිතබ  
බව ධීව  ගම්ො තේ වැසියන්තේ අදහස විය. 
 

7.12.4 තාප බලාගා තේ සිසිල  පේධතිතයන් ිට ක   උණුසුම් ජලය තහ්තුතවන් ෙේසයන්ට හා 
මුහුදු ජීවින්ට හානි සිදු ව  බව ධීව  ගම්ො  වැසියන්තේ අදහස විය.  

 

7.13    පුවත්පත් වාර්තා 

බලාගා තේ තෙතහයුම් කටයුතු වලින් පාරිසරික හානි ඇති ව  බවට පුවේපේ වාර්තා කිහිපයකද, එෙ 

වාර්තා වල සඳහන් වූ ආකා යටෙ පාරිසරික හානියක්ව ඇති වී ත ාෙැති බවට තවේ පුවේපේ 

කිහිපයකද, වාර්තා වී තිබුණි.  
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8. නිරීක්වෂණ 

 

8.1     විදුලි බල උත්පාදනය සඳහා මූලාශ්ර දායකත්වය  

       පසුගිය වර්ෂ 04 ක විදුලි නිෂ්පාද  දේත පරීක්ෂාතේදී ලක්වවිජය බලාගා තේ දායකේවතේ සාො ය 

සියයට 32.58 ක්ව හා ජල විදුලි සහ ඉන්ධ  ි ළිතවලින් සියයට 28.08 ක්ව සියයට 13.80 ක්ව  බව නිරීක්ෂණය 

විය. (7.1.3) 

8.2     විදුලිබල ජනන පිරිවැය 

විදුලිබල නිෂ්පාද  ක්රියාවලිතේදී අවෙ ිරිවැය සහිත මූලාශ්රයන් තයාදාගැනීෙ තවනුවට ඉහල  ිරිවැයක්ව 

සහිත මූලාශ්ර තකත හි අවධා ය තයාමු ක  ඇති බව නිරීක්වෂණය විය. (7.1.6) 

8.3    ලක්වවිජය බලාගාරවේ විදුලිබල උත්පාදන ඒකකයක පිරිවැය හා බලාගාරවේ දායකත්වය 

ලංකා විදුලිබල ෙණ්ඩලතේ විදුලි නිෂ්පාද තයන් 1/3 ක දායකේවය හා අවෙ තදව  සාො ය ඒකක 

නිෂ්පාද  ිරිවැය සහිත මූලාශ්රය වන්තන්  ගල්ප අඟුරු ෙඟින් විදුලිය නිෂ්පාද ය බව නිරීක්වෂණය විය. 

(7.2.4) 

8.4      ලක්වවිජය තාප බලාගාරවේ විදුලි ජනන පිරිවැය සාංසන්දනය. 

 

කැලණිතිස්ස බලාගා ය හා සැසඳීතම්දී, ගල්ප අඟුරු අමුද්රවයක්ව තලස තයාදා විදුලිය නිෂ්පාද ය ක නු 

ලබ  ලක්වවිජය තාප බලාගා ය ෙඟින් රු.මිලිය  350,743 ක මුදලක්ව ලංකා විදුලි බල ෙණ්ඩලයට 

ඉතිරි ක  ගැනීෙට හැකි වූ අත  තෙෙ දළ ඉතිරි කිරීම් සඳහා ගිවිසුම් ගත මිල වූ රු.මිලිය  197,470 ක්ව 

ගැලපු විට රු.මිලිය  153,273 ක ශුේධ ඉතිරියක්ව ෙණ්ඩලයට හිමි වී තිබුණි.(7.2.5) 

 

8.5 1980 අාංක 47 දරණ ජාතික පාරිසරික පනත හා 1990 අාංක 12 දරණ වයඹ පළාත් පාරිසරික ප්රඥප්තතිවේ   

බලාත්මකභාවය 

 

8.5.1 2018 ෙැයි 10 දි  ව  විට පාරිසරික ප්රඥාප්තිතේ 7 (1) (ක) වගන්තියට අනුකූලව වයඹ පළාේ 

පාරිසරික උපතේශක සභාව ක්රියාේෙක ක   ත ාතිබුණු බව නිරීක්වෂණය විය.  (7.3.1.2) 

 

8.5.2 2011 වර්ෂතේ තෙතහයුම් ක්රියාවලිය ආ ම්භතේ සිට  ලක්වවිජය බලාගා තේ උේගතව තිබූ පාරිසරික 

ගැටළු සඳහා  ෙධයෙ පරිස  අධිකාරිතේ ෙැදිහේවීෙක්ව සිදු වී ත ාෙැති බව නිරීක්වෂණය විය. (7.3.1.3) 
 

8.6 පරිසර ආරක්වෂණ බලපත්රය නිකුත් කිරීම 

 

8.6.1 පරිස  ආ ක්වෂණ බලපත්රය වයඹ පළාේ පරිස  අධිකාරිය විසින් නිකුේ ක  තිබුණු අත  තම් සඳහා 

ෙධයෙ පරිස  අධිකාරිතේ ෙැදිහේ වීෙක්ව  තහෝ පරීක්වෂාවක්ව සිදු ක  ත ාතිබුණි. (7.3.2.2) 

 

8.6.2 පළාේ පරිස  අධිකාරිය විසින් බලාගා ය තවත නිකුේක  තිබූ තකාන්තේසි 22 කින් යුේ බලපත්රය 

අුේ කිරීතම්දී (Renewal) එෙ තකාන්තේසිවල අවශයතා බලාගා ය විසින් සපු ා තිතේද යන්  හා 
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එහි නි වදයතාවය පසුවිප ම් කිරීෙ ප්රොණවේ ආකා තයන් සිදු කිරීෙකින් තතා ව 2017 ජූනි 29 දි  

දක්වවා එෙ බලපත්රය අුේ කිරීෙට (Renewal)  කටයුතු ක  තිබුණි. තම් අනුව බලාගා තේ 

ක්රියාකා කම් තුළින් ඇතිවිය හැකි පාරිසරික අවධා ම් තේේවයන් තකත හි බලධාරීන්තේ අවධා ය 

තයාමු වී ත ාතිබුණි. (7.3.2.3) 

 

8.6.3 2017 ජූනි 29 දි  සිට විගණිත දි ය ව  2018 ෙැයි 10 දක්වවාෙ  ලක්වවිජය ගල්ප අඟුරු තාප බලාගා තේ 

කටයුතු වලංගු පරිස  ආ ක්වෂණ බලපත්රයකින් තතා ව පවේවාතග  ය  බවට නිරීක්වෂණය විය. 

2017 අතගෝස්තු 09 ව  දි   පළාේ පරිස  අධිකාරිතේ වැඩ බල  අධයක්වෂක විසින් ලංකා විදුලිබල 

ෙණ්ඩලතේ සාො යාධිකාරි තවත තයාමු ක   ලද අංක PEA/PKT/EPL/CH/H/149/2015 ද ණ 

ලිිය (ඇමුණුෙ -43) ප්රකා ව පරිස  ආ ක්වෂණ බලපත්රය 2017/2018 වර්ෂය සඳහා අළුේ කිරීෙට තප  

බලාගා ය විසින් ඉදිරිපේ කල යුතු තල්පඛ /වාර්තා හා විස්ත  ප්රධා  තකාටස් 06 ක්ව යටතේ දක්වවා 

තිබුණි. තෙෙ අවශයතා සඳහා පාදක වූ පාරිසරික කරුණු 2017 වර්ෂය තුලදී පෙණක්ව නිර්ොණය වූ 

පාරිසරික කරුණු ත ාව  අත  තප  වර්ෂ වල සිට අවධා ය තයාමු කල යුතුව තිබූ කරුණු බව 

විගණ තේදී නිරීක්වෂණය විය. (ඇමුණුම් අංක 44 හි සඳහන් කරුණු ෙඟින් තව දු ටේ ඒ බව පැහැදිලි 

තේ. ) (7.3.2.4) 
 

 

8.6.4 සංස ණ වායු තේේව නිතයෝග ෙඟින් ඕතසෝන් සථ් ය තුනී ක   ද්රවය සහ පරිස  තේේවයට 

තර්ජ කාරී ද්රවය තලස හඳු ාගේ වායු සම්බන්ධ නිතයෝග හා සංස ණ වායු තේේව නිතයෝග ඇතුලේ 

වුවද ගල්ප අඟුරු දහ තේදී ිටව  අත කුේ අහිතක  වායු  කා කයන් (උදා:  සදිය(Mercury),  

කාබන් ඩතයාක්වසයිඩ්(Carbon dioxide, CO2) ) ිළිබඳ සංස ණ වායු තේේව නිතයෝග ප්රසිේධ ක  

ත ාතිබුණු බව නිරීක්වෂණය විය.  (7.3.2.6) 

 

8.6.5 තකාන්තේසි අංක 8 අනුව good quality හා low ash යන්  පැහැදිළිව නිර්වච ය වී ත ාතිබුණ   අත  

ආ යනික ගල්ප අඟුරු වල තිබිය යුතු ප්රමිතිය සම්බන්ධව විතශ්ෂ අවධා යක්ව තයාමු ක  ත ාතිබුණි.  

(7.3.2.7) 

 

8.6.6 තකාන්තේසි අංක 13.5 ට අනුව වයාපෘතිතේ තෙතහයුම් කටයුතු වලදී උේපාද ය ව  අන්ත ාදායී 

අපද්රවය ප්රොණය හා එහි ගුණේවය සම්බන්ධතයන් වාර්තා පවේවාතග  එෙ වාර්තා පළාේ පරිස  

අධිකාරිය තවත වාර්ිකව තයාමු කල යුතු වුවද තෙෙ අවශයතාවය අඛණ්ඩව සිදු වී ත ාෙැති අත  එෙ 

තේේවය පළාේ පරිස  අධිකාරිය විසින් නිරීක්වෂණය ක  ත ාතිබුණි. (7.3.2.8) 

 

8.7  ජාතික පාරිසරික පනත අනුව නිකුත් කර තිබූ ප්රමිත හා උපමාන 

ජාතික පාරිසරික ප තට අනුව නිකුේ ක  තිබූ ප්රමිති හා උපො  පාදක ක  ගනිමින් වයඹ පළාේ 

සභාතේ පාරිසරික ප්රමිති හා උපො  තී ණය ක  තිබුණි.  මුේ කර්ොන්තය අනුව තෙෙ ප්රමිති හා 

උපො  කාලී ව තව ස් කිරීතම් අවශයතාවය පැ   ැතඟ  අත  ඒ සඳහා පළාේ පරිස  අධිකාරිය 

අවධා ය තයාමුක  ත ාතිබූ බව නිරීක්වෂණය විය. (7.3.3) 
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8.8  වාර්ික ගේ අඟුරු අවශයතාවය සහ වගාඩබෑම හා අාංගනයට ප්රවාහනය තුළින් ඇතිවිය හැකි පාරිසරික 

බලපෑම් විග්රහය 

 

8.8.1 බලාගා තේ දැ ට පවති  ජැටිය දිගින් අඩුවීෙ තහ්තුතවන් ජැටිතේ සිට කිතලෝමීටර් 4 කට ආසන්  

දු කින් ගල්ප අඟුරු රැගේ ත ෞකාවන්  ැංගු ම්ලෑෙ සිදු ක නු ලබයි. තවද අධික සුළං හෙ  

කාලපරිචතේදයන්හි දී ත ෞකා ත ාපැමිතණ  බැවින් එෙ කාලපරිචතේදයන් සඳහා ද ගල්ප අඟුරු  

ගබඩා ක  තැබීෙ තහ්තුතවන් දූවිලි වයාප්ත ව  බව නිරීක්වෂණය විය. (7.3.4.2 හා 7.3.4.3) 

 

8.8.2 ිකුණාෙලතේ සිට බලාගා ය තවත දුම්රිය ෙඟින් ගල්ප අඟුරු ප්රවාහ ය කිරීෙට ඇති හැකියාව 
සම්බන්ධතයන් ආයත  කිහිපයක්ව සෙඟ සාකචඡා පවේවා තිබුණද එය සාර්ථක වී ත ාතිබුණි. 

(7.3.4.4) 

 

8.9  ගේ අඟුරු වල පැවතිය යුතු ගුණාත්මකභාවය 

 

8.9.1 විගණ ය සඳහා ඉදිරිපේ ක   ලද දේත ප්රකා ව 2014/2015 වර්ෂතේදී  ආ ය ය ක   ලද මුළු 

ගල්ප අඟුරු ප්රොණතයන් සියයට 31.09 ක ප්රොණයක්ව අතප්ක්විත ගුණේවතයන් බැහැ  වී ඇති බව 

නිරීක්ෂණය විය. ( ඇමුණුෙ - 45)  (7.4.1) 

 

8.9.2 අතප්ක්විත ිරිවිත යන්තගන් පරිබාහි ව ගල්ප අඟුරු තතාග ලැබූ  අවස්ථාවන් වලදී එෙ තතාග මිල 

ගැලපීම් සිදු ක  බලාගා යට භා ගැනීෙ තකත හි අවධා ය තයාමු කිරීෙ තහ්තුතවන් ගුණේවතයන් 

තතා  ගල්ප අඟුරු දහ ය නිසා ඇතිවිය හැකි පාරිසරික හානි ිළිබඳ බලධාරීන් ප්රොණවේ තලස 

සැලකිලිෙේ වී ත ාතිබුණු බව නිරීක්වෂණය විය. (7.4.2) 

8.9.3 ගල්ප අඟුරු තතාග වල ප්රමිතිය සම්බන්ධතයන් නිකුේ ක   වාර්තාවන්ට අදාලව නියැඳි පරීක්වෂාතේදී 

එෙ වාර්තා නියමිත කාලය තුළ නිකුේ කිරීෙ සිදු ත ාව  බවේ ප්රොදවීම් සිදුව  බවේ නිරීක්වෂණය 

විය.තෙෙ කාලය තුළදී ගල්ප අඟුරු රැගේ ත ෞකාව පැටවුම් ව ාතයන් ිටේ ව  බැවින්  පැටවුම් 

ව ාතේදී තතාග අතප්ක්විත ප්රමිතිතයන් ත ාෙැති බව ස ාථ වුවතහාේ එෙ තතාග එෙ අවස්ථාතේදීෙ 

ප්රතික්වතෂ්ප කිරීතම් හැකියාව තම් නිසා අහිමි ව  බව නිරික්වෂණය විය. (7.4.3) 

 

8.9.4  2016/2017 වර්ෂයන් වලදී මිලදී ගේ ගල්ප අඟුරු වල ගුණාේෙකභාවය පරීක්වෂා කිරීෙ සඳහා පේක   

ලද ස්ථාව  තාක්වෂණික ඇගයීම් කමිටුතවහි ගල්ප අඟුරු ෙඟින් පරිස යට ඇතිව  බලපෑෙ ඇගයීෙ 

සඳහා ඒ ිළිබඳ දැනුෙක්ව සහිත සාොජිකයකු ඇතුලේ ක  ත ාතිබුණි. (7.4.4) 

 

8.9.5  ැේ ෙඟින් ප්රවාහ ය ක නු ලබ  ගල්ප අඟුරු  බේතල්ප වලට පැටවීතම්දී ඒ අවට මුහුදු පතුතලහි හා 

ජැටිය අසල ගල්ප අඟුරු වැටී තැන්පේ වී  තිබුණු බව විගණ ය සඳහා ඉදිරිපේ ක   ලද වීඩිතයෝ 

දර්ශ යකින් නිරීක්ෂණය විය. ( 7.4.6) 
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රූප සටහන අාංක 13- මුහුදු පතුවේ ගේ අඟුරු වැටී තැන්පත් ී  තිබුණු ආකාරය 

 

 

 

 

 

 

 

 

 

8.10 ගේ අඟුරු දහනවේ අතුරු ඵල  (පියාසර අළු සහ යටි අළු)  

 

8.10.1 ියාස  අළු සහ යටි අළු භාවිතා ක  සිදු ක නු ලබ  නිෂ්පාද යන් අතලවි කිරීෙට හා ප්රවර්ධ ය 

කිරීෙටේ ඒ සඳහා අවශය වන් ා වූ තාක්වෂණික දැනුෙ සුළු හා ෙධය පරිොණ කර්ොන්තකරුවන්ට 

ලබාදීෙ සඳහා ආයත  කිහිපයක්ව සෙඟ ලංකා විදුලිබල ෙණ්ඩලය 2017 අතගෝස්තු 08 ව  
දි  අවතබෝධතා ගිවිසුෙකට එළඹී තිබුණ ද එය සාර්ථකව ක්රියාේෙක ක  ත ාතිබුණි.(7.5.3) 

 

8.10.2 2018 ෙැයි 10 දි  ව  විටේ තෙෙ ියාස  අළු මිලදී ගැනීෙ සඳහා වූ තයෝජ ා වලට අදාලව ගිවිසුම්   

ක්රියාේෙක ක  ත ාතිබුණි. (7.5.4) 

 

8.10.3 ියාස  අළු සුළඟ සෙඟ පරිස යට එකතුව  බැවින් එය වැළැක්වවීෙට නිසි ක්රියාොර්ග ගැනීෙ  
සිදු කල යුතු බව නිරීක්ෂණය විය.(7.5.8) 
 

8.11  සාංසරණ වායු තත්ත්ව ප්රමිති පවත්වාවගන යාම  

 

8.11.1 වයඹ පළාේ පරිස  අධිකාරිය විසින් ප්රසිේධ ක  තිබූ නිතයෝග ෙඟින් ගල්ප අඟුරු දහ තේදී 

වායුතගෝලයට මුදාහරිනු ලබ  මීතේන් වායුව හා  සදිය ඇතුළු බැ  තලෝහයන් ආව ණය වී 

ත ාතිබුණි.  සංස ණ වායුතගෝලීය තේේවය පවේවා ගැනීෙ සඳහා මූලාශ්ර සහිත වායු විතෙෝච  

ප්රමිතීන් ගැසට් පත්රයන් ෙඟින් නිතේද ය ක  ත ාතිබුණු බව නිරීක්වෂණය විය. (ඇමුණුෙ-46) (7.6.2) 

 

8.11.2 ලක්වවිජය බලාගා යට අදාලව විගණ ය සඳහා ඉදිරිපේ ක   ලද අඛණ්ඩ වායු විතෙෝච  නිරීක්වෂණ 

දේත ප්රකා ව විදුලි බලය නිපදවීතම් ක්රියාවලිතේදී වායු තගෝලයට ි ටව   යිට්රජන් ඔක්වසයිඩ් (NOX) 

සහ සල්පෆර් ඩතයාක්වසයිඩ් ( SO2) ප්රොණයන්  ිළිබඳව පෙණක්ව පරීක්වෂාවට ලක්ව ක  තිබුණු අත  

ඉතිරි නිොණයන් අඛණ්ඩ පරීක්වෂාවට ලක්වක  ත ාතිබුණි. (7.6.3) 

 

8.11.3 බලාගා තේ සංස ණ වායු තගෝලීය තේේවය සම්බන්ධ දේත විශ්තල්පෂණය ෙධයෙ පරිස  අධිකාරිය 

විසින් සිදු ක  ත ාතිබුණි. (7.6.4) 
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8.11.4 දුම් කුළුනු හ හා බැහැ  ව  දහ  වායූන්තේ ගුණාේෙකභාවය, ශේද හා කම්ප  සහ ජලතේ 

ගුණාේෙකභාවය පරීක්වෂා කිරීෙ සඳහා කාර්මික තාක්වෂණික ආයත යට තකාන්ත්රාේ ප්රදා ය ක  

තිබුණද 2018 ෙැයි 10 දි  ව  විටේ කාර්මික තාක්ෂණ ආයත ය සෙඟ ගිවිසුෙකට එළඹ අතප්ක්ෂිත 

පරීක්ෂාවන් සිදුකිරීෙ සඳහා කටයුතු ක  ත ාතිබුණි. (7.6.5) 

 
8.12 බලාගාරවේ සිසිලන පද්ධතිය සඳහා අවශය ජලය ලබා ගැනීම සහ පිරිපහදුවවන් පසු ජලය මුහුදට 

බැහැර කිරීවම් ක්රියාවලිය  

 

8.12.1 පලමු ඒකකතේදී (Unit 1) පෙණක්ව මුහුදු ජලතේ ගුණේවය ොර්ගගත අධීක්වෂණ සංතේදක (Online 

monitoring sensors ) තයාදා ගනිමින් මිනුම් ක නු ලබ  අත  තදව  සහ තුන්ව  ඒකකයන් වලදී 

තෙෙ සංතේදක භාවිතා ත ාක   බව නිරීක්වෂණය විය. (7.7.2) 

 

8.12.2 බලාගා තේ සිසිල  පේධතිය සඳහා භාවිතා ක නු ලැබූ මුහුදු ජලය ිරිපහදු කිරීතෙන් පසු එෙ 

ජලතයන් තකාටසක්ව  ආප ශාලාතේ සියළු කටයුතු සඳහා තයාදා ගනු ලැබුව ද  එෙ ජලතේ ගුණේවය 

ිළිබඳ අඛණ්ඩ පරීක්වෂාවන් සිදුක  ත ාතිබුණ බව නිරීක්වෂණය විය. (7.7.2)    

 

8.12.3 ිරිපහදු කිරීතෙන් පසු  මුහුදට මුදා හරි  ජලය සම්බන්ධතයන්  2016 හා 2017 වර්ෂවල අඛණ්ඩව 

 සාය ාගා  පරීක්ෂණ සිදුක  ත ාතිබුණු අත  2018 වර්ෂතේදී එෙ පරීක්ෂණ ොසිකව සිදුක  තිබුණු 

බව 2016 හා 2018 අතේල්ප දක්වවා දේත පරීක්වෂාතේදී  නිරීක්ෂණය විය. තවද, ිරිපහදු කිරීතෙන් පසු  

මුහුදට මුදා හරිනු ලබ  ජලය ( Discharge Point) 2018 ෙැයි 11 ව  දි  ප.ව. 6.30 ට පෙණ 

තභෞතිකව නිරීක්ෂණය ක   අවස්ථාතේ උෂ්ණේවය 32 C° ක අගයක්ව විය. තෙය ධා ක 
සීොව තුළ පැවතුනි. (ඇමුණුෙ - 47). (7.7.2)    
 

රූප සටහන අාංක 14- පිරිපහදු කිරීවමන් පසු ජලය මුහුදට මුදා හැරීම හා එම ජලවේ ගුණත්වය පරීක්වෂා කිරීම 
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8.12.4 සිසිලන පද්ධ්තිය හරහො බැහැරවන ජලතේ ගුණොත්මකභොවය හො කොර්ික අපජල පිරිපහදුව, මළ 

අපවහන ජල පිරිපහදුව, ගල් අඟුරු සහ අළු අංගනය හරහො එකුවන ජලය පිරියම් කිරීතම් පිරිපහදුව 

යන ජල පිරිපහදු පද්ධ්තීන් හරහො බැහැර වන ජලතේ ගුණොත්මකභොවය පිළිබඳ අධ්යනය කොර්ික 

 ොක්ෂණ ආය නය තව  ප්රදොනය කර තිබුණ ද 2018 ෙැයි 10 දි  වනවිටත් ගිවිසුම් ග වී 

ත ාතිබුණු බව නිරීක්වෂණය විය. (7.7.2) 

 

8.13  භූගත ජලය 

 

8.13.1 ලක්වවිජය බලාගා ය විසින් ත ාගැඹුරු ළිං භාවිතයට ගැනීෙ සඳහා පහත සඳහන් අවස්ථා වලදී ජල 

සම්පේ ෙණ්ඩලතයන් අනුෙැතිය ඉල්පුම් ක  තිබුණද ඒ සඳහා අවස ය ලබා දීෙට කටයුතු ක  

ත ාතිබුණි. (7.8.1) 

    වගු අාංක 17 - ලක්වවිජය බලාගාරය විසින් ජල සම්පත් මණ්ඩලවයන් අනුමැතිය ඉේුම් කර තිබුණ අවස්ථා 

දි ය ඉඩම් 

ප්රොණය 

ධාරිතාවය ළිං 

ප්රොණය 

ලිි අංකය ජල සම්පේ 

ෙණ්ඩලතේ 

අනුෙැතිය 

2016.09.07 අක්වක  45 

ක්ව පෙණ 

මීටර් 6 ක්ව පෙණ 

ගැඹුරු සහ ෙතුිට 

සිට මීටර් 3 ක්ව පෙණ 

ගැඹුරින් ජල ෙට්ටෙ 

ිහිටා ඇති 

ත ාගැඹුරු 

ළිං 67 

LVPS/DGM/Civil/37-

23 

ලබා දී 

ත ාතිබුණි. 

2017.02.15 අක්වක  

100 ක්ව 

පෙණ 

මීටර් 6 ක්ව පෙණ 

ගැඹුරු සහ ෙතුිට 

සිට මීටර් 3 ක්ව පෙණ 

ගැඹුරින් ජල ෙට්ටෙ 

ිහිටා ඇති 

ත ාගැඹුරු 

ළිං 74 

LVPS/DGM/Civil/37-

55 

ලබා දී 

ත ාතිබුණි. 

2017.12.05 අක්වක  

100 ක්ව 

පෙණ 

මීටර් 6 ක්ව පෙණ 

ගැඹුරු සහ ෙතුිට 

සිට මීටර් 3 ක්ව පෙණ 

ගැඹුරින් ජල ෙට්ටෙ 

ිහිටා ඇති 

ත ාගැඹුරු 

ළිං 74 

LVPP/PPM/Gen/06-

93 

ලබා දී 

ත ාතිබුණි. 

            (ඇමුණුෙ - 48) 
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8.13.2  බලාගා  පරිශ්රතේ හා අවට පරිස තේ භූගත ජලතේ පවති  ගුණාේෙකභාවය අඛණ්ඩව පරීක්වෂා කිරීෙ 

සඳහා ජල සම්පේ ෙණ්ඩලයට රු. මිලිය  3.95 ක්ව වූ තකාන්ත්රාේතුව ිරි ො තිබුණ ද 2018 ෙැයි 10 

දි  ව  විටේ ජල සම්පේ ෙණ්ඩලය සෙඟ ගිවිසුම්ගත වී පරීක්වෂණ කටයුතු ආ ම්භ කිරීෙට කටයුතු 

ක  ත ාතිබුණි. (7.8.2) 

8.14  බලාගාරවේ කාර්ය සාධනය හා වමවහයුම් කාර්යයන් තාවකාලිකව නවතා දැමීම 

 

8.14.1 2015 වර්ෂතේ සිට 2017 වර්ෂය දක්වවා දේත පරීක්වෂා කිරීතම්දී බලාගා තේ කාර්යක්වෂෙතාවතේ 

වර්ධ යක්ව නිරීක්වෂණය වූ  මුේ 2017 වර්ෂය ව  විට  එෙ ප්රොණය උපරිෙ නිෂ්පාද  හැකියාතවන් 

සියයට 65 ක්ව පෙණක්ව විය.  (7.9.3) 

 

8.14.2 2016 වර්ෂයට සාතප්ක්වෂව 2017 වර්ෂතේදී 7.9.4 හි දක්වවා ඇති විවිධ තහ්තූන් ෙත ඒකක 2 හි 

තෙතහයුම් කටයුතු තාවකාලිකව  වතා දැමීෙ සියයට 204 ක්ව ද සහ ඒකක 3 හි සියයට 280 ක්ව ද 

වශතයන් ඉහල තගාස් තිබුණි. තවද සලකා බල  කාලය තුළදී අභයන්ත  තහ්තු සාධක නිසා පෙණක්ව 

ඒකකයන් තුත හිෙ දි  352.44 ක්ව එ ම් පැය 8,458 ක විදුලි නිෂ්පාද ය සිදු ක  ත ාතිබුණි. 

(7.9.4) 

 

8.14.3 ජාතික විදුලි බල උේපාද යට සිදුව  බාධාවන් අවෙ ව  ආකා යට  ඩේතු කටයුතු සැලැසුම් කිරීෙ 

ෙඟින් ඇතිවිය හැකි ගැටළු අවෙ ක  ගත හැකි බව නිරීක්වෂණය විය.  (7.9.5) 

 

8.15    කාලගුණික දත්ත 

කාලගුණික දේත රැස් කිරීතම් එක්ව පේධතියක්ව 2017 ඔක්වතතෝබර් ෙස සිට 2018 ෙැයි 10 දක්වවා 

කාලපරිචතේදය තුල අක්රීයව තිබුණු බව නිරීක්ෂණය විය. තවද අධික සුළං සහිත කාල වලදී දවතස් 

පැය 24 තුළ සුළතේ දිශාව, සුළතේ තේගය ෙැනීෙ දැ ට පවති  කාලගුණික දේත පේධතිය ෙඟින් 

සිදු ත ාව  බව නිරීක්වෂණය විය.(7.10) 

 

8.16  පරිසර ගැටළු වළක්වවා ගැනීමට ක්රියාත්මක වැඩසටහන් වල ප්රගතිය 

 

8.16.1 දැ ට පවති  සුළං බාධකය ෙඟින් ගල්ප අඟුරු අංග තේ ඉදිරිපස සම්පුර්ණතයන් ආව ණය 
ත ාතේ. තෙෝසම් සුළං ආ ම්භයේ සෙඟ සුළං හෙ  දිශාව සහ තේගය තව ස් ව  බැවින් 
ඉහත සුළං බාධකය ෙඟින් ගල්ප අඟුරු දුවිලි වයාප්ත වීෙ සම්ූර්ණතයන්ෙ වැලැක්වවිය ත ාහැකි 

බව නිරීක්ෂණය විය. (7.11.1.1.1) 
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8.16.2 ඉදි කිරීෙ සඳහා තයෝජිත සුළං බාධකතයහි සැලැසුෙ තතව  පාර්ශවීය බලපෑෙක්ව ෙත තව ස් කිරීෙට 
සිදු වීෙ තහ්තුතවන් 2018 ෙැයි 10 ව  විට ද ඉදිකිරීම් කටයුතු ආ ම්භ ක  ත ාතිබුණි. තම් අනුව 
අතප්ක්විත කාල  ාමුව තුළ ඉදිකිරීම් අවසන් කිරීෙට ත ාහැකි ව  බව නිරීක්වෂණය වූ අත  අතප්ක්විත 

ප්රතිඵලය ද ලඟා ක ගැනීෙට ත ාහැකි ව  බව නිරීක්වෂණය විය.(7.11.1.1.2) 

 

8.16.3 2018 ෙැයි 10 ව  විට ජල විසිරුම් පේධතිය අක්රීයව පැවති අත  එෙ පේධතිය අළුේවැඩියා කලයුතු 

තේේවතයහි පවතී. (7.11.1.2.1)  

 

8.16.4 ස්වා ක්වෂක කලාපය පුළුල්ප කිරීෙ සඳහා අවශය   ව ඉඩම් මිලදී ගැනීතම් කටයුතු 2018 ෙැයි 10 ව  

විටේ අවසන් ක  ත ාතිබුණි. (7.11.1.3.1) 

 

8.16.5 බලාගා  පරිශ්රය වටා විවිධ වෘක්වෂ ත ෝපණය ක  තිබුණද 2018 ෙැයි 10 ව  විටේ දූවිලි අංශු  ඳවා 

ගැනීෙට හැකි ව  තස් අතප්ක්විත ව  ආව ණය නිර්ොණය වී ත ාතිබුණු බව නිරීක්වෂණය විය.  

(7.11.1.3.2) 

 

8.16.6 2018 ෙැයි 10 ව  විට ගල්ප අඟුරු තතාගතයන් තකාටසක්ව පෙණක්ව  සායනික ද්රාවණයක්ව තයදීෙ ෙඟින් 

ආව ණය ක  තිබුණි. (7.11.1.4.1) 

 

8.16.7 අංග තේ තගාඩගැතස  අළු, ෙට්ටම් කිරීෙ සඳහා යන්ත්ර සහ මිනිස් ශ්රෙය තයාදාගැනීෙේ  ජලය හා 

අළු මිශ්රිත දිය යක්ව (Slurry)  භාවිතා කිරීතෙන් අළු අංග ය ෙතුිට ආව ණය කිරීෙේ ය  ක්රෙයන් 

තයාදා ගැනීෙ ෙඟින්  අළු සුළඟ ෙඟින් වයාප්ත වීෙ අවෙ ෙට්ටෙක පවේවා ගැනීෙට උේසාහ ද   බව 

තභෞතිකව නිරීක්ෂණය වූ අත  තෙෙ ක්රියාවලිය අඛණ්ඩ අධීක්වෂණයක්ව යටතේ පවේවා ගැනීෙට ක්රියා 

කල යුතු බව වැඩිදු ටේ නිරීක්වෂණය තකතර්.(7.11.2.1.1) 

 

8.16.8 අළු අංග තේ බටහි  සුළං දිශාවට සුළං බාධකයක්ව  ඉදිකිරීෙ 2018 ෙැයි 10 ව  විටේ සිදු ක   
ත ාතිබුණි. (7.11.2.2.1) 

 

8.16.9 සාග  ජලතේ උෂ්ණේවය, පී.එච. අගය, ද්රාවය ඔක්වසිජන්, ජල ප්ලවාංග ඇතුළු අත කුේ ජීවීන්තේ 

හැසිරීෙ හා ධීව  කටයුතු සම්බන්ධතයන් ජාතික ජල සම්පේ පර්තේෂණ සහ සංවර්ධ  නිතයෝජිත 

ආයත ය (NARA) සෙඟ සම්බන්ධ වී 2017 වර්ෂය සඳහා පෙණක්ව අධයය  වාර්තාවක්ව ඉදිරිපේ ක  

ඇති බව නිරීක්වෂණය විය. (7.11.3.1) 

 

8.16.10  මුහුදු පතුතල්ප ගල්ප අඟුරු තැන්පේ වී ඇති ආකා ය හඳු ා ගැනීෙ සඳහා තො ටුව විශ්ව විදයාලය ෙඟින් 

පරීක්වෂණ කටයුතු සිදු ක  ගැනීෙට ඉල්පලීම් ක  තිබුණ ද 2018 ෙැයි 10 ව  විටේ එෙ පරීක්වෂණ 

කටයුතු ආ ම්භ ක  ත ාතිබුණි.  (7.11.3.2.1) 

 

8.16.11 තව ළ ඛාද ය වැලැක්වවීෙ සඳහා තව ළ සං ක්වෂණ තදපාර්තතම්න්තුව සෙඟ සාකචඡා පවේවා තිබුණ 

ද  2018 ෙැයි 10 ව  විටේ එෙ කාර්යය අවසන් ක  ත ාතිබුණි. (7.11.4.1.1) 
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8.17  වතවන පාර්ශීය අදහස් දැක්වීම් 

 බලාගා ය ඉදික  තිබුණද ගම්වැසියන්තේ අවශයතාවයන් සඳහා දවතස් පැය 24 පු ා විදුලිය   

ත ාලැතබ  බව නිරීක්වෂණය විය. (7.12.2) 

 

8.18    පුවත්පත් වාර්තා 

ොධය ෙඟින් සිදුක   ප්රචා යන් සඳහා තතා තුරු ලබා දීෙට බලාගා තේ වගකිව යුතු පුේගලතයකු 

 ම්ක  ත ාතිබුණු බැවින් විවිධ තතා තුරු විවධ පුේගලයන් විසින් පුවේපේ වාර්තාකරුවන් තවත 

ලබා දීෙ නිසා බලාගා ය ි ළිබඳ සතය තතා තුරු ොධය ෙඟින් තහළිද ේ වීෙක්ව සිදු ත ාවිය හැකි අත  

එවැනි තතා තුරු ලබාදීතම් වගකීෙ සම්බන්ධතයන් නිශ්ි ත පුේගලතයකු හඳු ාගැනීෙට ත ාහැකි ව  

බව නිරීක්වෂණය විය. (7.13) 
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9. නිර්වද්ශ 

 

9.1 වයඹ පළාේ පාරිසරික උපතේශක සභාව ක්රියාේෙක කිරීෙ. (8.5.1) 

 

9.2 පාරිසරික බලපත්ර අළුේ කිරීතම් ක්රියාවලිතේදී බලාගා තයන් ඉදිරිපේ ක නු ලබ  තතා තුරු වල   

නි වදයතාවයන් තහවුරු ක ගැනීෙ සඳහා වයඹ පළාේ පරිස  අධිකාරිතේ නිලධාරීන්ට වගකීෙ 

පැවරීෙ. (8.6.6) 

 

9.3 වර්තො තේදී ෙධයෙ පරිස  අධිකාරිය ෙඟින් ප්රසිේධ ක  ඇති වායු විතෙෝච  නිතයෝග සඳහා ගල්ප 

අඟුරු දහ තේ දී ිටව  වායු විතෙෝච ය සම්බන්ධතයන් වැදගේ ප්රමිත හා උපො  හඳු ාගැනීෙ 

හා ඇතුළේ කිරීෙ. (8.7) 

 

9.4 වා කන් කාලය තුලදී ප්රතයෝජ යට ගැනීෙ සඳහා අධික තලස ගල්ප අඟුරු තතාග ගබඩා ක  ගැනීෙ 

තවනුවට විකල්පප ක්රෙ ෙඟින් ගල්ප අඟුරු ප්රවාහ ය කිරීතම් හැකියාව හා යටිතල පහසුකම් වර්ධ ය 
කිරීෙ ිළිබඳ ශකයතා අධයය යක්ව සිදු කිරීෙ. (8.8.1, 8.8.2) 

 

9.5 ආ ය ය ක   ලද ගල්ප අඟුරු අතප්ක්විත ිරිවිත යන්තගන් පරිබාහි  වුවද ඒ සඳහා මිල ගැලපීම් 

ෙඟින් එෙ තතාග බා ගැනීෙ තවනුවට එකඟ වූ ිරිවිත යන්ට අනුකූලවෙ ගල්ප අඟුරු ප්රසම්පාද යන් 

සිදු කිරීෙට කටයුතු කිරීෙ. (8.9.1, 8.9.2) 

 

9.6 ගල්ප අඟුරු මිලදී ගැනීෙ සඳහා පේක නු ලබ  තාක්වෂණික ඇගයීම් ෙණ්ඩලතේ සාොජිකයන් අත ට 

පාරිසරික දැනුෙක්ව සහිත සාොජිකයකු ඇතුලේ කිරීෙට කටයුතු කිරීෙ. (8.9.4) 

 

9.7  ැේ වලින් බේතල්ප වලට ගල්ප අඟුරු තගාඩබෑතම්දී මුහුදට ගල්ප අඟුරු වැටීෙ අවෙ ව  ආකා තේ 

සුදුසු වැඩ ිළිතවලක්ව ආ ම්භ ක  ක්රියාේෙක කිරීෙ.  (8.9.5) 

 

9.8 අළු අංග ය ිහිටුවා ඇති භූමිය තුල ියාස  අළු (Fly Ash ) හා යටි අළු ( Bottom Ash ) තැන්පේ 

කිරීෙ තවනුවට එෙ අළු බැහැ  කිරීතම් ක්රෙතේදය කඩි ම් කිරීෙටේ, අංග තේ තැන්පේ ක  ඇති 

අළු ප්රොණය පරිස  හිතකාමී තලස ඉක්වෙනින් ඉවේ කිරීෙ සඳහා ශ්රී ලංකා ජාතික ඉංජිතන්රු 

පර්තේෂණ සහ සංවර්ධ  ෙධයස්ථා ය සෙඟ  එළඹී තිබූ අවතබෝධතා ගිවිසුෙ ක්රියාේෙක කිරීෙ 

කඩි ම් කිරීෙට නිලධාරීන්තේ අවධා ය තයාමු කිරීෙ. (8.10.2) (8.10.3) 

 

9.9 තාප බලාගා තයන් ජනිත ව  අළු හා අංග තේ ගබඩා ක  ඇති අළු ප්රතයෝජ යට ගනිමින් 
විවිධ නිෂ්පාද යන් කළ හැකි ආතයෝජකයන්ට තෙෙ අළු ලබාතද  බවට දැනුවේ කිරීෙ. 
(8.10.3) 
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9.10 බලාගා තේ වායු දුෂණ කාර්යයන් අඛණ්ඩව අධීක්ෂණය (monitoring ) සිදු කිරීෙ හා බැ  තලෝහ 

පරීක්ෂාව සඳහා සුදුසු ක්රෙතේදයක්ව හඳුන්වාදීෙ. (8.11.2) 

 

9.11  මුහුදු ජලතේ ගුණේවය පරීක්වෂා කිරීෙ සඳහා තදව  සහ තුන්ව  ඒකක වල ොර්ගගත අධීක්වෂණ 

සංතේදක තයාදා ගැනීෙට කටයුතු කිරීෙ. (8.12.1) 

 

9.12 බලාගා  පරිශ්රතේ ඇති ආප ශාලා වලට තයාදා ගන් ා ජලතේ ගුණේවය පරීක්වෂා කිරීෙ සඳහා 

නිසි ක්රෙතේදයක්ව සකස් කිරීෙ. (8.12.2, 8.12.3) 

 

9.13 බලාගා ය හා බලාගා ය අවට භූගත ජලතේ ගුණාේෙකභාවය පරීක්ෂාව ජාතික වැදගේකෙකින් 

යුේ කාර්යයක්ව තස් සලකා කඩි මින් ආ ම්භ ක  අඛණ්ඩව ක්රියාේෙක කිරීෙේ ඒ සම්බන්ධ දේත 

පේධතියක්ව පවේවා ගනිමින් කාලී ව සොතලෝච ය කිරීෙට කටයුතු කිරීෙ. (8.13.2) 

 

9.14 බලාගා තේ වර්තො තේ ක්රියාේෙක ව  නිෂ්පාද  හැකියාව උපරිෙ කාර්යක්වෂෙ අයුරින් ලබා 

ගැනීෙ සඳහා  අවශය ක්රියාොර්ග ගැනීෙ. (8.14.1) 

 

9.15 ජාතික විදුලි බල පේධතියට බාධාවක්ව ත ාව  ආකා තයන්  ඩේතු කටයුතු සැලැසුම් කිරීෙ. 

(8.14.3) 

 

9.16  ොර්ග ගත කාලගුණික දේත පේධතියක්ව(Online System) භාවිතා ක මින් අධික සුළං සහිත කාල 

වලදී පැය 24 පු ා සුළතේ දිශාව හා සුළතේ තේගය ෙැනීෙ සඳහා ක්රෙතේදයක්ව ිළිතයල කිරීෙ. 

(8.15) 

 

9.17 ගල්ප අඟුරු අංග තයන් සිදුව  පාරිසරික හානිය අවෙ කිරීෙ සඳහා දැ ට පවති  සුළං බාධකය 

පුළුල්ප කිරීෙට කටයුතු කිරීෙ. (8.16.1, 8.16.2) 

 

9.18 ජල විසිරුම් පේධතිය ක්රියාේෙක තේේවයට පේ කීරීෙ. (8.16.3) 

 

9.19 ස්වා ක්වෂක කලාපය පුළුල්ප කිරීෙ සඳහා අවශය කටයුතු කඩි ම් කිරීෙ. (8.16.4) 

 

9.20 ව  ආව ණය ඇති කිරීෙ සඳහා ප්රතේශයට සුදුසු ශාක ත ෝපණය කිරීෙ. (8.16.5) 

 

9.21 අළු අංග ය සඳහා සුළං බාධකයක්ව ඉදි කිරීෙ. (8.16.8) 

 

9.22 තො ටුව විශ්ව විදයාලය ෙඟින් මුහුදු පතුතළ් ගල්ප අඟුරු තැන්පේ වී ඇති ආකා ය සමීක්වෂණ කටයුතු 

සිදු කිරීෙ ආ ම්භ කිරීෙට අවශය කටයුතු සිදු ක  ගැනීෙ. (8.16.10) 

  

9.23 තව ළ ඛාද ය වැළැක්වවීෙ සඳහා තව ළ සං ක්වෂණ තදපාර්තතම්න්තුව සෙඟ සම්බන්ධ වී තව ළ 

තී ය ආ ක්වෂාව සඳහා කටයුතු කිරීෙ. (8.16.11) 
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9.24 බලාගා ය අවට ගම් වැසියන් සඳහා දවතස් පැය 24 තුල අඛණ්ඩව විදුලිබලය සැපයීෙ ෙඟින් 

බලාගා ය තවත ගම් වැසියන්තේ විත ෝධතාවය අවෙ ක  ගැනීෙ. (8.17) 

 

9.25 වැ දි තතා තුරු සොජගත වීෙ වැලැක්වවීෙ සඳහා පුවේපේ වලට තතා තුරු සැපයීෙට බලාගා ය 

විසින්  ම් ක   ලද නිතයෝජිතයකු පේ කිරීෙ හා බලාගා තේ වැදගේකෙ ිළිබඳ ෙහජ තාව 

දැනුවේ කිරීෙ. (8.18) 

 

9.26 තෙෙ බලාගා තයන් අතප්ක්විත අ මුණු සාක්වෂාේ ක  ගැනීෙ උතදසා ිළිතයල ක   ලද සැලැසුම් 

ක්රියාවලිය තුළ අඩංගු ඉලක්වක අේපේක  ගැනීතම්දී අතප්ක්වෂා ක   ලද පාරිසරික වගවීම් 

කාලානුරූපව නිර්වච ය වී ත ාතිබුණු අත  එහි ප්රතිඵලයක්ව තලස වයාපෘතිතයන් අ තප්ක්ෂි ත 

පාරිසරික ගැටළු උේගත වී ඇති බව නිරීක්වෂණය විය. තම් නිසා පාරිසරික ගැටළු සඳහා වැයව  

ආර්ික, සාොජීය හා පාරිසරික ිරිවැය අවෙ ක  බලාගා තයන් ජාතික ආර්ිකයට හා සොජයට 

ඉහල ප්රතිලාභයක්ව අේක  දීෙට  කටයුතු කිරීෙ. 
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1. epiwNtw;Wg; nghopg;G 

tlNky; khfhzj;jpd; fw;gpl;b - Eiur;Nrhiy gpuNjrj;jpy; jhgpf;fg;gl;Ls;s 900 nkfhnthl; 

,aysTld; $ba ,yq;if kpd;rhu rigf;Fupa ,yq;ifapd; KjyhtJ kw;Wk; xNu epyf;fup 

mdy; kpd;rhu epiyak; yf;tp[a epyf;fup mdy; kpd;rhu epiyak; MFk;. 2006 Mk; Mz;bd; 

NghJ 300 nkfhnthl;Lld; KjyhtJ fl;lKk; 2010 Mk; Mz;bd; NghJ 600 nkfhnthl;Lld; 

,uz;lhk; fl;lKk; Muk;gpf;fg;gl;lJld; 2011 kw;Wk; 2014 Mk; Mz;Lfspd; NghJ KiwNa 

KjyhtJ kw;Wk; ,uz;lhtJ fl;lq;fspypUe;J 900 nkfhnthl; Njrpa kpd;rhu Kiwikf;F 

Nru;f;fg;gl;bUe;jJ. ,yq;ifapd; jw;Nghija kpd; cw;gj;jpf;fhf ,yq;if kpd;rhu rigapd; fPo; 

26 gpujhd kpd; epiyaq;fs; (jdpahu; Jiw kpd; epiyaq;fs; jtpu) gq;fspg;nghd;Wk; 247 

nkhj;j cg epiyaq;fspd; fPo; 2017 Mk; Mz;bd; NghJ cw;gj;jp nra;ag;gl;l nkhj;j cw;gj;jp 

14>671.2 nffhnthl; kzpj;jpahyq;fshf ,Ue;jJld; ,e;j cw;gj;jpf;fhf yf;tp[a epiyaj;jpd; 

gq;fspg;G 34.78% rjtPjkhf ,Ue;jJ. kpd;rhu cw;gj;jpf;fhf gad;gLj;jg;gLk; gpujhd 

Njhw;Wthahd ePu;> vupnghUs; kw;Wk; epyf;fup vd;gtw;wpw;F ,ilNa epyf;fup %yk; cw;gj;jp 

,uz;lhtJ Fiwe;j ruhrup myFf; fpuaj;Jld; $ba Njhw;Wthahf ,Ug;gJ 

mtjhdpf;fg;gl;lJ. 

,e; epiyaj;jpd; nraw;ghl;L eltbf;iffs; kw;Wk; mjd; Rw;whly; jhf;fj;ij ,dq;fhZk; 

Nehf;fhf nfhz;L ,e;j mwpf;if jahupf;fg;gl;lJ. 2015 Mk; Mz;bd; NghJ tlNky; khfhz 

Rw;whly; mjpfhurigapdhy; yf;tp[a mdy; kpd;epiyaj;jpw;fhf KjyhtJ Rw;whly; ghJfhg;G 

mDkjpg;gj;jpuk; toq;fg;gl;bUe;jJld;> mjw;fhf kj;jpa Rw;whly; mjpfhurigapd; <Lghnlhd;W 

,lk; ngw;wpUf;ftpy;iy. 2017/2018 Mk; Mz;bw;fhf mDkjpg;gj;jpuj;ij GJg;gpg;gjw;fhf 

epiyaj;jpdhy; 2017 A+d; 14 Me; jpfjp khfhz Rw;whly; mjpfhurigf;F tpz;zg;gk; 

rku;g;gpf;fg;gl;bUe;j NghjpYk; 2018 Nk 10 Me; jpfjp tiuapy; Rw;whly; mDkjpg;gj;jpuk; 

toq;fg;gl;bUf;ftpy;iy. Rw;whly; ghJfhg;G mDkjpg;gj;jpuj;jpid toq;Fk; Nehf;fj;jpid 

epiwNtw;wpf; nfhs;tjw;fhf kpd; epiyaj;jpd; njhopw;ghL nraw;ghLfs; njhlu;ghf khfhz 

Rw;whly; mjpfhurigapd; ftdk; Nghjpastpy; nrYj;jg;glhjpUe;jik mjw;fhf nghWg;hd 

Vida epWtdq;fspd; nraw;jpwdpd;ik fhuzkhf ghjfkhd Rw;whly; jhf;fq;fs; ,lk; 

ngw;Ws;sjhf mtjhdpf;fg;gl;lJ. 

yf;tp[a kpd; epiyaj;jpd; %yk; kpd;rhu cw;gj;jp nraw;ghl;bd; NghJ <LgLj;jg;gl;Ls;s gpujhd 

%yg; nghUshd epyf;fupapy; fhzg;gl Ntz;ba juk; njhlu;ghf tpN\l ftdk; 

nrYj;jhjpUe;jik Vw;gl;bUe;j Rw;whly; rpf;fy;fSf;F gpujhd fhuzkhf ,Ue;jJ. mt;thNw 

epyf;fup vupAk; NghJ cw;gj;jpahFk; gwf;Fk; rhk;gy; kw;Wk; fPo; rhk;gy;fshf cg nghUl;fis 

ntspNaw;Wk; eilKiw> nraw;jpl;lj;jpd; jpl;lkpLk; fl;lj;jpd; NghJ ,dq;fhzg;gl;bUe;j 

NghjpYk; ,r; nraw;ghL Nghjpastpy; Nkw;nfhs;sg;glhikahy; Rw;whly; rpf;fy;fs; cUthdik 

me;jg; gpur;rpidia fl;Lg;gLj;Jtjw;fhf eltbf;iffis vLf;Fk; NghJ kpd;epiyaj;jpdhy; 

nrytplg;gl Ntz;ba fpua mjpfupg;nghd;W ,lk;ngWtjhfTk; mtjhdpf;fg;gl;lJ. Rw;whly; 

uPjpahd gpur;rpidnahd;whd gwf;Fk; rhk;gy;> gpuptpy; gbthf itj;jpUg;gjw;Fg; gjpyhf Jupj 

gbKiwnahd;wpdhy; gpuptpypUe;J mfw;wp ,dq;fhzg;gl;l NtW cw;gj;jpfSf;fhf %yg; 

nghUshf gad;gLj;Jk; Njitg;ghL mtrpankd mtjhdpf;fg;gl;lJ. khfhz Rw;whly; 

mjpfhurigapdhy; gpurpj;jg;gLj;jg;gl;l Rw;Nwhl;l tsp epiyik njhlu;ghd epakq;fSf;F 
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,zq;f kpd;epiyaj;jpd; nraw;ghl;L eltbf;iffs; Nkw;nfhs;sg;gLfpd;wjh vd khfhz 

Rw;whly; rigapdhy; njhlu;e;J fz;fhzpf;fg;glhky; ,Ue;jik mtjhdpf;fg;gl;lJ. 

epyf;fupia vupf;Fk; NghJ cUthFk; Rw;whly; epiyikf;F ghjfkhd thAf;fs; kw;Wk; 

ghucNyhfq;fs; ntspNaw;wg;gLk; nraw;ghL> kpd;epiyaj;jpd; nraw;ghl;L njhopw;ghLfSf;fhf 

gad;gLj;jg;gLk; fly; ePu; Rj;jpfupg;gpd; gpd;du; kPz;Lk; flYf;Fs; ntspNaw;Wk; nraw;ghL kw;Wk; 

epyf;fPo; ePu; njhlu;r;rpahf Nkw;ghu;it nra;Ak; Njitg;ghL fzf;fha;tpd; NghJ 

mtjhdpf;fg;gl;lJ. NkYk; ntspNaWk; Gif njhlu;ghf ntspahFk; fe;jfkhf gwf;Fk; rhk;gy; 

njhlu;ghf kpd; epiyapay; tPo;gbthf;fpapd; nraw;jpwd;jd;ikia njhlu;e;J Nkw;ghu;it 

nra;ag;gl Ntz;Lnkd mtjhdpf;fg;gl;lJ. kpd; epiyaj;jpd; guhkupg;G eltbf;iffs; 

jpl;lnkhd;wpd; gpufhuk; Nkw;nfhs;tJ kw;Wk; epyf;fup gpuptpy; cs;s J}R Jzpf;iffs; fhw;Wld; 

guTtij jtpu;g;gjw;fhf epyf;fup gpuptpid Rw;wp jw;NghJ cs;s fhw;W jilia 

tpupthf;Ftjw;Fk; jw;NghJ gpuptpy; Ftpj;J itf;fg;gl;Ls;s rhk;gy; fpuhkg; Gwj;jpw;F guTtij 

jtpu;g;gjw;fhf Njitahd eltbf;iffis vLg;gJk; Nkw;nfhs;sg;gl Ntz;Lk;. 

epiyaj;jpd; nraw;ghLfs; %yk; kPd; gpb r%fj;jpw;fhd jhf;fj;ij Fiwg;gjw;Fk; flypDs;Ns  

Ma;T eltbf;iffis Nkw;nfhs;tjd; %yk; epyf;fup gbe;jpUf;Fk; mstpidAk; mt;thW 

gbtij Fiwg;gjw;fhf Njitahd eltbf;iffisj; jpl;lkplTk; Ntz;bAs;sJ. flyupg;gpid 

Fiwg;gjw;fhfTk; flw;fiuapd; ghJfhg;gpw;F Njitahd eltbf;iffs; vLf;fg;gl Ntz;Lnkd 

mtjhdpf;fg;gl;lJ. NkNy Fwpg;gpl;l rfy eltbf;iffis vLg;gjw;Fk; Rw;whly; Nrjj;ij 

Fiwj;J Rw;whlYf;F rhjfkhd ifj;njhopnyhd;whfTk; Njrpa nghUshjhuj;jpw;F ngWkjp 

Nru;f;fg;gl;l kpd; cw;gj;jp ifj;njhopnyhd;whf gq;fspg;gpid toq;Fk; ,aYik cs;sjhf 

mtjhdpf;fg;gl;lJ. 
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2. mwpf;ifapd; gpd;dzp kw;Wk; jd;ik 

tlNky; khfhzj;jpd; fw;gpl;b - Eiur;Nrhiy gpuNjrj;jpy; jhgpf;fg;gl;Ls;s 900 nkfh nthl; 

,aysTld; $ba ,yq;if kpd;rhu rigf;Fupa ,yq;ifapd; KjyhtJ kw;Wk; xNu epyf;fup 

mdy; kpd;rhu epiyak; yf;tp[a epyf;fup mdy; kpd;rhu epiyak; MFk;. 2006 Mk; Mz;bd; 

NghJ 300 nkfhnthl;Lld; KjyhtJ fl;lKk; 2010 Mk; Mz;bd; NghJ 600 nkfhnthl;Lld; 

,uz;lhk; fl;lKk; Muk;gpf;fg;gl;lJld; 2011 kw;Wk; 2014 Mk; Mz;Lfspd; NghJ KiwNa 

KjyhtJ kw;Wk; ,uz;lhtJ fl;lq;fspypUe;J 900 nkfhnthl; Njrpa kpd;rhu Kiwikf;F 

Nru;f;fg;gl;bUe;jJ. ,yq;ifapd; KjyhtJ kw;Wk; xNu epyf;fup mdy; kpd;rhu epiyak; 

yf;tp[a epyf;fup mdy; kpd;rhu epiyaj;jpd; %yk; 1/3 ,w;F mz;kpj;j gq;fspg;nghd;iw 

toq;FtJk; mjd; Clhf Vw;gLk; nghUshjhu r%f ngWkhdj;ij ,dq;fhz;gJ mtrpakhf 

cs;sJ. mk;kpd; epiyaj;jpd; nraw;ghl;bd; NghJ Vw;gLk; Rw;whly; gpur;rpidfs; kw;Wk; 

mtw;iw jtpu;g;gjw;fhf vLf;fg;gl;Ls;s eltbf;iffs; vjpu;fhyj;jpy; nraw;gLj;Jtjw;Fk; 

vjpu;ghu;f;fg;gl;l Kd;nkhopTfs; kw;Wk; mjd; nraw;ghLfs; njhlu;ghf Rw;whly; fzf;fha;T 

mwpf;ifnahd;iw jahupj;jypd; Njitg;ghl;bd; gpufhuk; ,e;j mwpf;if jahupf;fg;gl;lJ. 

 

3. Nehf;nfy;iy 

yf;tp[a kpd; epiyaj;jpd; 2016> 2017 Mk; Mz;Lfs; kw;Wk; 2018 Nk 10 Me; jpfjp tiu 

njhopw;ghl;Lr; nraw;ghL> kpd; epiyaj;jpd; guhkupg;G eltbf;iffs; kw;Wk; jw;NghJ 

Kfq;nfhLj;Js;s Rw;whly; epiyikfisAk; ,J njhlu;ghf mf;fiu nrYj;Jk; jug;gpduhy; 

toq;fg;gl;l gupNrhjid kw;Wk; fzpg;gPl;L mwpf;iffSk; guPl;rpf;fggl;ld. 

 

4. Nehf;nfy;iyia tiuaWj;jy;. 

,e;j mwpf;ifapy; Rl;bf; fhl;lg;gl;Ls;s mtjhdpg;Gf;fs; %yk; jPu;khdj;jpw;F tUk; NghJ vdJ 

Nehf;nfy;iy fPNo Fwpg;gplg;gl;l tiuaiwfSf;F cl;gl;bUg;gjhf ftdj;jpy; nfhs;sg;gly; 

Ntz;Lk;. 
 

4.1. kpd; epiyaj;jpdhy; nfhs;tdT nra;ag;gl;bUe;j epyf;fup ,Ug;G kw;Wk; gpuptpy; xJf;fp 

itf;fg;gl;Ls;s gwf;Fk; rhk;gy; kw;Wk; fPo; rhk;gy; vd;gd nka;ikaha;T nra;ag;glhik 

fhuzkhf epyf;fup gpupT kw;Wk; rhk;gy; gpuptpd; ,aysT njhlu;ghf jpl;ltl;lkhf ntspapl 

Kbahik. 

4.2. jw;NghJ kpd; epiyaj;jpd; tstpy; fhzg;gLk; kz;zpd; jd;ikf;fhf epiyaj;jpd; Muk;gk; 

Kjy; ,lk; ngw;wpUe;j njhopw;ghl;L eltbf;iffspd; jhf;fj;ij kjpg;gPL nra;a 

KbahjpUe;jikahy; rj;jk; kw;Wk; mjpu;tpd; Clhf vjpu;fhyj;jpy; Vw;glf;$ba 

jhf;fq;fis vjpu;T $w KbahjpUe;jik. 

4.3. epyf;fup kpd; epiyaj;jpd; epu;khzq;fSf;Fupa tbtikg;G jpl;lkply; guPl;rpf;fg;glhik 

fhuzkhf Rw;whly; gpur;rpidfSf;F fhuzkhd jpl;l gytPdq;fs; ,dq;fhzg;glhik. 

4.4. ,yq;if kpd;rhu rigapdhy; kpd; cw;gj;jpfhf gad;gLj;jg;gLk; ePu;> kpd;> vupnghUs;> fhw;W 

kw;Wk; jdpahu; JiwapduplkpUe;J ngw;Wf;nfhz;l kpd;rhuj;jpw;Fupa rfy 

Njhw;Wtha;fspdJk; nrayhw;wy; guPl;rpf;fg;glhik. 
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4.5. fzf;fha;T gupe;Jiu kw;Wk; jPu;khdq;fSf;F tUk; NghJ mwpf;ifapy; Fwpg;gplg;gl;l 

Vida jug;gpduplkpUe;J ngw;Wf;nfhs;sg;gl;l juTfs; kw;Wk; jfty;fis mbg;gilahf 

nfhs;sg;gl;lik. 

5. mwpf;if jahupf;Fk; nraw;ghL 

,t;twpf;ifia jahupf;Fk; NghJ gpd;tUk; eilKiwfs; gpd;gw;wg;gl;lik. 

5.1. Mtzq;fs; gupNrhjid 

5.1.1. 1980 ,d; 47 Mk; ,yf;f Njrpa Rw;whly; rl;lk; 

5.1.2. 1990 ,d; 12 Mk; ,yf;f tlNky; khfhz Rw;whly; epajpr;rl;lk; 

5.1.3. ,yq;if kpd;rhu rig kw;Wk; yq;fh epyf;fup fk;gdpf;F ,ilNa 2017 nrg;jk;gu; Kjy; 

2019 Vg;uy; tiu epyf;fup toq;Ftjw;fhd Nfs;tp Mtzq;fs;. 

5.1.4. 2018 rdtup 8 Me; jpfjp ,yq;if nghJg; gad;ghLfs; Mizf;FOtpdhy; 

rku;g;gpf;fg;gl;bUe;j yf;tp[a epyf;fup kpd; epiyaj;jpd; %yk; ,lk;ngWk; Rw;whly; 

jhf;fq;fis KbAkhd tiu Fiwg;gjw;fhf nraw;gLj;jg;gl;l jpl;lq;fs; kw;Wk; 

gupe;Jiufs;. 

5.1.5. Njrpa ePu;tsq;fs; Muha;r;rp kw;Wk; mgptpUj;jp Kftuhz;ik epWtdj;jpdhy; 

toq;fg;gl;bUe;j gupe;Jiu 

5.1.6. ,yq;if rdehaf Nrhryprf; Fbaurpd; mjp tpN\l tu;j;jkhdpg; gj;jpuk; 2006 

(fiuNahug; ghJfhg;Gj; jpizf;fsk;) 

5.1.7. 2017 khu;r; 16 Me; jpfjpa 2010/23 Mk; ,yf;f Njrpa tsq;fs; rig fl;lis mjptpN\l 

tu;j;jkhdp gj;jpuk;. 

5.1.8. tlNky; khfhz Rw;whly; mjpfhurigapdhy; Ngzg;gl;L tUk; gjpNtLfs;. 

5.1.9. yf;tp[a  epyf;fup kpd; epiyaj;jpd; kpd; cw;gj;jp kw;Wk; Muha;r;rp juTfs; 2016> 2017 

kw;Wk; 2018 Nk 10 Me; jpfjp tiu. 

5.1.10. yf;tp[a epyf;fup kpd; epiyaj;jpd; nrayhw;wy; mwpf;if. 

5.1.11. ,yq;if kpd;rhur. nrayhw;wy; mwpf;if 

5.1.12. nghJg; gad;ghl;L Mizf;FOtpd; gupe;Jiu 

5.1.13. Rw;whly; rpf;fy;fSf;Fupa toq;fg;gl;Ls;s gj;jpupif mwptpj;jy; kw;Wk; Vida 

epWtq;fspdhy; toq;fg;gl;l mwpf;iffs;. 
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5.2. Vida gupNrhjidfs; 

5.2.1. epiyag; gupNrhjid - yf;tp[a kpd; epiya tsT 

5.2.2. jhuf;fy;ypa> gdpmba> fpuhkj;jpy; trpg;NghUld; Nkw;nfhs;sg;gl;l Neu;Kf 

fye;Jiuahly;. 

6. nraw;ghl;bid mwpKfg;gLj;Jjy; 

6.1. jw;NghJ ,yq;ifapy; kpd;rhuj;jpw;fhd Nfs;tp kw;Wk; kpd; cw;gj;jp yf;tp[a kpd;epiyak; 

njhlu;ghd mwpKfk; kw;Wk; mjd; Rw;whly; jhf;fj;ij ,dq;fhZjy;. 

6.2. epyf;fupapy; fhzg;gl Ntz;ba jd;ikfs; epyf;fup vuptpd; cg tpsTfs; kw;wk; Rw;Nwhl;l 

thA epiyik epakj;ij Ngzpr; nry;yy;. 

6.3. kpd; epiyaj;jpd; Fsp&l;Lk; Kiwikf;fhf Njitahd ePiug; ngw;Wf; nfhs;sy;> 

Rj;jpfupg;gpd; gpd;du; ePiu flYf;Fs; ntspNaw;W nraw;ghL kw;Wk; epyf;fPo; ePupd; 

jw;Nghija epiyikia mwpe;J nfhs;sy;. 

6.4. kpd;epiyaj;jpd; nrayhw;wy;> njhopw;ghl;L gzpfSf;fhf kpd; epiyaj;jpid jw;fhypfkhf 

epWj;Jtjw;Fupa juT gFg;gha;T. 

6.5. Rw;whly; gpur;rpidfis jtpu;j;Jf; nfhs;tjw;fhf nraw;gLj;jg;gl;l epfo;r;rpj;jpl;lq;fspd; 

jw;Nghija epiyikfs; Rw;whly; rpf;fy;fs; njhlu;ghf %d;whk; jug;gpduplkpUe;J 

fUj;Jf;fs; kw;Wk; mJ njhlu;ghf nra;jpg;gj;jpupiffspy; mwpf;ifapd; epiyikfis 

njspTgLj;Jjy;. 

7. nraw;ghL 

7.1. ,yq;ifapd; jw;Nghija kpd;rhuj;jpw;fhd Nfs;tpAk; kpd;rhu cw;gj;jpAk; 

7.1.1 ,yq;ifapy; kpd;rhuj;jpw;fhd Nfs;tp 

2002 Mk; Mz;L Kjy; 2016 Mk; Mz;L tiu fle;j 15 Mz;Lfspy; 

kpd;rhuj;jpw;fhd Nfs;tpia fUj;jpw;nfhs;Sk; NghJ ruhrup tUlhe;j mjpfupg;G 6 

rjtPjkhf ,Ue;jik mtjhdpf;fg;gl;lJ. 2015 Mk; Mz;bd; NghJ 11>786 nkfhNthl; 

kzpj;jpahyq;fshd kpd;rhuj;jpw;fhd Nfs;tp 2016 Mk; Mz;bd; NghJ 12>785 

nkfhNthl;fshf ,Ue;jd. NkYk; 2018 Mk; Mz;L Kjy; 2022 Mk; Mz;L 

tiuahd vQ;rpa  5 tUlq;fSf;fhd vjpu;T $wg;gl;l ruhrup Nfs;tp 5.9 rjtPjkhf 

,Ue;jJld; 2018 Mk; Mz;L Kjy; 2042 Mk; Mz;L tiuahd vQ;rpa 25 

Mz;LfSf;fhf 4.8 rjtPj rhjhuz mjpfupg;G Ntfnkhd;Wld; $ba Nfs;tpnahd;W 

cUthFk; vd vjpu;ghu;f;fg;gLfpd;wJ.  

%yq;fs; -    [Generation Expansion plan -2017] gpd;dpizg;G - 01 

7.1.2 ,yq;ifapd; jw;Nghija kpd;rhu cw;gj;jp Njhw;Wtha;  

,yq;ifapd; gpujhd kpd; rf;jp toq;Fdu; ,yq;if kpd;rhu rigahFk;. 2017 Mk; 

Mz;bd; ,Wjpastpy; cw;gj;jp nra;ag;gl;l ,aysT 4>087 nkfhnthl;lhf ,Ue;jJld; 

247 cg epiyaq;fspd; %yk; kpd;rhuk; tpepNahfk; Nkw;nfhs;sg;gl;bUe;jJ. NkYk; ,e;j 

cg epiyaq;fSf;F ,ilNa 26 epiyaq;fspd; cupj;J kw;Wk; nraw;ghL ,yq;if 
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kpd;rhu rigapd; fPohf ,Ue;jJld; 2017 Mk; Mz;bd; kpd; rf;jp cw;gj;jp juTfspd; 

gpufhuk; ,yq;ifaplKs;s kpd; epiyaq;fspd; vz;zpf;if fPNo fhl;lg;gl;Ls;sthwhFk;. 

(gpd;dpizg;G – 02) 

ml;ltiz ,yf;fk; 01 -  ,yq;ifapd; kpd; cw;gj;jp epiyaq;fs; 2017 

kpd; epiyaq;fspd; tif kpd; epiyaq;fspd; vz;zpf;if 

ePu; kpd; epiyaq;fs; ( Hydro Power) 17 

mdy; kpd;rhu epiyaq;fs;       
( Thermal ) 

8 

fhw;W kpd;rhu epiyaq;fs; 1 

jdpahu; cupj;jpd; fPo;   

mdy; kpd; epiyaq;fs; 6 

rpW mstpyhd cupik  

Vidait 215 

         %yq;fs;-  [CEB Statistical Digest 2017] gpd;dpizg;G - 02   

7.1.3 kpd; cw;gj;jpf;fhf Njhw;Wtha;fspd; gq;fspg;G 

“vkJ kuGupikfSf;F ,izahf KO ,yq;iff;Fk; nraw;jpwdhd trjpahd 

kw;Wk; rpf;fdkhd kpd;rhu toq;fnyhd;iw mgptpUj;jp nra;J Ngzpr; nry;yy;" vd;w 

mbg;gil nraw;gzpapd; (gpd;dpizg;G 03) fPo; Muk;gpf;fg;gl;l ,yq;if kpd;rhu 

rigapd; xl;L nkhj;j kpd; cw;gj;jpf;fhf fle;j 4 Mz;Lfspy; kpd; epiyaq;fspd; 

gq;fspg;G fPNo fhl;lg;gl;Ls;sd. 
 

ml;ltiz ,yf;fk; 02 - kpd; cw;gj;jpf;fhf Njhw;Wtha;fspd; gq;fspg;G 2014- 2017 

kpd; cw;gj;jp (nffhnthl; kzp) 

nkhj;j 

cw;gj;jp 

(nffhnthl; 

kzp) 

kpd; 

cw;gj;jpf;fhf 

yf;tp[a kpd; 

epiyaj;jpd; 

gq;fspg;G  

% 

Mz;L ePu;kpd; 

(Hydro) 

vupnghUs; 

(oil) 

epyf;fup 

(coal) 

J}a 

jdpahu; 

gq;fspg;G 

(IPP 

thermal) 

fhw;W 

(wind) 

R+upa 

rf;jp 

(Solar) 

2014 3,632.0 1,696.0 3,202.0 3,825.0 2.1 - 12,357.1 25.91% 

2015 4,904.0 1,050.0 4,443.0 2,691.0 1.1 - 13,089.1 33.94% 

2016 3,481.0 2,297.0 5,047.0 3,322.0 2.1 - 14,149.1 35.67% 

2017 3,059.0 2,529.0 5,103.0 3,978.0 2.2 - 14,671.2 34.78% 

%yq;fs;-  [CEB Statistical Digest 2014,2015,2016,2017] gpd;dpizg;G - 04 
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tiugl ,yf;fk; 01 – ntt;NtW Njhw;Wtha;fspd; fPo; kpd;rhu cw;gj;jp 

 

 

7.1.4 kpd; cw;gj;jpapd; nraw;jpwd; kjpg;gPL 

kpd;rhu cw;gj;jpapd; nraw;jpwid kjpg;gPL nra;Ak; NghJ gad;gLj;jg;gl;l nrayhw;wy; 

Fwpfhl;bfs; rpy fPNo fhl;lg;gl;Ls;sd. 

i. epiya fhuzp ( Plant Factor) 

ii. nraw;gLj;jg;gLk; epiya fhuzp(Running Plant Factor) 

iii. gpwg;gpf;Fk; fpuak; (Generation Cost) 

iv. ruhrup myFf; fpuak; (Average Unit Cost) 

v. fpilf;ff; $ba fhuzp (Availability Factor) 

     %yk; [Generation Performance in Sri Lanka – 2016 – PUCSL] gpd;dpizg;G - 05 

2016 Mk; Mz;by; ,r; nrayhw;wy; fhuzpfSf;F cupa gpujhd kpd; epiyaq;fspd; 

nrad;Kd;Ndw;wk; fPNo fhl;lg;gl;Ls;sd. 
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kpd; cw;gj;jp (fpfhnthl; kzp)

ජල විදුලි (Hydro) ඉන්ධන  (oil)

ගල් අඟුරු(coal) ශුද්ධ පුද්ගලික දායකත්වය (IPP thermal)

සුළං (wind) සූර්ය බල (Solar)
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ml;ltiz 03 - kpd; cw;gj;jp nrayhw;wy; fhuzpfSf;Fupa gpujhd epiyaq;fspd;   

nrad;Kd;Ndw;wk; 

 

kpd; 

epiyaj;jpd; 

tif 

nrayhw;wy; fhuzp 

tUlhe;j 

cw;gj;jp 

fpfh 

nthl; 

kzp 

gpd;epiya 

fhuzp  

(Plant 

Factor) 

rjtPjk;  

 

 

% 

nraw; 

gLj;jg;gLk; 

kpd; epiya 

fhuzp  

(Running 

Plant Factor) 

rjtPjk;  

 % 

gpwg;gpf;Fk; 

fpuak; 

(Generation 

Cost) 

 

(&gh 

kpy;ypad;)  

ruhrup 

myFf; 

fpuak; 

(Average 

Unit Cost) 

nkhj;j 

fpuak;)  

,. kp.r 

(&gh / 
fpNyh nthl; 

(kzp)  

cs;s 

fhuzp 

(Availability 

Factor) 

rjtPjk;.   

 

 

 

% 

ePu; kpd;rhuk; 

tpf;Nlhupah 588.93 31.9 
64 2,345 

3.98 
83 

64 88 

yf;\ghd 

(Gjpa)  
432.18 42.4 

50 1,630 

yf;\ghd 

(Gjpa/ 

gioa) 

2.44 

87 

48 91 

nghy;gpl;ba  325.04 49.3 
54 2,201 

5.09 
85 

62 89 

ue;njdpfy 323.44 30.2 

85 2,021 

(ue;njdpfy / 

ud;jk;Ng) 

4.34 

88 

92 89 

rkdy ntt 

 
260.54 24.7 

56 1,868 
7.17 

90 

59 89 

epyf;fup - yf;tp[a  

yf;tp[a  -  

gpupT -1 

 

826.96 31.38 38.93 

 

 

 

 

33,349 

6.61 48.23 

yf;tp[a  - 

gpupT  2 
2,383.01 90.43 95.2 6.61 93.63 

yf;tp[a  - 

gpupT  3 
2,365.48 89.76 94.11 6.61 92.7 
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vupnghUs; 

fsdp jp];] 

kpd; epiyak; 

(KCCP) 

780.71 55.2 

GT – 89 

19,845 

(CCY) 

38.71 

 (PS 

GTS) 

70  

(GT) 

ST - 94 
25.42  

 (CCY) 

64  

(ST) 

rg;Gf];fe;jB 474.70 77.6 84 10,969 23.11 85 

fg;gypy; 

Vw;wg;gl;l kpd; 

epiyak; 

(Barge CEB) 

356.11 67.6 100 

 

7,783 21.86 98 

%yk; - [Generation Performance in Sri Lanka – 2016 – ngh.g.M.,. kw;Wk; ,.kp.r] gpd;dpizg;G   - 05              

  

7.1.5. kpd;rhu gpwg;gpj;jy; fpuak; - 2015/2016 

kpd;rhu cw;gj;jpapd; NghJ xU myF kpd;rhuj;ij gpwg;gpg;gjw;fhf xt;nthU njhopy;El;gj;jpd; 

%ykhd gq;fspg;G fle;j 2 Mz;LfSf;fhf fPNo fhl;lg;gl;Ls;sd.  

ml;ltiz 04 - cw;gj;jpf;fhf ruhrup fpuak;  2015/ 2016 

njhopy; 

El;gk; 

 

 

 

vupnghUs; 

fpuak;  

&gh  

kpy;ypad; 

 

 

cjpup 

ghfq;fs; 

kw;Wk; 

guhkupg;Gf;; 

fpuak;  

&gh 

kpy;ypad;  

Vida 

nraw;ghl;L 

kw;Wk; 

guhkupg;G 

nrytpdk; 

&gh  

kpy;ypad;  

KO 

gpwg;gpj;jy; 

fpuak;  

 

&gh  

kpy;ypad; 

myF  

 

 

fpfhnthl; kzp  

xU myF 

cw;gj;jpf;fhf 

ruhrup fpuak;  

&gh / 

fpNyhnthl; 

kzp 

 

2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 

mdy; - 

vup 

nghUs; 

22,802 49,516 1,087 1,677 6,322 6,412 30,211 57,605 1,085 2,362 27.84 24.38 

mdy; - 

epyf;fup; 
21,304 20,762 748 762 10,631 11,978 32,682 33,502 4,457 5,066 7.33 6.61 

ePu; 

kpd;rhuk;; 
- - 532 364 7,608 7,980 8,140 8,344 4,925 3,501 1.65 2.38 

nkhj;j 

msT 
44,106 70,278 2,367 2,803 24,561 26,370 71,033 99,451 10,467 10,930 6.79 9.10 

%yk; - [Annual Report – 2015/2016 – CEB] gpd;dpizg;G   - 06               
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7.1.6. kpd; cw;gj;jp Njhw;Wtha;; tpyfy; 

fle;j 03 Mz;Lfspd; kpd; cw;gj;jpf;fhf gad;gLj;jg;gl;l ePu; kpd; (Hydro) %yj;jpd; 

tpyfy;fSf;F xg;ghf Vida kpd; cw;gj;jp %yq;fis gad;gLj;JtJ njhlu;ghd jfty;fs; 

fPNo fhl;lg;gl;Ls;sd.  

ml;ltiz 05 - kpd; cw;gj;jp Njhw;Wtha;; tpyfy;   

Mz;L ePu; 

kpd;rhuk; 

fpfh 

nthl; 

kzp 

tpyfypd; 

rjtPjk; 

% 

vup 

nghUs; 

fpfh 

nthl; 

kzp 

tpyfypd; 

rjtPjk; 

% 

epyf;fup 

fpfh 

nthl; 

kzp 

tpyfypd; 

rjtPjk; 

% 

jdpahu; 

gq;fspg;

G fpfh 

nthl; 

kzp 

tpyfypd; 

rjtPjk; 

% 

Vida 

fhw;W 

kw;Wk; 

#upa 

rf;jp) 

tpyfyp

d; 

rjtPjk; 

% 

nkhj;j 

cw;gj;

jp fpfh 

nthl; 

2015 4,904  1,050  4,443  2,691  1.1  13,089 

2016 3,481 (37.62) 2,297 140.85 5,047   14.85 3,322   47.82 2.1  100 14,149 

2017 3,059  2,529  5,103  3,978  2.2  14,671 

%yk;-  [CEB Statistical Digest 2014,2015,2016,2017] gpd;dpizg;G - 04 

2015 Mk; Mz;L Kjy; 2017 Mk; Mz;L tiu kpd; cw;gj;jp nraw;ghl;bd; NghJ ePu; kpd; 

%yj;jpd; (Hydro)  %yk; kpd; cw;gj;jp nkhj;j cw;gj;jpapd; 37.46 rjtPjkhFk;. 

(4>904/13>089*100) Kjy; 20.85 (3.059/14.671*100) tiu Fiwnthd;W 

mwpf;ifaplg;gl;bUe;jJld; ePu; %yj;ij (Hydro) khj;jpuk; fUj;jpw; nfhs;Sk; NghJ kpd; 

cw;gj;jp 37.62 rjtPjj;jpdhy; Fiwtile;jpUe;jJ. ,f;fhyg;gFjpapy; kpd;rhuj;jpw;fhd 

Nfs;tpia rkhspg;gjw;fhf vupnghUs; %yk; (oil) gad;gLj;jg;gl;L kpd; cw;gj;jp 140.85 

rjtPjj;jpdhYk; jdpahu; JiwaplkpUe;J (IPP) kpd; nfhs;tdT 47.82 rjtPjj;jpdhYk; 

mjpfupj;jpUe;jik mtjhdpf;fg;gl;lJ. ,yq;if kpd;rhu rigapd; kpd; cw;gj;jp 

Njhw;Wtha;f;F ,ilNa Mff; Fiwe;j ,uz;lhtJ myF fpuaj;Jld; $ba Njhw;Wthahd 

epyf;fup gad;gLj;jg;gl;L ,f;fhyg;gFjpapy; cw;gj;jp nra;ag;gl;l kpd; myFfspd; mjpfupg;G 

14.85 rjtPjk; khj;jpukhf ,Ue;jJ. 

7.2. yf;tp[a kpd; epiyak; njhlu;ghd mwpKfk;  

7.2.1. miktplk; kw;Wk; cw;gj;jp ,aysT 

tlNky; khfhzj;jpd; fw;gpl;b - Eiur;Nrhiy gpuNjrj;jpy; jhgpf;fg;gl;Ls;s ,yq;if 

kpd;rhu rigf;Fupa ,yq;ifapd; KjyhtJ kw;Wk; xNu epyf;fup mdy; kpd;rhu 

epiyak; yf;tp[a epyf;fup mdy; kpd;rhu epiyak; Mf ,Ue;jJld; me;epiyaj;jpd; 

,aysT 900 nkfh nthl;lhf ,Ue;jJ. Gj;jsk; flw; gug;gpypUe;J 100 kPw;wUf;F 

mz;kpj;j mstpy; jiug;gFjp kw;Wk; gjpmba kw;Wk; ehuf;fy;ypa fpuhkq;fSf;F 

mz;kpj;jjhf Gj;jsk; efupypUe;J gpujhd tPjpA+lhf 12 fpNykPw;wu; J}uj;jpy; 

efuj;jpw;F Nkw;Fg; gf;fkhf ,e;j kpd; epiyak; mike;Js;sJ. 2011 khu;r; khjj;jpd; 

NghJ KjyhtJ fl;lKk; 2014 Nk kw;Wk; nrg;jk;gu; Mfpa khjq;fspd; NghJ 
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,uz;lhk; fl;lj;jpdJk; Ntiyfs; G+u;j;jp nra;ag;gl;bUe;jJld; kpd; epiyak; 300 

nkfhnthl; ,aysTld; $ba 03 myFfspd; fPo; nraw;gLfpd;wd. 

7.2.2. kpd; epiyaj;jpd; mikg;G  

kpd; epiyak; mike;Js;s G+kp msT mz;zsthf 470 kPw;wu; mfyj;JlDk; 2000 

kPw;wu; ePsj;Jld; $bajhf ,Ue;jJ. ,e;j kpd; epiyaj;jpd; epu;khzk; 02 fl;lq;fspd; 

fPo; G+u;j;jp nra;ag;gl;Ls;sJld; KjyhtJ fl;lj;jpy; 300 nkfhnthl; ,aystpYk; 

,uz;lhtJ fl;lk; 600 nkfhnthl; ,aysTld; $bajhf ,Ue;jJ. 300 nkfhnthl; 

,aysTld; $ba xU gpuptpw;F 01 nghapyu;> 01 Gif Foha;> epiy kpd;dpay; 

tPo;gbthf;fp> ntspaplg;gLk; fe;jf mfw;Wif kw;Wk; 150 cauj;jpyhd Gif $L 

vd;gtw;iw cs;slf;fpapUe;jd. epyf;fup vupf;fg;gLk; NghJ iejurdPnuhirl; 

ntspNaWtij Fiwf;Fk; tifapy; ntg;gj;ij rkg;gLj;Jk; tpN\l jahupg;nghd;W 

(Low Nox Burners) cldhd kpd; epiyak; epu;khzpf;fg;gl;Ls;sJ. mjw;F Nkyjpfkhf 

mt;tplj;jpy; 46 Vf;fu;fSld; $ba epyf;fup gpupnthd;Wk; 25 Vf;fu; mstpyhd fPo; 

rhk;gy;fs; ,lg;gLk; gpupTk; fhzg;gl;ld. ,e;j kpd; epiyaj;jpd; kpd; cw;gj;jp %yk; 

20 fpNyh Nthl; (KV) mstpyhd kpd; cw;gj;jp nra;ag;gLtJld; khw;wp %yk; mJ 

220 (KV) fpNyhNthl;bw;F mjpfupj;J 117 fpNyh Nthl; kw;Wk; 100 kPw;wu; ePsj;Jld; 

$ba ,uz;L tau;fSld;; Clhf Njrpa kpd;rhu Kiwikf;F KiwNa ntahq;nfhl 

kw;Wk; mEuhjGuk; cg kpd;epiyfspd; Clhf njhlu;GgLj;jg;gl;Ls;sJ. 

7.2.3. kpd; epiyaj;jpd; epu;thf mjpfhuk;. 

yf;tp[a kpd; epiyak; gpujhd nghwpapayhsu; xUtupd; fPo; ,aq;fp tUtJld; 

mjd; xOq;fikg;G tiuglk; fPNo fhl;lg;gl;Ls;sJ. 

 

tiuglk; 02 - yf;tp[a kpd; epiyak; xOq;fikg;G 

 

jiyik  nghwpapayhsu; 

gpupT 01  gpupT 02 gpupT 03 
epiyaj;jpd; 
mikg;G 

(,yj;jpudpay; 
nghwpapayh

sh; 01 

GIS kw;Wk; 
vhpnghUs; 
guhkhpg;G 

kpd; epiya 
nrayhw;wy; 

Ma;T $l 
nraw;ghl;L 
Nkw;ghh;it 

gpupT 
nraw;ghL 
(,.nghwp 02 
kw;Wk; ,a 
nghwp 01) 

pT 
nraw;ghL 
,.nghwp 
02 kw;Wk; 
,a nghwp 

01 

 

gpupT 
nraw;ghL 
(,.nghwp 02 
kw;Wk; ,a 
nghwp 01) 

gpupT 
nraw;ghL 
(,.nghwp 02 
kw;Wk; ,a 
nghwp 01) 

 
gpupT 

nraw;ghL 
(,.nghwp 01 
kw;Wk; ,a 
nghwp 01) 

 

gpupT 
nraw;ghL 
(,.nghwp 02 
kw;Wk; ,a 
nghwp 01) 

 
gpupT 

nraw;ghL 
(,.nghwp 01 
kw;Wk; ,a 
nghwp 01) 
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7.2.4. xU myF kpd;rhuj;jpd; fpuak; kw;Wk; Njrpa Kiwikf;Fs;s gq;fspg;G 

,yq;if kpd;rhu rigapdhy; kpd; cw;gj;jpapd; NghJ gad;gLj;jg;gLk; 

Njhw;Wtha;fs; gpujhdkhf ePu; kpd;rhuk;> epyf;fup kw;Wk; vupnghUs; vd 

tifg;gLj;jg;gLtJld; mj; Njhw;Wtha;fis gad;gLj;jp 2017  Mk; Mz;by; 

Nkw;nfhs;sg;gl;l gq;gspg;G kw;Wk; xU myfpw;fhd fpuak; fPNo fhl;lg;gl;Ls;sJ.  

ml;ltiz ,y 6 - xU myF kpd; cw;gj;jpf;fhd fpuak; kw;Wk; Njrpa kpd; cw;gj;jp 

gq;fspg;G – 2016 

Njhw;Wtha;fs; xU myfpw;fhd ruhrupf; fpuak; 

(fpNyh nthl; 1 

kzpj;jpahyj;jpw;fhf &gh)   

kpd; cw;gj;jp 

ePu; kpd;rhuk; 4.60 24.6% 

epyf;fup 6.61 35.7% 

vupnghUs; 23.46 16.2% 

 

tiuglk; 02 – ruhrup myFf; fpuak; 

 

%yk; - [Generation Performance in Sri Lanka – 2016 – PUCSL, CEB Statistical Digest 2016 

kw;Wk; ,.kp.r] - gpd;dpizg;G 07 

7.2.5. yf;tp[a mdy; kpd;rhu epiyaj;jpd; kpd; cw;gj;jp fpua xg;gPL 

yf;tp[a mdy; kpd;rhu epiyaj;jpd; %yk; 2017 Mk; Mz;L tiu gpwg;gpf;fg;gl;l 

fpfhntl; kzpj;jpahyk; (GWH) mstpid mk; kpd; epiyaj;jpy; cw;gj;jp nra;tjw;Fk; 

0

5

10

15

20

25

ruhrup myFf; fpuak;

ePu; kpd; epyf;fhp vhpnghUs;
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me;j fpfhntl; kzpj;jpahyk; (GWH) mstpid vupnghUs; gad;gLj;jg;gl;L ,ize;j 

Rw;W (Combine Cycle) %yk; kpd; cw;gj;jp nra;fpd;w fsdpjp];] kpd; epiyaj;jpy; 

cw;gj;jp nra;tjw;F nrythFk; fpua xg;gPL njhlu;ghd jfty; fPNo fhl;lg;gl;Ls;sd.  

ml;ltiz ,yf;fk; 07 – yf;tp[a mdy; kpd; epiyaj;jpy; kpd; cw;gj;jpf; fpuak; fsdpjp];] 

kpd; epiyaj;jpd; fpuaj;Jldhd xg;gPL 

  

tpguk; myF KjyhtJ 
fl;lk;; 

,uz;lhk; 
fl;lk; 

nkhj;jk; 

yf;tp[a mdy; kpd;rhu epiyak; 
I Njwpa kpd; cw;gj;jp  fpfhnthl; 

kzpj;jpahyk; 
  
 8,787.87  

    13,681.28      22,469.15  

II 
xU myF kpd;rhuj;jp;fhf 
nraw;ghl;L kw;Wk; guhkupg;Gf; fpuak;  &gh   

                    
8.39                8.39                8.39  

III 

mz;kpj;j kpd; cw;gj;jpf; fpuak;  &gh kpy;ypad;  

          
73,730.00   114,785.94   188,515.94  

IV 

cld;gbf;if nra;ag;gl;l tpiy  &gh kpy;ypad;  

          
70,525.00   126,945.00   197,470.00  

  
fsdpjp];] kpd; epiyaj;jpy; ,ize;j Rw;W  
(Combine Cycle) %yk; kpd; cw;gj;jp   

V yf;tp[a mdy; kpd;rhu epiyaj;jpd; 
%yk; Nkw;nfhs;sg;gLk; Njwpa kpd; 
cw;gj;jp  

fpfhntl; 
kzpj;jpahyk; 

            
8,787.87      13,681.28      22,469.15  

VI 
xU myFf;fhf nraw;ghl;L kw;Wk; 
guhkupg;Gf; fpuak;  &gh   

                  
24.00  

            
24.00  

            
24.00  

VII fsdpjp];] kpd; epiyaj;jpy; 
,ize;j Rw;W  
(Combine Cycle) %yk; 8787.87 GWh  
kpd; cw;gj;jp nra;ag;gl;lhy; 
cw;gj;jpf; fpuak;  &gh kpy;ypad;  

       
210,908.94   328,350.72   539,259.66  

VIII ,jd; gpufhuk;  yf;tp[a mdy; 
kpd;rhu epiyaj;jpd; %yk; kpd; 
cw;gj;jp nra;jikahy; cupj;jhd 
nkhj;j Nrkpg;G (VII-III) &gh kpy;ypad;  

       
137,178.69   213,564.78   350,743.47  

  Njwpa Nrkpg;G  (VIII-IV) &gh kpy;ypad;  

          
66,653.69      86,619.78   153,273.00  

  

       gpd;dpizg;G 08 

Nkw;Fwpj;j jfty;fspd; gpufhuk; 2017 Mk; Mz;L tiu yf;tp[a mdy; kpd;rhu epiyaj;jpd; %yk; 

cw;gj;jp nra;ag;gl;l 22>469 fpfh nthl; (Gwh) cw;gj;jpf;fhf mk;kpd;epiyaj;jpw;F &gh 188>516 

kpy;ypad; cw;gj;jp nrytpdnkhd;W nrythfpapUe;jJ. mt;thNw me;j fpfh nthl; (Gwh) 

kzpj;jpahy msT fsdp jp];] kpd; epiyaj;jpd;  ,ize;j Rw;wpd; (Combine Cycle) %yk; cw;gj;jp 

nra;ag;gl;lhy; &gh 539>260 kpy;ypad; nrythfpd;wik fzpg;gPl;bd;; %yk; njspthfpd;wJ. 

7.3 yf;tp[a kpd; epiyak; kw;Wk; mjd; Rw;whly; jhf;fq;fs; 

   7.3.1 1980 ,d; 47 Mk; ,yf;f Njrpa Rw;whly; rl;lk; kw;Wk; 1990 ,d; 12 Mk; ,yf;f tlNky; 

khfhz Rw;whly; rhrdj;jpd; mKyhf;fk; 
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   7.3.1.1 1980 ,d; 47 Mk; ,yf;f Njrpa Rw;whly; rl;lj;jpd; (gpd;dpizg;G 9) fPo;  1981 Mk; 

Mz;L kj;jpa Rw;whly; mjpfhurig cUthf;fg;gl;lJld; ,yq;ifapd; mgptpUj;jpr; 

nraw;ghLfs; kw;Wk; Rw;whly; eltbf;iffis xd;wpizf;Fk; Nehf;fpy; 2001 Mk; Mz;L 

cUthf;fg;gl;l Rw;whly; kw;Wk; ,aw;if tsq;fs; mikr;rpdhy; (jw;nghOJ k`htyp 

mgptpUj;jp kw;Wk; Rw;whly; mikr;R) kj;jpa Rw;whly; mjpfhurigAld; njhlu;Gila 

rfy nghWg;GfSk; epiwNtw;wg;gLfpd;wd. kj;jpa Rw;whly; mjpfhurigapd; rl;luPjpahd 

mjpfhuk; 1988 Mk; Mz;bd; 56 Mk; ,yf;f kw;Wk; 2000 ,d; 53 Mk; ,yf;f Njrpa 

Rw;whly; (jpUj;jg;gl;l) rl;lq;fspd; fPo; (gpd;dpizg;G - 09) tpupTgLj;jg;gl;Ls;sJ. Njrpa 

Rw;whly; rl;lj;jpw;fikthf gpujhd 09 khfhzq;fSk; cs;slq;Fk;; tifapy; 25 cg 

fhupahyaq;fSk; epWtg;gl;bUe;jd. NkYk; ,jd; fPo; tlNky; khfhzk; cs;slq;Fk; 

tifapy; FUdhfy; kw;Wk; Gj;jsk; Mfpa khtl;lq;fSf;fhf 02 cg fhupahyaq;fs; 

epWtg;gl;bUe;jd. ,e;j 02 cg fhupahyaq;fspd; %yKk; epu;khzpg;gjw;F 

cj;Njrpf;fg;gl;Ls;s fl;blq;fSf;fhd Rw;whly; gupe;Jiug;Gfis ngw;Wf;nfhLj;jy;> 

Rw;whly; ghJfhg;G mDkjpg;gj;jpuq;fis tpepNahfpj;jy; kw;Wk; Rw;whly; Kfhikj;Jt 

nraw;ghLfs; Nkw;nfhs;sg;gl;bUe;jd. (gpd;dpizg;G – 10)   

7.3.1.2 mNjNghd;W 1987 Mk; Mz;bd; 13 MtJ murpay;ahg;gpd; fPohd khfhz rig 

mjpfhuq;fspd; kPJ 1990 ,d; 12 Mk; ,yf;f tlNky; khfhz Rw;whly; rhrdj;jpd; 

gpd;dpizg;G – 11) 1 Mk; gpuptpd; 2(i) cg gpuptpd; fPo; tlNky; khfhz Rw;whly; 

mjpfhurig epWtg;gl;Ls;sJ. rhrdj;jpd; 07(i) cg gpuptpw;fika khfhz Rw;whly; 

MNyhrid rignahd;W epWtg;gl Ntz;bAs;sJld; mjd; mq;fj;jtu;fs; tplag; 

nghWg;G mikr;rupdhy; epakpf;fg;gLfpd;w my;yJ mtu;fspypUe;J epakpf;fg;gl;l xU 

njhif cWg;gpdu;fisf; nfhz;L mikf;fg;gl;bUf;f Ntz;Lk;. rhrdj;jpd; 07(i)(f) 

gpuptpw;fika xU mq;fj;jtu; kj;jpa Rw;whly; mjpfhurigapidg; 

gpujpepjpj;Jtg;gLj;Jjy; Ntz;Lk;. gpd;dpizg;G – ii) 

7.3.1.3 NkYk; tlNky; khfhzj;jpy; epu;khzr; nraw;ghLfspd; %yk; Vw;gLk; Rw;whly; 

epiyikfSf;fhf khfhz rig Neubahf nghWg;Gf; $w Ntz;Lnkd 2006 Mk; Mz;L 

cau; ePjpkd;wj;jpy; 226/2006 Mk; ,yf;f (gpd;dpizg;G – 12) mbg;gil cupikfs; 

kPjhd tof;fpy; Fwpg;gplg;gl;Ls;sJld; ,jd; %yk; 1980 ,d; 47 Mk; ,yf;f Njrpa 

Rw;whly; rl;lk; tlNky; khfhzj;jpDs; nraw;gLj;jg;gLtjw;fhd nry;Ygb  

,ilepWj;jg;gl;lJ. 

 7.3.2 Rw;whly; ghJfhg;G mDkjpg;gj;jpuk; toq;fy;  

7.3.2.1 VNjDnkhU epiyahd epu;khzk;/nraw;ghL njhlu;gpy; Fwpj;j epWtdj;jpdhy; ngwg;gl 

Ntz;ba mDkjpg;gj;jpuk; rk;ge;jkhf ,yf;f Njrpa Rw;whly rl;lj;jpd; 23 (M)(1) gpuptpd; 

gpd;dpizg;G – 09) fPOk; tlNky; khfhz Rw;whly; rhrdj;jpd; V Mk; gpuptpd; 21(1) 

gpuptpd; (gpd;dpizg;G– 13) fPOk; mwptpf;fg;gl;Ls;sJld; mt;tDkjpg;gj;jpuj;jpid kj;jpa 

Rw;whly; mjpfhurig/ khfhz Rw;whly; mjpfhurig %yk; ngw;Wf; nfhs;s Ntz;Lk;. 

,J Rw;whly; ghJfhg;G mDkjpg;gj;jpuk; vd miof;fg;gLtJld; epu;khzj;jpd; 

jd;ikf;Nfw;g mt;tDkjpg;gj;jpuj;jpid toq;Fk; epWtdKk; mDkjpg;gj;jpuj;jpd; 

nry;Ygbf; fhyKk; jPu;khdpf;fg;gLk;. kj;jpa Rw;whly; mjpfhurig / khfhz Rw;whly; 

mjpfhurigapdhy; epu;zapf;fg;gl;Ls;s juk; kw;Wk; msTfSf;fikthftd;wp #oypy; 
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fopTfis ntspNaw;Wjy;> Nru;j;J itj;jy; my;yJ #oypy; vupj;jy; my;yJ Rw;whly; 

khriljy; my;yJ xyp khriljy; my;yJ mjpu;Tfs; Vw;gly; my;yJ Vw;gLtjw;F 

VJthfTs;s re;ju;g;gq;fspy; nraw;glhkypUj;jy; ,e;j mDkjpg;gj;jpuj;jpid 

toq;Ftjd; Kf;fpa Nehf;fkhf ,Ue;jJ.  

7.3.2.2 2015 Mk; Mz;bd; [{d; 30 Me; jpfjpa 3536/2015 Mk; ,yf;fj;jpd; (gpd;dpizg;G – 14) 

fPo; 2015 [{d; 30 njhlf;fk; 2016 [{d; 29 Me; jpfjp tiu kpd; epiyaj;jpw;fhd Kjy; 

Rw;whly; ghJfhg;G mDkjpg;gj;jpuk; tlNky; khfhz Rw;whly; mjpfhurigapdhy; 

toq;fg;gl;bUe;jJ. 

7.3.2.3 2016 [{d; 29 Me; jpfjpapd; gpd;du; KjyhtJ GJg;gpj;jYf;fhf kpd; epiyaj;jpdhy; 

tpz;zg;gpf;fg;gl;bUe;jJld; mjpfhu rigapdhy; 2016 [{d; 30 Me; jpfjp mDkjp 

toq;fg;gl;bUe;jJ. (gpd;dpizg;G – 15) 

 

7.3.2.4 2017/2018 Mz;bw;fhf Rw;whly; ghJfhg;G mDkjpg;gj;jpuj;jpidg; GJg;gpg;gjw;fhd 

tpz;zg;gg;gbtk; kpd; epiyaj;jpdhy; 2017 [{d; 14 Me; jpfjp gpd;dpizg;G – 16) 

toq;fg;gl;bUe;j NghJk; fzf;fha;Tj; jpfjpahd 2018 Nk 10 Me; jpfjp tiu khfhz 

Rw;whly; mjpfhurigapdhy; mjw;fhd mq;fPfhuk; toq;fg;gl;bUf;ftpy;iy. 

7.3.2.5 2016 [{d; 30 Me; jpfjp Kjy; 2017 [{d; 29 Me; jpfjp tiuapyhd fhyg;gFjp njhlu;ghf 

ntspaplg;gl;l 3536/2016 R1 Mk; ,yf;f mDkjpg;gj;jpuj;jpd; 06 Mk; ,yf;f 

epge;jidf;fikthf (gpd;dpizg;G – 17) “kpd; epiyaj;jpd; nraw;ghL my;yJ Vida 

nraw;ghLfSf;fhf ePu; tsq;fs; rigapd; G+u;thq;f mDkjpapd;wp epyf;fPo; ePupidg; 

gad;gLj;jf; $lhnjdf;” Fwpg;gplg;gl;bUe;jJ.  

7.3.2.6 1990 ,d; 12 Mk; ,yf;f tlNky; khfkz Rw;whly; rhrdj;jpd; 20> 21 gpupTfSld; 

thrpf;fg;gl Ntz;ba me;j rhrdj;jpd; 61 MtJ gpuptpd; fPo; mikr;rupdhy; tpLf;fg;gl;l 

fl;lis 2010 jprk;gu; 21 Me; jpfjpa 1685/11 ,yf;fj;ijAila tu;j;jkhdpapd; %yk; 

(gpd;dpizg;G – 18) gfpuq;fg;gLj;jg;gl;Ls;sJ. ,t;tu;j;jkhdp mwptpj;jypy; 

Fwpg;gplg;gl;bUe;j rQ;rupf;Fk; thA juf; fl;lisfis kpd; epiyaj;jpdhy; fz;bg;ghf 

eilKiwg;gLj;j Ntz;Lnkd mDkjpg;gj;jpuj;jpd; 07 Mk; ,yf;f epge;jidapy; 

(gpd;dpizg;G – 17) Fwpg;gplg;gl;bUe;jJ. 

7.3.2.7 mDkjpg;gj;jpuj;jpd; 8 Mk; ,yf;f epge;jidf;fikthf (gpd;dpizg;G – 17) kpd; 

epiyaj;jpd; njhopw;ghl;L eltbf;iffSf;fhfg; gad;gLj;jg;gLk; vupnghUs;fspy; 

fhzg;gl Ntz;ba Fztpay;Gfs; gpd;tUkhW Fwpg;gplg;gl;bUe;jJ. good quality, low ash 

coal with sulfur content of 1% or less by weight shall be used for the operation of the plant. 

7.3.2.8 Rw;whly; ghJfhg;G mDkjpg;gj;jpuj;jpd; 13.5 MtJ epge;jidf;fikthf nraw;jpl;lj;jpd; 

njhopw;ghl;L eltbf;iffspy; cw;gj;jpahfpd;w Mgj;jhd fopTfs; kw;Wk; mjd; 

Fztpay;Gfs; rk;ge;jkhf mwpf;iffisg; Ngzp mt;twpf;iffis khfhz Rw;whly; 

mjpfh rigf;F tUlhe;jk; rku;g;gpf;f Ntz;Lk;. 
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7.3.3  Njrpa Rw;whly; rl;lj;jpw;fikthf toq;fg;gl;bUe;j epakq;fs; kw;Wk; msTfs; 

Njrpa Rw;whly; rl;lj;jpw;fikthf toq;fg;gl;bUe;j rQ;rupf;Fk; thA juf; fl;lisfis 

ikag;gLj;jp tlNky; khfhz rigapd; Rw;whly; epakk; kw;Wk; msTfs; 

jPu;khdpf;fg;gl;bUe;jd.  

7.3.4 tUlhe;j epyf;fupj; Njit> ,wf;fy; kw;Wk; fsQ;rpaj;jpw;F Nghf;Ftuj;Jr; nra;jy; 

Mfpatw;why; Vw;glf;$ba Rw;whly; jhf;f gFg;gha;T. 

7.3.4.1 300 nkfh nthl; kpd;rhuj;jpid cw;gj;jp nra;tjw;F ruhrupahf xU kzpj;jpahyj;jpw;F 110 

– 114 nkw;wpf; njhd; epyf;fup Njitg;gLtJld;> 900 nkfh nthl; kpd;rhuj;jpid cw;gj;jp 

nra;tjw;F ruhrupahf xU tUlj;jpw;F 2>250>000 nkw;wpf; njhd; epyf;fup Njitg;gLnkd 

kjpg;gplg;gl;Ls;sJ. kpd; epiyaj;jpw;F epyf;fup tpepNahfk; nra;jy; xt;nthU tUlj;jpYk; 

[dtup Kjy; Vg;uy; khjk; tiuapYk; nrg;jk;gu; Kjy; jpnrk;gu; khjk; tiuapYk; 

eilngWtJld; ,e;epyf;fupapid Nghf;Ftuj;J nra;fpd;w xU fg;gypd; nfhs;ssT 

ruhrupahf 65>000 nkw;wpf; njhd;dhFk;. ,jdbg;gilapy; xU tUlj;jpy; vjpu;ghu;f;fg;gLk; 

fg;gy; gpuahzq;fspd; vz;zpf;if ruhrupahf 35 MFk;.  

7.3.4.2 1998 khu;r; khjk; jahupf;fg;gl;bUe;j Rw;whly; jhf;f kjpg;gPl;L mwpf;ifapy; 2.2.3 gpuptpd; 

gpufhuk; ,wf;Fkjp nra;ag;gl;l epyf;fupapid fsQ;rparhiyapy; ,wf;Ftjw;fhd trjp fUjp 

xU ,wq;FJiwapid mikg;gjw;F 02 khw;W topfs; Fwpg;gplg;gl;bUe;jd. xd;W 4.2 fp.kP. 

ePskhd ,wq;FJiwnahd;Wk; ,uz;lhtJ khw;Wtop 500 kPw;wu; ePskhd xU ,wq;FJiwia 

epu;khzpg;gjhFk;. kpd; epiyak; 500 kPw;wu; ePskhd ,wq;FJiwia mikf;Fk; khw;Wtopia 

Nju;e;njLj;jpUe;jJ. 

7.3.4.3 ,wf;Fkjp nra;ag;gl;l epyf;fupapid gj;jy;fshf (ts;sq;fspd; nfhs;ssT ruhrupahf 

Rkhu; 1500 – 2000 nkw;wpf; njhd; msthFk;) ,wq;FJiw tiu Nghf;Ftuj;Jr; nra;tJld;> 

gj;jy;fspYs;s epyf;fup fpNud; (nfhs;ssT xU kzpj;jpahyj;jpw;F 500 nkl;upf; nlhd;) 

%ykhf epyf;fup Coveyor Belt ,w;F mDg;gg;gLfpwJ. ruhrupahf xU ehisf;F 9 ,w;Fk; 

10 ,w;Fk; ,ilg;gl;l gj;jy;fs; vd;w uPjpapy; ehshe;jk; 15>000 njhlf;fk; 20>000 nkw;wpf; 

njhd; epyf;fup Nghf;Ftuj;J nra;ag;gLfpd;wJ. ,e;epyf;fup 41 Vf;fu; tp];jPuzkhd xU 

epyj;jpy; fsQ;rpag;gLj;jg;gLtJld;> ,f;fsQ;rparhiy %ba> jpwe;j vDk; ,U 

mikg;GfspYk; fhzg;gLfpd;wJ. njhopw;ghl;Lf;F Njitahd msT epyf;fup 

,f;fsQ;rparhiyapypUe;J ngwg;gl;L epyf;fup Bunker fspy; Nru;j;J itf;fg;gLfpd;wJ. 300 

nkfh nthl; kpd;rhuj;jpid cw;gj;jp nra;tjw;F ,t;thwhd 5 Bunkers fspy; epyf;fup 

fsQ;rpag;gLj;jg;gLtJld;> ,t;thwhd xU Bunker ,d; nfhs;ssT ruhrupahf 350 nkw;wpf; 

njhd; MFk;. xU gpuptpy; Nrkpf;fg;gl;Ls;s epyf;fupapidf; 10 kzpj;jpahyq;fSf;Fg; 

gad;gLj;j KbAfpd;w mNjNtis> 300 nkfh nthl; kpd;rhuj;jpid cw;gj;jp nra;tjw;F 5 

gq;fu;fspy; 4 gq;fu;fs; khj;jpuNk Njitg;gLfpd;wd. 

fle;j 5 Mz;Lfspy; ,wf;Fkjp nra;ag;gl;l epyf;fup fg;gy;fs; msTfs; ,wf;Fkjp ehLfs; 

njhlu;ghd tpguq;fs; fPNo fhl;lg;gl;Ls;sd.  
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ml;ltiz ,y. 08 – 2013 Mk; Mz;L Kjy; 2017 Mk; Mz;L tiu epyf;fup ,wf;Fkjp 

ehLfs; kw;Wk; fg;gy;fs; tUifapd; vz;zpf;if  

,wf;Fkjp ehL fg;gy; tUif vz;zpf;if  

2013 2014 2015 2016 2017 

,e;;NjhNdrpah  7 18 11 - - 

u\;ah  - - 21 4 - 

njd; Mgpupf;fh  2 - - 25 37 

nkhj;jk; 9 18 32 29 37 

 

 

tiuglk; -4 epyf;fup njhFjp kw;Wk; epyf;fup Nghf;Ftuj;J nra;ag;gLk; Conveyor Belt 

 

 

 

 

 

 

 

    - epyf;fup fsQ;rpag;gLj;jy; - 

7.3.4.4 jpUNfhzkiyapypUe;J kpd; epiyaj;jpw;F Gifapujk; %yk; epyf;fupia 

Nghf;Ftuj;J nra;tjw;Fs;s ,aYik njhlu;ghf 2015 kw;Wk; 2016 Mk; Mz;Lfspy; 

Nghf;Ftuj;J kw;Wk; rptpy; tpkhd Nritfs; mikr;ru;> kpd;rf;jp kw;Wk; 

GJg;gpf;fj;jf;f mikr;R> yq;fh epyf;fup fk;gdp> ,yq;if Gifapuj jpizf;fsk; 

kw;Wk; n`hy;rPk; yq;fh jdpahu; fk;gdp Nghd;w epWtdq;fspd; 

cj;jpNahfj;ju;fSld; fye;Jiuahly; elhj;jg;gl;bUe;jd.  

7.4 epyf;fupapy; fhzg;gl Ntz;ba juk; 

7.4.1 2017 nrg;njk;gu; khjk; Kjy; 2019 Vg;uy; khjk; tiu yf;tp[a epiyaj;jpd; 

njhopw;ghl;Lr; nraw;ghl;bw;fhf Njitahd epyf;fup mstpid toq;Ftjw;fhd 

ngWif nraw;ghl;bw;fhf ,yq;if kpd;rhu rig kw;Wk; yq;fh epyf;fup fk;gdp 

,zq;fpa Nfs;tp Mtz ,y LCC/16/T/1 ,y; Fwpg;gplg;gl;l cg gjpNtLfs; 2 B 

gFjpapd; fPo; kw;Wk; yf;tp[a kpd; epiyaj;jpdhy; fzf;fha;tpw;fhf rku;g;gpf;fg;gl;l 

jfty;fs; (gpd;dpizg;G - 19) ,d; gpufhuk; 2013 Mk; Mz;L Kjy; 2017 Mk; Mz;L 

tiu epyf;fupapy; fhzg;gl Ntz;ba juj;jpd;; Njitg;ghL fPNo fhl;lg;gl;Ls;sthW 

Fwpg;gplg;gl;bUe;jJ.  
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   ml;ltiz ,y. 09 epyf;fupapy; vjpu;ghu;f;fg;gl;l juj; Njitg;ghL 

tiuaiu gpupT 2013/2014 2014/2015 2015/2016 2016/2017 2017/2018 

vuptpd; %yk; 

fpilf;Fk; mdy; 

rf;jp (GCV value) 

Kcal/kg  6300  

(epuhfupf;f

g;gl;l 

ngWkjp 

5800 ,w;F 

fPo;)  

6300 

(epuhfupf;fg;

gl;l 

ngWkjp 

5900 ,w;F 

fPo;) 

6300 

(epuhfupf;fg;

gl;l 

ngWkjp 

5900 ,w;F 

fPo;) 

6300 

(epuhfupf;fg;

gl;l 

ngWkjp 

5900 ,w;F 

fPo;) 

6,150 

(epuhfupf;fg;

gl;l 

ngWkjp 

5900 ,w;F 

fPo;) 

<ug;gjd;  

(Total moistures) 

% wt 12 

(epuhfupf;f

g;gl;l 

ngWkjp 

16% ,w;F 

Nky;) 

12 

(epuhfupf;fg;

gl;l 

ngWkjp 

16% ,w;F 

Nky;) 

12 

(epuhfupf;fg;

gl;l 

ngWkjp 

16% ,w;F 

Nky;) 

12 

(epuhfupf;fg;

gl;l 

ngWkjp 

16% ,w;F 

Nky;) 

12 my;yJ 

mjw;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 

16% ,w;F 

Nky;) 

cs;slf;fg; gl;l 

rhk;gy; msT 

(Ash content)  

% wt 11 

(epuhfupf;f

g;gl;l 

ngWkjp 16 

,w;F Nky;) 

11 

(epuhfupf;fg;

gl;l 

ngWkjp 16 

,w;F Nky;) 

11 

(epuhfupf;fg;

gl;l 

ngWkjp 16 

,w;F Nky;) 

11 

(epuhfupf;fg;

gl;l 

ngWkjp 16 

,w;F Nky;) 

11 my;yJ 

mjw;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 16 

,w;F Nky;) 

epiyahd fhgd;  

(Fixed Carbon) 

% wt  39 39 49.5 49.5 49.5 

Mtpahjy; 

(Volatile  matter) 

% wt 42 

(epuhfupf;f

g;gl;l 

ngWkjp 22 

,w;F fPo;) 

42 

(epuhfupf;fg;

gl;l 

ngWkjp 22 

,w;F fPo; 

39.9 ,w;F 

Nky;) 

27 

(epuhfupf;fg;

gl;l 

ngWkjp 22 

,w;F fPo; 

39.9 ,w;F 

Nky;) 

27 

(epuhfupf;fg;

gl;l 

ngWkjp 22 

,w;F fPo; 

39.9 ,w;F 

Nky;) 

31 

(epuhfupf;fg;

gl;l 

ngWkjp 22 

,w;F fPo; 

39.9 ,w;F 

Nky;) 

fe;jfk; 

cs;slf;fk; 

(Sulphur content) 

% wt 0.9 

(epuhfupf;f

g;gl;l 

ngWkjp 1.2 

,w;F Nky;) 

0.9 

(epuhfupf;fg;

gl;l 

ngWkjp 1. 

,w;F Nky;) 

0.5 

(epuhfupf;fg;

gl;l 

ngWkjp 1. 

,w;F Nky;) 

0.5 

(epuhfupf;fg;

gl;l 

ngWkjp 1. 

,w;F Nky;) 

0.5 my;yJ 

mjw;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 1 

,w;F Nky;) 

msT (size 

consist ) 

kPkP 50 

,w;F 

Nky; 

3% ,w;F 

fPo; 

(epuhfupf;f

g;gl;l 

ngWkjp 

5% ,w;F 

Nky;) 

3% ,w;F 

fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 5% 

,w;F Nky;) 

5 % ,w;F 

fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 5% 

,w;F Nky;) 

5 % ,w;F 

fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 5% 

,w;F Nky;) 

3% my;yJ 

mjw;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 5% 

,w;F Nky;) 
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2 

,w;F 

fPo; 

25%,w;F 

fPo; 

(epuhfupf;f

g;gl;l 

ngWkjp 

30% ,w;F 

Nky;) 

25% ,w;F 

fPo; 25% 

,w;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 

30% ,w;F 

Nky;) 

30% ,w;F 

fPo; 25% 

,w;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 

30% ,w;F 

Nky;) 

30% ,w;F 

fPo; 25% 

,w;F fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 

30% ,w;F 

Nky;) 

 15% 

my;yJ 

mjw;F fPo; 

25% ,w;F 

fPo; 

(epuhfupf;fg;

gl;l 

ngWkjp 

30% ,w;F 

Nky;) 

miug;gjw;F 

cs;s ,aysT 

(hard grove grind 

ability med ) 

°H 45  

(epuhfupf;f

g;gl;l 

ngWkjp 40 

,w;F fPo;) 

45 

(epuhfupf;fg;

gl;l 

ngWkjp 40 

,w;F fPo; 59 

,w;F Nky;) 

50 

(epuhfupf;fg;

gl;l 

ngWkjp 40 

,w;F fPo;, 59 

,w;F Nky;) 

51 

(epuhfupf;fg;

gl;l 

ngWkjp 40 

,w;F fPo; 59 

,w;F Nky;) 

50 

(epuhfupf;fg;

gl;l 

ngWkjp 40 

,w;F fPo; 59 

,w;F Nky;) 

                                                                                                 

FiwAk; mbg;gil (Reducing) 

rhk;gy; fhAk; 

ntg;gk; (Ash 

fusion tempest)- 

IDT 

 

°C 

  1,250 

(epuhfupf;fg;

gl;l 

ngWkjp 

1150 ,w;F 

fPo;  1300 

,w;F Nky;) 

1,250 

(epuhfupf;fg;

gl;l 

ngWkjp 

1150 ,w;F 

fPo; 1300 

,w;F Nky;) 

1,250 

(epuhfupf;fg;

gl;l 

ngWkjp 

1150 ,w;F 

fPo;  1300 

,w;F Nky;) 

rhk;gy; fhAk; 

ntg;gk; (Ash 

fusion tempest)- 

Fluid 

  1325 

(epuhfupf;fg;

gl;l 

ngWkjp 

1250 ,w;F 

fPo; 1500 

,w;F Nky;) 

1325 

(epuhfupf;fg;

gl;l 

ngWkjp 

1250 ,w;F 

fPo; 1500 

,w;F Nky;) 

1,325 

(epuhfupf;fg;

gl;l 

ngWkjp 

1250 ,w;F 

fPo;  1500 

,w;F Nky;) 

 

,jd; gpufhuk; 2013 Mk; Mz;L Kjy; 2017 Mz;L tiu ,wf;Fkjp nra;ag;gl;l epyf;fupapy; 

vjpu;ghu;f;fg;gl;l ju Njitg;ghL kw;Wk; fhzg;gl;l epiyikfis guPl;rpj;j NghJ 

mtjhdpf;fg;gl;l tplaq;fs; fPNo fhl;lg;gl;Ls;sJ.  

• 2013> 2014 kw;Wk; 2015 Mk; Mz;LfSf;Fupa ,wf;Fkjp nra;ag;gl;l epyf;fupapy; 

fhzg;gl;l ju epiyikfs; fPNo fhl;lg;gl;Ls;sthW mtjhdpf;fg;gl;lJ.  
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ml;ltiz 10 – 2013–2017 tiu vjpu;ghu;f;fg;gl;l ju Njitg;ghLfspd; epak epyf;fup msTfs; 

 

tiuaiu 

ju Njitg;ghLfspypUe;J tpyfpa epyf;fup msT 

(nkw;wpf; njhd;) 

 

2013 2014 2015 2016 2017  

vuptpd; %yk; fpilf;Fk; mdy; 

rf;jp {GCV(below 5900)} 

- 460,900 - - -  

<ug;gjd; (Moisture ) - 55,270 - - -  

Mtpahjy;;(Volatile matter ) - 57,530 - - -  

ry;gu;  (Sulpher ) - 114,269 - - -  

epuhfupf;fg;gl;l epiyikapy; 

fhzg;gl;l nkhj;j msT  

- 575,169 - - -  

nkhj;j epyf;fup nfhs;tdT 1,003,545 1,849,726 2,191,529 2,209,983 2,117,165  

epuhfupf;fg;gl;l epiyikapy; 

fhzg;gl;l msT, nkhj;j epyf;fup 

nfhs;tdtpd; rjtPjkhf 

 

0% 

 

31.09% 

 

0% 

 

0% 

 

0% 

 

 

7.4.2 2017 Mk; Mz;L Kjy; 2019 Mk; Mz;L tiuahd fhyg;gFjp tiuapd; Nfs;tp 

Mtzq;fs; 3.4.3. (m) ,d; gpufhuk; ,wf;Fkjp nra;ag;gl;l epyf;fup ,Ug;G 

vjpu;ghu;f;fg;gl;l tptuf;Fwpg;GfSf;F ,y;yhjpUe;jhy; tpiy tpguq;fs; 

rPuhf;fg;gl;L,Ug;gpid nghWg;Ngw;gjw;fhf epjp Vw;ghL Nkw;nfhs;sg;gl;bUe;jJld; 

toq;Fdu;fs; ,zq;fpa tpiy Kiwikahd fg;gy; tiu kl;Lk; ,ytrk; (FOB) vd 

tpiy Kiwapd; fPo; toq;Fdupd; nghWg;G Vw;Wk; JiwKfj;jpy; Kbtilfpd;wJ. 

(gpd;dpizg;G 20 ) 

7.4.3 Nfs;tp Mtzq;fs; 3.5.2 ,d; gpufhuk; ,wf;Fkjp nra;ag;gl;l epyf;fup ,Ug;Gf;fspd; 

juj;ij gupNrhjpg;gjw;fhf RahjPd gupNrhjfu;fs; Vw;Wk; NghJk; ,wf;Fk; NghJk; 

epakpf;fg;gl;bUe;jdu;. Vw;Wk; NghJ mg;gupNrhjfu;fshy; epyf;fup fg;gYf;F Vw;gl;ljd; 

gpd;du; ngw;Wf; nfhz;l khjpupia gupNrhjpj;J mwpf;if toq;fg;gLk;. ,w;j mwpf;if 

epyf;fup Vw;wg;gl;L Kbtile;j 03 ehl;fSf;Fs; ,yj;jpudpay; gupkhw;wj;jpd; %yk; 

nfhs;tdthsUf;F toq;fg;gLjy; Ntz;Lk;. (gpd;dpizg;G 21 ) 

7.4.4 epyf;fup nfhs;tdtpw;fhf epakpf;fg;gl;Ls;s tpN\l mikr;ruit ngWif FOtpw;F 

(SSCAPC) xj;Jiog;G toq;Ftjw;fhf 07 mq;fj;jtu;fSld; $ba epue;ju njhopy;El;g 

kjpg;gpl;Lf; FOnthd;W epakpf;fg;gl;bUe;jJ.  (gpd;dpizg;G 22 ) 

7.4.5 epyf;fup nfhs;tdtpd; NghJ Fiwe;j tpiy tpguq;fis kjpg;gPl;bw;F cl;gLj;jp 

nghUshjhu eyd;fs; $Ljyhf fpilf;Fk; fk;gdpnahd;W njupTnra;ag;gl 

Ntz;baJld; epyf;fup ,wf;Fkjpapd; NghJ Rw;whlYf;F Vw;gLk; jhf;fq;fis 

kjpg;gPl;bw;F cl;gLj;Jtjd; %yk; Vw;glf;$ba Rw;whly; rpf;fy;fis 

Fiwj;Jf;nfhs;syhk;. 
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7.4.6 rhk;gy; gbe;Js;s epyj;ij ngsjPf uPjpahf guPl;rpj;j NghJ ,e;j ,uz;L tif 

rhk;gYk; ntt;Ntwhf gbe;jpUe;jik mtjhdpf;fg;gl;lJ.  

7.5 epyf;fup jfdj;jpd; gf;f tpisTfs; (gwf;Fk; rhk;gy; kw;Wk; fPo;rhk;gy;) 

7.5.1 kpd; cw;gj;jp nrad;Kiwf;fhf epyf;fup vupf;fg;gLk; re;ju;g;gj;jpy; gpujhdkhf ,uz;L 

gf;f tpisTfs; Vw;gLtJld; mit gwf;Fk; rhk;gy; (Fly Ash) kw;Wk; fPo; rhk;gy; 

(Bottom Ash) vd miof;fg;gLfpd;wd. ,t;thW ntspNaw;wg;gLk; rhk;gy; tiffspy; 

gwf;Fk; rhk;gy; #oYf;F tpLtpf;fg;gLtijj; jLf;Fk; tifapy; ,yj;jpudpay; 

mirtw;w tPo;gbthf;fy; Kiw gad;gLj;jg;gLfpd;wJ. yj;jpudpay; mirtw;w 

tPo;gbthf;fy; Kiw (Electro Static Precipitator ESP) vdg;gLtJ vjpu;f;ftu;r;rp nfhz;l 

jfuj;jpdhyhd xU tbahf ,Ug;gJld; ,jd;%yk; gwf;Fk; rhk;gy; Jzpf;iffspy; 

99.3 tPjk; tbfl;lg;gLfpd;wJ. tbfl;lg;gl;l gwf;Fk; rhk;gyhdJ tPo;gbthf;fy; 

jfuj;jpd; kPJ gbe;J epw;fpd;w mNjNtis nghUj;jg;gl;Ls;s mjpu;thf;fpfs; 

(Vibrators) %yk; gwf;Fk; rhk;gy; Ntwhf;fg;gl;L ngupa njhl;bfspy; (Bin) 

itf;fg;gLfpd;wJ. 900 nkfh nthl; kpd;rhuj;jpid cw;gj;jp nra;ifapy; jpde;NjhWk; 

mjp$ba msthd Rkhu; 900 nkw;wpf; njhd; gwf;Fk; rhk;gYk;> (Fly Ash) Rkhu; 180 

nkw;wpf; njhd; fPo; rhk;gYk; (Bottom Ash) gf;f tpisthf cw;gj;jpahfpd;wd. 

,j;jpl;lj;jpd; jpl;lkplypd; NghJ gwf;Fk; rhk;gy; rPnke;J cw;gj;jpahsu;fshy; 

nfhz;Lnry;yg;gLk; vdTk; fPo; rhk;gy; kpd; epiyaj;jpd; rhk;gy; fsQ;rpaj;jpy; 30 

tUlq;fs; tiu Nrkpj;J itg;gjw;fhd eltbf;if vLf;fg;gLk; vdTk; 

Fwpg;gplg;gl;bUe;jJ. ,r; rhk;gy; fsQ;rpak; Rkhu; 25 Vf;fu; tp];jPuzkhd epyj;jpy; 

mike;Js;sJ. kpd; epiyaj;jpy; ,aq;Ffpd;w xU gpuptpd; vjpu;ghu;f;fg;gLk; 

MAl;fhyk; Rkhu; 35 tUlq;fs; vd jpl;lkplypd; NghJ ,dq;fhzg;gl;bUe;jJld;> 

,jdbg;gilapy; 2018 Mk; Mz;bd; gpd;du; ,e;j 03 gpupTfSk; 65 tPjkhd (ge;jp 

,y. 7.9.3) tpidj;jpwDld; nraw;gLtJ vd;w vLNfhspd; fPo; cw;gj;jpahff; $ba 

gwf;Fk; rhk;gy; kw;Wk; fPo; rhk;gy; njhifahdJ gpd;tUkhW fzf;fplg;gl;lJ.  ;  

ml;ltiz 11 - 2018 Mk; Mz;L Kjy; vjpu;fhyj;jpy; cUthff;$ba gwf;Fk; rhk;gypd; msT  

 

 

 

  Muk;g 
Mz;L 

35 Mz;L 
MAl;fhyk; 
G+u;j;jp 
nra;ag;gLk; 
Mz;L  

2018 Mk; 
Mz;L 
Kjy; Kd; 
nfhz;L 
tug;gLk; 
Mz;Lfsp
d; msT 

(65%  
nraw;jpwd;)  
ehnshd;wpy; 
cUthFk; 
gwf;Fk; 
rhk;gy; 
(nkw;wpf; 
njhd;) 

xU Mz;by; 
cUthFk; 
gwf;Fk; 
rhk;gy; 
(nkw;wpf; 
njhd;) 

2018 Mk; 
Mz;L Kjy;  
vjpu;fhyj;jpy; ; 
cUthff; $ba 
gwf;Fk; rhk;gy; 
(nkw;wpf; njhd;) 

gpupT 1 2011 2046 28 195 71,175         1,992,900  

gpupT 2 2014 2049 31 195 71,175         2,206,425  

gpupT 3 2014 2049 31 195 71,175         2,206,425  

nkhj;jk;         6,405,750  
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ml;ltiz 12 - 2018 Mk; Mz;L Kjy; vjpu;fhyj;jpy; cUthff;$ba fPo;; rhk;gy; msT  

 Muk;g 
Mz;L 

35 Mz;L 
MAl;fhyk; 
G+u;j;jp 
nra;ag;gL
k; Mz;L
  

2018 Mk; 
Mz;L 
Kjy; Kd; 
nfhz;L 
tug;gLk; 
Mz;Lfsp
d; msT 

(65%) 

ehnshd;wpy; 

cUthFk; 

fPo; rhk;gy; 

(nkw;wpf; 

njhd;) 

xU Mz;by; 

cUthFk; 

fPo;; rhk;gy; 

(nkw;wpf; 

njhd;) 

 

2018 Mk; 

Mz;L Kjy;  

vjpu;fhyj;jpy;  

cUthff; $ba 

fPo; rhk;gy; 

(nkw;wpf; njhd;) 

gpupT 1 2011 2046 28 39 14,235 398,580  

gpupT 2 2014 2049 31 39 14,235 441,285  

gpupT 3 2014 2049 31 39 14,235 441,285  

 
nkhj;jk; 

     
1,281,150  

 

NkNy Fwpg;gplg;gl;l cg nghUl;fis ntspNaw;Wk; eilKiwf;F cupj;jhf Nkw;nfhz;l 

fzf;fha;T gupNrhjidapd; NghJ mtjhdpf;fg;gl;l tplaq;fs; fPNo fhl;lg;gl;Ls;sd. 

 

tiugl ,yf;fk; 05 rhk;gy; njhFjp 

 

 

 

 

 

 

 

 

 

 

 

 

7.5.2 2015 Mk; Mz;L Kjy; 2018 Nk 10 Me; jpfjp tiu 425>008 nkw;wpf; njhd; mstpy; 

gwf;Fk; rhk;gy; (Fly Ash) tpw;gid nra;ag;gl;bUe;jJld; ,f;fhyg;gFjpapy; vQ;rpa 

443>909 nkw;wpf; njhd; mstpyhd gwf;Fk; rhk;gy; (Fly Ash) rhk;gy; njhFjpapy; 

gbe;J fhzg;gl;lJ. (gpd;dpizg;G – 23) 

7.5.3 gwf;Fk; rhk;giy (Fly Ash) rPnke;J ifj;njhopy; kw;Wk; Vida epu;khz 

eltbf;iffSf;F gad;gLj;JtJ nghUj;jkhdnjhd ,yq;if Njrpa nghwpapay; 
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Ma;T kw;Wk; mgptpUj;jp kj;jpa epiyak; (NERDC) gupe;Jiuj;jpUe;jJ. NkYk; 

gwf;Fk; rhk;gy; kw;Wk; fPo; rhk;giyg; gad;gLj;jp Nkw;nfhs;sg;gLk; cw;gj;jpfis 

tpw;gid nra;tjw;Fk; mgptpUj;jp nra;tjw;Fk; mjw;Fj; Njitahd njhopy;El;g 

mwptpid rpwpa kw;Wk; eLj;ju ifj;njhopy; Kaw;rpahsu;fSf;Fg; ngw;Wf; 

nfhLf;fTk; me;epWtdk; ,yq;if kpd;rhu rigAld; 2017 Mf];l; 08 Mk; jpfjp 

xU Gupe;Jzu;T xg;ge;jj;jpidf; ifr;rhj;jpl;bUe;jJ. (gpd;dpizg;G – 24) 

7.5.4 2017 Vg;uy; 20 Me; jpfjpa gj;jpupif tpsk;guj;jpd; %yk; (gpd;dpizg;G – 25) 

jpde;NjhWk; 900 nthl; kpd;rhuj;jpid cw;gj;jp nra;ifapy; gf;f tpisthf 

vQ;Rfpd;w gwf;Fk; rhk;gypid mfw;Wtjw;F tpiykD Nfhug;gl;bUe;jJld; 08 

epWtdq;fs; epiyik  ,yf;fk; 01 kw;Wk; epiyik ,yf;fk; 02 ,d; fPo; gwf;Fk; 

rhk;giyf; nfhs;tdT nra;tjw;fhf 2018 njhlf;fk; 2022 tiuapyhd 05 tUl 

fhyg;gFjpf;fhd xg;ge;jq;fisf; ifr;rhj;jpl;bUe;jd. gpd;dpizg;G – 26) 

7.5.5 2017 etk;gu; 22 Me; jpfjp ele;j mikr;ruitf; $l;lj;jpy; tpiykD ,yf;fk; 

LV/CEPD/FLY/Ash/02 ,d; fPo; epjp kw;Wk; Clfj;Jiw mikr;rupd; mtjhdpg;Gfspy; 

,dq;fhzg;gl;Lf; Fwpg;gplg;gl;Ls;s epge;jidfspd; mbg;gilapy; mikr;ruit 

tpQ;Qhgdj;jpd; 7 MtJ ge;jpapd; 7.1 Kjy; 7.9 tiuapyhd MNyhridfSf;F 

mikthf 05 tUl fhyk; rhk;gy; tpw;gidf;fhf mq;fPfhuj;ijg; ngw;Wf; 

nfhLg;gjw;F jPu;khdpf;fg;gl;bUe;jJ. gpd;dpizg;G – 27) 

7.5.6 Nkw;Fwpg;gpl;l MNyhridfSf;F mikthf xg;ge;jq;fs; mKy;gLj;jg;gLtJ 

eilKiwg;gLj;jg;gl;lhy; tUlhe;jk; xJf;fg;gLfpd;w rhk;gypd; msT 480>000 

nkw;wpf; njhd; vdTk; mjd; %yk; <l;lg;glf;$ba tUkhdk; &gh 874.95 kpy;ypad; 

vdTk; kjpg;gplg;gl;bUe;jJ. (gpd;dpizg;G – 28) 

7.5.7 mjdbg;gilapy; 2015 Mk; Mz;L Kjy; 2018 Mk; Mz;L tiu fPo; 30 fpA+g; kw;Wk; 

858 Nyhl; fPo; rhk;gy; (Bottom Ash) tpw;gidapd; %yk; &gh. 438>335 tUkhdk; kpd; 

epiyaj;jpdhy; ngwg;gl;bUe;jJ. (gpd;dpizg;G - 29) 

7.5.8 kpd; epiyaj;jpy; vQ;Rfpd;w gwf;Fk; rhk;gy; (Fly Ash) kw;Wk; fPo; rhk;gy; (Bottom 

Ash) kpd; epiyaj;jpd; mUfpy; Rkhu; 25 Vf;fu; tp];jPuzkhd xU fhzpapy; 

Nru;f;fg;gLfpd;wJ. fhw;W mjpfkhf tPRfpd;w fhyq;fspy; (Nk> [{d;> [{iy> Mf];l; 

kw;Wk; nrg;njk;gu; Mfpa khjq;fspy;) gwf;Fk; rhk;gy; #oYld; fyf;fpd;wJ.  

7.5.9 rhk;gy; itf;fg;gl;Ls;s epyj;jpy; ngsjPf gupNrhjidapd; NghJ ,e;j ,U tifAk; 

ntt;Ntwhf itf;fg;gl;bUe;jik mtjhdpf;fg;gl;lJ. 

7.5.10 gwf;Fk; rhk;gy; (Fly Ash) gpuptpy; gbAk; NghJ ePUld; fye;J bgu; gpupT tz;bfs; 

%yk; Nghf;Ftuj;J nra;ag;gl;L Nghlg;gl;L tUtJld; mr; rhk;gy; jpz;khd 

nghUnshd;whf (Slurry) jw;NghJ 7 Vf;fu;fSf;F mz;kpj;j mstpid NkTif 

nra;Js;sJ. 2018 Nk 10 Me; jpfjp tiu ,lg;gl;Ls;s rhk;gy; gpuptpd; cauk; 10 

kPw;wUf;F mz;kpj;J cs;sjhfTk; gbthf itf;fg;glf; $ba cauk; mz;zsthf 

25 kPw;wu; vdTk; kpd;epiyaj;jpd; Rw;whly; cj;jpNahfj;juhy; Fwpg;gplg;gl;bUe;jJ. 
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7.5.11 ePUld; fye;J gwf;Fk; rhk;gy; (Fly Ash) jpz;kkhdjd; gpd;du; fhw;Wld; Nruhj 

fhuzj;jpdhy; J}rhf fhw;Wld; fyj;jy;; ,lk;ngwhJ vdpDk; ePUld; fye;J 

fyitahfhJ gwf;Fk; J}shf fhw;Wld; Nru;e;J nfhs;syhk;. 

7.5.12 fPo; rhk;gy; (Bottom Ash) kpd; rf;jp cw;gj;jp nraw;ghl;bd; NghJ ePUld; Nru;tjhy; 

<uj;jd;ikAld; fhzg;gLfpd;wJ. 

 

tiugl ,yf;fk; 06 rhk;gy; gbthf itf;fg;gly; 

 

 

 

 

 

 

 

 

 

 

 

7.6. Rw;Nwhl;l thA epiyikia epakj;jpy; Ngzpr; nry;yy; 

7.6.1 epyf;fup vupT nraw;ghl;bd; NghJ cUthFk; rfy rhk;gy; J}R Jzpf;iffs; #lhd 

fhw;Wld; gwe;J rhk;gyhf xU kzpj;jpahyj;jpw;F 12 kw;Wk; 14 njhd;dpw;Fk; 

,ilg;gl;l mstpy; ntspNaWfpd;wJ. ,e;j ntspaply; thA epiykpd;dpay; 

tPo;gbthf;fpapd; nraw;jpwd;jd;ikia (ESP) tbfl;lYld; ntspaplg;gLk; thA fe;jf 

thA ePf;fp (FGD – Flue Gas Desulpherization) cl;GFtJld; ,t;thA fly; ePUld; 

fye;J fe;jfk; vuptjhy; cUthFk; thAit mfw;wp gpd;du; 150 kPw;wu; caukhd 

Gif NfhGuj;jpd; %yk; Nky; thdj;jpw;F tplg;gLfpd;wJ.  
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tiugl ,yf;fk; 07 ntspNaWk; vup thA fe;jfj;ij mfw;Wk; %d;W gpupTfSf;Fupa Giff;$L 

 

 

 

 

 

 

 

 

 

12 Mk; ,yf;f tlNky; khfhz Rw;whly; rhrdj;jpd; gpufhuk; 2010 jpnrk;gu; 21 Me; jpfjpa 

1685/11 Mk; ,yf;f (gpd;dpizg;G - 18) tu;j;jkhdp %yk; Rw;Nwhl;lj;jpd; thA 

epiyik fl;lis gpurpj;jg;gLg;gl;bUe;jJ. ,jd; fPo; khfhz Rw;whly; mjpfhu 

rigahy; mq;fPfupf;fg;gl;l cgfuzq;fs; gad;gLj;jg;gl;L epu;zapf;fg;gl;l thA 

epiyik epakk; Ngzg;gl;L tUfpd;wjh vd guPl;rpf;fg;gly; Ntz;Lk;. ,e;j fl;lis 

%yk; gpujhd 06 khRf;fs; ,dq;fhzg;gl;Ls;sJ. 

01 Jzpf;if PM10 (thA tpl;lk; 10 ikf;Nuh kPw;wUf;F fPo;) 

02 Jzpf;if PM2.5(thA tpl;lk; 10 ikf;Nuh kPw;wUf;F fPo;) 

03 iejurd; lnahf;irl; NO2 

04 ry;gy;au; xf;irl; SO2 

05 XNrhd; - O3 

06 fhgd; nkhndhf;irl; - CO 

  

epyf;fup vuptpd; NghJ tspkz;lyj;jpw;F tpLtpf;fg;gLk; fopTfs; rpy gpd;tUkhW 

,dq;fhzg;gl;Ls;sJ. (gpd;dpizg;G -30) 

01 Jzpf;if - PM10 (thA tpl;lk; 10 ikf;Nuh kPw;wUf;F fPo; 

02 Jzpf;if - PM2.5 

03 iejurd; xf;irl; - NO2 

04 ry;gy;au; xf;irl; - SO2 

05 fhdPnuhl;irl; - CO2 

06 kpnjd; - CH4 

07 ,urk; cl;gl ghu 

cNyhfq;fs; 
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7.6.3. 2018 Nk 21 Me; jpfjp Kjy; 2018 A+d; 02 tiu Rw;Nwhl;lj;jpYs;s  thA njhlu;ghf 

yf;tp[a kpd;  epyaj;jpdhy; fzf;fha;tpw;fhf rku;g;gpf;fg;gl;l juT gupNrhjidapd; NghJ 

mtjhdpg;Gf;fs; fPNo fhl;lg;gl;Ls;sd. 

 

 ml;ltiz 13 - Rw;Nwhl;lj;jpYs;s tsp mtjhdpg;G juTfs; 

jpfjp gpupT 1 (Unit 1) gpupT 2 (Unit 2) gpupT 3 (Unit 3) 

Rw;Nwhl;lj;jpYs;s thA - NOx ,SO2 ,CO, CO2 ,O2  

2018/05/21 gpupT %lg;gl;bUe;jJ. gupNrhjpf;fg;gl;b Ue;jJ gupNrhjpf;fg;gl;b Ue;jJ 

2018/05/23 gupNrhjpf;fg;gl;b Uf;f 
tpy;iy 

gupNrhjpf;fg;gl;b Ue;jJ gupNrhjpf;fg;gl;b Ue;jJ 

2018/05/25 gupNrhjpf;fg;gl; Ue;jJ gupNrhjpf;fg;gl;b Ue;jJ gupNrhjpf;fg;gl;b Ue;jJ 

2018/05/27 gupNrhjpf;fg;gl;b Ue;jJ gpupT %lg;gl;bUe;jJ. gpupT %lg;gl;bUe;jJ. 

2018/05/31 gupNrhjpf;fg;gl;b Ue;jJ gpupT %lg;gl;bUe;jJ. gpupT %lg;gl;bUe;jJ. 

2018/06/02 gupNrhjpf;fg;gl;b Ue;jJ gupNrhjpf;fg;gl;bUe;jJ gpupT %lg;gl;bUe;jJ. 

             

      (gpd;dpizg;G - 31) 

7.6.4 NkYk; khNy khehl;bd; fPo; ru;tNjr vy;iy tsp khriljy; fhuzkhf mkpy kio 

Vw;gLk; ,aYikia ,dq;fhZjy; kw;Wk; mkpy kio fl;Lg;ghl;L nraw;ghLfis 

nraw;gLj;Jtjw;fhf kio ePiu KOikahf Nrfupj;J mkpy fhuk; jd;ik guPl;rpg;G 

Nkw;nfhs;sg;gl Ntz;Lk;. (gpd;dpizg;G - 32) 

7.6.5 Gif J}z; Clhf ntspNaw;wg;gLk; vupAk; thAf;fspd; jd;ikia Ma;T nra;jy; kw;Wk; 

thAf;fspy; cs;slq;fpAs;s Jzpf;iffs; fyf;Fk; thAf;fspd; juk; rg;jk; kw;Wk; mjpu;T 

(Noise and Vibration) kw;Wk; ePupd; juj;jpid guPl;rpg;gjw;fhf 2018 Vg;uy; 25 Me; jpfjp 

njhopy;El;g gapw;rp epiyaj;jpw;F LV/T/2018/127 Mk; ,yf;f fbjj;jpd; %yk; &gh 3.95 

kpy;ypad; ngWkjpahd xg;ge;jk; toq;fg;gl;bUe;jJ. 

7.7 kpd;epiyaj;jpd; Fsp&l;Lk; Kiwikapd; Njitf;fhf ePiug; ngw;Wf; nfhs;sy; kw;Wk; 

Rj;jpfupg;gpd; gpd;du; ePu; flYf;Fs; tplg;gLk; nraw;ghL. 

7.7.1 epiyaj;jpd; nraw;ghl;L eltbf;iffSf;fhf gad;gLj;jg;gLk; Fsp&l;b Kiwikf;fhf 

(Cooling Water System) fly; ePu; gad;gLj;jg;gLtJld; myF xd;wpw;F (Per 1 Unit) 

kzpj;jpahynkhd;Wf;F 58>000 kPw;wu; mstpshd ePu; ngw;Wf;nfhs;sg;gLtJld; mJ 

mz;zsthf xU nrf;fDf;F 1>000 fpAgpf; kPw;wUf;F mz;kpj;j msnthd;whFk;. 
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tiugl ,yf;fk; 08 Fsp&l;Lk; Kiwikapd; Njitf;fhf ePiug; ngw;Wf; nfhs;sy; 

 

 

 

 

 

 

 

7.7.2 fly; ePupy; fhzg;gLk; juj;ij (Raw Water Quality) guPl;rpg;gjw;F 02 tiuaiwfs; 

gad;gLj;jg;gl;L tUtJld; mitahtd ePupd; fhug; ngWkjp (PH) kw;Wk; ntg;gk; 

(Temperature) MfpaitahFk; Nkw;Fwpj;j tiuaiwfs; guPl;rpg;gjd; %yk; kPz;Lk; me;ePu; 

flYf;F ntspNaw;wg;gLk; ,lj;jpy; (Discharge Point) Ngzg;gl Ntz;ba juq;fis 

fl;Lg;gLj;Jtjw;fhf Njitahd eltbf;iffis vLf;f Ntz;bAs;sJ. 

 

7.8 epyf;fPo; ePu; 

7.8.1 2017 khu;r; 16 Me; jpfjp 2010/23 Mk; ,yf;f ePu; tsq;fs; rigapd; mjp tpN\l 

tu;j;jkhdpapd; gpufhuk; (gpd;dpizg;G - 33) mur  epWtdq;fs; jdJ 

nraw;jpl;lq;fSf;fhf ,aw;ifahd ePu; Cw;nwhd;W my;yJ Mokhd my;yJ Mokw;w 

epyf;fPo; ePiu gad;ghl;bw;F vLj;jhy; ePu; tsq;fs; rigapdhy; toq;fg;gLk; 

epajpfSf;F ,zq;f mr; nraw;jpl;lq;fs; nraw;gLj;jg;gly; Ntz;Lk;. kpd; 

epiyaj;jpdhy; 2017 jpnrk;gu; tiuapYk; 74 Mokw;w fpzWfis gad;gLj;Jtjw;fhf 

tpz;zg;gpf;fg;gl;bUe;jJ.  

7.8.2 2018 Vg;uy; 23 Me; jpfjp LV/T/2018/0126  Mk; ,yf;f fbjj;jpd; %yk; epiyaj;jpd; 

tstpYk; Rw;Wg;Gw epyf;fPo; ePupy; fhzg;gLk; juj;jd;ik njhlu;ghf njhlu;r;rpahd 

gupNrhjidf;fhd xg;ge;jk; ePu; tsq;fs; rigf;F toq;fg;gl;bUe;jJld; mjd; 

kjpg;gPl;Lg; ngWkjp Ugh 3.95 kpy;ypad; Mf ,Ue;jJ. (gpd;dpizg;G - 34) 

 

7.9 kpd; epiyaj;jpd; nrayhw;wy; kw;Wk; njhopw;ghl;L nraw;ghLfis jw;fhypfkhf epWj;Jjy;. 

7.9.1 kpd;epiyf; fhuzp (Plant Factor) nraw;gLj;jg;gLk; Xl;l epiyaf; fhuzp (Running Plant Factor) 

kw;Wk; fhzg;gLk; fhuzp (Available Factor) Nghd;w kpd;rf;jp cw;gj;jp nraw;ghl;bd; NghJ 

nrayhw;wy; kjpg;gPL nra;Ak; %d;W fhuzpfshFk;. ,e;j Rl;nld; gpd;tUkhW 

fzpg;gplg;gLfpd;wJ.  

  

   

cs;sthwhd kpd; cw;gj;jp (ngausTf; fhyj;jpDs;) 

fUj;jpw; nfhs;sg;gl;l fhyg;gFjpapy; gpwg;gpf;f$ba kpd; cw;gj;jp 

• kpd;epiya fhuzp = 

77



 

• nraw;gLj;jg;gLk; kpd;epiya fhuzp  

fhyg;gFjpapDs; ghtidf;F vLf;f KbAkhd nkhj;j ,aysT gad;gLj;jg;gl;lhy; cw;gj;jp 

nra;af;$ba cw;gj;jpf;F cs;sthwhd cw;gj;jpapd; gq;fspg;G fUj;jpw; nfhs;sg;gLk;.  

 

• fhzg;gLk; fhuzp 

jpl;lkplg;glhj njhopw;ghLfs; jilg;gLjy; kpd;rf;jp tPzhFtij jtpu;g;gjw;fhf jpl;lq;fs; 

jahupf;f KbAkhf ,Ue;jJld; ,jd; %yk; njhopw;ghl;L nraw;ghl;bd; tpidj;jpwid 

mjpfupj;Jf; nfhs;syhk;. 

 

7.9.2 2016 Mk; Mz;by; yf;tp[a kpd;epiyaj;jpd; KjyhtJ gpuptpy; (Unit 1) epiyaf; fhuzp 

nraw;gLj;jg;gLk; epiyaf; fhuzp kw;Wk; fhzg;gLk; fhuzpfs; KiwNa 31.38> 38.93 kw;Wk; 

48.23 vd mwpf;ifaplg;gl;bUe;jJ. ,e;j ,uz;L gpupTfs kw;Wk; %d;W gpupTfSf;F (Unit 2 

and Unit 3) xg;ghf  fPohd ngWkjpnahd;whf ,Ue;jJ. (gpd;dpizg;G - 05)  

7.9.3 fle;j 03 Mz;LfSf;Fupj;jhf kpd; epiyaj;jpd; cw;gj;jp nra;af;$ba ,aysT kw;Wk; 

nrayhw;wy; fPNoAs;sthW ,Ue;jJ. 

 

ml;ltiz ,y. 14 kpd; epiyaj;jpy; cw;gj;jp nra;af;$ba ,aysT kw;Wk; nrayhw;wy;  

Mz;L cw;gj;jp 

nra;af;$ba 

,aysT 

nkfh nthl;  

cw;gj;jp nra;af;$ba 

,aysT  

fpfh nthl; kzpj;jpahyk; 

cs;sthW 

cw;gj;jp  

fpfh nthl; 

kzpj;jpahyk; 

cs;sthW 

cw;gj;jp  

cw;gj;jp 

nra;af;$ba 

,aystpd; 

rjtPjkhf  

2015 900 900*8,760/1,000= 7,884 4,443 56.35 

2016 900 900*8,760/1,000= 7,884 5,047 64.01 

2017 900 900*8,760/1,000= 7,884 5,103 64.72 

 

7.9.4 2016 Mk; Mz;bd; [dtup khjk; Kjy; 2018 Vg;uy; 30 tiu yf;tp[a kpd; epiyaj;jpd; 

nraw;ghl;L eltbf;iffs; jw;fhypfkhf ,ilepWj;jg;gl;bUe;j re;ju;g;gq;fs;  fPNo 

fhl;lg;gl;Ls;sthW mtjhdpf;fg;gl;lJ. (gpd;dpizg;G - 35)  

 ml;ltiz ,y. 15 – kpd; epiyaj;jpd; nraw;ghl;L eltbf;iffs; jw;fhypfkhf 

epWj;jg;gl;bUe;j re;ju;g;gq;fs; 

Mz;L  KjyhtJ gpupT 

%lg;gl;l ehl;fspd; 

vz;zpf;if  

,uz;lhtJ gpupT 

%lg;gl;l ehl;fspd; 

vz;zpf;if 

%d;whtJ gpupT 

%lg;gl;l ehl;fspd; 

vz;zpf;if 

2016 223.52 17.58 21.54 

2017 55.31 53.43               82.0 

2018/04/30 13.02 23.52 - 

nkhj;jk; 291.85 94.53 103.54 
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,t;thW jw;fhypfkhf epWj;jp itg;gjw;fhf gpujhd 5 fhuzq;fs; ,dq;fhzg;gl;bUe;jJld; 

mit gpd;tUkhW fhzg;gl;lJ.  

1) gpujhd guhkupg;G eltbf;if xd;iw G+u;j;jp nra;ag;gl;ljd; gpd;du; gpuptpd; rupahd 

nraw;ghl;il cWjpg;gLj;Jtjw;F gupNrhjid ,lk;ngWk; fhyg;gFjp (Commissioning)  

2) cs;sf tOf;fs; (Internal fault) 

3) ntspaf tOf;fs; (External fault) 

4) guhkupg;G eltbf;iffs; (Maintenance) 

5) Kiwikfs; fl;Lg;ghL Nfhuy; (SCC request) 
 

ml;ltiz 16 – nraw;ghl;L eltbf;iffis jw;fhypfkhf epWj;jp itg;gjw;fhd fhuzq;fSk; 

re;ju;g;gq;fSk;  (gpd;dpizg;G - 36) 

gpupT kw;Wk; Mz;L 

Commiss 
-onning 

cs;sf 
tOf;fs; 

ntspaf 
tOf;fs; 

guhkupg;G 
eltbf;iffs; 

Kiwikfs; 
fl;Lg;ghL 
Nfhuy 

epWj;jp 
itf;fg;gl;l 
fhyk; 
ehl;fs;  

epWj;jp 
itf;fg;gl;l 
fhyk; 
ehl;fs;  

epWj;jp 
itf;fg;gl;l 

fhyk; 
ehl;fs;   

epWj;jp 
itf;fg;gl;l 
fhyk; ehl;fs;  

epWj;jp 
itf;fg;gl;l 
fhyk; 
ehl;fs;  

gpupT 1 

2016 
                           

9.68  137.49             29.38  40.89 
                      

6.07  

2017  -  
 

55.31   -  -  -  

2018 Nk 10 tiu   -   -   -  
                     

13.02   -  

nkhj;jk; 
                             

9.68  
                     

192.80  
                    

29.38  53.91 
                      

6.07  

gpupT 
2 

2016  -  
                          

5.63  
                    

11.95   -   -  

2017  -  53.21 
                       

0.22   -   -  

2018 Nk 10 tiu  -  
 

23.52  -   -   -  

nkhj;jk; 
                                

-    
                     

82.36  
                  

12.17                            -    
                           

-    

gpupT 
3 

2016  -  
                          

6.14  
                    

15.40   -   -  

2017  -  
                       

71.14   -  
                     

10.86   -  

2018 Nk 10 tiu  -   -   -   -   -  

nkhj;jk; 
                                  

-    
                       

77.28  
                    

15.40  
                     

10.86  
                           

-    

nkhj;jk; 

                             
9.68  

                     
352.44  

                    
56.95  

                     
64.77  

                      
6.07  
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7.9.5 2018 Mk; Mz;L  Kjy; 2021 Mk; Mz;L tiu kpd;epiyaj;jpdhy; vjpu;fhy guhkupg;Gj; 

jpl;lk;  jahupf;fg;gl;bUe;jJ. mjd; gpufhuk; 2019 Mk; Mz;by; NghJ ,uz;L gpuptpYk; 

gpujhd tif guhkupg;G eltbf;ifAk; jpl;lkplg;gl;bUe;jJld; ,t;thwd re;ju;g;gj;jpd; NghJ 

guhkupg;gpw;F Njitahd KOg;gpupTk; mz;zsthf 100 ehl;fs; fhyj;jpw;fhfTk; 45 ehl;fs; 

fhyj;jpw;fhfTk; epWj;jy; ,lk; ngw Ntz;bAs;sJ. Njrpa kpd; cw;gj;jp nraw;ghl;bw;fhf 

kpd; epiyaj;jpd; gq;fspg;G 35 rjtPjj;jpw;F mz;kpj;j msnthd;W 2017 Mk; Mz;bd; NghJ 

toq;fg;gl;bUe;jJld; ,t;thwhd guhkupg;G eltbf;iffspd; NghJ ,e;j gq;fspg;G msT 

Fiwtilayhk;. (gpd;dpizg;G - 37)  

 

7.10 fhyepiy juTfs; 

 fhw;wpd; Ntfk; kw;Wk; fhw;wpd; jpiria msg;gjw;fhf kpd; epiyaj;jpy; nraw;gLj;jg;gl;l 

fhyepiy juT Nrfupj;jy; gpupTfs; ,uz;L ,lq;fspy; nghUj;jg;gl;bUe;jJld; ,jd; %yk; 

ngw;Wf;nfhz;l juTfs; ,uz;L thuq;fSf;F xUKiw Pen Drive %yk; ngw;Wf; 

nfhs;sg;gl;L mtjhdpf;fg;gl;lJ (gpd;dpizg;G - 38) 

7.11 Rw;whly; rpf;fy;fis jtpu;g;gjw;F nraw;gLj;jg;gLk; epfo;r;rpj;jpl;lq;fspd; nrad; Kd;Ndw;wk; 

 Rw;whly; rpf;fy;fis jtpu;g;gjw;F kpd;epiyaj;jpdhy; nraw;gLj;Jtjw;F vjpu;ghu;f;fg;gl;l 

2017 etk;gu; 02 Me; jpfjp gPgPvk;/vy;tPrp/rptpy;/37–88 Mk; ,yf;f Gj;jsk; khtl;l nrayfk; 

njhlu;GgLj;jg;gl;l mYtyf Kfhikahdupd; fbjj;jpy; cs;slf;fg;gl;l gpd;tUk; 

tplaq;fs; njhlu;ghf 2018 Nk 10 Me; jpfjp ngsjPf gupNrhjidapd; NghJk; 2018 A+d; 05 

Me; jpfjp vy;gPgPgP/gPgPvk;/nghJ/6-148 Mk; ,yf;f (gpd;dpizg;G - 39) fzf;fha;thsu; 

jiyik mjpgjpf;F njhlu;GgLj;jg;gl;l fbjj;jpy; Fwpg;gplg;gl;l tplaq;fs; fPNo 

fhl;lg;gl;Ls;sd.  

7.11.1 rpf;fy; - 01 epyf;fup njhFjpapy; cs;s J}R Jzpf;iffs;> fhw;Wld; guTtij jLj;jy; 

7.11.1.1 nraw;ghL 01 - epyf;fup njhFjpapid Rw;wp fhw;Wj;jilia epu;khzpj;jy;.  

7.11.1.1.1mtjhdpg;G – 01 epyf;fup njhFjpapid Rw;wp 15 kPw;wu; cauk; kw;Wk; 460 kPw;wu; 

(gpd;dpizg;G - 40) ePsk; cilaJ. 
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 tiuG ,yf;fk; 09 epyf;fup njhFjpia Rw;wpAs;s fhw;W jil 

 

 

 

 

 

 

 

 

 

 

 

 

 

7.11.1.1.2mtjhdpg;G – 2 ,yq;if kpd;rhu rigapdhy; 2016 jpnrk;gu; 29 Me; jpfjp jahupf;fg;gl;L 

epu;khzpg;gjw;F cj;Njrpf;fg;gl;l 1183.5 kPw;wu; ePskhd (gpd;dpizg;;G - 41) fhw;Wj; 

jilf;fhd kjpg;gplg;gl;l fpuak; Ugh 600 kpy;ypad; mstpy; ,Ue;jJ. 2017 xf;Njhgu; 05 

Me; jpfjp Kjy; ,e;j nraw;ghl;bw;fhf ngWif eltbf;iffs; Muk;gpf;fg;gl;bUe;jJld; 

2018 [dtup 05 Me; jpfjp &gh 483>794>564 (gpd;dpizg;G -42) ngWkjpf;F xg;ge;jk; 

toq;fg;gl;bUe;jJ.  

7.11.1.2 eilKiw 2 epyf;fup njhFjpapd; elkhLk; ePu; njspf;Fk; ,ae;jpuq;fs; kw;Wk; ePu; njspg;G 

Kiwik nraw;gLj;jy; 

7.11.1.2.1mtjhdpg;G - epyf;fup Ftpj;J itf;fg;gl;bf;ifapYk; nraw;ghl;L eltbf;iffSf;fhf 

Njitahd epyf;fup njhFjpapypUe;J mfw;Wk; NghJk; mjd;  %yk; Vw;gLk; J}R 

Jzpf;iffs; guTtij Fiwg;gjw;fhf epyf;fup njhFjpapy; ePu; njspf;Fk; KiwapYk; J}R 

Jzpf;iffs; fpuhkg;Gwj;jpw;F guTtij Fiwg;gjw;fhf 02 elkhLk; ePu; njspf;Fk; 

,ae;jpuq;fisAk; nraw;gLj;Jtjw;F  eltbf;if vLf;fg;gl;Ls;sJ.  

7.11.1.3 eilKiw 03 - epyf;fup njhFjp kw;Wk; fpuhkj;jpw;F ,ilNa ghJfhg;G tyankhd;iw 

epu;khzpj;jy; 

7.11.1.3.1 mtjhdpg;G 1 - epyf;fup njhFjpia tpupT gLj;jg;gl;likahy; jw;NghJ fhzg;gLk;  Ra 

ghJfhg;G tyak; (Buffer Zone) rpwpajhf ,Ue;jJld; mjdhy; epyf;fup J}s; fhw;W %yk; 

kpf tpiutpy; guTk; re;ju;g;gk; mjpfupg;gJ mtjhdpf;fg;gl;lJ. ,e;j  Ra ghJfhg;G 

tyaj;ij (Buffer Zone) tpupthf;Ftjw;fhd 100 kPw;wu; fhzp Jz;nlhd;W (25 Vf;fu;) Gjpjhf 

nfhs;tdT nra;tjw;fhf 2017 Mk; Mz;bd; NghJ eltbf;iffs; Muk;gpf;fg;gl;ld.  
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7.11.1.3.2mtjhdpg;G 02 - epyf;fup J}R Jzpf;iffs; Rw;wpAs;s #oYf;F guTtij Fiwg;gjw;fhf 

,e;j tyaj;jpy; gRik NkTifnahd;W tbtikg;gjw;fhf tpN\l jhtuq;fs; 

elg;gl;bUe;jd. 

7.11.1.4 eilKiw 04 - ghtidf;F vLf;fg;glhj epyf;fup ,Ug;G ,urhad fiurnyhd;wpd; %yk; 

NkTif nra;jy;. 

  

tiuG ,yf;fk; - 10 epyf;fup njhFjp 

 

 

 

 

 

 

 

 

 

 

 

 

 

7.11.1.4.1mtjhdpg;G: 46 Vf;fu; (360m x 510m) epy mstpyhd epyf;fupia gug;gp itf;ff;$ba 

,aysT 1.21 kpy;ypad; nkw;wpf;njhd; epyf;fup njhFjpapy; fsQ;rpag;gLj;jg;gl;Ls;s 

 epyf;fup %yk; cUthFk; J}R Jzpf;if fpuhkj;jpDy; guTtij jtpu;g;gjw;Fk;> 

 epyf;fup jP gpbg;gjw;Fk; cs;s Mgj;ij Fiwg;gjw;fhfTk; ,e;j ,urhad fiuriyg; 

gad;gLj;j KbAnkd yf;tp[a kpd;epiyaj;jpd; nghwpapayhsu; xUtupdhy; 

Fwpg;gplg;gl;bUe;jJld; mjw;fhf Xuhz;bw;F nrythFnkd vjpu;ghu;f;fg;gl;l fpuak; &gh 35 

kpy;ypadhf ,Ue;jJ. 

7.11.2 rpf;fy; 02 - gwf;Fk; rhk;gy; (Fly Ash) guTtij Fiwj;jy; 

7.11.2.1.gbKiw 01 - rhk;gy; njhFjpf;F Nghf;Ftuj;J nra;Ak; NghJk; kPs vLf;Fk; NghJk; 

rhk;giy <ukhd epiyapy; itj;Jf;nfhs;sy; 
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7.11.2.1.1.mtjhdpg;G 01 - njhFjpapy; Ftpj;J itf;fg;gl;Ls;s rhk;giy kl;lg;gLj;Jtjw;fhf 

,ae;jpu kw;Wk; kdpj ciog;gpid gad;gLj;JtJk; ePu; kw;Wk; rhk;gy; fye;j jputnkhd;W 

(Slurry) gad;gLj;jg;gl;L rhk;gy; njhFjpia Rw;WGwkhf NkTif nra;tjw;Fk; (gpuptpd; 

gFjpnahd;Wf;fhf mz;kpj;j tifapy; 07 Vf;fu;) Nghd;w  ,uz;L tifapy; 

Mz;nlhd;wpw;F nrythFk; vd vjpu;ghu;f;fg;gl;l fpuak; &gh 55 kpy;ypadhFk;.  

  

tiuG ,yf;fk; - 11 - epyf;fup njhFjp 

 

 

 

 

 

 

 

 

 

 

 

 

 

7.11.2.2.gbKiw 02 - rhk;gy; njhFjpapd; Nkw;F fhw;W jpirf;Fk; (fly; mike;Js;s  jpirf;F) 

fhw;Wj; jilnahd;iw epu;khzpj;jy; 

7.11.2.2.1mtjhdpg;G 1 - gUtg; ngau;r;rpf; fhyq;fspy; gUtf; fhw;W %yk; rhk;gy; fpuhkg;gFjpf;F 

guTtjw;F re;ju;g;gk; fhzg;gLtJld;> ,jw;fhf gbKiwnahd;whf  rhk;gy; 

njhFjpapy; Nkw;F jpirapy; fhw;W jilia epu;khzpg;gjw;F kpd; epiyaj;jpdhy; 

jpl;lkplg;gl;bUe;j ,r; nraw;jpl;lj;jpw;fhf kjpg;gPL nra;ag;gl;l fpuak; &gh 300 kpy;ypad; 

msthf ,Ue;jJ. epyf;fup njhFjpapd; fhw;W jil epu;khzpj;jy; nrad; Kd;Ndw;wj;jpd; 

mbg;gilapy; ,e;epu;khzj;ij Muk;gpg;gjw;F jpl;lkplg;gl;bUe;jJ. 

7.11.3 rpf;fy; - 03 epiyaj;jpd; Fsp&l;Lk; Kiwikapd; ePu; flYf;Fs; tplg;gLtjhy; fly; 

tsq;fSf;Fk; fw;gpl;b gpuNjrj;jpd; kPd;gpb r%fj;jpw;Fk; Vw;gLk; jhf;fk; 

7.11.3.1 gbKiw – 01 - fly; ePupd; ntg;gk; gP.vr;. ngWkjp> jput xl;rprd;> ePu; kPd;tsq;fy; 

 cl;gl Vida capupdq;fspd; elj;ij kw;Wk; kPd;gpb tsq;fs; Nghd;w 

eltbf;iffs; njhlu;ghf Njrpa ePu; tsq;fs; Muha;r;rp kw;Wk; mgptpUj;jp  Kfhik 

epWtfj;jpd; (NARA) njhlu;r;rpahf Muha;r;rpfis elhj;Jjy;. 
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7.11.3.2 gbKiw 02 – flypd; mbg;gFjpapy; fzpg;gPl;L eltbf;iffis Nkw;nfhs;sy;  

7.11.3.2.1mtjhdpg;G 01 - flypd; cs;Ns Nkw;nfhs;sg;gLk; Muha;r;rp eltbf;iffs; %yk; epyf;fup 

gbe;jpUf;Fk; Kiwia ,dq;fhz;gjw;fhf nkhwl;Lt gy;fiyf;fofj;jpd;  %yk; 

gupNrhjid eltbf;iffis Nkw;nfhs;tjw;F Ntz;LNfhs; tplg;gl;bUe;jJ. 

 

7.11.4 rpf;fy; 04 -  ,yq;fba flw;fiu mupg;gpw;Fl;gly; 

7.11.4.1 gbKiw  01– jpl;ltl;lkhd ,ilntspfSld; miyjhq;fp epu;khzpj;jy;. 

7.11.4.1.1 mtjhdpg;G 01 –  fly; mupg;gpid jtpu;g;gjw;fhf fiuNahu ghJfhg;G jpizf;fsj;Jld; 

 fye;Jiuahly; elhj;jg;gl;bUe;jJ. 

7.12 %d;whk; jug;gpdupd; fUj;Jiufs; 

 2018 Nk khjk; 11 Me; jpfjp epiyaj;jpw;F mz;ikapy; gapu;r;nra;if eltbf;iffspy; 

<Lgl;bUe;j rpy tptrhapfSlDk; kPd;gpb fpuhk tptrhapfSld; elhj;jg;gl;l 

fye;Jiuahly;fspy; ntspg;gLj;jg;gl;l tplaq;fs; fPNo fhl;lg;gl;Ls;sd.  

 

tiugl ,y 12-  Rw;WGuj;jpy; trpf;Fk; fpuhk thrpfSld; elhj;jg;gl;l Neu;Kf fye;Jiuahly; 

kw;Wk; kpd;epiyaj;ij Rw;wpa gapu;r; nra;if 

 

 

 

 

 

 

 

 

 

7.12.1 mjpf fhw;W tPRk; fhykhd Nk khj ,Wjp Kjy; xf;Njhgu; tiu 06 khj fhy vy;iyapd; 

NghJ (thilf;fhw;W) rhk;gy; njhFjpapYk; epyf;fup njhFjpapYk; cs;s rhk;gy; fhw;Wld; 

fpuhkGwj;jpw;F tPRtjhy; tPLfSf;Fk; Rfhjhuj;jpw;Fk; tptrha gapu;fSf;Fk; Vw;gLk; 

Nrjq;fis jtpu;g;gjw;F eltbf;if vLj;jhy; mdy; kpd;rhu epiyaj;jpd; mikT 

mtu;fSf;F rpf;fnyhd;wy;y vd kpd;epiyaj;ij Rw;wp gapu;r;nra;if eltbf;iffspy; 

<Lgl;bUe;j tptrhapfspd; fUj;jhf ,Ue;jJ.  

7.12.2 Gj;jsk; khtl;lj;jpy; fhw;wpyhd kpd;epiyankhd;Wk; yf;tp[a kpd;epiyaKk; nraw;ghl;by; 

,Ue;j NghjpYk; fpuhkq;fSf;F ehspd; 24 kzpj;jpahyq;fs; G+uhfTk; kpd;rhuk; fpilf;fhik 

fpuhk kf;fs; Kfq;nfhLf;Fk; kw;iwa gpujhd rpf;fnyhd;whFk;. Mjyhy; tptrha 
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eltbf;iffspy; <LgLk; NghJ ehshe;j tho;f;if epiyikf;F ,e;epiyik jilnahd;whf 

fpuhk kf;fshy; njuptpf;fg;gl;lJ.  

7.12.3 kPd;gpb eltbf;if Nkw;nfhs;tjw;F mtu;fSf;F cupj;jhd fly; gpuNjrk; rpwpajhf 

,Ug;gjhfTk; epyf;fup fg;gy; kw;Wk; ts;sq;fs; mbf;fb tUtjhy; kPd;gpb nraw;ghLfSf;F 

jilnahd;whf cs;sjhf kPd;gpbr; r%fj;jpdupd; fUj;jhf ,Ue;jJ.  

7.12.4. mdy; kpd; epiyaj;jpd; Fsp&l;b KiwikapypUe;J ntspNaWk; #lhd ePu; fhuzkhf 

 kPd;fSf;Fk;> fly;tho; capupdq;fSf;Fk; ghjpg;Gf;fs; Vw;gLtjhf kPd;gpb 

fpuhkthrpfspd; fUj;jhf ,Ue;jJ. 

7.13. gj;jpupif mwpf;iffs; 

kpd;epiyaj;jpd; nraw;ghl;L eltbf;iffshy; Rw;whly; ghjpg;Gf;fs; Vw;gLtjhf  rpy 

gj;jpupif mwpf;iffs; gyTk; me;j mwpf;ifspy; Fwpg;gplg;gl;l tifapNy Rw;whly; 

ghjpg;nghd;W Vw;gl;bUf;ftpy;iy vd rpy gj;jpupif mwpf;iffspy; mwpf;ifaplg;gl;bUe;jd. 
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8. mtjhdpg;Gf;fs; 

8.1.    kpd; cw;gj;jpf;fhd %y cs;sPL kw;Wk; Njhw;Wtha; gq;fspg;G 

fle;j ehd;F Mz;Lfshf cw;gj;jp juT gupNrhjidapy; yf;tp[a kpd; epiyaj;jpd; 

gq;fspg;G E}w;Wf;F 32.58% Mf ,Ue;jJ> mNj rkak; ePu;kpd; kw;Wk; vupnghUspd; gq;fspg;G 

KiwNa E}w;Wf;F 28.08%> 13.80% vdf; mtjhdpf;fg;gl;lJ. (7.1.3) 

8.2   kpd;rhu cw;gj;jp nryTfs; 

kpd;rhu gpwg;gpj;jy; nraw;ghl;bd; NghJ Fiwe;j fpuaj;ijAila Njhw;Wtha;fis 

gad;gLj;Jtjw;Fg; gjpyhf> mjpf tpiyAila Njhw;Wtha;fs; njhlu;gpy; ftdk; 

nrYj;jg;gl;lJ vd;gJ mtjhdpf;fg;gl;lJ. (7.1.6) 

8.3   yf;tp[a kpd; epiyaj;jpy; %y cs;sPl;L gpuptpd; nryTfs; kw;Wk; kpd; epiyaj;jpd; 

gq;fspg;G 

,yq;if kpd;rhu rigapd; kpd; cw;gj;jpapy; 1/3 gq;F gq;fspg;G kw;Wk; Fiwe;j ,uz;lhtJ 

rhjhuz gpuptpd; nryTfSld; $ba Njhw;Wtha; epyf;fup Clhf kpd;rhuk; cw;gj;jp vd 

mtjhdpf;fg;gl;lJ (7.2.4) 

8.4  yf;tp[a mdy; kpd; cw;gj;jp epiyaj;jpd; gpwg;gpj;jYf;fhd nryT xg;gPL 

fsdpjp];] kpd; cw;gj;jp epiyaj;Jld; xg;gpLifapy;> epyf;fupia %yg; nghUshff; nfhz;L 

yf;tp[a mdy; kpd; cw;gj;jp epiyaj;jpdhy; cw;gj;jp nra;ag;gLk; kpd; cw;gj;jp %yk; &gh 

350>743 kpy;ypad; gzj;ij ,yq;if kpd;rhu rigapdhy; kPjg;gLj;jpf; nfhs;s Kbe;jJld; 

,t; ,opthd Nrkpg;Gf;fhf xg;ge;jk; nra;ag;gl;l ngWkjpahd &gh 197>470 kpy;ypaid 

nghUj;jpg; ghu;f;ifapy; &gh 153>273 kpy;ypad; epfu Nrkpg;G rigf;F cupj;jhfp ,Ue;jJ. (7.2.5)  

 

8.5  1980 Mk; Mz;bd; 47 Mk; ,yf;f Njrpa Rw;whly;; rl;lk; kw;Wk; 1990 ,d; 12 Mk; ,yf;f 

tlNky; khfhz Rw;whly;; rl;lj;jpd; mKyhf;fk;  

8.5.1 2018 Nk 10 Mk; jpfjp mstpy;  Rw;whly;; rhrdj;jpd; gpupT 7 (1) (f) gpuptpd; gb tlNky; 

khfhz Rw;whly;; MNyhridr; rig nray;gLj;jg;gltpy;iy vd;gJ mtjhdpf;fg;gl;lJ. 

(7.3.1.2) 

8.5.2  2011 Mk; Mz;by; njhopw;ghl;L eltbf;if Muk;gpf;fg;gl;ljpypUe;J yf;tp[a kpd; 

epiyaj;jpd; Rw;whly; rpf;fy;fspy; kj;jpa Rw;whly; mjpfhurig jiyapltpy;iy vdf; 

mtjhdpf;fg;gl;lJ. (7.3.1.3) 

8.6 Rw;whly; ghJfhg;G mDkjpg;gj;jpu ntspaPL 

8.6.1 tlNky; khfhz Rw;whly;; mjpfhurigapdhy; Rw;whly; ghJfhg;G mDkjpg;gj;jpuk; toq;fg;gl;L 

,Ue;jJld; ,jw;F kj;jpa Rw;whly;; mjpfhurigapd; jiyaPL my;yJ gupNrhjid vJTk; 

elj;jg;gl;L ,Uf;ftpy;iy. (7.3.2.2) 

8.6.2. khfhz Rw;whly; mjpfhurigapdhy; kpd; epiyaj;jpw;F ntspaplg;gl;L ,Ue;j 22 

epge;jidfSld; $ba mDkjpg;gj;jpu GJg;gpj;jypd; NghJ me; epge;jidfspd; Njitg;ghLfs; 

me;j kpd; epiyaj;jpdhy; G+u;j;jp nra;ag;gl;bUe;jjh vdTk; mjd; rupahdjd;ik gpd;njhlu; 

eltbf;if vLj;jy;  NghJkhd mstpy; Nkw;nfhs;shky; 2017 [{d; khjk; 29 Mk; jpfjp 
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tiu mt; mDkjpg;gj;jpuj;ij GJg;gpj;jy; njhlu;gpy; eltbf;iffs; Nkw;nfhs;sg;gl;L 

,Ue;jJ. ,jd; gb> kpd; epiyaj;jpd; nraw;ghLfspd; Clhf Vw;glf; $ba Rw;whly; 

Mgj;Jf;fs; njhlu;gpy; mjpfhupfspd; ftdk; nrYj;jtpy;iy (7.3.2.3) 

8.6.3 2017 [{d; 29 Mk; jpfjpapypUe;J fzf;fha;T jpdkhd 2018 Nk 10 Mk; jpfjp tiu yf;tp[a 

mdy; kpd; epiyaj;jpd; nraw;ghLfs; mDkjpf;fg;gl;l Rw;whly; mDkjpg;gj;jpuk; ,d;wp 

elhj;jg;gl;L cs;sjhf mtjhdpf;fg;gl;lJ. 2017 Mf];l; 09 Mk; jpfjp khfhz Rw;whly; 

mjpfhurigapd; gjpy; flikahw;Wk; gzpg;ghsuhy; ,yq;if kpd;rhu rigapd; nghJ 

KfhikahsUf;F mDg;gg;gl;l ,y PEA/PKT/EPL/CH/H/149/2015 cila fbjj;jpd; 

(gpd;dpizg;G – 43) gb 2017/2018 Mk; Mz;bw;fhd Rw;whly; ghJfhg;G mDkjpg;gj;jpuk; 

GJg;gpf;fg;gl Kd;du; kpd; epiyaj;jpdhy; Kd; itf;fg;gl Ntz;ba Mtzq;fs;> mwpf;iffs; 

kw;Wk; jfty;fs; gpujhd 06 gFjpfspd; fPo; Fwpg;gplg;gl;L ,Ue;jd. ,e;j Njitg;ghLfSf;F 

mbg;gilahf ,Ue;j Rw;whly; tplaq;fs; 2017 Mk; Mz;bDs; khj;jpuk; cUthfpa Rw;whly; 

tplaq;fs; my;y vd;gJld; Kd;ida Mz;Lfspy; ,Ue;J ftdk; nrYj;j Njitahf ,Ue;j 

tplaq;fs; vd fzf;fha;tpd; NghJ mtjhdpf;fg;gl;lJ. (gpd;dpizg;G ,y 44 ,y; 

Fwpg;gplg;gl;Ls;s tplaq;fs; Clhf NkYk; njspthfpd;wJ) (7.3.2.4)  

8.6.4 Rw;Nwhl;l thA epiyik fl;lisfs; %yk; XNrhd; glyj;ij nky;ypajhf;Ffpd;w nghUl;fs; 

kw;Wk; Rw;Wg;Gwr; #oYf;F mghaj;ij Vw;gLj;Jk; nghUl;fs; vd milahsk; fhzg;gl;l 

tsp rk;ge;jkhd fl;lis kw;Wk; Rw;Nwhl;l thA epiyf; fl;lis vd;gd cs;slf;fg;gl;l 

NghjpYk; epyf;fup vupg;gpd; NghJ ntspahfpd;w Vida ghjfkhd thAf;fs; (cjhuzkhf 

ghjurk; (Mercury)> fhdPnuhl;irl; (Carbon dioxide, CO2) njhlu;gpy; Rw;Nwhl;l thA epuy; 

fl;lisahdJ gpugy;akile;J ,Uf;ftpy;iy vd;gJ mtjhdpf;fg;gl;lJ. (7.3.2.6)  

8.6.5 epge;jid ,yf;fk; 8 ,d; gb ey;y juk; kw;Wk; Fiwe;jstpyhd rhk;gy; ntspaPL vd;gd 

njspthf tiutpf;fzg;gLj;jg;gl;L ,Uf;ftpy;iy vd;gJld; ,wf;Fkjp nra;ag;gLk; 

epyf;fupapy; fhzg;gl Ntz;ba juk; njhlu;gpy; tpNrl ftdk; nrYj;jg;gl;L ,Uf;ftpy;iy. 

(7.3.2.7)  

8.6.6  epge;jid ,yf;fk; 13.5 ,d; gb jpl;lj;jpd; nraw;ghl;L eltbf;iffspd; NghJ cs;sPL 

nra;ag;gLk; fopTfspd; msT kw;Wk; mjd; jd;ik njhlu;gpy; mwpf;iffs; 

Nkw;nfhs;sg;gl;L mt; mwpf;iffis khfhz Rw;whly; mjpfhurigf;F tUlhe;jk; 

Kd;itf;f Ntz;b ,Ue;j NghjpYk; ,j; Njitg;ghLfs; KOikahf nra;ag;gltpy;iy 

vd;gJld; me; epiy khfhz Rw;whly; mjpfhurigapdhy; mtjhdpf;fg;gl;Lk; ,Uf;ftpy;iy. 

(7.3.2.8)  

8.7  Njrpa Rw;whly; rl;lj;jpd; fPo; toq;fg;gl;L ,Ue;j epakq;fs; kw;Wk; Nju;tsTfs;  

Njrpa Rw;whly; rl;lj;jpd; gb toq;fg;gl;L ,Ue;j epakq;fs; kw;Wk; Nju;tsTfspd; 

mbg;gilapy; tlNky; khfhz rigapd; Rw;whly; epakq;fs; kw;Wk; Nju;tsTfs; 

jPu;khdpf;fg;gl;L ,Ue;jJ. Mdhy; ifj;njhopypd; mbg;gilapy; ,e;j epakq;fs; kw;Wk; 

Nju;tsTfs; fhyj;jpw;F Vw;whw; Nghy khw;wpf; nfhs;s Ntz;ba Njitg;ghL Vw;gl;L 

,Ug;gJld; mjw;fhf khfhz Rw;whly; mjpfhurig jkJ ftdj;jpid nrYj;jtpy;iy 

vd;gJ mtjhdpf;fg;gl;lJ. (7.3.3) 
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8.8  tUlhe;j epyf;fup Njitg;ghL kw;Wk; jiuapwf;fk;; kw;Wk; fsQ;rpa rhiyf;F   Nghf;Ftuj;J 

nra;tjd; Clhf Vw;gLk; Rw;whly; ghjpg;Gf;fSf;fhd tpsf;fk;  

8.8.1 kpd; epiyaj;jpy; jw;NghJ ,Uf;fpd;w n[l;b MdJ njhlu;e;J ePsj;jpy; Fiwe;J nry;tjd; 

fhuzj;jpdhy; n[l;bapy; ,Ue;J 4 fpNyhkPw;wu; tiuahd J}uj;jpy; epyf;fupiaf; nfhz;l 

fg;gy;fs; tUif juhikahy; NkYk; mjpf fhw;W tPRk; fhyg;gFjpapy; fg;gy;fs; 

tUtjpy;iy vd;gjhy; mf; fhyg;gFjpfSf;Fk; Nru;j;J epyf;fup fsQ;rpag;gLj;jpf; nfhs;s 

Ntz;ba fhuzj;jpdhy; J}R guTtJ mtjhdpf;fg;gl;lJ. (7.3.4.2 kw;Wk; 7.3.4.3)  

8.8.2  jpUNfhzkiyapy; ,Ue;J kpd; epiyak; tiu Gifapujk; %yk; epyf;fup Nghf;Ftuj;J 

nra;af;$ba ,aYik njhlu;gpYk; gy epWtdq;fSld; fye;Jiuahlg;gl;lNghjpYk; mJ 

ntw;wpaspf;ftpy;iy. (7.3.4.4)  

8.9  epyf;fupapy; fhzg;gl Ntz;ba jd;ikfs;  

8.9.1 fzf;fha;Tf;F rku;g;gpf;fg;gl;l juTfspd; mbg;gilapy; 2014/2015 Mz;by; ,wf;Fkjp 

nra;ag;gl;l nkhj;j epyf;fup mstpy; E}w;Wf;F 31.09 msT vjpu;ghu;f;fg;gl;l jd;ikapy; 

,Ue;J tpyfpapUg;gjhf mtjhdpf;fg;gl;lJ. (gpd;dpizg;G – 45) (7.4.1)  

 

8.9.2 vjpu;ghu;f;fg;gl;l tptuf;Fwpg;GfSf;F Gwk;ghd epyf;fup msT fpilj;j re;ju;g;gq;fspy; me;j 

nkhj;j tpiy rPuhf;fk; nra;ag;gl;L kpd;epiyaj;jpdhy; nghWg;Ngw;wy; njhlu;gpy; ftdk; 

nrYj;jg;gl;l fhuzj;jpdhy; jukpy;yhj epyf;fup vupg;gpdhy; Vw;glj;jf;f Rw;whly; ghjpg;G 

njhlu;gpy; mjpfhupfs; NghJkhdsT ftdk; nrYj;jtpy;iy vd mtjhdpf;fg;gl;lJ. (7.4.2)  

 

8.9.3 nkhj;j epyf;fup;apd; juk; njhlu;gpy; ntspapLfpd;w mwpf;iffSf;F vw;g khjpup gupNrhjidapd; 

NghJ mt; mwpf;if Fwpg;gpl;l fhyj;jpw;Fs; ntspaplg;gltpy;iy vdTk; fhyj jhkjk; 

Vw;gLtjhfTk; mtjhdpf;fg;gl;lJ. ,f; fhyg;gFjpapy; epyf;fup nfhz;L tUk; fg;gy;fs; Vw;Wk; 

JiwKfj;jpy; ,Ue;J gpuahzj;ij Muk;gpf;fpd;w gbahy; Vw;Wk; JiwKfj;jpy; itj;J 

,Ug;Gf;fs; vjpu;ghu;f;fg;gl;l juk; mw;wJ vd cWjpg;gLj;jg;gl;lhy; me;j ,Ug;gpid 

mt;tplj;jpy; itj;Nj epuhfupf;Fk; ,aYik ,jdhy; ,of;fg;gLfpd;wJ vd mtjhdpf;fg;gl;lJ. 

(7.4.3)  

 

8.9.4  2016/2017 Mk; Mz;Lfspy; nfhs;tdT nra;ag;gl;l epyf;fupapd; jd;ikahdJ 

gupNrhjpf;fg;gLtjw;fhf jhgpf;fg;gl;l epiyahd njhopEl;g fzpg;gPl;L FOtpdhy; epyf;fup 

%yk; Rw;whlYf;F Vw;glj;jf;f ghjpg;Gf;fis fzpg;gpLtjw;fhf mJ njhlu;gpy; mwpTs;s xU 

cWg;gpdiu cs;slf;fp ,Uf;ftpy;iy. (7.4.4)  

 

8.9.5  fg;gy; %yk; Nghf;Ftuj;J nra;ag;gLfpd;w epyf;fup Xlq;fSf;F Vw;Wk; NghJ mijr; Rw;wp 

,Uf;Fk; flNyhuk; kw;Wk; Rtu;j;J}zpd; mUfpy; epyf;fup tpOtJld; mit mjpy; 

jq;fpapUg;gjhfTk; fzf;fha;tpw;fhf Kd;itf;fg;gl;l fhnzhsp fhl;rp xd;wpd; %yk; 

mtjhdpf;fg;gl;lJ. (7.4.6)  
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cUtg;glf; Fwpg;G ,yf;fk; 13 – flNyhuj;jpy; epyf;fup jq;fpapUf;Fk; tpjk;  

 

 

 

 

 

 

 

 

8.10  epyf;fup jfdj;jpd; %ykhd gf;f tpisTfs; (gwf;fpd;w rhk;gy; kw;Wk; fPo; rhk;gy;)  

8.10.1 gwf;fpd;w rhk;gy; kw;Wk; fPo; rhk;giyg; gad;gLj;jp nra;ag;gLfpd;w cw;gj;jpfis tpw;gjw;F 

kw;Wk; tpw;gid Nkk;gLj;jiy nra;tjw;Fk; mjw;F Njitahd njhopEl;g mwpT rpwpa 

kw;Wk; eLj;ju msT ifj;njhopyhsu;fSf;F toq;Ftjw;fhf gy epWtdq;fSld; ,yq;if 

kpd;rhu rig 2017 Mf];l; 08 Mk; jpfjp Gupe;Jdu;T xg;ge;jk; xd;wpy; ifr;rhj;jplg;gl;L 

,Ue;j NghjpYk; mjid ntw;wpfukhf nraw;gLj;jp ,Uf;ftpy;iy. (7.5.3)  

8.10.2 2018 Nk 10 Mk; jpfjp tiuf;Fk; ,e;j gwf;Fk; rhk;giyf; nfhs;tdT nra;tjw;fhd 

NahridfSld; $ba xg;ge;jj;ij nraw;gLj;jp ,Uf;ftpy;iy. (7.5.4) 

8.10.3 gwf;Fk; rhk;gy; fhw;Wld; Rw;whlYf;F Nru;fpd;w gbahy; mijj; jLg;gjw;F rupahd 

eltbf;iffs; vLf;fg;gl Ntz;Lk; vd mtjhdpf;fg;gl;lJ. (7.5.8) 

8.11 Rw;Nwhl;l thA epiyik juj;jpid njhlu;e;J nfhz;;L nry;yy;  

8.11.1tlNky; khfhz Rw;whly; mjpfhurigapdhy; ntspaplg;gl;L ,Ue;j fl;lis %yk; epyf;fup 

vupg;gpd; NghJ tspkz;lyj;jpw;F ntspaplg;gLfpd;w kpNjd; thA kw;Wk; ghjurk; Nghd;w ghu 

cNyhfq;fs; cs;slf;fg;gl;L ,Uf;ftpy;iy. Rw;Nwhl;l tsp kz;ly epiyia jf;f itj;Jf; 

nfhs;tjw;fhf Njhw;Wtha;fSld; $ba thA ckpo;T juq;fs; tu;j;jkhdp %yk; 

gpuRupf;fg;gl;L ,Uf;ftpy;iy vd;gJ mtjhdpf;fg;gl;lJ. (gpd;dpizg;G – 46) (7.6.2) 

 

8.11.2 yf;tp[a kpd; epiyaj;jpw;fhd fzf;fha;tpw;fhf Kd;itf;fg;gl;l KOikahd thA 

ckpo;T mtjhdpg;G juTfspd; mbg;gilapy; kpd; rf;jpia gpwg;gpf;Fk; nraw;ghl;bd; NghJ 

tsp kz;lyj;jpw;F ntspalg;gLfpd;w iejurd; xl;irl;L (NOx) kw;Wk; ry;gu; lnahf;irl; 

(SO2)  msT njhlu;gpy; kl;Lk; gupNrhjidf;F cl;gLj;jg;gl;L ,Ue;jJld;> kPjKs;s 

msTfis KOikahf gupNrhjidf;F cs;shf;fp ,Uf;ftpy;iy. (7.6.3)  

 

8.11.3 kpd; epiyaj;jpd; Rw;Wg;Gw tspkz;ly epiyik njhlu;gpy; juTg; gFg;gha;T kj;jpa Rw;whly; 

mjpfhurigapd; %yk; elhj;jg;gl;L ,Uf;ftpy;iy. (7.6.4)  

 
8.11.4 Giff; NfhGuk; Clhf ntspNaWfpd;w vupf;fg;gl;l thAtpd; jd;ik> rg;jk; kw;Wk; mjpu;r;rp 

kw;Wk; ePupd; jd;ikia Nrhjpg;gjw;fhf ifnjhopy; njhopEl;g epWtdj;jpw;F xg;ge;jk; 

toq;fg;gl;L ,Ue;j NghjpYk; 2018 Nk khjk; 10 Mk; jpfjpahFk; tiu ifj;njhopy; 
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njhopEl;g epWtdj;Jld; xg;ge;jk; xd;W nra;J nfhz;L vjpu;ghu;f;fg;gl;l gupNrhjidfis 

nra;tjw;fhd eltbf;iffis nra;jpUf;ftpy;iy. (7.6.5) 

 

8.12  kpd; Miyfspd; FspUl;Lk; Kiwikf;Fj; Njitahd ePupidg; ngw;Wf; nfhs;sy; kw;Wk; 

Rj;jpfupg;gpd; gpd;du; ePupid flypDs; ntspNaw;Wk; nraw;ghL  

 
8.12.1 Kjyhk; gpuptpy; (Unit 1) kl;Lk; fly; ePupd; jd;ikahdJ xd;iyd; fz;fhzpg;G 

czu;fUtpfisg; (Online monitoring sensors) gad;gLj;jp mstplg;gLtJld; ,uz;lhk; kw;Wk; 

%d;whk; gpupTfspy; ,t; czu;fUtpfs; gad;gLj;jg;gLtJ ,y;iy vd mtjhdpf;fg;gl;lJ. 

(7.7.2)  
 

8.12.2 kpd; Miyfspd; FspUl;Lk; Kiwikf;F gad;gLj;jpa fly; ePu; Rj;jpfupg;gpd; gpd;G me;ePupd; 

xU gFjp rpw;Wz;br;rhiyapd; rfy NjitfSf;Fk; gad;gLj;jg;gl;l NghjpYk; me; ePupd; 

juk; Fwpj;J KOikahd gupNrhjidfs; elhj;jg;gltpy;iy vd mtjhdpf;fg;gl;lJ. (7.7.2)  
 

8.12.3 Rj;jpfupg;gpd; gpd;G flYf;F tplg;gLfpd;w ePu; njhlu;gpy; 2016 kw;Wk; 2017 Mk; Mz;Lfspy; 

KOikahd Ma;T$l gupNrhjid elhj;jg;gltpy;iy vd;gJld; 2018 Mk; Mz;by; mg; 

gupNrhjid khjhe;jk; elhj;jg;gl;Ls;sJ vd;gJ 2016 kw;Wk; 2018 Vg;uy; khjk; tiuahd 

juT gupNrhjidapd; NghJ mtjhdpf;fg;gl;lJ. NkYk; Rj;jpfupg;gpd; gpd;G flYf;F tplg;gLk; 

ePu;        (Discharge Point) 2018 Nk khjk; 11 Mk; jpfjp gp.g 6.30 mstpy; ngsjPf 

fz;fhzpg;G nra;ag;gLfpd;w Ntisapy; ntg;gepiyahd 32C° Mf ,Ue;jJ. ,J ,aysT 

vy;iyf;Fs; fhzg;gl;lJ (gpd;dpizg;G – 47) (7.7.2)  

 
tiugl ,yf;fk; 14 Rj;jpfupg;gpd; gpd;G flYf;F tplg;gLfpd;w ePu; flYf;Fs; tply; kw;Wk; 

me;ePupd; jug; gupNrhjid  
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8.12.4 Fsp&l;Lk; Kiwik Clhf ntspahf;fg;gLk; ePupd; juk; kw;Wk; njhopy;El;g    fopT ePu; 

Rj;jpfupg;G> ky tbfhy; ePu; Rj;jpfupg;G> epyf;fup kw;Wk; rhk;gy; ePl;lsT Clhf Nru;fpd;w ePiu 

gjg;gLj;Jk; Rj;jpfupg;G Nghd;w ePu; gjg;gLj;jy; Kiwik Clhf NrUk; ePiu Rj;jpfupf;Fk;  

Rj;jpfupg;G Mfa ePu; Rj;jpfupg;G Kiwik ClhfntspNaWk; ePupd; jd;ik njhlu;gpyhd 

Ma;thdJ ifj;njhopy; njhopEl;g epWtdj;Jf;F toq;fg;gl;L ,Ue;j NghjpYk; 2018 Nk khjk; 

10 Mk; jpfjp tiuapy; cld;gbf;if ifr;rhj;jplg;glhjpUe;jik mtjhdpf;fg;gl;lJ. (7.7.2) 

 

8.13 epyf;fPo; ePu;  

 

8.13.1 yf;tp[a kpd; epiyaj;jhy; Mokw;w fpzWfis ghtpg;gjw;fhf fPo; Fwpg;gplg;gl;Ls;s 

re;ju;g;gq;fspy; ePu; tsq;fs; rigapd; mDkjpia Ntz;b tpz;zg;gpj;J ,Ue;j NghjpYk; 

mjw;fhd mDkjp toq;Ftjw;F eltbf;if vLf;fg;gl;L ,Uf;ftpy;iy. (7.8.1) 

 

8.13.2 kpd; Miy tshfj;jpDs; kw;Wk; mijr; Rw;wpAs;s #oypy; fhzg;gLfpd;w epyj;jb ePupd; 

jukhdJ KOikahf gupNrhjid nra;tjw;fhf ePu; tsq;fs; rigf;F &. 3.95 kpy;ypad; 

njhifahd xg;ge;jk; xd;W toq;fg;gl;L ,Ue;j NghjpYk; 2018 Nk 10 Mk; jpfjp tiuapy; 

ePu; tsq;fs; rigAld; xg;ge;jj;jpy; <Lgl;L gupNrhjid eltbf;iffis Muk;gpg;gjw;F 

eltbf;if vLf;fg;gl;bUf;ftpy;iy. (7.8.2)  

 

ml;ltiz ,y 17 - yf;tp[a kpd; epiyaj;jpdhy;  ePu; tsq;fs; rigaplkpUe;J mq;fPfhuk; 

Nfhug;gl;l re;ju;g;gq;fs; 

jpfjp fhzp 

msT  

,aysT  fpzwpd; 

msT;   

fbj ,yf;fk; ePu; tsr; 

rigapd; 

mDkjp.  

2016.09.07 45 Vf;fu; 

mstpy; 

6 kPw;wu; Mokhd 

Rw;WGwj;jpypUe;J 

3 kPw;wu; Moj;jpy; 

ePu; kl;lk; 

mike;Js;s  

 

 67 

Mokw;w 

fpzWfs; 

LVPS/DGM/Civil/37-

23 

toq;fg;gl;b 

Uf;ftpy;iy 

2017.02.15 100 Vf;fu; 

mstpy; 

6 kPw;wu; Mokhd 

Rw;WGwj;jpypUe;J 

3 kPw;wu; Moj;jpy; 

ePu; kl;lk; 

mike;Js;s 

74 

Mokw;w 

fpzWfs; 

 

LVPS/DGM/Civil/37-

55 

toq;fg;gl;b 

Uf;ftpy;iy 

2017.12.05 100 

Vf;fu; 

mstpy; 

6 kPw;wu; Mokhd 

Rw;WGwj;jpypUe;J 

3 kPw;wu; Moj;jpy; 

ePu; kl;lk; 

mike;Js;s 

 

 74 

Mokw;w 

fpzWfs; 

LVPP/PPM/Gen/06-93 toq;fg;gl;b 

Uf;ftpy;iy 

                (gpd;dpizg;G – 48) 
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8.14 kpd; epiyaj;jpd; nraw;jpwd; kw;Wk; nraw;ghl;L eltbf;iffis jw;fhypfkhf epWj;jp itj;jy;  

 

8.14.1 2015 Mk; Mz;L njhlf;fk; 2017 Mk; Mz;L tiuahd juTfis guPl;rpj;J ghu;f;Fk; NghJ 

kpd; epiyaj;jpd; nraw;jpwdpy; mjpfupg;nghd;W fhzg;gl;l NghjpYk; 2017 Mk; Mz;lstpy; 

me;j msT mjpfgl;r cw;gj;jp ,aYikapy; E}w;Wf;F 65 Mf ,Ue;jJ. (7.9.3) 

 

8.14.2 2016 Mk; Mz;Lld; xg;gpLifapy; 2017 Mk; Mz;by; 7.9.4 ,y; Fwpg;gplg;gl;Ls;s 

ntt;NtWgl;l fhuzq;fspd; mbg;gilapy; gpupT 2 ,y; nraw;ghl;L eltbf;iffs; 

jw;fhypfkhf epWj;jg;gly; MdJ E}w;Wf;F 204 kw;Wk; gpupT 3 ,y; E}w;Wf;F 280 tiu 

tsu;r;rpaile;J ,Ue;jJ. NkYk; fUj;jpw; nfhs;sg;gl;l fhyj;jpDs; cs;sf fhuzpfshy; 

kl;Lk; %d;W gpupTfspYk; 352.44 ehl;fs; mjhtJ 8>458 kzpj;jpahyq;fs; kpd; cw;gj;jp 

eilngw;W ,Uf;ftpy;iy. (7.9.4) 

 

8.14.3 Njrpa kpd;rhu cw;gj;jpf;F Vw;gLfpd;w jilfis Fiwj;Jf; nfhs;Sk; tifapy; guhkupg;G 

eltbf;iffis jpl;lkpl;Lf; nfhs;tjd; Clhf Vw;glf; $ba gpur;rpidfis Fiwj;Jf; 

nfhs;s KbAk; vd mtjhdpf;fg;gl;lJ. (7.9.5)  

 

8.15 fhyepiyj; juTfs;   

fhyepiyj; juTfis Nrfupg;gjw;fhd Kiwik xd;W 2017 xf;Njhgu; khjj;jpypUe;J 2018 Nk 

10 tiuahd fhyg;gFjpf;Fs; nraw;lhjpUe;jikahdJ mtjhdpf;fg;gl;lJ. NkYk; mjpf 

fhw;Wld; $ba fhyq;fspy; 24 kzpj;jpahyq;fSf;Fs; fhw;wpd; jpir> fhw;wpd; Ntfj;jpid 

msj;jy; vd;gd  jw;NghJ fhzg;gLfpd;w fhyepiyj; juT Kiwik Clhf 

eilngWtjpy;iy vd mtjhdpf;fg;gl;lJ. (7.10)  

 

8.16 Rw;whly; rpf;fy;fis jtpu;j;Jf; nfhs;tjw;F nraw;gLj;jg;gLk; epfo;r;rpj;jpl;lq;fspd; 

nrad;Kd;Ndw;wk; 

   

8.16.1 jw;NghJ fhzg;gLk; fhw;W jilfs; %yk; epyf;fup gpuptpd;  Kd;gFjp KOikahf NkTif 

nra;ag;gltpy;iy. gUtf; fhw;W Muk;gj;Jld; fhw;W tPRk; jpir kw;Wk; Ntfk; khWgLtjhy; 

Nkw;Fwpj;j fhw;W jilfs; %yk; epyf;fup J}Rfs; guTtij KOikahf jtpu;f;f 

Kbahnjd mtjhdpf;fg;gl;lJ. (7.11.1.1.1) 

 

8.16.2 epu;khzj;jpw;fhf cj;Njr fhw;W jilfs; %d;whtJ jug;gpdupd; mOj;jq;fspd; mbg;gilapy; 

khw;Wtjw;F Neu;jikahy; 2018 Nk 10 Me; jpfjp tiuapYk; epu;khz eltbf;iffs; 

Muk;gpf;fg;gl;bUf;ftpy;iy. ,jd; gpufhuk; vjpu;ghu;f;fg;gl;l fhyr; rl;lfj;jpDs; 

epu;khzq;fisg; G+u;j;jp nra;tjw;F Kbahnjd mtjhdpf;fg;gl;lJld; vjpu;ghu;f;fg;gl;l 

ngWNgWfis mile;Jnfhs;s KbahjpUe;jjhf mtjhdpf;fg;gl;lJ. (7.11.1.1.2) 

 

8.16.3 2018 Nk 10 Me; jpfjp tiapy; ePu; tprpuy; Kiwik ,aq;fhky; fhzg;gl;lJld; mk;Kiwik 

jpUj;jk; nra;a Ntz;ba epiyikapy; fhzg;gl;lJ. (7.11.1.2.1) 

 

8.16.4 RaghJfhg;G tyaj;jpid tpupTgLj;Jtjw;fhf Njitahd fhzpf; nfhs;tdT 

eltbf;iffs; 2018 Nk 10 Me; jpfjp tiuapy; G+u;j;jp nra;ag;gl;bUf;ftpy;iy. (7.11.1.3.1) 
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8.16.5 kpd;epiyaj;ij Rw;wp gy;NtW tifahd kuq;fs; elg;gl;bUe;j NghjpYk; 2018 Nk 10 Me; 

jpfjp tiapy; tiuapYk; J}R Jzpf;iffs; jLj;J itf;fg;glf;$ba tifapy; 

vjpu;ghu;f;fg;gl;l NkTif tbtikf;fg;glhjpUe;jik mtjhdpf;fg;gl;lJ. (7.11.1.3.2) 

 

8.16.6 2018 Nk 10 Me; jpfjp tiuapy; epyf;fup ,Ug;gpd; gFjpnahd;wpd; khj;jpuk; ,urhad 

fiurnyhd;W ,Ltjd; %yk; NkTif nra;ag;gl;bUe;jJ. (7.11.1.4.1) 

 

8.16.7 gpuptpy; Ftj;J itf;fg;gl;bUe;j rhk;giy kl;lg;gLj;Jtjw;fhf ,ae;jpuq;fs; kw;Wk; kdpj 

ciog;G gad;gLj;jg;gl;L ePu; kw;Wk; rhk;gy; fiurnyhd;W (Slurry) gad;gLj;Jjy; rhk;gy; 

njhFjpapd; Rw;Wg;Gwj;ij NkTif nra;tJ Nghd;w Kiwikfs; gad;gLj;Jtjd; %yk; 

rhk;gy; fhw;Wld; guTtij Fiwe;j kl;lj;jpy; NgZtjw;F Kaw;rp vLf;fg;gjhf ngsjPf 

uPjpahf mtjhdpf;fg;gl;lJld;> ,r;nraw;ghL njhlu;r;rpahd Nkw;ghu;itnahd;wpd; fPo; Ngzpr; 

nry;tjw;F eltbf;if vLf;fg;gly; Ntz;Lnkd NkYk; mtjhdpf;fg;gl;lJ. (7.11.2.1.1) 

 

8.16.8 rhk;gy; njhFjpapd; Nkw;F fhw;W jpirf;F fhw;Wj; jilnahd;W epu;khzpj;jy;; 2018 Nk 10 

Me; jpfjp tiuapy; Nkw;nfhs;sg;gl;bUf;ftpy;iy. (7.11.2.2.1) 

 

8.16.9 fly; ePupd; ntg;g epiy gP.vr;. ngWkjp> jput xl;rprd;> ePu; kPd; tsq;fy; cl;gl Vida 

capupdq;fspd; elj;ij kw;Wk; kPd;gpb eltbf;iffs; Nghd;w eltbf;iffs; njhlu;ghf 

Njrpa ePu; tsq;fs; Muha;r;rp kw;Wk; mgptpUj;jp Kfhik epWtfj;Jld; (NARA) njhlu;Ggl;L  

2017 Mk; Mz;bw;fhf khj;jpuk; Muha;r;rp mwpf;iffs; rku;g;gpf;fg;gl;bUe;jik 

mtjhdpf;fg;gl;lJ.  (7.11.3.1) 

8.16.10 flypd; cs;Ns epyf;fup gbe;jpUf;Fk; Kiwia ,dq;fhz;gjw;fhf nkhwl;Lt 

gy;fiyf;fofj;jpd; %yk; gupNrhjid eltbf;iffis Nkw;nfhs;tjw;F Ntz;LNfhs; 

tplg;gl;bUe;j NghjpYk; 2018 Nk 10 Me; jpfjp tiuapy; mg;gupNrhjid eltbf;iffs; 

Muk;gpf;fg;gl;bUf;ftpy;iy. (7.11.3.2.1) 

8.16.11 fly; mupg;gpid jtpu;g;gjw;fhf fiuNahu ghJfhg;G jpizf;fsj;Jld;  fye;Jiuahly; 

elhj;jg;gl;bUe;j NghjpYk; 2018 Nk 10 Me; jpfjp tiuapy; mr;nraw;ghL G+u;j;jp 

nra;ag;gl;bUf;ftpy;iy. (7.11.4.1.1) 

 

8.17 %d;whk; jug;gpdupd; fUj;Jiufs; 

kpd;epiyankhd;W epu;khzpf;fg;gl;bUe;j NghjpYk; fpuhk kf;fspd; NjitfSf;fhf ehspd; 

24 kzpj;jpahyq;fs; G+uhfTk; kpd;rhuk; fpilf;fhjpUe;jik mtjhdpf;fg;gl;lJ.  (7.12.2) 

8.18 gj;jpupif mwpf;iffs; 

Clfq;fspd; %yk; Nkw;nfhs;sg;gLk; gpur;rhuq;fSf;fhf jfty;fs; toq;Ftjw;F 

kpd;epiyaj;jpd;  nghWg;G tha;e;j cj;jpNahfj;jnuhUtu; ngauplg;glhjpUe;jikahy; 

gy;NtW jfty;fs; gy;NtW egu;fshy; gj;jpupif epUgu;fSf;F toq;Ftjhy; kpd;epiyak; 

njhlu;ghf cz;ikahd jfty;fs; Clfq;fs; %yk; ntspg;gLj;jg;glhik 

,lk;ngwf;$bajhf ,Ue;jJld; mt;thwhd jfty;fs; toq;Ftjd; nghWg;G njhlu;ghf 

Fwpg;ghd egnuhUtu ,dq;fhz KbahjpUe;jik mtjhdpf;fg;gl;lJ. (7.13) 
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9. gupe;Jiu  

9.1 tlNky; khfhz Rw;whly; kjpAiu rigia nraw;gLj;jy;. (8.5.1) 

9.2 Rw;whly; mDkjpg;gj;jpuj;ij GJg;gpf;Fk; nraw;ghl;bd; NghJ kpd; epiyaj;jpdhy; 

 rku;g;gpf;fg;gLfpd;w jfty;fspd; rupahdjd;ikia cWjpg;gLj;Jtjw;fhf tlNky; 

 khfhz Rw;whly; mjpfhurigapd; cj;jpNahfj;jUf;F nghWg;Gfis ifaspj;jy;. 

(8.6.6) 

9.3 jw;NghJ kj;jpa Rw;whly; mjpfhurig %yk; gpurpj;jg;gl;Ls;s Gif ntspaPl;L 

 epakq;fSf;fhff; epyf;fup vupjypd; NghJ ntspaplg;gLk; thA Gif ntspaPL 

njhlu;ghf Kf;fpakhd epakq;fs; kw;Wk; epajpfis ,dq;fhDjYk; cs;slf;FjYk; (8.7) 

9.4 fhw;Wf; fhyq;fspy; gad;ghl;bw;F vLg;gjw;F mjpfstpy; epyf;fup ,Ug;gpid 

fsQ;rpag;gLj;Jtjw;Fg; gjpyhf khw;W Kiwik %yk; epyf;fup Nghf;Ftuj;Jr; nra;Ak; 

,aYik kw;Wk; cl;fl;likg;G trjpfis Nkk;gLj;JtJ njhlu;ghf rhj;jpats 

Ma;nthd;wpid Nkw;nfhs;Sjy; (8.8.1> 8.8.2) 

9.5 ,wf;Fkjp nra;ag;gl;l epyf;fup vjpu;ghu;f;fg;gl;l tptuf; Fwpg;Gf;fspypUe;J tpyfpapUe;j 

 NghjpYk; mjw;F gjpyhf tpiy rPuhf;fk; %yk; ,e;j ,Ug;gpid ifNaw;gjw;F 

gjpyhf ,zq;fpa tptuf;Fwpg;GfSf;F ,zq;f epyf;fup ngWifia Nkw;nfhs;s eltbf;if 

vLj;jy;. (8.9.1> 8.9.2) 

9.6 epyf;fup nfhs;tdtpw;fhf epakpf;fg;gLfpd;w njhopy;El;g kjpg;gPl;Lf; FOtpd; 

 cWg;gpdu;fSf;F ,ilNa Rw;whly; mwpTld; $ba cWg;gpdu; xUtiu 

 cs;slf;Ftjw;F eltbf;if vLj;jy; (8.9.4) 

9.7 fg;gy;fspypUe;J ts;sq;fSf;F epyf;fup ,wf;Fk; NghJ flYf;Fy; epyf;fup tpOtij 

jtpu;f;Fk; tifapy; nghUj;jkhd Ntiyj;jpl;lnkhd;W Muk;gpg;gjw;F eltbf;if vLj;jy;. 

(8.9.5) 

9.8 rhk;gy; njhFjp mike;Js;s G+kpapy; gwf;Fk; rhk;gy; kw;Wk; fPo; rhk;gy; Bottom Ash 

 gbthf ,Ug;gjw;F gjpyhf me;j rhk;giy ntspNaw;Wk; eilKiwnahd;iw 

Jupjg;gLj;Jtjw;Fk; njhFjpapy; gbe;Js;s rhk;gy; mstpid Rw;whlYf;F rhjhfkhd 

tifapy; Jupjkhf mfw;Wtjw;fhf ,yq;if Njrpa nghwpapayhsu; Muha;r;rp mgptpUj;jp 

epiyaj;Jld; ifr;rhj;jplg;gl;bUe;j Gupe;Jzu;T cld;gbf;ifia nraw;gLj;Jtij 

Jupjg;gLj;Jtjw;F cj;jpNahfj;jupfspd; ftdj;ij nrYj;jy; (8.10.2 > 8.10.3) 

9.9 mdy; kpd; epiyaj;jpypUe;J cUthFk; rhk;gy; kw;Wk; njhFjpapy; fsQ;rpag;gLj;jg;gl;Ls;s 

rhk;giy gad;ghl;bw;F vLg;gjw;Fk; ntt;NtW cw;gj;jp  nra;af;$ba KjyPl;lhsu;fSf;F 

,r;rhk;giy toq;Ftjhf njupag;gLj;jy; (8.10.3) 

9.10 kpd; epiyaj;jpd; tsp khriljy; nraw;ghLfis njhlu;r;rpahf kjpg;gPL nra;tjw;Fk; 

(Monitoring) ghu cNyhf gupNrhjidfSf;Fkhf nghUj;jkhd eilKiwnahd;iw 

mwpKfg;gLj;Jjy; (8.11.2) 

9.11 fly; ePupd; juj;ij guPl;rpg;gjw;fhf ,uz;lhtJ kw;Wk; %d;whtJ gpupTfspy; ,iza topapy; 

(Online) Nkw;ghu;it %yk;  gad;gLj;Jtjw;F  eltbf;if vLj;jy; (8.12.1) 
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9.12 kpd;epiyaj;jpd; tstpy; cs;s rpw;Wz;br;rhiyf;F gad;gLj;jg;gLk; ePupd; jd;ikia 

 guPl;rpg;gjw;fhf Kiwahd eilKiwnahd;iw jahupj;jy; (8.12.2> 8.12.3) 

9.13 kpd;epiyak; kw;Wk; kpd;epiyaj;ijr; Rw;wp epyf;fPo; ePupd; juj;ij gupNrhjpj;jy; Njrpa 

Kf;fpaj;Jtkhd nraw;ghLfshf fUjp Muk;gpf;fg;gl;L njhlu;r;rpahf nraw;gLj;Jtjw;Fk; 

mJ njhlu;ghf juT Kiwnahd;iw NgZtjw;F cupa fhyj;jpy; kPsha;T nra;tjw;F 

eltbf;if vLj;jy;. (8.13.2) 

9.14 epiyaj;jpy; jw;NghJ nraw;gLj;jg;gl;L tUk; cw;gj;jp ,asyit $ba nraw;jpwdhd 

tifapy; Nkw;nfhs;tjw;fhf Njitahd eltbf;iffis vLj;jy; (8.14.1) 

9.15 Njrpa kpd;rhu Kiwikf;F jlq;fy; Vw;glhj tifapy; guhkupg;G eltbf;iffis jpl;lkply; 

(8.14.3) 

9.16 topapyhd fhyepiy juTfs; Kiwnahd;W (Online System) gad;gLj;jp mjpfkhf fhw;W 

tPRk; fhyq;fspy; 24 kzpj;jpahyq;fs; fhw;wpd; jpir kw;Wk; fhw;wpd; Ntfj;ij msg;gjw;fhf 

Kiwiknahd;W jahupj;jy;. (8.15) 

 

9.17 epyf;fup njhFjpapypUe;J ,lk;ngWk; Rw;whly; Nrjq;fis Fiwg;gjw;fhf jw;NghJ 

fhzg;gLk; Rw;whly; jilfis tpupthf;Ftjw;fhf eltbf;if vLj;jy;. (8.16.1> 8.16.2) 

 
9.18  ePu; njspg;ghd; Kiwikia nraw;gLj;Jk; epiyikf;F cl;gLj;Jjy;. (8.16.3) 

 
9.19 RaghJfhg;G tyaj;ij tpupthf;Ftjw;fhf Njitahd eltbf;iffis 

Jupjg;gLj;Jjy;.(8.16.4.) 

 

9.20  fhLfis NkTif nra;tjw;Fs;s gpuNjrj;jpw;Fg; nghUj;jkhd kuq;fis eLjy;.(8.16.5)  

9.21 rhk;gy; njhFjpf;fhf fhw;W jilnahd;iw epu;khzpj;jy;. (8.16.8)  

9.22  nkhwl;Lt gy;fiyf;fofj;jpd; %yk; flypd; cs;Ns epyf;fup gbe;jpUf;Fk; Kiwia Kiw 

njhlu;ghd fzpg;gPl;L eltbf;iffs; Nkw;nfhs;tij Muk;gpg;gjw;F Njitahd eltbf;if 

vLj;jy;. (8.16.10) 

9.23 fly; mupg;gpid jtpu;g;gjw;fhf fiuNahu ghJfhg;G jpizf;fsj;Jld;  fye;Jiuahb flw; 

fiuia ghJfhg;gjw;fhf eltbf;if vLj;jy;. (8.16.11) 

9.24  kpd;epiyaj;ij Rw;wp fpuhkthrpfSf;fhf Njitahd 24 kzpj;jpahyq;fSk; njhlu;r;rpahf 

kpd;rhuj;ij toq;Ftjd; %yk; kpd;epiyaj;jpw;F fpuhkthrpfspd; vjpu;;g;gpidf; Fiwj;Jf; 

nfhs;syhk; (8.17) 

9.25  jtwhd jfty; r%fkag;gLj;jg;gLtij jtpu;g;gjw;fhf gj;jpupiffSf;F jfty;fis 

toq;Ftjw;F kpd;epiyaj;jpdhy; ngauplg;gl;l KftnuhUtiu epakpj;jy; kw;Wk; 

kpd;epiyaj;jpd; Kf;fpaj;Jtk; njhlu;ghf kf;fis mwpKfg;gLj;Jjy; (8.18) 
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9.26  ,e;epiyaj;jpypUe;J vjpu;ghu;f;fg;gl;l Nehf;fq;fis epiwNtw;Wtj w;fhf 

jahupf;fg;gl;l jpl;l nraw;ghl;bDs; cs;slq;fpAs;s ,yf;fpid ifNaw;Fk; NghJ 

vjpu;ghu;f;fg;gl;l Rw;whly; nghWg;Gf;fis fhyuPjpapy; tiutpyf;fzg; gLj;jhjpUe;jJld; 

mjd; ngWNgnwhd;whf nraw;jpl;lj;jpypUe;J vjpu;ghu;f;fg;glhj Rw;whly; rpf;fnyhd;W 

cUthfpapUe;jik mtjhdpf;fg;gl;lJ. ,jdhy; Rw;whly; rpf;fy;fSf;fhf nrythFk; 

nghUsjhu> r%f kw;Wk; Rw;whly; fpuaj;ij Fiwj;J kpd;epiyaj;jpypUe;J Njrpa 

nghUshjhuj;jpw;Fk; r%fj;jpw;Fk; $ba ngWkjpnahd;iw ifNaw;gjw;F eltbf;if 

vLj;jy;. 
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Operations of the Lakvijaya Power Station and its Environmental Impact 

------------------------------------------------------------------------------------------- 

1. Executive Summary 

Lakvijaya Power Plant belongs to the Ceylon Electricity Board is one and only coal power station 

in Sri Lanka with the capacity of 900 MW established at Kalpitiya – Norochchele in the North 

Western Province. The first stage with 300 MW in the year 2006 and the second stage with 600 MW 

in the year 2010 had been commenced and 900 MW from the first and the second stages was added 

to the national grid in the years 2011 and 2014 respectively. With a contribution from 26 power 

stations (except private power stations) under the Ceylon Electricity Board for the present electricity 

generation of Sri Lanka and a contribution from 247 sub stations, the total electricity production in 

the year 2017 was 14,671.2 Gwh. The contribution of the Lakvijaya Power Plant for this production 

was 34.78 per cent. It was observed that, of the main sources of water, fuel and coal used for the 

production of electricity, coal is the second source of minimum average unit cost for the production 

of electricity. 

This report has been prepared with the objective of the identification of operations of this power 

plant and its environmental impact. The first Environment Protection Licence had been issued by 

the North Western Provincial Environmental Authority for the Lakvijaya Power Plant in the year 

2015 but the Central Environmental Authority had not intervened in this connection. Even though, 

the application for the renewal of licence for the year 2017/2018 had been forwarded on 14 June 

2017, to the Provincial Environmental Authority by the power station, it had not been issued even 

by 10 May 2018. As sufficient attention of the Provincial Environmental Authority had not been 

drawn in respect of the process of operation of power plant for the achievement of objective of 

issuing the Environmental Protection Licence and the inefficiency of other responsible entities it 

was observed that environment had adversely affected. 

As a special attention was not paid in respect of the quality of coal which is the principle raw material 

used for the production of electricity by the Lakvijaya Power Plant had also caused a foremost factor 

for adverse environmental issues. Similarly, even though the disposal methodology of by products 

produced as fly ash and bottom ash while coal being combusted had been identified at the planning 

stage, that process had not been adequately implemented and as such it was observed that it would 

pose environmental problems and increase the cost to be incurred by the power plant in taking action 

to control such problems. It was observed that instead of depositing fly ash in the yard which is an 

environmental problem, requirement of another identified raw material for the electricity generation 

having being disposed of ash from the yard by an expeditous cause of action. It was further observed 
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that the Provincial Environmental Authority had not continuously monitored to ensure whether the 

operations of the power plant were carried out in accordance with the ambient air quality standards 

published by the Provincial Environmental Authority.   

The requirement of continuous supervision of the disposal of toxic air and solid waste emitted in the 

process of coal combustion and harmful to the environment, process of discharging refined sea water 

used for the operation activities of the power station, into the sea again and the continuous 

supervision of under ground water etc. were observed in audit. It was further observed that efficiency 

of flue gas desulphurization (FGD) in respect of emission air and electro static precipitator (ESP) in 

respect of fly ash should be continuously monitored. Necessary action should be taken to carry out 

the maintenance function of the power station in accordance with a proper plan and to widen the 

wind barrier now existing round the coal yard in order to prevent the dusty particles available in the 

coal yard with wind and to prevent in spreading ash clustered now in the coal yard to the country 

side. 

Action has to be taken for the minimization of impact caused to fisher – folk through the operation 

of power station, and planning necessary action to find the quantity of coal deposited in the sea bed 

and minimize such deposit by carrying out the seabed surveys. It was also observed that necessary 

action should be taken to minimize coastal erosion and to protect the coastal line. In following all 

these processes, production of electricity can contribute as a value added industry to the national 

economy as well as an environmental friendly industry by minimizing environmental damages. 

          

2. Background and nature of the report 

Lakvijaya power station belongs to the Ceylon Electricity Board is one and only coal power station 

in Sri Lanka with the capacity of 900 MW established at Kalpitiya – Norochchele in the North 

Western Province. The first stage with 300 MW in the year 2006 and the second stage with 600 

MW in the year 2010 had been commenced and 900 MW from the first and the second stages was 

added to the national grid in the years 2011 and 2014 respectively. Lakvijaya power station is one 

and only coal power station in Sri Lanka contributing one third of the total electricity generation 

and is important to identify economic and social values arisen thereby. This report had been 

prepared on the requirement of preparing an environmental audit report in respect of environmental 

issues arisen in the operation of that power station and action taken to prevent them, anticipated 

proposals to be implemented in future and its operation etc.  
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3. Scope 

Operating activities of the Lakvijaya Power Station in the years 2016, 2017 and up to 10 May 

2018, maintenance function of the power station, environmental issues faced at present, tests and 

survey reports issued by the stakeholders interested there upon had been examined. 

           

4. Scope Limitations 

 

In arriving at conclusions based on the observations indicated in this report, it is brought up that 

my scope had been subjected to the under mentioned limitations. 

 

4.1. Capacities of coal yard and fly ash and bottom ash yard could not be specifically stated as 

the stock of coal purchased by the power station and the fly ash and bottom ash spread in the 

yard had not been physically verified.  

4.2. It was unable to forecast future effect by sound and vibration and also unable to assess the 

impact of the operations from the inception of the power station for the quality of soil existed 

in the power station premises at present.  

 

4.3. Unable to identify planning weaknesses caused to environmental problems as the 

construction designs relating to the construction of power station had not been examined.    

 

4.4. Non-examination of performance of all sources of obtaining electricity, using waterfalls, 

wind and private sector by the Ceylon Electricity Board to generate electricity.  

 

4.5. In arriving audit recommendations and conclusions, information and data obtained from 

other parties had been based.   

 

5. Methodology in the preparation of report 

 The following methodologies had been followed in the preparation of this report. 

5.1.   Examination of documents. 

5.1.1. National environmental Act No. 47 of 1980  

5.1.2. North Western Provincial Environmental Statute No. 12 of 1990 

5.1.3. Bidding documents for the supply of coal during the period from September 2017 to April 

2019 between the Ceylon Electricity Board and the Lanka Coal Company (PVT) Ltd. 
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5.1.4. Action plan and recommendations made for the minimization of environmental effect as 

much as possible by the Lakvijaya Thermal Power Station presented by the Public 

Utilities Commission of Sri Lanka.   

5.1.5. Recommendations made by the National Water Resources Research and Development 

Agency  

5.1.6. Gazette notification extra ordinary 2006 of the Democratic Socialist Republic in Sri 

Lanka. (Department of Coastal Conservation)  

5.1.7. Gazette notification extra ordinary No 2010/23   dated 16 March 2017 orders of   the 

Water Resources Board. 

5.1.8. Registered maintained by the North Western Provincial Environmental Authority 

5.1.9. Electricity generation and research data of the Lakvijaya power station 2016, 2017 and 

up to 10 May 2018 

5.1.10. Performance reports of the Lakvijaya Coal Power Station. 

5.1.11. Performance report for the Ceylon Electricity Board 

5.1.12. Recommendation of the Public Utilities Commission of Sri Lanka 

5.1.13. Media reports and reports issued by other entities relating to environmental issues 

 

5.2. Other Tests 

5.2.1. Spot inspections – Lakvijaya Power Station premises 

5.2.2. Interviews had with few villages of Narakkalliya, Paniadiya  

 

6. Introduction to the process  

 

6.1. Electricity demand and generation in Sri Lanka at present, introduction to Lakvijya Power 

Station and identification of its impact 

6.2. Quality of coal to be existed, by products of coal combustion and maintenance of ambient air 

quality standards. 

6.3. Ascertainment of water, required for the cooling system of the power plant, process of 

disposing refined water into the sea and identification of current position of underground 

water. 

6.4. Performance of the power station and analysis of data relating to the temporary suspension of 

the power station for operations. 

6.5. Present positions of the programs implemented to prevent environmental problems, third party 

comments on the environment issues and the explanation of media reports publish thereabout.   

7. The Process 
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7.1. Current electricity demand and electricity generation in Sri Lanka  

 

7.1.1.   Electricity demand in Sri Lanka 

In considering the electricity demand for the last 15 years from 2002 to 2016, it was 

observed that the annual average growth rate stands at 6 per cent. The electricity demand 

of GWh 11,786 in the year 2015 had risen to GWh 12,785 in the year 2016. The average 

demand, forecasted for the 5 years from 2018 to 2022would be 5.9 per cent whereas it 

would be anticipated that the average growth rate of demand for the ending 25 years from 

2018 to 2042 would be 4.8 per cent. 

             (Source: Generation Expansion Plan 2017) – Annexe 01 

 

7.1.2. Electricity generation sources in Sri Lanka at present 

The foremost electricity suppliers in Sri Lanka is the Ceylon Electricity Board. By the year 

end 2017 the total generation capacity amounted to MW 4087 and the electricity had been 

distributed through 247 sub stations. Of these substations, ownership and operations of 26 

substations belonged to the Ceylon Electricity Board and the number of power stations 

belonged to Sri Lanka in the year 2017 according to the electricity generation data are as 

follows. (Annexe - 02) 

            

 

Table No 01 - Power Stations generated electricity in Sri Lanka - 2017 

Type of power station Number of power stations 

Hydro  power 17 

Thermal 8 

Wind 1 

Under the private ownership  

Thermal            6 

Small scale ownership             

Others              215 

       

      Source: [CEB statistical Digest – 2017] – Annexe 02 
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7.1.3. Source contribution for electricity Generation  

The Ceylon Electricity Board had been established under the principle vision of 

“maintenance of a develop efficient , co-operative and an economical electricity supply to 

the entire Sri Lanka , conforming to our values and ethics” ( Annexe - 03) and the 

contribution of the power stations to the cumulative electricity production of the Ceylon 

Electricity Board during the past 4 years is as follows. 

   Table  No 02 - Sources contribution to the Electricity generation 2014 – 2017 

        

Source - [CEB Statistical Digest 2014,2015,2016,2017] Annexe – 04 

 

 

 

 

 

 

 

 

 

 

 

 

  Electricity production (GWh)  

Total 

production 

  

Contribution 

of the 

Lakvijaya 

Power 

Station to 

the  
Electricity 

Production 

% 

Year  
 Hydro 

 coal  

(Net) 

IPP 

thermal 

 
Solar 

 

   oil wind   (GWh) 
 

2014 3,632.0 1,696.0 3,202.0 3,825.0 2.1 - 12,357.1 25.91% 

2015 4,904.0 1,050.0 4,443.0 2,691.0 1.1 - 13,089.1 33.94% 

2016 3,481.0 2,297.0 5,047.0 3,322.0 2.1 - 14,149.1 35.67% 

2017 3,059.0 2,529.0 5,103.0 3,978.0 2.2 - 14,671.2 34.78% 
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Picture/ Diagram No 01 – Electricity production under various sources  

 

 

7.1.4. Efficiency measurements of Electricity Generation      

Certain indicators used in the measurement of efficiency of the electricity generation are 

as follows. 

i.  Plant Factor 

ii. Running Plant Factor 

iii. Generation Cost 

iv. Average Unit Cost 

v. Availability Factor 

Source [Generation Performance in Sri Lanka - 2016 - PUCSL] Annexe - 05 

The progress of few power stations relating to these performance indicators during the year 2016 is as 

follows. 
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Table No 03 - Progress of few power stations relating to the performance indicators of Electricity 

Generation 

 

 Power Plant 

Performance Indicator 

Annual 

generation 

(GWh) 

 

Plant 

Factor 

Percentage 

      % 

Running 

Plant 

Factor 

Percentage 

% 

 Generation 

Cost  

 

 

(Rs. Million) 

Average 

Unit 

Cost 
(Total 

cost – 

CEB) 

(Rs./ 

KWh) 

 

 

Availability 

Factor 

Percentage  

       % 

Hydro Power 

Victoria 588.93 31.9 
64 2,345 

3.98 
83 

64 88 

Lakshapana - 

New 
432.18 42.4 

50 1,630 

(Lakshapana 

New/ Old) 

2.44 

87 

48 91 

Polpitiya 325.04 49.3 
54 2,201 

5.09 
85 

62 89 

Randenigala 323.44 30.2 

85 2,021 

(Randenigala/ 

Rantambe) 

4.34 

88 

92 89 

Samanalawewa 260.54 24.7 
56 1,868 

7.17 
90 

59 89 

Coal Power  - lakvijaya 

Lakvijaya - Unit  

1 

 

826.96 31.38 38.93 

 

 

 

 

33,349 

6.61 48.23 

Lakvijaya - Unit  

2 

 

2,383.01 90.43 95.2 6.61 93.63 

 

 

Lakvijaya- Unit  

3 

 

2,365.48 89.76 94.11 6.61 92.7 
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Fuel 

Kelanithissa 

Power Station  

(KCCP) 

780.71 55.2 

GT – 89 

19,845 

(CCY) 

38.71 

 (PS 

GTS) 

70  

(GT) 

ST - 94 
25.42  

 (CCY) 

64  

(ST) 

Sapugaskanda B 474.70 77.6 84 10,969 23.11 85 

 Barge CEB 356.11 67.6 100 
 

7,783 
21.86 98 

 Source - [Generation Performance in Sri Lanka - 2016 - PUCSL & CEB] Annexe – 05 

 

7.1.5. Cost of Electricity generation – 2015 / 2016 

Contribution by each technology for the generation of one unit of electricity for the last two 

years appear below.  

 

Table No 04 – Cost of Electricity Generation 2015/2016 

 

 

Technolog

y 

Cost of fuel 

 

 

 

Rs. Mn 

Cost of 

spare parts 

and other 

maintenanc

e materials 

Rs. Mn 

Other 

operating and 

maintenance 

cost  

 

Rs. Mn 

Total 

generation 

cost 

 

 

Rs. Mn 

Unit  

 

 

 

GWh 

Average 

cost for the 

generation 

of one unit 

 

Rs/KWh 

2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 2015 2016 

Thermal- 

Oil 

22,80

2 

49,51

6 

1,08

7 

1,67

7 
6,322 6,412 

30,21

1 

57,60

5 
1,085 2,362 

27.8

4 

24.3

8 

Thermal 

- Coal 

21,30

4 

20,76

2 
748 762 

10,63

1 

11,97

8 

32,68

2 

33,50

2 
4,457 5,066 7.33 6.61 

Hydro 

power 
- - 532 364 7,608 7,980 8,140 8,344 4,925 3,501 1.65 2.38 

Total 
44,10

6 

70,27

8 

2,36

7 

2,80

3 

24,56

1 

26,37

0 

71,03

3 

99,45

1 

10,46

7 

10,93

0 
6.79 9.10 

Source - [Annual Report - 2015/2016 - CEB] Annexe – 06 

 

107



 
 

7.1.6. Variances of Electricity generating sources  

As compared with the variances of hydraulic power source used for the production of 

electricity during the past 3 years, statistics in respect of using other sources of electricity 

generation appear below. 

Table  No 05 – Variances of Electricity generating sources 

Yea

r 

Hydr

o 

Powe

r 

GWh 

Percen

tage of 

varianc

e  % 

Oil 

GWh 

Percen

tage of 

varianc

e  % 

Coal

GWh 

Perce

ntage 

of 

varian

ce  % 

Priva

te 

contr

ibuti

on 

GWh 

Percen

tage of 

varianc

e  % 

Oth

ers ( 

Win

d 

and 

sola

r) 

GW

h 

Perce

ntage 

of 

varia

nce  

% 

Total 

Produ

ction 

GWh 

2015 4,904  1,050  4,443  2,691  1.1  13,089 

2016 3,481 (37.62) 2,297 140.85 5,047   14.85 3,322   47.82 2.1  100 14,149 

2017 3,059  2,529  5,103  3,978  2.2  14,671 

                                           Source [CEB Statistical Digest 2014,2015,2016,2017] Annexe -04 

 

          In the generation of electricity from the year 2015 to 2017, the electricity generation from 

hydraulic power source had recorded a decline from 37.46 (4,904/13,089x100) per cent to 20.85 

(3,059/14,671x100) per cent and when considered only hydro power source, it had dropped by 

37.62 per cent. It was observed that the electricity generation by using oil source and the 

electricity purchases from the private sector (IPP) during this period had risen by 140.85 per 

cent and 47.82 per cent respectively, to satisfy the electricity demand during that period. The 

increase of number of units generated during this period using coal, incurring the second 

minimum unit cost source out of the electricity generation sources of Ceylon Electricity Board 

had been only 14.85 per cent.  
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7.2. Introduction to Lakvijaya Power Station  

 

7.2.1. Establishment and production capacity 

One and only thermal power station belongs to the Ceylon Electricity Board located at Kalpitiya 

– Norochchole area in the North Western Province is the Lakvijaya coal power station which has 

the capacity of 900 MW. This power station had been located nearly 100 meters towards the 

highland from Puttalam, maritime adjacent to Paniyadi and Narakkalliya villages, a distance of 

about 12 Km via main road and Western direction of the town. Construction works of the first and 

the second stages had been completed in March 2011 and May and September 2014 respectively, 

and the power station is operated under 3 units with the capacity of 300 MW in each unit.   

 

7.2.2. Skeleton of the power plant premises 

         The extent of the area where power station is located consists of 470 meters in width and 2000 

meters in length approximately. One unit with the capacity of 300 MW contains 01 boiler, 01 

steam turbine, one static electro precipitator (ESP) one flue gas desulphurization (FGD) and a 

chimney with a length of 150 meters. The power station had been invented with “Low NOx 

Burners which was a special formation being regulated the temperature in a manner that minimizes 

Nitrogen Oxide exhausted in coal combustion. In addition, a coal yard, 46 Acres in extent and a 

yard to deposit bottom ash, 25 Acres in extent had existed in that premises. This power station 

generates 20 Kw of electricity and it will increase up to 220 Kw through the transformer and linked 

to the National Grid via 2 transmission lines consisting of 2 circuits, the lengths of 117 Km and 

100 Km through the Veyangoda and Anuradhapura sub – stations respectively. 

 

 

7.2.3. Administrative powers of the power station 

The Lakvijaya power station operates under a Chief Engineer and its organizational hierarchy is 

as follows. 
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 Picture/ Diagram No 02 - Organizational Hierarchy of the Lakvijaya Power Station 

 

  

 

7.2.4. Cost per unit of electricity and contribution to National grid 

            Sources mainly used for the production of electricity by the Ceylon Electricity Board are 

classified as hydraulic power coal and oil and the contribution made by using those sources 

during the year 2016 and the generating cost per unit is as follows. 

          Table No 06 - Electricity generating cost per unit and the generating contribution – 2016 

            Source Average cost per unit (for 1 

KWh Rs) 

Electricity generation 

Hydro power  4.60 24.6% 

Coal 6.61 35.7% 

Oil 23.46 16.2% 
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   Picture/ Diagram No 03 - Average unit cost –Rs (kwh) - 2016 

 

             

Source – (Generation Performance in Sri Lanka - 2016 - PUCSL, CEB Statistical Digest 2016 and 

CEB) Annexe -07 

 

7.2.5. Comparison of electricity generation cost of the Lakvijaya thermal power station 

Comparison data in respect of cost incurred for the number of Gwh generated by the 

Lakvijaya power station up to the year 2017 and the cost to be incurred for the production 

of electricity of the same number of Gwh by the Kelanithissa power station which generates 

electricity by using oil through the combine cycle is given below. 

 

Table No 07-   Comparison of generated cost of the Lakvijaya Power Station with the generated 

cost of the Kelanitissa Power Station 

  

Description Unit  1st stage  2nd stage  Total  

Lakvijaya Thermal Power Station 

I 

Net electricity generation Gwh  

            

8,787.87  

    

13,681.28  

    

22,469.15  

II Operating and maintenance costs per 

unit of electricity Rs . 

                    

8.39  

              

8.39  

              

8.39  

III 

Approximate electricity generating cost Rs. Mn  

          

73,730.00  

 

114,785.94  

 

188,515.94  

IV 

Agreed price  Rs. Mn 

          

70,525.00  

 

126,945.00  

 

197,470.00  

0

5

10

15

20

25

Hydro power Coal Oil

Average cost per unit (for 1 KWh Rs)
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Combine Cycle electricity generation of  Kelanitissa  

Power station   
V Net electricity generated by Lakvijaya 

Power Station Gwh  

            

8,787.87  

    

13,681.28  

    

22,469.15  

VI Operating and maintenance costs per 

unit Rs. 

                  

24.00  

            

24.00  

            

24.00  

VII Generating cost had 8787.87 Gwh of 

electricity been generated by combine 

cycle of the Kelanitissa power station   Rs. Mn 

       

210,908.94  

 

328,350.72  

 

539,259.66  

VIII As such, the total savings as a result of 

generating electricity by lakvijaya 

power station    (VII-III) Rs. Mn 

       

137,178.69  

 

213,564.78  

 

350,743.47  

  Net Savings  (VIII-IV) Rs. Mn 

          

66,653.69  

    

86,619.78  

 

153,273.00  

Annexe  -  08 

According to the above information, an expenditure of Rs.188,516 million had been incurred for the 

production of 22,469 Gwh by the Lakvijaya Thermal Power Station by the year 2017. Similarly, had the 

same number of Gwh been produced by the combine cycle of the Kelanithissa power station, the above 

computation established that a sum of  Rs.539, 260 million had to be incurred. 

 

7.3. Lakvijaya power station and its environmental impact 

 

7.3.1. Empowerment of the National Environmental Act No 47 of 1980 and North Western 

Province Environmental Statute No 12 of 1990 

 

7.3.1.1. The Central Environment Authority had been established under the National 

Environmental Act No 47 of 1980 (Annexe 09) in the year 1981. Then the Ministry of 

Environment and Natural Recourses (Currently the Ministry of Mahaveli Development 

and Environment) established in the year 2001 in view of the objectives of integrating 

development process of Sri Lanka and environmental affairs, is responsible for all 

functions connected with the Central Environmental Authority. The legal powers of the 

Central Environment Authority had been broadened under the National Environmental 

(Amendment) Act No 56 of 1988 and Act No 53 of 2000 (Annexe -09). in compliance 

with National Environmental Act, 25 sub offices had been established to cover all 09 

provinces. In addition, 2 sub offices for the Kurunegala and Puttalam districts in the North 

Western Province had been established. Making recommendations for industries proposed 

to be constructed, issue of Environmental Protection Licences and environmental 

management functions had been carried out by those 2 offices as well. (Annexe - 10) 
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7.3.1.2. Similarly, North Western Province Environmental Authority had been established in 

terms of sub – section 2 (i)   of part 1 of the North Western Province Environmental Statute  

No 12 of 1990 (Annexe 11) under the Provincial Councils powers vested in the 13th 

Amendment of the Constitution of the Democratic Socialist Republic of Sri Lanka in the 

year 1987. In terms of sub – section 07 (i) of the Statute, a Provincial Environmental 

Consultancy Council should be established and its members should be appointed by the 

Minister in charge of the subject or among them a number of members should be 

appointed. In terms of Section 7 (1) (m) of the Statute, one member should represent the 

Central Environment Authority (Annexe - 11) 

 

7.3.1.3. The fundamental case No 226/2006 (Annexe - 12) of the Supreme Court in 2006 stated 

that the Provincial Council was directly responsible for the environmental problems arisen 

from industrial processes in the North Western Province and accordingly the validity of 

the National Environmental Act, No 47 of 1980 had been suspended within the North 

Western Province. 

 

 

 

7.3.2. Issue of Environmental Protection Licence 

7.3.2.1. Under Section 23 (B) (i) of the National Environment  Act (Annexe - 09)    and Section 

21 (1) of part (v) of the North Western Province Environmental Ordinance (Annexe – 13) 

the Licence to be obtained by specific industries / processers had been annunciated and 

that licence should be obtained from the Central Environmental Authority / Provincial 

Environmental Authority. According to the nature of the industry and the entity to which 

this environmental licence is issued, the validity period of the licence is determined. The 

primary intention of the issue of this licence is the bearer of this licence is authorized to 

discharge /deposit waste and or emit noise, vibrations, air emissions which may arise as a 

result of the operation of the industry or process in accordance with the standards and 

criteria prescribed by the Central Environmental Authority / the Provincial Environmental 

Authority.  

 

7.3.2.2. The first Environment Protection Licence had been issued on 30 June 2015 bearing No 

3536/2015 dated 30 June 2015 (Annexe – 14) by the North Western Province 

Environmental Authority for the period 30 June 2015 to 29 June 2016 for the Power 

Station.  
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7.3.2.3. The power station had requested the first renewal of the licence after 29 June 2016 and 

the approval had been granted by the Authority on 30 June 2016 (Annexe - 15)  

 

7.3.2.4. Even though the application for the renewal of Environment Protection Licence for the 

year 2017/2018 had been presented on 14 June 2017 by the power station (Annexe - 16), 

the approval had not been granted by the Provincial Environmental Authority even up to 

the date of audit on 10 May 2018. 

7.3.2.5.  In terms of condition No 06 (Annexe - 17) of the licence bearing No 3536/2016 R1 issued 

for the period 30 June 2016 to 29 June 2017 it was stated that the ground water should not 

be used for the operations or any other activities of the power station without obtaining 

the prior approval of the Water Resources Board. 

 

7.3.2.6. Under Section 61 of the North Western Province Environmental Statute No 12 of 1990 

read in conjunction with section 20 and 21 of the said Statute, regulations made by the 

Minister had been promulgated by the gazette No 1685/11 dated 21 December 2010 

(Annexe – 18). The condition No 07 (Annexe - 17) of the licence emphasized that the 

power station should strictly adhere to orders in respect of ambient air quality as stated in 

this gazette notification. 

 

7.3.2.7. In terms of regulation No 8 of the licence, (Annexe - 17) the quality of fuel to be used for 

the operation of the power station is stated as “good quality, low ash coal with Sulphur 

content of 1% or less by weight shall be used for the operation of the plant. 

 

7.3.2.8. In terms of conditions 13.5 of the Environment Protection Licence, records in respect of 

the quantity of dangerous waste generated by operation of the project and its quality 

should be maintained and such reports should be referred to the Provincial Environmental 

Authority annually. 

 

7.3.3. Standards and criteria issued in accordance with the National Environmental Act 

Based on the ambient air quality regulations issued in accordance with the National 

Environment Act, the environmental standards and criteria of the North Western Province 

had been determined. 
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7.3.4. Analysis of Environmental impact on landing and transportation of coal to yard and 

the annual coal requirement  

 

7.3.4.1. For the production of 300 MW capacity electricity, 110-114 metric tons of coal per hour 

approximately is required and for the production of 900 MW capacity of electricity, it was 

estimated that approximately 2,250,000 metric tons of coal is required annually. Coal for 

the power station is supplied during the period from January to April and September to 

December every year and the capacity of a vessel which transports coal is approximately 

65,000 metric tons. Accordingly, the number of expected shipments per annum is 35 

approximately. 

 

7.3.4.2. According to the paragraph 2.2.3 of the environmental effect evaluation study report 

prepared in March 1998, alternatives had been proposed to build a jetty for the facilitation 

of loading imported coal to the yard. One alternative was to build a jetty with the length 

of 4.2 Km and another alternative was to build a jetty with the length of 500 meters. The 

power station had selected the alternative of construction of a jetty with 500 meters in 

length.  

 

 

7.3.4.3. Imported coal is transported to the jetty by barges (Capacity of a barge is approximately 

1500-2000 metric tons) and the coal contains in the barge is passed on to the conveyor 

belt through the cranes. (Capacity of 500 metric tons per hour) Metric tons of 15,000 – 

20,000 are transported daily by average number of barges from 9 to 10 per day. This coal 

is deposited in a yard, 41 acres in extent and this yard consist of 2 types viz: open and 

close. Coal required for the operating process obtained from these yards and deposited in 

coal bunkers. For the generation of 300 MW of electricity coal is stored in 5 such bunkers 

and the capacity of one such bunker amounts to 350 metric tons approximately. Coal 

deposited in one unit can be utilized for a period of 10 hours and to generate 300MW, 

only 4 bunkers out of 5 are required. Particulars of number of vessels and the countries of 

imports for the last 5 years are as follows. 
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         Table No 8 - Coal Imported country and number of arrivals of vessels from 2013 to 2017 

Imported county   Number of arrivals of vessels  

2013 2014 2015 2016 2017 

Indonesia 7 18 11 - - 

Russia - - 21 4 - 

South Africa 2 - - 25 37 

Total  9 18 32 29 37 

 

Picture/ Diagram No 04 - Coal yard and Conveyer belt by which coal is transported  

 

 

 

 

 

 

  

- Storing coal    -  

 

 

7.3.4.4. The Minister of Transport and Civil Aviation had held discussions with the officials of 

the Ministry of Power and Renewable Energy, Lanka Coal Company, Department of Sri 

Lanka Railways and Holcim Lanka (PVT) Ltd. in the years 2015 and 2016 in respect of 

the ability to transport coal by train from Trincomalee to the power station. 

 

 

 

7.4. Quality to be available in coal  

 

7.4.1. In terms of schedule 2.B of the bid document No LCC /16/T/1 agreed upon with the Lanka 

Coal Ltd. by the Ceylon Electricity Board in respect of the procurement process and the 

supply of quantity of coal required for the operation process of the Lakvijaya power station 

during the period September 2017 to April 2019, quality of coal to be existed from the year 

2013 to 2017 according to the information made available to audit by the Lakvijaya Power 

Station was stated as follows. (Annexe – 19)  
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     Table No 09 -   Anticipated qualitative requirement of coal 

Parameter unit 2013/2014 2014/2015 2015/2016 2016/2017 2017/2018 

GCV value 

 

Kcal/kg 6300  

(Rejected 

Value , less 

than 5800 ) 

6300 

(Rejected 

Value , less 

than 5900) 

6300 

(Rejected 

Value , less 

than 5900) 

6300 

(Rejected 

Value , less 

than 5900) 

6,150 

(Rejected 

Value , less 

than 5900) 

Total moistures  

 

 

% wt 12 

(Rejected 

Value 

More than  

16% ) 

12 

(Rejected 

Value 

More than  

16%) 

12 

(Rejected 

Value 

More than  

16%) 

12 

(Rejected 

Value 

More than  

16%) 

12 or less 

(Rejected 

Value 

More than  

16%) 

Ash content  

 

% wt 11 

(Rejected 

value more 

than 16) 

11 

(Rejected 

value more 

than 16) 

11 

(Rejected 

value more 

than 16) 

11 

(Rejected 

value more 

than 16) 

11 or less  

(Rejected 

value more 

than 16) 

Fixed Carbon  

 

% wt  39 39 49.5 49.5 49.5 

Volatile matter  

 

% wt 42 

(Rejected 

Value Less 

than 22) 

42 

(Rejected 

Value Less 

than 39.9) 

27 

(Rejected 

Value Less 

than 39.9) 

27 

(Rejected 

Value Less 

than 39.9) 

31 

(Rejected 

Value Less 

than 39.9) 

 Sculpture 

content   

 

% wt 0.9 

(Rejected 

value more 

than 1.2) 

0.9 

(Rejected 

value more 

than 1) 

0.5 

(Rejected 

value more 

than 1) 

0.5 

(Rejected 

value more 

than 1) 

0.5 or Less 

(Rejected 

value more 

than 1) 

Size consist   

 

 

m

m 

Mo

re 

tha

n 

50 

Less than 3 

% 

(Rejected 

value more 

than 5%) 

Less than 3 

% 

(Rejected 

value more 

than 5%) 

Less than 5 

% 

(Rejected 

value more 

than 5%) 

Less than 5 

% 

(Rejected 

value more 

than 5%) 

3% or less 

(Rejected 

value more 

than 5%) 

Le

ss 

tha

n 2 

Less than 

25% 

(Rejected 

Less than 

25%  

Less than 

25% 

Less than 

30% Less 

than 25% 

(Rejected 

Less than 

30% Less 

than 25% 

(Rejected 

 15% or 

less, less 

than 25% 

(Rejected 
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value more 

than  30%) 

(Rejected 

value more 

than  30%) 

value more 

than  30%) 

value more 

than  30%) 

value more 

than  30%) 

Hard grove grind 

ability med  

 

°H 45  

(Rejected 

value less 

than 40) 

45 

(Rejected 

value less 

than 40 

more than 

59) 

50 

(Rejected 

value less 

than 40 

more than 

59) 

51 

(Rejected 

value less 

than 40 

more than 

59) 

50 

(Rejected 

value less 

than 40 

more than 

59) 

                                                                                                 

Reducing basis 

Ash fusion 

tempest - IDT 

 

 

 

 

 

°C 

  1,250 

(Rejected 

value less 

than 1150, 

more than 

1300) 

1,250 

(Rejected 

value less 

than 1150, 

more than 

1300) 

1,250 

(Rejected 

value less 

than 1150, 

more than 

1300) 

Ash fusion 

tempest - Fluid 

 

  1325 

(Rejected 

value less 

than 1250, 

more than 

1500) 

1325 

(Rejected 

value less 

than 1250, 

more than 

1500) 

1,325 

(Rejected 

value less 

than 1250, 

more than 

1500) 

 

Accordingly, in the examination the anticipated qualitative requirements and the existed qualities 

of imported coal during the period 2013 to 2017 the following were observed.  

 

 

• Quality of coal imported in the years 2013,2014 and 2015 were observed as follows. 
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Table No 10 - Quantity of coal deviated from qualitative requirements – 2013-2017 

 

Parameter  

Quantity of coal deviated from qualitative requirements 

(metric tons) 

 

2013 2014 2015 2016 2017  

GCV (below 5900) - 460,900 - - -  

Moisture  - 55,270 - - -  

Volatile matter  - 57,530 - - -  

Sulpher  - 114,269 - - -  

Tolal quantity existed at a rejected 

level  

- 575,169 - - -  

Total coal purcheses  1,003,545 1,849,726 2,191,529 2,209,983 2,117,165  

Quantity existed at a rejected level 

as a percentage of total coal 

purcheses  

 

0% 

 

31.09% 

 

0% 

 

0% 

 

0% 

 

 

 

7.4.2 In terns of section 3.4.3 (a) of the bid documents for the period 2017 to 2019, is the imported 

stock of coal not in accordance with the expected specifications, provisions had been made to 

accept those stocks by adjusting prices. The responsibility of the suppliers is terminated at the 

port of loading under the ‘FOB’ pricing method agreed upon by suppliers (Annexe - 20) 

 

7.4.3 According to the bid document 3.5.2, the independent inspectors had been appointed to check 

the quality of imported coal stock at the port of loading and port of landing. The inspectors 

check samples of coal taken after being loaded to the ship at the port of loading and issue 

reports. These reports should be transmitted to the buyer via E- mail message within 3 days 

after the completion of loading (Annexe - 21)       

 

7.4.4 In order to assist the Special Standing Cabinet Appointed Procurement Committee (SSCAPC) 

for the purchase of coal, a standing Technical Evaluation Board ,consisting of 7 members had 

been appointed.(Annexe – 22) 

 

7.4.5 In purchasing coal, a company should be selected by evaluating the minimum quotations to 

get more economic benefit as well as in a manner to minimize the effect on environment arisen 

while coal being combusted. 
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7.4.6 In loading imported coal from the ship to the barges, coal fallen and are deposited around the 

seabed and near the jetty. 

 

7.5 By products of coal combustion (fly ash and bottom ash)  

 

7.5.1 In the combustion for the electricity production process two main by products are created as 

denoted fly ash and bottom ash. In order to prevent discharging fly ash in to environment Electro 

Static Precipitator (ESP) is used. This instrument (ESP) is a plated filter containing opposite 

charges and it filters 99.3 per cent of fly ash particles. Filtered fly ash is deposited on the plate 

of the precipitator and fly ash is separated through vibrators fixed into it and deposited in large 

bins. In generating 900 MW of electricity about a maximum 900 metric tons of fly ash and 180 

metric tons of bottom ash are daily created as by products. At the planning stage of the project, 

it was stated within the discharge methodology of ash that fly ash is taken by cement 

manufactures and action would be taken to store bottom ash in the ash yard of the power station 

for a period of 30 years. This ash yard is about 25 acres in extent. The anticipated life time of 

one unit operated in the power station had been identified as 35 years at the planning stage and 

as such the quantity of fly ash and bottom ash probable to be created form the year 2018 onwards 

on the assumption that those 3 units would be operated at an efficiency level of 65 per unit (para 

No -7.9.3) is calculated as follows.  

 

Table No 11- Quantity of fly ash probable to be created since 2018 and onwards 

      

 Unit  
Beginning 

year  

Year to be 

completed 

the life 

time of 35 

years   

Number 

of years 

available 

from 2018  

onwards  

(Efficiency 

level 65% ) 

quantity of fly 

ash created per 

day  

(Metric tons) 

Quantity of 

fly ash 

probable to be 

created per 

year   

(Metric tons) 

Quantity of 

fly ash 

probable to be 

created form 

2018 

onwards 

(Metric tons) 

 1 2011 2046 28 195 71,175 

        

1,992,900  

 2  2014 2049 31 195 71,175 

        

2,206,425  

3 2014 2049 31 195 71,175 

        

2,206,425  

Total   

        

6,405,750  
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Table No 12- Quantity of bottom ash probable to be created since 2018 and onwards 

Observations made in the audit examination carried out relating to the discharging methodology of by 

products stated above appear bellow.  

          

          Picture/ Diagram No 05 - Ash yard  

 

 

 

 

 

 

 

 

 

 

 

 

7.5.2 About 425,008 metric tons of fly ash had been sold during the period 2015 to 10 may 2018 and 

the balance metric tons of 443,909 fly ash had been deposited in the ash yard (Annexe – 23) 

 

7.5.3 The National Engineering Research Development Center (NERDC) had recommended that fly 

ash is suitable for the use of manufacturing cement and other construction work. Furthermore, 

this center had entered in to a Memorandum of Understanding on 08 August 2017 with the 

Ceylon Electricity Board to give technical knowhow to the small and medium scale 

Unit  

Beginnin

g year  

Year to be 

completed 

the life 

time of 35 

years   

Number of 

years 

available 

from 2018 

onwards  

(Efficiency 

level 65% ) 

quantity of fly 

ash created per 

day  

(Metric tons) 

Quantity of 

fly ash 

probable to be 

created per 

year   

(Metric tons) 

Quantity of 

fly ash 

probable to be 

created form 

2018 onwards  

(Metric tons) 

 1 2011 2046 28 39 14,235 398,580  

 2  2014 2049 31 39 14,235 441,285  

 3 2014 2049 31 39 14,235 441,285  

 

Total  

     

1,281,150  
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Industrialists for promoting and selling the products manufactured by using fly ash and bottom 

ash (Annexe – 24)   

 

7.5.4 Bids were called for the disposal of fly ash produced as a by product of combustion of coal in 

the generation of 900 MW of electricity daily through the news paper advertisement,    

published on 20 April 2017 (Annexe – 25) and 8 entities had entered into  agreements to 

purchase fly ash for a period of 5 years form 2018 to 2022 under quality No 1 and quality No 

– 2.( Annexe – 26) 

 

7.5.5 Subject to the conditions stipulated in the observations made by the Ministry of Finance and 

Mass Media under Tender No - LV/CEPD/FLY/Ash/02 at the meeting of the Cabinet of 

Ministers held on 22 November 2017, the approval had been granted for the sale of ash for a 

period of 5 years in terms of paragraph 7.1 to 7.9 of the Cabinet Memorandum. (Annexe – 27) 

 

7.5.6 Had the agreements relating to the above proposals been executed, the quantity of ash 

exhausted annually amounted to 480,000 metric tons and  an income of 874.95 million had 

been estimated to earn therefrom. (Annexe – 28) 

 

7.5.7 According by 30 cubes of bottom ash and 858 loads had been sold during the period from 2015 

to 2018 and earned an income of Rs.438,335 by the power station. (Annexe – 29) 

 

7.5.8 The remaining fly ash and bottom ash in the power station is deposited in a land near the power 

station, 25 acres in extent. When the wind is getting up (May, June, July, August and 

September off season), fly ash is accumulated to the environment.  

 

7.5.9 When physically verified the land where ash was deposited, it was observed that these two 

types of ash had been separately deposited. 

 

7.5.10 When the fly ash is deposited in the yard, it mixes up with water and deposited being 

transported by tippers and such ash had covered on the area of about 7 acres now as a ‘slurry’ 

which is a hardened waste. The Environmental Engineer of the power station said that the 

height of the yard deposited ash by 10 may 2018 was nearly 10 meters and the height of the 

capacity in which ash could be deposited was about 25 meters.   
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7.5.11 When fly ash, mixed up with water is hardened, it does not add up to air as dust. How ever, fly 

ash not mixed up with water can add to the air as dust. 

 

7.5.12 In the electricity generating process, bottom ash would be wetness due to mix up with water. 

  Picture/ Diagram No 06 - Bottom ash being deposited in the yard       

 

 

 

 

 

 

 

 

 

 

 

 

 

7.6 Maintenance of ambient air quality standards 

 

7.6.1 Micro ash particulates generated in the process of coal combustion are emitted as fly ash with 

heated air between the quantity of 12 to 14 tons per hour. This emitted air after being filtered 

by ESP is entered in to the Flue Gas Desulphurization and this air is mixed up with sea water 

and remove the air created by sulfur combustion and subsequently released to the high sky 

through a chimney, 150 meters in height. 

 Picture/ Diagram No -07 Flue Gas Desulphurization and chimneys related to 3 units 
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7.6.2 According to the North Western Environmental Statute No 12 of 1990, ambient air quality 

standard regulations had been gazetted by gazette notification extra ordinary No-1685/11 dated 

21 December 2010. (Annexe – 18) Under this, tests to be carried out to ensure whether specific 

air quality standards are maintained by using equipment approved by the Provincial 

Environmental Authority. Six pollutants had been identified by this regulation viz:  

01. Particulate matters  - PM10 (Air dynamic diameter less than 10 micro    

meters) 

02. Particulate matters -PM2.5 (Air dynamic diameter less than 2.5 micro    

meters)   

03. Nitrogen dioxide   - NO2 

04. Sulfur dioxide   - SO2 

05. Ozone     - O3 

06. Carbon Monoxide   -CO 

Few pollutants released to the atmosphere in the coal combustion are identified as follows 

(Annexe – 30)  

01. Particulate matters  - PM10 

02. Particulate matters  - PM2.5 

03.  Nitrogen Oxide     – NOx 

04.  Sulfur dioxide   - SO2 

05.  Carbon dioxide   - CO2 

06.  Methane    - CH4 

07.  Heavy metals including mercury 

7.6.3 Observations made in the examination of data made available to audit by the lakvijaya power 

station in respect of ambient air for the period from 21 may 2018 to 02 June 2018 are as follows. 

Table No 13 – Ambient air observation data  

Date  Unit 1 Unit 2 Unit 3 

Ambient air   - NOx ,SO2 ,CO, CO2 ,O2  

21.05.2018 Unit shut down  Tested  Tested  

23.05.2018 Not tested  Tested  Tested  

25.05.2018 Tested  Tested  Tested  

27.05.2018 Tested  Unit shut down  Unit shut down  

31.05.2018 Tested  Unit shut down  Unit shut down  

02.06.2018 Tested  Tested  Unit shut down  

           (Annexe – 31) 
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7.6.4 Moreover, under the “MALE” convention, rain water be collected in batches for the 

identification of the possibility of occurring acid rain due to inter border limit air pollution and 

to implement the acid rain control projects and the quality of acidity minus kinetic should be 

tested (Annexe – 32) 

 

7.6.5 The contract valued at Rs. 3.95 million had been awarded to the Industrial Technology Institute 

on 25 April 2018 by letter No-LV/T/2018/127 for carrying out a study on the quality of 

combusted gases discharge through smoke pillars, efficiency measurement of the electro static 

precipitator (ESP) which discharges micro particulates contained in the atmosphere and the 

flue gas desulphurization (FGD) and to test noise, vibration and the quality of water. 

 

 

7.7 Water supply for the cooling water system of the power station and the disposal process of 

water in to the sea after being refined 

 

7.7.1 Sea water is used for the cooling water system used for the operations of the power station and 

58,000 cubic meters of water per unit per hour is obtained and it is approximately 1,000 cubic 

meters per second. 

Picture/ Diagram No 08 - Supply of water for the cooling water system 

 

 

 

 

 

7.7.2 Tow parameters namely PH value and temperature are used for the raw water quality test. 

Action to be taken to control the quality to be maintained at the discharging point of water in 

to the sea again by testing those parameters. 
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7.8 Underground water 

 

7.8.1 In terms of gazette extra ordinary No- 2010/23 of 16 March 2017 of the Water Resources      

Board (Annexe – 33) if government entities use a natural water spring or deep or shallow 

underground water for their projects such projects should be implemented in compliance with 

directions given by the Water Resources Board. The power station had requested to use 74 

shallow wells by December 2017. 

 

7.8.2 The contract for continuous ground water monitoring of surrounding area of the power station 

had been awarded to the Water Resources Board by letter No – LV/T/2018/0126 of 23 April 

2018 and its estimated value amounted to Rs. 3.95 million (Annexe – 34) 

 

7.9 Performance of the power station and temporary suspension of operations. 

 

7.9.1 Plant factor, Running plant factor and Available factor are the three indicators for the 

measurement of performance in the electricity generation process. These indicators are 

calculated as follows. 

• Plant factor = 
𝑎𝑐𝑡𝑢𝑎𝑙 𝑒𝑛𝑒𝑟𝑔𝑦 𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑖𝑜𝑛 𝑑𝑢𝑟𝑖𝑛𝑔 𝑡ℎ𝑒 𝑛𝑜𝑚𝑖𝑛𝑎𝑙 𝑝𝑒𝑟𝑖𝑜𝑑 

𝑝𝑜𝑡𝑒𝑛𝑡𝑖𝑎𝑙 𝑒𝑛𝑒𝑟𝑔𝑦 𝑝𝑟𝑜𝑑𝑢𝑐𝑡𝑖𝑜𝑛 𝑑𝑢𝑟𝑖𝑛𝑔 𝑡ℎ𝑒 𝑝𝑒𝑟𝑖𝑜𝑑 
 

    

• Running plant factor   

The running plant factor of a generation unit is the ratio of the actual energy output of a 

generation unit over a period of time to its potential output if it had operated at full nameplate 

capacity during the period in which it has been operated. 

• Availability factor =    
𝑑𝑢𝑟𝑎𝑡𝑖𝑜𝑛 𝑖𝑛 𝑤ℎ𝑖𝑐ℎ 𝑡ℎ𝑒 generation unit was available for operation   

total length of the period
 

 

This would identify the causes of unplanned or forced energy losses. Reducing outages   

increases the number of operating hours, therefor, increases the plant availability factor. 

 

7.9.2 The plant factor, running factor and the available factor of unit 1 of the lakvijaya power station 

in the year 2016 had been recorded as 31.38 per cent, 39.93 per cent 48.23 per cent respectively. 

This had been a low value as compared with the unit 2 and unit 3         (Annexe – 5) 

7.9.3 Doable production capacity and the performance of the power station relating to the past 3 

years is as follows. 
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Table No 14 – Production capacity and the performance of the power station. 

Year  Doable production 

capacity 

MW 

Doable production 

capacity 

 Gwh  

Actual 

production 

capacity 

Gwh 

Actual production as 

a percentage of 

doable capacity  

2015 900 900*8,760/1,000= 7,884 4,443 56.35 

2016 900 900*8,760/1,000= 7,884 5,047 64.01 

2017 900 900*8,760/1,000= 7,884 5,103 64.72 

7.9.4 Instances where operations of the lakvijaya power station had been temporary shut down during 

the period form January 2016 to 30 April 2018 were observed as follows (Annexe – 35) 

 Table No 15 – Instances where operations of the power station had been shut down 

Year  No.of days shut 

down by unit 1 

No.of days shut 

down by unit 2 

No.of days shut 

down by unit 3 

2016 223.52 17.58 21.54 

2017 55.31 53.43               82.0 

2018/04/30  13.02 23.52 - 

Total  291.85 94.53 103.54 

 

   Five main reasons had been identified for these temporary stoppages as follows. 

1. Commissioning – Testing period to ensure the correct activation of the unit after   

                              a major maintenance works    

2. Internal fault 

3. External fault 

4. Maintenance 

5. System Control Calls (SCC request) 
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       Table No 16 – Reasons for temporary stoppages of operations and occasions. (Annexe - 36) 

Unit and year  

Commiss 

-onning 

Internal 

faults  

External 

fault  
Maintenance 

Work  

System 

Control 

requests  
Shut 

down 

period - 

days  

Shut 

down 

period - 

days  

Shut down 

period - 

days  

Shut down 

period - 

days  

Shut 

down 

period - 

days  

Unit 1   

2016 

                           

9.68  137.49 

                 

29.38  40.89 

                      

6.07  

2017  -  

 

55.31   -  -  -  

Up to 10 may 

2018  -   -   -  

                     

13.02   -  

Total  
                             

9.68  

                     

192.80  

                    

29.38  53.91 

                      

6.07  

unit 2 

2016  -  

                          

5.63  

                    

11.95   -   -  

2017  -  53.21 

                       

0.22   -   -  

Up to 10 may 

2018  -  

 

23.52  -   -   -  

Total  
                                

-    

                     

82.36  

                  

12.17  

                          

-    

                           

-    

unit 3 

2016  -  

                          

6.14  

                    

15.40   -   -  

2017  -  

                       

71.14   -  

                     

10.86   -  

Up to 10 may 

2018  -   -   -   -   -  

Total  
                                  

-    

                       

77.28  

                    

15.40  

                     

10.86  

                           

-    

Grand total   

                             

9.68  

                     

352.44  

                    

56.95  

                     

64.77  

                      

6.07  

 

 

7.9.5 The Maintenance program to be carried out by the power station from the year 2018 to 2021 

had been prepared. Accordingly, maintenance of work of main category in 2 units and the 

second category in one unit had been planned in the year 2019. During this maintenance period, 

the entire unit for which maintenance is required has to be stopped approximately 100 days 

and 45 days. The power station had made a contribution of nearly 35 per cent to the national 

energy generation process in the year 2017 but during such maintenance period the 

contribution probably be reduced. (Annexe – 37)        
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7.10   Meteorological data 

Weather data collection units operated in the power station for the measurement of wind speed 

and wind direction had been installed in 2 places and the data obtained from these units via a 

pen drive and being observed (Annexe – 38) 

7.11 Progress of programmes, implemented to prevent environmental complications. 

Matters observed at the physical verification carried our on 10 may 2018 in respect of steps expected 

to be implemented by the power station for the prevention of environmental issues contained in the 

letter No –PPM/LVC/සිවිල්/37-88 of 02 November 2017 to the Power Plant Manger addressed to the 

District Secretary, Puttalm and the issues stated in the letter No-LVPP/PPM/ප ොදු-6/148 of 05 June 

2018 (Annexe – 39) addressed to the Auditor General are as follows. 

7.11.1 Problem 01- prevention of expanding dust particles available in the coal yard with the wind 

7.11.1.1 Action 01 – putting up wind barriers around the coal yard. 

7.11.1.1.1 Observation 01- The existing wind barrier around the coal yard comprises 15 meters in high and 

460 meters in length. (Annexe – 40)   

           Picture/ Diagram No -09 Wind barrier existed around the coal yard 

 

 

 

       

 

    

 

 

 

7.11.1.1.2 Observation 02 – The estimated cost of the wind barrier (Annexe – 41) proposed to be 

constructed with a length of 1,183.5 meters prepared by the Ceylon Electricity Board on 29 

September 2016 amounted to Rs.600 million approximately. The procurement process had been 

initiated for this purpose since 05 October 2017 and this contract had been awarded on 05 February 

2018 for a value of Rs.483,794,564 (Annexe – 42) 
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7.11.1.2 Action 02 – Implementation of mobile water sprinkle machine and the water scattering system of 

the coal yard. 

7.11.1.2.1 Observation – Action had been taken to operate water scattering systems within the coal 

yard in order to minimize the expansion of dust particulates generated while coal was 

stacked and in removing coal from the coal yard for operating purposes and two mobile 

sprinkle machines to minimize the expansion of dust particulates to the village. 

 

7.11.1.3 Action 03 – Construction of a security zone between the coal yard and the village. 

7.11.1.3.1 Observation 01 – As the coal yard had been broadened, the existing buffer zone had 

narrowed and as such it was observed that there were more chances of expanding coal 

power quickly by wind. Action had been initiated in the year 2017 to purchase a new 100 

meters land strip (25 acres) to broaden this buffer zone.  

7.11.1.3.2 Observation 02 – In order to minimize expanding coal dust particulates to environment, 

various trees had been planted to create a green cover within this zone. 

7.11.1.4 Action 04 – Covering the non usable coal stock by a chemical slurry.  

  

   Picture/ Diagram No 10 – Coal yard 
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7.11.1.4.1 Observation - In order to prevent expanding dust particulates to the village by near, 

generated from coal stored in the coal yard, 46 acres (360m x 510m) in extent and stores 

capacity of 1.21 million metric tons and the Engineers of the power station said that this 

chemical slurry could be used to minimize the risk of catching fire the coal stock and the 

annual probable cost to be incurred thereon amounted to Rs.35 million.   

 

7.11.2 Problem 02 – Minimization of extending fly ash  

7.11.2.1 Action 01 – keep ash with moistness while being transported to the ash yard and    

reloading. 

7.11.2.1.1 Observations 01 – The anticipated cost for two type of methods viz: use of machines and 

man power for levelling ash accumulated in the yard and covering the surfus of the ash 

yard by using slurry mixed up with water and ash (a part of the yard about 7 acres) 

amounted to Rs.55 million per year. 

 

Picture/ Diagram No 11 – Ash yard   

 

 

 

 

        

    

 

 

 

 

 

7.11.2.2 Action 02 – Putting up a wind barrier to the west wind direction of the ash yard (direction 

to the sea)  

7.11.2.3  

7.11.2.3.1 Observation 01 - There was a chance of expanding ash towards the village by monsoon 

wind during the monsoon season and as a precaution, the power station had planned to 
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construct a wind barrier in the west direction of the ash yard. The estimated cost thereof 

amounted to about Rs.300 million. Along with the progress of the construction of the wind 

barrier in the coal yard. it was planned to commence this construction work as well. 

 

7.11.3 Problem 03 - Impact on the oceanic resource and the fishermen in Kalpitiya area as a result 

of discharging water form the water-cooling system of the power station. 

 

7.11.3.1 Action 01 – Conducting continuous researches with the National Aquatic Resources and 

Development Agency (NARA) on sea water temperature, PH value, solute oxygen, 

plankton, inducing the behavior of other living beings. 

 

7.11.3.2 Action 02 – Conducting sea bed surreys. 

 

7.11.3.2.1 Observation 01 – Requests had been made from the University of Moratuwa to get surveys 

done for the identification of the manner how coal was deposited in the sea bed by carrying 

out sea bed surveys. 

 

 

7.11.4 Problem 04 – Erosion of Ilanthadiya coastal line  

 

7.11.4.1 Action 01 – Putting up break waters keeping a specific gap.  

 

7.11.4.1.1 Observation 01 - Discussions had been held with the Department of Coast Conservation 

for the prevention of coastal erosion’ 
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7.12  Comments of the third parties  

 Matters revealed at the interview held on 11 May 2018 with certain farmers, cultivating near the 

power station and few fishermen living in the fisheries village are as follows. 

  

Picture/ Diagram 12 - Interview held with few villages around the power station and the 

cultivation around the power station. 

  

    

 

 

 

 

 

 

 

 

 

 

7.12.1 Opinion of the farmers who were cultivating near the power station is that if an action is taken 

to prevent  damages caused to their houses, health and agricultural crops, as ash in the coal 

yard and the ash yard is carried away towards the village during the off season of 6 months 

from May to October which is a more windy  period, the location of the thermal power station 

is not a problem to them. 

 

 

7.12.2 Another main problem the villagers face is that villages residing near the power station are not 

getting electricity continuously throughout 24 hours a day even though a wind power station 

and the lakvijaya power station are in operation in the Puttalam District. As such, a few 

villagers said that this station was a hindrance to their day to day life and engage in agricultural 

activities. 
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7.12.3 Opinion of the people in the fisheries village is that the sea area belongs to them for fishing 

had become smaller and their fishing are obstructed as coal ships and barges are always sailing 

here and there. 

 

7.12.4 Opinion of the fisherman is that as a result of discharging hot water from the water-cooling 

system of the power station, fish and sea lives is damaged. 

 

 

 

 

7.13  Media reports  

Certain newspapers had reported that environment world be damaged by operations of the 

thermal power station whereas some other newspapers had reported that such a damage reported 

those news papers was not caused there from.  
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8 Observations 

 

8.1 Source contribution for electricity generation 

In the examination of electricity production data for the last 4 years, it was observed that the 

average contribution of the lakvijaya power station is 32.58 per cent and contribution of hydro 

and fuel is 28.08 per cent and 13.80 per cent respectively. (7.1.3) 

8.2 Electricity generation cost 

 Instead of using sources with minimum cost, it was observed that attention was drawn to high 

cost sources (7.1.6) 

8.3 Electricity generation cost per unit in the lakvijaya power station and its contribution 

It was observed that one third contribution of electricity production of the Ceylon Electricity 

Board and the source with minimum second average cost of production per unit represents the 

production of electricity by coal. (7.2.4) 

8.4 Comparison of electricity generation cost of the lakvijaya power station   

  As compared with the Kelanitissa power station, a sum of Rs.350,743 million could be able to 

save by the Ceylon Electricity Board form the lakvijaya thermal power station which generates 

electricity using coal as a raw-material, when the contractual value of Rs. 197,470 million was 

adjusted to this gross savings, the Board had sustained a net saving of Rs. 153,273 million (7.2.5) 

8.5 Enforceability of the National Environmental Act No 47 of 1980 and the North Western 

Province Environmental Statue No 12 of 1990 

 

8.5.1 It was observed that the North Western Province Environment Consultancy Council had not 

been implemented even by 10 May 2018 in terms of section 7(1)(k) of the Environmental 

Statute (7.3.1.2) 

 

8.5.2 It was observed that the Central Environment Authority had not intervened for environmental 

issues arisen in the lakvijaya power station since the inception of operating process in the year 

2011(7.3.1.3) 

 

8.6 Issue of Environmental Protection Licence 

 

8.6.1 The Environment Protection Licence had been issued by the North Western Province 

Environmental Authority but intervention or any tests had not been carried out by the Central 

Environment Authority (7.3.2.2) 
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8.6.2 In the renewal of the licence with 22 conditions issued by the Provincial Environmental 

Authority to the power station, without being verified whether such conditions had been 

satisfied and sufficient follow up of its accuracy had been carried out, that licence had been 

renewed up to 29 June 2017. Accordingly, the attention of the authorities had not been drawn 

in respect of probable environmental risk which would arise with the operations of the power 

station. (7.3.2.3) 

 

8.6.3 It was observed in audit that functions of the Lakvijaya Coal Power Station had been operated 

without a valid Environmental Protection Licence during the period from 29 June 2017 to 10 

May 2018 the date of audit. In terms of letter No. PEA/PKT/EPL/CH/H/149/2015 (Annexe  - 

43) addressed to the General Manager of the Ceylon Electricity Board by the Acting Director 

of the Provincial Environmental Authority dated 09 August 2017, before the renewal of 

Environment Protection Licence for the year 2017/ 2018, it was stated that documents / reports 

to be submitted by the power station under 6 main parts. It was observed in Audit that the 

environmental issues based on these requirements were not created only the year 2017 but they 

were the issues for which attention should have been paid since the prior years. (It is further 

cleared by issues stated in Annexe No 44) (7.3.2.4) 

 

8.6.4 Even though ambient air quality regulations had included regulations respect of air identified 

as materials attenuating ozone layer and air which would threaten environmental condition, it 

was observed that ambient air quality regulations in respect of other pollutant air causes 

exhausted while coal combustion process (eg :- Mercury, Carbon dioxide CO2 ) had not been 

published. (7.3.2.6) 

8.6.5 According to the condition No 06 “good quality” and “low ash coal” had not been clearly 

defined and special attention was not paid on the standard permissible in the imported coal 

(7.3.2.7) 

 

8.6.6 In terms of condition No 13.5, the quantities and quality of hazardous waste generated at the 

plant premises should keep the Provincial Environmental Authority informed on an annual 

basis. However, this requirement had not been fulfilled continuously and it had not been 

observed by the Provincial Environmental Authority. (7.3.2.8) 
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8.7 Standards and criteria issued in teams of National Environment Act   

Based on the standards and criteria issued in terms of the National Environmental Act, 

environmental standards and criteria had been determined by the North Western Province. 

However, it was observed that attention was not paid for the requirement arising for changing 

those standards and criteria periodically in terms of industry by the Provincial Environmental 

Authority. (7.3.3) 

8.8 Annual coal requirement, landing and analysis of probable environmental impact by 

transporting coal to the yard. 

 

8.8.1 As the existing Jetty of the power station is shorter in length, vessels which carry coal had been 

anchored nearly 4 Km away from the jetty. Furthermore, as vessels do not arrive during more 

windy seasons, it was observed that during such periods coal is stored and as such dust is 

spread. (7.3.4.2 & 7.3.4.3) 

 

8.8.2 Even though discussions had been held with certain institutions in respect of the ability to 

transport coal by train from Trincomalee to the power station, it was failed. (7.3.4.4) 

 

8.9 Quality prevalent to coal 

 

8.9.1 According to the data made available to audit, it was observed that 31.09 per cent of the total 

quantity of coal imported in the years 2014/2015 had deviated from the specific standards. 

(Annexe - 45) (7.4.1)  

8.9.2 It was observed that attention had been drawn to take over stock of coal by the power station 

by adjusting the prices when the stock of coal was received exterior to expected specifications, 

the authorities had not sufficiently considered about the environmental damage due to 

combustion of substandard coal. (7.4.2) 

 

8.9.3 It was observed at a test examination relating to reports issued in respect of quality of stock of 

coal that those reports were not issued within the specific periods and there were abnormal 

delays as well. Since vessels carrying coal, leave from the loading port during this period hence 

it was observed that the opportunity to reject the coal stock at the loading port itself, is deprived 

of if it is established that coal stock is not up to the specific standard. (7.4.3) 

 

8.9.4 In the standing Technical Evalution Committee appointment to check the quality of coal 

purchased in the years 2016 and 2017 no member who had the expertise knowledge in 

evaluating the impact caused to environment from coal, had been included. (7.4.4)  
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8.9.5 A Video picture made available to audit observed that coal had dropped into the sea and 

deposited near the jetty and the sea bed when coal transported from ships is loaded to the barges 

(7.4.6)   

Picture/ Diagram No 13 – The manner coal was dropped and deposited in the sea bed     

 

 

 

 

 

 

 

 

8.10 By products of coal combustion (Fly ash and bottom ash) 

 

8.10.1 Even though a Memorandum of Understanding had been signed on 08 August 2017 with few 

entities by the Ceylon Electricity Board for the sale and promotion of products made by using 

fly ash and bottom ash and to give relevant technology required therefor to small and medium 

scale industrialists, it had not been satisfactorily implemented. (7.5.3) 

 

8.10.2 Agreements relating to the proposals for the sale of this fly ash had not been executed even by 

10 May 2018 (7.5.4) 

 

8.10.3 It was observed that appropriate course of action should be taken to prevent, adding fly ash to 

the environment. (7.5.8) 

 

 

8.11 Maintenance of Ambient air quality standards 

 

8.11.1 In terms of regulations published by the North Western Environmental Authority, heavy metals 

including methane air and mercury discharged to the atmosphere by coal combustion had not 

been covered. It was observed that air emission standards with sources in order to maintain 

ambient atmospheric quality had not been published by a gazette notification. (Annexe - 46) 

(7.6.2) 
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8.11.2 In terms of continuous air emission observation data made available to audit relating to the 

lakvijaya power station, only the content of nitrogen oxide (NOX) and sulfur dioxide (SO2) 

exhausted to the   atmosphere in the process of electricity production had been tested but other 

creations had not been subject to continuous check. (7.6.3) 

 

 

8.11.3 Data in respect of ambient atmospheric quality of the power station had not been analyzed by 

the Central Environmental Authority (7.6.4)    

 

8.11.4 Even though the contract had been awarded to the Industrial Technology Institute for the 

testing of quality of combustion air exhausted through smoke pillars, sounds, vibration and the 

quality of water, action had not been taken to get the expected tests done by the Industrial 

Technology Institute even by 10 may 2018 by entering into a formal agreement (7.6.5) 

 

 

8.12 Water supply to the water-cooling system of the power station and the process of 

discharging water to the sea after being refined  

 

8.12.1 It was observed that quality of sea water is measured only at the unit 1 by using online 

monitoring sensors but the 2nd and the 3rd unit had not used those sensors (7.7.2) 

 

8.12.2 Even though some potion of sea water used for the water-cooling system of the power station 

is used for all functions of the canteen after being refined, it was observed that a continuous 

quality check of the water was not carried out (7.7.2) 

 

8.12.3 In the examination of data during the period from 2016 to 2018 observed that water discharged 

to the sea after being refined had not been subjected to continuous laboratory test in the years 

2016 and 2017 and such tests had been carried out monthly since the year 2018. Furthermore, 

at the time of being physically observed at about 6.30 pm on 11 May 2018 at the discharging 

point where water was discharged to the sea after being refined, the value of temperature was 

32 C° and it had been a tolerable limit (Annexe -47) (7.7.2) 
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Diagram No  14 – Discharge of water into the sea after being refined and the testing of the quality of that 

water  

 

          

    

 

 

 

 

 

 

 

      

8.12.4 Even though the study on the quality of discharging water through water  refinement systems 

such as the quality of water discharging through the water cooling system, industrial waste 

water refinement, sewerage water  refinement, refinement of processing water accumulated via 

coal and ash yards had been awarded to the Industrial Technology Institute, it was observed 

that agreements had not been entered into even by 10 May 2018. (7.7.2) 

  

8.13 Underground Water  

 

8.13.1 Even though the Lakvijaya power station had requested the approval of the Water Resources 

Board in the following instances for the use of shallow wells, action had not been taken to 

grant approval therefor (7.8.1) 
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 Table No 7 – Instances where lakvijaya power station had requested approval from the Water 

Resources Board for shallow wells 

Date  Extent 

of 

lands  

Capacity  No.of 

wells  

Letter No  Approval of 

the Water 

Resources 

Board   

07.09.2016 About 

45 

acres  

About 6 meters in depth and 

water level stands  at  about 

3 meters depth form the 

surface  

67 

shallow 

wells   

LVPS/DGM/Civil/37-

23 

Not given  

15.02.2017 About 

100 

acres  

About 6 meters in depth and 

water level stands  at  about 

3 meters depth form the 

surface  

74 

shallow 

wells   

LVPS/DGM/Civil/37-

55 

Not given 

05.12.2017 About 

100 

acres 

About 6 meters in depth and 

water level stands  at  about 

3 meters depth form the 

surface 

74 

shallow 

wells   

LVPP/PPM/Gen/06-

93 

Not given 

                                                                                                                                    (Annexe – 48) 

8.13.2 Even though a contract for a sum of Rs.3.95 million had been awarded to the Water 

Resources Board for continuous testing of the quality of underground water in the power 

station premises and surrounding environment, action had not been taken to commence 

testing even by 10 May 2018 having being entered into agreements. 

 

8.14 Performance of the power station and temporary suspension of operations  

 

8.14.1 In the examination of data from 2015 to 2017 an improvement of efficiency of the power 

station was observed but it represented only 65 per cent of the maximum ability of production 

capacity by the year 2017 (7.9.3) 

 

8.14.2 As compared with the year 2016, temporary suspension of operations under various reasons 

as stated in paragraph 7.9.4 in the unit 2 and unit 3 had increased by 204 per cent and 280 

per cent respectively in the year 2017. In addition, the electricity production had not been 

carried out for 352.44 days or 8,458 hours in all 3 units due to only internal causes during 

the period under consideration (7.9.4)  
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8.14.3 It was observed that planning maintenance functions in a manner that minimizing 

interruptions happen to the national electricity generation can minimize problems arise, 

thereof (7.9.5) 

 

8.15 Weather data 

 It was observed that one weather data collection system had been inactivated during the 

period form October 2017 to 10 May 2018. It was further observed that the direction of wind 

and speed was not measured during 24 hours a day with more windy periods by the weather 

data system (7.10) 

8.16 Progress of programs implemented for the prevention of environmental issues 

 

8.16.1 The existing wind barrier does not fully cover the front side of the coal yard. Blowing 

direction and speed of the wind, since the beginning with monsoon wind is changed and as 

such it was observed that expansion of coal dust by the above wind barrier could not be 

completely prevented (7.11.1.1.1) 

8.16.2 As the plan of the wind barrier proposed to be constructed had to be changed due to a 3rd 

party influence, construction works had not been started even by 10 May 2018. Accordingly, 

it was observed that the construction work, could not be completed within the expected 

timeframe and as such expected results could not be attained (7.11.1.1.2) 

 

8.16.3 The water processing system had become inactive position by 10 May 2018 and it had been 

a repairable position (7.11.1.2.1) 

 

8.16.4 Purchasing process of new lands for the broadening of buffer zone had not been completed 

even by 10 May 2018 (7.11.1.3.1) 

 

8.16.5 Even though various trees had been planted around the power station premises, it was 

observed that the anticipated forest cover, enabling to retain dust particles had not been 

created even by 10 May 2018 (7.11.1.3.2) 

 

8.16.6 Only the part of coal stock had been covered by using a chemical slurry by 10 May 2018 

(7.11.4.1) 

 

8.16.7 It was physically observed that machines and man power were used for the leveling of 

clustered ash in the yard and covering the surface of the ash yard using a slurry mixed up 
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with water and ash. Using these methods, an attempt had been made to maintain the 

expanding of ash by wind at a minimum level. It was further observed that action should be 

taken to maintain this process with a continuous supervision. (7.11.2.1.1.) 

 

8.16.8 Construction of a wind barrier towards the west wind direction of the ash yard had not been 

done even by 10 May 2018. (7.11.2.2.1) 

 

8.16.9 It was observed that a study report on sea water temperature, PH value, solute oxygen 

plankton and the behaviors of the sea lives had been presented in collaboration with the 

NARA only for the year 2017. (7.11.3.1) 

 

 

8.16.10 Even though requests had been made to the University of Moratuwa to conduct a survey to 

identify the manner how coal had been deposited in the sea bed, such tests had not been 

initiated even by 10 May 2018. (7.11.3.2.1) 

 

8.16.11 Even though discussions had been held for the prevention of coastal erosion with the 

Department of Coast Conservation, it had not been completed even by 10 May 2018 

(7.11.4.1.1) 

 

8.17 Comments of the 3rd Parties 

 It was observed that even though power stations are built, villagers do not get 24-hour 

electricity supply for their needs. (7.12.2)  

 

8.18 Media Reports 

 A particular responsible officer of the power station had not been named in order to give 

correct information to media comments and as such various individuals provide various 

information to newspaper reporters. As a result, the correct information about the Power 

Station would not be disclosed by media. It was observed that a particular person responsible 

for this purpose could not be identified. (7.13) 
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9 Recommendations 

 

9.1 Implementation of the North Western Province Environmental Consultation Committee (8.5.1) 

 

9.2 Assignment of responsibilities to the officers of the North Western Province Environmental 

Authority to ensure the correctness of information presented by the Power Station in the process 

of renewal of Environment Protection Licences (8.6.6) 

 

9.3 Recognition and inclusion of significant standards and criteria in respect of air emission 

exhausted in the coal combustion for the air emission regulations published by the Central 

Environment Authority at present. (8.7) 

 

9.4 Instead of storing excessive stock of coal for the use of off season, conducting a feasibility study 

to find the possibility of transporting coal by alternative methods and to develop infrastructure 

facilities. (8.8.1, 8.8.2) 

 

9.5 Action is taken to procure coal in compliance with the agreed specifications even though the 

imported coal is exterior to the expected specifications, instead of taking over that stock by price 

adjustments. (8.9.1, 8.9.2) 

 

9.6 Action to be taken to indicate a member with an expertise knowledge in environmental issues to 

the Technical Evaluation Committee appointed for the purchase of coal. (8.9.4) 

 

9.7 A suitable method should be initiated and implemented in a manner, minimizing the dropping 

of coal to the sea while coal is landed to the barges from vessels. (8.9.5) 

 

9.8 Paying attention of the officers to expedite the Memorandum of Understanding entered into with 

the Sri Lanka National Engineering Research and Development Center for the disposal of ash 

deposited in the yard expeditiously and to expedite the methodology of disposal of ash, instead 

of depositing fly ash and bottom ash within the premises in which ash yard was located. (8.10.2) 

(8.10.3) 

9.9 Make aware of investors who can make various products by using this ash deposited in the ash 

yard and ash generated from the Thermal Power Station, that this ash can be taken. (8.10.3) 

 

9.10 Continuous monitoring of pollutant air of the Power Station and the introduction of an 

appropriate methodology to check heavy metals. (8.11.2) 
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9.11 Action should be taken to use the online monitoring sensors in the second and third units for 

testing seawater quality. (8.12.1) 

 

9.12 Formulation of an appropriate methodology to test the quality of water used by the canteen 

located in the Power Station Premises. (8.12.2, 8.12.3) 

 

9.13 Action should be taken to expedite continuous testing of underground water within the Power 

Station and surrounding area considered as a national importance and periodical reviewing by 

maintaining a data system thereon. (8.13.2) 

 

9.14 Necessary action should be taken to use the present production capacity of the Power Station 

with a maximum efficiency. (8.14.1) 

 

9.15 Planning maintenance work in a manner not to interrupt the national electricity system. (8.14.3) 

 

9.16 Preparation of a methodology by using an online meteorological data system for the 

measurement of the direction and speed of the weather within the whole 24 hours during more 

windy seasons. (8.15) 

 

9.17 Broadening the existing wind barrier to minimize the environmental damage caused by the coal 

yard. (8.16.1 , 8.16.2) 

 

9.18 Make the water scattering system active position. (8.16.3) 

 

 

9.19 Expedite the broadening of buffer zone. (8.16.4) 

 

9.20 Cultivation of tress suitable for the area for the creation of forest cover. (8.16.5) 

 

9.21 Putting up a wind barrier for the ash yard. (8.16.8)  

 

9.22 Action should be taken to get the survey carried out by the University of Moratuwa to verify the 

manner how coal was deposited in the sea bed. (8.16.10) 

 

9.23 Action should be taken to protect coastal line in collaboration with the Department of Coast 

Conservation to prevent beach erosion. (8.16.11) 
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9.24 Minimization of villagers protests made against the Power Station by providing continuous 24 

hour electricity to villagers nearby. (8.17) 

 

9.25 In order to prevent socializing false information, a representative nominated by the Power Station 

should be appointed to provide information to media and make the general public aware of the 

importance of the power station. (8.18) 

 

9.26 In the accomplishment of targets contained in the Planning process prepared for the achievement 

of objectives anticipated from this power station, the expected environmental accountability had 

not been appropriately defined. As a result, it was observed that unexpected environmental issues 

were arisen. Hence, action to be taken to contribute highest benefits to the national economy and 

the society from the Power Station by minimizing economic, social and environmental cost 

incurred on environmental issues. 
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